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OPERATING INSTRUCTION

Note: All the pictures in this manual are just schematic diagrams, the actual is the standard. Please read
this owner’s manual carefully and thoroughly before operating the unit! Take care of this manual for future
reference.

UPUTSTVO ZA KORISTENJE

Napomena: Sve slike u ovom priru¢niku su samo Sematski dijagrami, fizicki proizvod je standard. Molimo
Vas da pazljivo i temeljno proditate ovo uputstvo za upotrebu prije koriséenja uredaja! Sacuvajte ovo
uputstvo za buduéu upotrebu.

YNATCTBO 3A YINOTPEBA

Hanomena: Cute caviku Bo 0BOj NprpayHUK ce camo WeMaTcku gujarpamu, GpranykmoT Nnponseopa e
cTanpapa. Be Monvime BHUMATENHO 1 TEMEHSIHO Aa O NpUYMTaTe OBa yNaTCcTBO 3a ynoTtpeba npep
kopucTerse Ha ypegot! CouyBajre ro oBa ynatcTso 3a naHa ynotpeba.

UPUTSTVO ZA UPOTREBU

Napomena: Sve slike u ovom priru¢niku su samo $ematski dijagrami, fizi¢ki proizvod je standard. Molimo
Vas da pazljivo i temeljno proditate ovo uputstvo za upotrebu pre koriséenja uredaja! Sacuvajte ovo
uputstvo za buduéu upotrebu.



WARNING

Warning: This air conditioner uses R32 flammable refrigerant.

Notes: Air conditioner with R32 refrigerant, if roughly treated, may cause serious harm to the human body
or surrounding things.

e The room space for the installation, use, repair, and storage of this air conditioner should be greater than 5 m'".

e Air conditioner refrigerant can not charge more than 1. 7kg.

¢ Do not use any methods to speed up defrost or to clean frosty parts except for particular recommended by
manufacturer.

¢ Not pierce or burn air conditioner, and check the refrigerant pipeline wether be damaged.

¢ The air conditioner should be stored in a room without lasting fire source, for example, open flame, burning gas
appliance, working electric heater and so on.

¢ Notice that the refrigerant may be tasteless.

e The storage of air conditioner should be able to prevent mechanical damage caused by accident.

e Maintenance or repair of air conditioners using R32 refrigerant must be carried out after security check to
minimize risk of incidents.

e Air conditioner must be installed with stop valve cover.

¢ Please read the instruction carefully before installing, using and maintaining.

Symbol Note Explanation

This symbol shows that this appliance uses a flammable refrigerant.If
WARNING the refrigerant is leaked and exposed to an external ignition source,
there is a risk of fire.

This symbol shows that the operation manual should be read
carefully.

@ CAUTION This symbol shows that a service personnel should be handling this

equipment with reference to the installation manual.

CAUTION This symbc_)l shows_ that information is available such as the operating
manual or installation manual.

CAUTION

SAFETY PRECAUTIONS

Incorrect installation or operation by not following these instructions may cause harm or damage to
people, properties, etc. The seriousness is classified by the following indications:

& WARNING! This symbol indicates the possibility of death or serious injury.

@ CAUTION! This symbol indicates the possibility of injury or damage to properties.
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/\ WARNING!

This appliance can be used by children aged from 8 years and above and persons with reduced physical,
sensory or mental capabilities or lack of experience and knowledge if they have been given supervision or
instruction concerning use of the appliance in a safe way and understand the hazards involved. Children shall
not play with the appliance. Cleaning and user maintenance shall not be made by children without supervision.
(Only for the AC with CE-MARKING)
This appliance is not intended for use by persons (including children) with reduced physical, sensory or mental
capabilities, or lack of experience and knowledge, unless they have been given supervision or instruction
concerning use of the appliance by a person responsible for their safety. Children should be supervised to
ensure that they do not play with the appliance. (Except for the AC with CE-MARKING)

The air conditioner must be grounded. Incomplete grounding may result in electric shocks. Do

not connect the earth wire to the gas pipeline, water pipeline, lightning rod, or telephone earth wire.
Always switch off the device and cut the power supply when the unitis not in use for long time so as to ensure
safety.
Take care not let the remote control and the indoor unit watered or being too wet. Otherwise, it may cause short
circuit.
If the power supply cable is damaged, it must be replaced by manufacture or its service agent or a similar
qualified person.
Don't cut off main power switch during operating or with wet hands. It may cause electric shock.
Don't share the socket with other electric appliance. Otherwise, it may cause electric shock even fire and
explosion.
Always switch off the device and cut the power supply before performing any maintenance or cleaning.
Otherwise, it may cause electric shock or damage.
Don't pull the power cord when pull out the power plug. The damage of pulling power cord will cause serious
electric shock.
Awarning that ducts connected to an appliance shall not contain an ignition source.
Don'tinstall air conditioner in a place where there is flammable gas or liquid. The distance between them
should above 1m. It may cause fire even explosion.
Don't use liquid or corrosive cleaning agent wipe the air conditioner and sprinkle water or other liquid either.
Doing this may cause electric shock or damage to the unit.
Don't attempt to repair the air conditioner by yourself. Incorrect repairs may cause fire or explosion. Contact a
qualified service technician for all service requirement.
Don't use air conditioner in lightning strom weather. Power supply should be cut in time to prevent the
occurrence of danger.
Don't put hands or any objects into the air inlets or outlets. This may cause personal injury or damage to the unit.
Please note whether the installed stand is firm enough or not. If it is damaged, it may lead to the fall of the unit
and cause the injury.
Don't block air inlet or air outlet. Otherwise, the cooling or heating capacity will be weakened, even cause
system stop operating.
Don't let the air conditioner blow against the heater appliance. Otherwise it will lead to incomplete combustion,
thus causing poisoning.
The appliance shall be installed in accordance with national wiring regulations.
An earth leakage breaker with rated capacity must be installed to avoid possible electric shocks.
This product contains fluorinated greenhouse gases.
Refrigerant leakage contributes to climate change.
Refrigerant with lower global warming potential (GWP) would contribute less to global warming than a
refrigerant with higher GWP, if leaked to the atmosphere. This appliance contains a refrigerant fluid with a GWP
equal to [675]. This means that if 1 kg of this refrigerant fluid would be leaked to the atmosphere, the impact on
global warming would be [675] times higher than 1 kg of CO2, over a period of 100 years. Never try to interfere
with the refrigerant circuit yourself or disassemble the product yourself and always ask a professional.
Ensure no following objects under the indoor unit:
1. microwaves, ovens and other hot objects.
2. computers and other high electrostatic appliances.
3. sockets that plug frequently.
The joints between indoor and outdoor unit shall not be reused, unless after re-flaring the pipe.
The specification of the fuse are printed on the circuit bord, such as: 3.15A/250V AC, etc.
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WEEE Warning

Meaning of crossed out wheeled dustbin: Do not dispose of electrical appliances as

unsorted municipal waste, use separate collection facilities. Contact you local government for

information regarding the collection systems available. If electrical appliances are disposed

of in landfills or dumps, hazardous substances can leak into the groundwater and get into the

food chain, damaging yourhealth and well-being. When replacing old appliances with new .
ones, the retailer is legally obligated to take back your old appliance for disposals at least free

of charge.

Q@ caution:

Don't open the windows and doors for long time when the air conditioner is running. Otherwise, the cooling or
heating capacity will be weakened.

Don't stand on the top of the outdoor unit or place heavy things on it. This cloud cause personal injuries or
damage the unit.

Don't use the air conditioner for other purposes, such as drying clothes, preserving foods,etc.

Don't apply the cold air to the body for a long time. It will deteriorate your physical conditions and cause health
problems.

Set the suitable temperature. Itis recommended that the temperature difference between indoor and outdoor
temperature should not be too large. Appropriate adjustments of the setting temperature can prevent the
waste of electricity.

If your air conditioner is not fitted with a supply cord and a plug, an anti-explosion all-pole switch must be
installed in the fixed wiring and the distance between contacts should be no less than 3.0 mm.

If your air conditioner is permanently connected to the fixed wiring, a anti-explosion residual current device
(RCD) having rated residual operating current not exceeding 30 mA should be installed in the fixed wiring.
The power supply circuit should have leakage protector and air switch of which the capacity should be more
than1 .5 times of the maximum current.

Regarding the installation of the air conditioners, please refer to the below paragraphs in this manual.

NOTICES FOR USE

The conditions of unit can't normally run

Within the temperature range provided in following table, the air conditioner may stop running and other
anomalies may arise.

Outdoor >430C (ApplytoT1) Outdoor >2i c
Cooling >52°C (Apply to T3) Heating <-7°C
Indoor <18°C Indoor >27°C

When the temperature is too high, the air conditioner may activate the automatic protection device, so that the
air conditioner could be shut down.

When the temperature is too low, the heat exchanger of the air conditioner may freeze, leading to water
dripping or other malfunction.

In long-term cooling or dehumidification with a relative humidity of above 80% (doors and windows are open),
there may be water condenses or dripping near the air outlet.

T1and T3 refer to ISO 5151.
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Notes for heating

e The fan of the indoor unit will not start running immediately after the heating is started to avoid blowing out cool
air.

e Whenitis cold and wet outside, the outdoor unit will develop frost over the heat exchanger which will increased
the heating capacity. Then the air conditioner will start defrost function.

e During defrost, the air conditioner will stop heating for about 5-12 minutes.

¢ Vapor may come out from the outdoor unit during defrost. This is not a malfunction, but a result of fast defrost.

e Heating will resume after defrost is complete.

Notes for turning off

e When the air conditioner is turned off, the main controller will automatically decide whether to stop immediately
or after running for dozens of seconds with lower frequency and lower air speed.

Emergency operation

e |fthe remote controller is lost or broken, use force switch

button to operate the air conditioner.
e |f this button is pushed with the unit OFF, the air

conditioner will operate in Auto mode. Force switch
e [f this button is pushed with the unit ON, the air

conditioner will stop running.

Airflow direction adjustment

1. Use up-down swing and left-right swing buttons on the remote
controller to adjust the airflow direction. Refer to the operation
manual of the remote controller for detail.

2. For models without left-right swing function, the fins has to be
moved manually.

Note: Move the fins before the unit is in operation, or your finger

might be injured. Never place your hand into the air inlet or outlet

when the air conditioner is in operation.

Specific caution Connector
1.0pen front panel of the indoor. Cable 1
2.The connector (as Fig) can not touch the terminal | Cable 2
board, and is positioned as shown in Fig. @% Terminal board
|




NAMES OF EACH PART

Indoor unit
K Airinlet
Airinlet grille —l ; I|:orce switch
Panel 1
Air filter
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Note: All the pictures in this manual are just schematic diagrams, the actual is the standard.
Plug, WiFi function, Negative-ion function, and vertical and horizontal; swing function both are optional.
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CLEAN AND CARE

/\ WARNING!

o Before the cleaning of the air conditioner, it must be shut down and the electricity must be cut off for more than
5 minutes, otherwise there might be the risk of electric shocks.

¢ Do not wet the air conditioner, which can cause an electric shock. Make sure not to rinse the air conditioner with
water under any circumstances.

o Volatile liquids such as thinner or gasoline will damage the air conditioner housing, therefore please clean the
housing of air conditioner only with soft dry cloth and damp cloth moistened with neutral detergent.

¢ In the course of the using, pay attention to cleaning the filter regularly, to prevent the covering of dust which
may affect the effect. If the service environment of the air conditioner is dusty, correspondingly increase the
number of times of cleaning. After removing the filter, do not touch the fin part of the indoor unit with the finger,
and no force to damage the refrigerant pipeline.

Clean the panel

When the panel of the indoor unit is contaminated, clean it gently with a wrung towel using tepid water below
40°C, and do not remove the panel while cleaning.

Clean the air filter

Remove the air filter

e (R —g

1. Use both hands to open the panel for an angle from both ends of the panel in accordance with the direction of
the arrow.
2. Release the air filter from the slot and remove it.

Clean the Air Filter

Use a vacuum cleaner or water to rinse filter, and if the filter is very dirty (for example, with greasy dirt),
clean it with warm water (below 45 °C) with mild detergent dissolved in, and then put the filter in
the shade to dry in the air.

Mount the Filter

1. Reinstall the dried filter in reverse order of removal, then cover and lock the panel.

i T ——

Check before use

1. Check whether all the air inlets and outlets of the units are unblocked.

2. Ceck whether there is blocking in the water outlet of the drain pipe, and immediately clean it up if any.

3. Check the ground wire is reliably grounded.

4. Check whether the remote control batteries are installed, and whether the power is sufficient.

5. Check whether there is damage in the mounting bracket of the outdoor unit, and if any, please contact our local
service center.



Maintain after use

1. Cut off the power source of the air conditioner, turn off the main power switch and remove the batteries from the
remote controller.

2. Clean the filter and the unit body.

3. Remove the dust and debris from the outdoor unit.

4. Check whether there is damage in the mounting bracket of the outdoor unit, and if any, please contact our local
service center.

@ caution:

Do not repair the air conditioner by yourself as wrong maintenance may cause electric shock or fire or explode,
please contact the authorized service center and let the professionals conduct the maintenance, and checking the
following items prior to contacting for maintenance can save your time and money.

TROUBLESHOOTING

Phenomenon Troubleshooting

® There might be power outages. < Wait until power is restored.

The air conditioner does | ® Power plug may be loose out from the socket. - The plug in the plug tightly.
not work. e Power switch fuse may blow. = Replace the fuse.

® The time for timing boot is yet to come. - Wait or cancel the timer settings.

The air conditioner can't
run after the immediate | o If the air conditioner is turned on immediately after it is turned off, the protective
start-up after it is shut delay switch will delay the operation for 3 to 5 minutes.

down.

* May reach the setting temperature. = It is a normal function phenomenon.

e May be at a defrosting state. - It will automatically restore and run again after
defrosting.

e Shutdown Timer may be set. = If you continue to use, please turn it on again.

The air conditioner stops
running after it starts up
for a while.

e Excessive accumulation of dust on filter, blocking at air inlet and outlet, and the
excessively small angle of the louver blades all will affect the cooling and heating
effect. 5 Please clean the filter, remove the obstacles at the air inlet and outlet
and regulate the angle of the louver blades.

e Poor cooling and heating effect caused by doors and windows opening, and
unclosed exhaust fan. 5 Please close the doors, windows, the exhaust fan, etc.

e Auxiliary heating function is not turned on while heating, which may lead to poor
heating effect. = Turn on the auxiliary heating function. (only for models with
auxiliary heating function)

® Mode setting is incorrect, and the temperature and wind speed settings are not
appropriate. = Please re-select the mode, and set the appropriate temperature
and wind speed.

The wind blows out, but
the cooling/ heating
effect is not good.

e The air conditioner itself does not have undesirable odor. If there is odor, it may

The indoor unit blows - ; . s
be due to accumulation of the odor in the environment. - Clean the air filter or

out odor. activate the cleaning function.

There is sound of e When the air conditioner is started up or stopped, or the compressor is started
running water during up or stopped during the running, sometimes the “hissing” sound of running
the running of air water can be heard. & This is the sound of the flow of the refrigerant, nota
conditioner. malfunction.
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Phenomenon Troubleshooting

Aslight “click” sound is
heard at the of start-up
or shut-down.

¢ Due to temperature changes, panel and other parts will swell, causing the sound
of friction. & This is normal, not a fault.

¢ The sound of fan or compressor relay switched on or off.

e When the defrosting is started or stop running, it will sound. = That is due to the
refrigerant flowed to reverse direction. They are not malfunctions.

¢ Too much dust accumulation in the air filter of the indoor unit may result in
fluctuation of the sound. - Clean the air filters in time.

e Too much air noise when “Strong wind” is turned on. = This is normal, if feeling
uncomfortable, please deactivate the “Strong wind” function.

The indoor unit makes
abnormal sound.

¢ When ambient humidity is high, water drops will be accumulated around the air
outlet or the panel, etc. - This is a normal physics phenomenon.

¢ Prolonged cooling run in open space produces water drops. - Close the doors

and windows.

Too small opening angle of the louver blades may also result in water drops at

the air inlet. - Increase the angle of the louver blades.

There are water drops
over the surface of the
indoor unit.

During the cooling
operation, the indoor
unit outlet sometimes
will blow out mist.

e When the indoor temperature and humidity are high, it happens sometimes.
- This is because the indoor air is cooled rapidly. After it runs for some time, the
indoor temperature and humidity will be reduced and the mist will disappear.

& Immediately stop all operations and cut off the power supply, contact our Service center locally in
following situations.

e Hear any harsh sound or smell any awful odor during running.
e Abnormal heating of power cord and plug occurs.

e The unit or remote controller has any impurity or water.

¢ Air switch or leakage protection switch is often disconnected.

NOTICES FOR INSTALLATION

@ IMPORTANT NOTICES!

e Before installating, please contact with local authorized maintenance cenler, if unit is not installed by the

authorized maintenance center, the malfunction may not solved,due to discommodious contact.

¢ The air conditioner must be installed by professionals according to the national wiring rules and this manual.
o Refrigerant leak tesf must be made after installation.
¢ To move and install air conditioner to another place, please contact our local special service center.

Unpacking Inspection

e Open the box and check air conditioner in area with good ventilation (open the door and window) and without

ignition source.
Note: Operators are required to wear anti-static devices.

e |tis necessary to check by professional whether there is refrigerant leakage before opening tlie box of outdoor

machine; stop installing the air conditioner if leakage is found.

¢ The fire prevention equipment and anti-static precautions shall be prepared well before checkingThen check

the refrigerant pipeline to see if there is any collision traces, and whether the outlook 1s good.




Safety Principles for Installing Air Conditioner

¢ Fire prevention device shall be prepared before installation.

¢ Keep installing site ventilated.(open the door and window)

e Ignition source,smoking and calling is not allowed to exist in area where R32 refrigerant rocated.

e Anti-static precautions in necessary for installing air conditioner, e.g. wear pure cotton clothes and gloves.

o Keep leak detector in working state during the installation.

e [f R32 refrigerant leakage occurs during tfle installation, you shall immediately detect the concentration in indoor
environment until it reaches a safe level. If refrigerant leakage affects the performance of the air conditioner,
please immediately stop the operation, and the air conditioner must be vacuumed firstly and be returned to the
maintenance station for processing.

e Keep electric appliance, power switch, plug, socket, high temperature heat source and high static away from the
area underneath sidelines of the indoor unit.

® The air conditioner shall be installed in an accessible location to installation and maintenance, without obstacles
that may block air inlets or outlets of indoor/outdoor units, and shall keep away from heat source inflammable or
explosive conditions.

e When installing or repairing the air conditioner and the connecting line is not long enough, the entire
connecting line shall be replaced with the connecting line of the original specification; extension is not allowed.

e Use new connection pipe, unless re-flaring the pipe.

Requirements For Installation Position

¢ Avoid places of inflammable or explosive gas leakage or where there are strongly aggressive gases.

¢ Avoid places subject to strong artificial electric/magnetic fields.

¢ Avoid places subject to noise and resonance.

¢ Avoid severe natural conditions (e.g. heavy lampblack, strong sandy wind, direct sunshine or h1gli temperature
heat sources).

e Avoid places within the reach of cnildren.

® Shorten the connection between the indoor and outdoor units.

e Select where it is easy to perform service and repair and where the ventilation good.

¢ The outdoor unit shalrnot be installed in any way that could occupy an aisle, stairway, exit, fire escape, catwalk or
any other public area.

¢ The outdoor unit shall be installed as far as possible from the doors and windows of the neighbors as well as the
green plants.

Installation environment inspection

e Check nameRlate of outdoor unit to make sure whether the refrigerant is R32.

e Check the floor space of the room. The space shall not be less than usable space(sm2 ) in the specification.The
outdoor unit shall be installed at a well-ventilated place.

e Check the surrounding environment of installation site: R32 shall not be installed in the enclosed reserved space
of a building.

e When using electric drill to make holes in the wall, check first whether there is pre-buried pipeline for water,
electricity and gas.

e |tis suggested to use the reserved hole in the roof of tfle walr

Requirements of the mounting structure

¢ The mounting rack must meet the relevant national or industrial standards in terms of strength with welding and
connection areas rustproofed.

¢ The mounting rack and its load carry surface shall be able to withstand 4 times or above the weight of the unit,
or 200kg, whichever is heavier.

¢ The mounting rack of the outdoor unit shall be fastened with expansion bolt.

e Ensure the secure installation regardless of what type of wall on which it is installed, to prevent potential
dropping that could hurt people.

ENG
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Electrical Safety Requirements

e Be sure to use the rated voltage and air conditioners dedicated circuit for the power supply, and the power cord
diameter must meet the national requirements.

e When the maximum current of air conditioner is =16A, it must use the air switch or leakage protection switch
equipped with protection devices.

e The operating range is 90%-110% of the local rated voltage. But insufficient power supply malfunction, electrical
shock, or fire. If the voltage instability, proposed to increase the voltage regulator.

® The minimum clearance between the air conditioner and the combustibles is 1.5 m.

e The interconnection cord connect the indoor and outdoor units. You must first choose the right cable size
before preparing it for connection.

e Cable Types: Outdoor Power Cable: HO7RN-F or HO5RN-F;

Interconnection cord: HO7RN-F or HO5RN-F;
e Minimum Cross-Sectional Area of Power cable and interconnection cord.

North America Other regions
Appliance AWG Rated _Current of Nominal Cross-Sectional
Amps (A) Appliance (A) Area (mm?)

10 18 >3and<6 0.75

13 16 >6and <10 1

18 14 >10and <16 1.5

25 12 >10and <16 25

30 10 >10and <16 4

40 8 >10and <16 6

¢ The size of the interconnection cord, power cable, fuse, and switch needed is determined by the maximum
current of the unit. The maximum current is indicated on the nameplate located on the side panel of the unit.
Refer to this nameplate to choose the right cable, fuse, or switch.

¢ Note: Core number of cable refer to the detailed wiring diagram adhered on the unit which you purchased.

Requirements for operations at raised height

e When carrying out installation at 2m or higher above the base level, safety belts must be worn and ropes of
sufficient strength be securely fasten to the outdoor unit, to prevent falling that could cause personal injury or
death as well as property loss.

Grounding Requirements

e The air conditioner is the class | electrical appliance and must ensure a reliable grounding.

¢ Do not connect the grounding wire to a gas pipe, water pipe, lightning rod, telephone line, or a circuit poorly
grounded to the earth.

e The grounding wire is specially designed and shall not be used for other purpose, nor shall it be fastened with a
common tapping screw.

¢ Interconnection cord diameter should be recommended as per instruction manual ,and with type O terminal
that meet local standards (internal diameter of type O terminal needs to match the screw size of the unit, no
more than 4.2mm). After installation, check the screws whether have been fixed effectively, and there is no risk
of loosening.



Others

The connection method of the air conditioner and the power cord and the interconnection method of each
independent element shall be subject to the wiring diagram affixed to the machine.
The model and rating value of the fuse shall be subject to the silkscreen on corresponding controller or fuse

sleeve.

Packing list

Packing list of the indoor unit

Packing list of the outdoor unit

Name Quantity Unit Name Quantity Unit
Indoor Unit 1 Set Outdoor Unit 1 Set
Remote Controller 1 PC Connecting pipe
; 2 PC
R (optional)
Batteries (7#) 2 PC
Plastic Strap 1 ROLL
Owner’s manual 1 Set
Pipe Protection Ring 1 PC
Drain pipe 1 PC
Luting (putty) 1 PACKET
(optional)

Note: All accessories s hall be subject to actual packaging material, and if there is any difference, please
understand.

INSTALL INDOOR UNIT

Dimension drawing of indoor unit installation

Space to the ceiling

Space to the wall

20cm above

200-260cm

Space to the floor

N
3} rsemtoe
9

Space to the wall

20cm above
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Mounting plate

1. The wall for installation of the indoor unit shall be hard and
firm, so as to prevent vibration.

2. Use the "+" type screw to fasten the peg board, horizontally

mount the peg board on the wall, and ensure the lateral
horizontal and longitudinal vertical.

3. Pull the peg board by hand after the installation, to confirm
whether it is solid.

Wall-through Hole

1. Make a hole with an electric hammer or a water drill at the
predetermined position on the wall for piping, which shall
slant outwardly by 5°-10°.

2.To protect the piping and the cables from being damaged
running through the wall, and from the rodents that may
inhabit in the hollow wall, a pipe protecting ring shall be
installed and sealed with putty.

Note: Usually, the wall hole is $60mm~$80mm. Avoid pre-

buried power wire and hard wall when making the hole.

Route of Pipeline

S

Pipe protection
ring

m -

Putty

1. Depending on the position of the unit, the piping may be routed sideway from the left or the right (Fig 1), or
vertically from the back (Fig 2) (depending on the pipe length of the indoor unit). In the case of sideway routing,

cut off the outlet cutting stock of the opposite side.

Fig1

Connecting Pipe
Drain Hose and

Outlet material preparation

Fig 2

Connecting Pipe
Drain Hose and
Cables



Drain pipe connection

1. Remove the fixed part to pull out pipe of indoor machine from the case. Screw the hexagon nut in the left of the

joint to the end with your hand.
2. Connect the connecting pipe to the indoor unit:

Aim at the pipe center, tighten the Taper nut with fingers, and then tighten the Taper nut with a torque wrench,
and the direction is shown in diagram on the right. The torque used is shown in the following table.
Note: Carefully check if there is any damage of joints before installation.

The joints shall not be reused, unless after re-flaring the pipe.

Tightening torque table

The size of pipe (mm) Torque (Nm)
o6/ $6.35 15~88
$9/$9.52 35~40
G612/ ¢12.7 45~ 60

$15.88 73~78
$19.05 75~ 80

Wrap the Piping

N

. Use the insulation sleeve to wrap the joint part the indoor
unit and the connection pipe, and then use insulating
material to pack and seal insulation pipe, to prevent
generation of condensate water on the joint part.

2. Connect the water outlet with drain pipes, and make the

connection pipe, cables, and the drain hose straight.

3. Use plastic cable ties to wrap the connecting pipes, cables

and drain hose. Run the pipe sloping downward.

Fixing the Indoor Unit

1. Hang the indoor unit on the peg board, and move the
unit from left to right to ensure that the hook is properly
positioned in the peg board.

2. Push toward the lower left side and the upper right side of
the unit toward the peg board, until the hook is embedded
in the slot and makes a “click” sound.

Indoor unit pipe  Tapernut Connecting

| @@//

Spanner ﬁﬁ@ﬁ Torgue wrench

Connecting Pipe
Drain Hose
and Cables

Plastic Strap

ENG
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Wiring diagram

o If your air conditioner is provided with interconnection cord , the wiring of the indoor unit is connected in the
factory, there is no need of connection.
o |f the interconnection cord is not provided, connection is needed in accordance with the

After installation, check:

1. The screws whether have been fixed effectively, and there is no risk of loosening.

2. Connector of display board whether put in the right place and do not touch the terminal board.
3. Control box cover whether cover tightly.

Constant speed Variable speed Connector
[slafs[efam[tn] [L[Nn[ET s] 0
( ) 8 &b ebe
( ) If there is a connector,
To Outdoor unit connect it directly.

To Outdoor unit

[L]Llofn ][O 5]

1514]3]San[1L)]

( )

To Outdoor unit ( )

To Outdoor unit

NOTE:

 This manual usually includes the wiring mode for the different kind of A/C. We cannot exclude the possibility that
some special type of wiring diagrams are not included.

¢ The diagram are for reference only. If the entity is difference with this wiring diagram, please refer to the detailed
wiring diagram adhered on the unit which you purchased.



INSTALL OUTDOOR UNIT GAS R32

Dimension drawing of outdoor unit installation

Air inside
Space to the obstruction

50cm above

Air outside

Installation outdoor unit bolt

Space to the obstruction

QOutdoor Unit Size of Shape
W1(W2) x Hx D (mm) Almm) | B(mm)
= 665(710)x420x280 430 280
600(645)x485x260 400 290
] 660(710)x500x240 500 260
| 700(745)x500x255 460 260
730(780)x545x285 540 280
Left Right 760(810)x545x285 540 280
installation feet installation feet 790(840)x550x290 545 300
\ Airinlet 800(860)x545x315 545 315
n U : = 800(850)x590(690)x310 540 325
; 825(880)x655x310 540 335
Qf to=mmmmms ]
: 900(950)x700x350 630 350
B — T 900(950)x795x330 535 350
Air outlet 970(1044)x803x395 675 409
Install the connection pipe
<=
Connect the Outdoor Unit with Connecting Pipe: —%———W
Aim the counter-bore of the connecting pipe at the stop valve, and T x
tighten the Taper nut with fingers. Then tighten the Taper nut with T .
. - Stopvalve  Tapernut  Connection
a torque wrench. When prolonging the piping, extra amount of pipe

refrigerant must be added so that the operation and performance of
the air conditioner will not be compromised.

Piping Amount of refrigerant to be added Ar“nount of
length refrigerant for
5M Not needed the unit
CC12000Btu 16g/m kg
5-15M
CC18000Btu 24g/m 2 kg

Note: 1. This table is for reference only.
2.The joints shall not be reused, unless after re-flaring the pipe.
3. After installation, check the stop valve cover whether be fixed effectively.
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Liquid side pipe
Gas side pipe

Spanner

Stop valve
cover
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INSTALL OUTDOOR UNIT GAS R410a

Dimension drawing of outdoor unit installation

Space to the obstruction

30cm above

i

Space to the obstruction

Air outside

20cm above

— W1

W2

Left
installation feet

Right
installation feet

A

\ Airinlet
n

Air outlet

Install the connection pipe

Connect the Outdoor Unit with Connecting Pipe:

Aim the counter-bore of the connecting pipe at the stop valve, and
tighten the Taper nut with fingers. Then tighten the Taper nut with
a torque wrench. When prolonging the piping, extra amount of

Air inside

Installation outdoor unit bolt

Space to the obstruction

e | A | siom)
665(710)x420x280 430 280
600(645)x485x260 400 290
660(710)x500x240 500 260
700(745)x500x255 460 260
730(780)x545x285 540 280
760(810)x545x285 540 280
790(840)x550x290 545 300
790(840)x550x290 545 315

800(850)x590(690)x310 545 325
825(880)x655x310 540 335
900(950)x700x350 630 350

970(1044)x803x395 675 409

refrigerant must be added so that the operation and performance of
the air conditioner will not be compromised.

Piping Amount of refrigerant to be added
length
5M Not needed
CC12000Btu 20g/m
5-15M
CC18000Btu 30g/m

Note: 1. This table is for reference only.

Taper nut

= oD
1

Stop valve

Connection
pipe

Liquid side pipe
Gas side pipe

/ Spanner




INSTALL OUTDOOR UNIT

Wiring Connection

1. Loosen the screws and remove E-parts cover from the unit.

2. Connect the cables respectively to the corresponding terminals of
the terminal board of the outdoor unit (see the wiring diagram), and if
there are signals connected to the plug, just conduct butt joint.

3.Ground wire: Remove the grounding screw out of the electric bracket,
cover the grounding wire end onto the grounding screw and screw it
into the grounding hole.

4 Fix the cable reliably with fasteners (Pressing board).

5.Put the E-parts cover back in its original place and fasten it with screws.

Wiring diagram

Constant speed

ENG

E-parts cover

Variable speed

L[NTe] 4 L vals §5|L|N|S|@|
( \

LIl 2

( ) )
To power To indoor unit (
To indoor unit
[ o] 4 |CrvalsTaTe] Ls N
( )y« )
(
To power To indoor unit
To indoor unit
Connector

©)

& dbe

E)

If there is a connector, connect it directly.

Note:

e This manual usually includes the wiring mode for the different kind of A/C. We cannot exclude the possibility

that some special type of wiring diagrams are not included.

e The diagram are for reference only. If the entity is difference with this wiring diagram, please refer to the detailed

wiring diagram adhered on the unit which you purchased.
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Vacuuming (Gas R32)

Exclusive R32 refrigerant pump must be used in making R32 refrigerant vacuum.

Before working on the air conditioner, remove the cover of

the stop valve(gas and liquid valves)and be sure to retighten it

afterward.(to prevent the potential air leakage).

1.To prevent air leakage and spilling tighten all connecting

nut of all flare tubes.

2. Connect the stop valve, charge hose, manifold valve, and

vacuum pump.

3. Fully open the handle Lo of the manifold valve and
apply vacuum for at least 15 minutes and check that the
compound vacuum gauge reads -0.1MPa (-76cmHg).

4. After applying vacuum, fully open the stop valve with a hex

wrench.

5. Check that both indoor and outdoor connections are free

of air leakage.

Compound meter

Pressure

valve
Handle Hi

Charge
hose

Vacuum
pump

Stopvalve  Stop valve
Expelling the air (Gas R410a) (liquid valve) — (gas valve)
Outdoor unit refrigerant discharging method.
After the pipe side connection is complete, proceed as follows.
J& =% e | [==
G rt . S
as pa Wait for 8 Quickly (Qfl./ (e,,’/
seconds | tighten and G Y
Loosen the connect the
temporarily nut.
fastened
nut by half turn. The installing torque | Fully open Check that all
is the same as that the spindles indoor and
ofthe gasend of the | ©f the liquid Outdoor
o %X indoor unit. end and of connections
Liquid part = < the other two are free of air
I > ends. leakage.
Loosen the Hex
wrench by half
turn.

Vacuum Pumping Method (R410A refrigerant evacuation must use the vacuum pumping method).

Before working on the air conditioner, remove the cover

of the stop valve (gas and liquid valves) and be sure to
retighten it afterward (to prevent the potential air leakage).

1.To prevent air leakage and spilling tighten all
connecting nut of all flare tubes.

2. Connect the stop valve, charge hose, manifold valve,

and vacuum pump.

3. Fully open the handle Lo of the manifold valve and
apply vacuum for at least 15 minutes and check that the
compound vacuum gauge reads -0.1 MPa (-76cmHg).

4. After applying vacuum, fully open the stop valve with a

hex wrench.

5. Check that both indoor and outdoor connections are

free of air leakage.

Stop valve
(liquid valve)
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Stop valve
(gas valve)

Pressure
gauge
Manifold

valve
Handle Hi

Charge
hose

Vacuum
pump



Outdoor condensation drainage (Heat pump type only)

When the unit is heating, the condensing water and defrosting
water can be out reliably through the drain house.
Installation:

Install the outdoor drain elbow in $25 hole on the base

plate, and joint the drain hose to the elbow, so that the

waste water formed in the outdoor unit can be drained

outto a proper plate.

)

CHECK AFTER INSTALLATION AND TEST
OPERATION

Check after installation

Electrical Safety Check

1. If the supply voltage is as required.

2. If there is any faulty or miss connection in each of the power, signal and grounding wires.

3. If the grounding wire of the air conditioner is securely grounded.

Installation Safety Check

1. If the installation is secure.

2. If the water drain is smooth.

3. If the wiring and piping are correctly installed.

4. Check that no foreign matter or tools are left inside the unit.

5. Check the refrigerant pipeline is protected well.

Leak test of the refrigerant

Depending on the installation method, the following methods may be used to check for suspect leak, on areas

such as the four connections of the outdoor unit and the cores of the cut-off valves and t-valves:

1. Bubble method: Apply of spray a uniform layer of soap water over the suspected leak spot and observe carefully
for bubble.

2. Instrument method: Checking for leak by pointing the probe of the leak detector according to the instruction to
the suspect points of leak.

Note: Make sure that the ventilation is good before checking.

Test Operation

e Verify that all piping and connection cables are well connected.

e Confirm that the values at the gas side the liquid-side are fully open.

e Connect the power cord to an independent power socket.

e Install batteries in remote control.

Note: Make sure that the ventilation is good before testing.

Test Operation method:

1. Turn on the power and push the ON/OFF switch button of the remote controller to start the air conditioner.

2. Select COOL, HEAT (not available on cool-only models), SWING and other operation modes with the remote
controller and see if the operation is ok.
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MAINTENANCE NOTICE

Attention:

For maintenance or scrap, please contact authorized service centers. Maintenance by unqualified person may
cause dangers. Feed air conditioner with R32 refrigerant, and maintain the air conditioner in strictly accordance
with manufacturer’s requirements. The chapter is mainly focused on special maintenance requirements for
appliance with R32 refrigerant. Ask repairer to read after-sales technical service handbook for detailed information.

Qualification requirements of maintenance personnel

1. Special training additional to usual refrigerating equipment repair procedures is required when equipment
with flammable refrigerants is affected. In many countries, this training is carried out by national training
organisations that are accredited to teach the relevant national competency standards that may be set in
legislation. The achieved competence should be documented by a certificate.

2. The maintenance and repair of the air conditioner must be conducted according to the method
recommended by the manufacturer. If other professionals are needed to help maintain and repair the
equipment, it should be conducted under the supervision of individuals who have the qualification to repair
AC equipped with flammable refrigerant.

Inspection of the Site

Safety inspection must be taken before maintaining equipment with R32 refrigerant to make sure the risk of fire is
minimized. Check whether the place is well ventilated, whether anti-static and fire prevention equipment is perfect.
While maintaining the refrigeration system, observe the following precautions before operating the system.

Operating Procedures

1.General work area:
All maintenance staff and others working in the local area shall be instructed on the nature of work being carried
out. Work in confined spaces shall be avoided. The area around the workspace shall be sectioned off. Ensure that
the conditions within the area have been made safe by control of flammable material.

2. Checking for presence of refrigerant:
The area shall be checked with an appropriate refrigerant detector prior to and during work, to ensure the
technician is aware of potentially toxic or flammable atmospheres. Ensure that the leak detection equipment
being used is suitable for use with all applicable refrigerants, Le.non-sparking, adequately sealed or intrinsically
safe.

3. Presence of fire extinguisher:
If any hot work is to be conducted on the refrigeration equipment or any associated parts, appropriate fire
extinguishing equipment shall be available to hand. Have a dry powder or CO2 fire extinguisher adjacent to the
charging area.

4. No ignition sources:
No person carrying out work in relation to a refrigeration system which involves exposing any pipe work shall
use any sources of ignition in such a manner that it may lead to the risk of fire or explosion. All possible ignition
sources, including cigarette smoking, should be kept sufficiently far away from the site of installation, repairing,
removing and disposal, during which refrigerant can possibly be released to the surrounding space. Prior to
work taking place, the area around the equipment is to be surveyed to make sure that there are no flammable
hazards or ignition risks.
‘No Smoking' signs shall be displayed.

5. Ventilated Area(open the door and window):
Ensure that the area is in the open or that it is adequately ventilated before breaking into the system or
conducting any hot work. A degree of ventilation shall continue during the period that the work is carried
out. The ventilation should safely disperse any released refrigerant and preferably expel it externally into the
atmosphere.

6. Checks to the refrigeration equipment:
Where electrical components are being changed, they shall be fit for the purpose and to the correct
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specification. At all times the manufacturer’s maintenance and service guidelines shall be followed. If in doubt,
consult the manufacturer’s technical department for assistance. The following checks shall be applied to
installations using flammable refrigerants:

e The charge size is in accordance with the room size within which the refrigerant containing parts are installed.

¢ The ventilation machinery and outlets are operating adequately and are not obstructed.

e If an indirect refrigerating circuit is being used, the secondary circuit shall be checked for the presence of
refrigerant.

e Refrigeration pipe or components are installed in a position where they are unlikely to be exposed to any
substance which may corrode refrigerant containing components, unless the components are constructed of
materials which are inherently resistant to being corroded or are suitably protected against being so corroded.

7. Checks to electrical devices:

Repair and maintenance to electrical components shall include initial safety checks and component inspection
procedures. If a fault exists that could compromise safety, then no electrical supply shall be connected to the
circuit until it is satisfactorily dealt with. If the fault cannot be corrected immediately but it is necessary to continue
operation, an adequate temporary solution shall be used. This shall be reported to the owner of the equipment
so all parties are advised.

Initial safety checks shall include:

e That capacitors are discharged: this shall be done in a safe manner to avoid possibility of sparking.

e That no live electrical components and wiring are exposed while charging, recovering or purging the system.

e Keep continuity of earthing.

Inspection of Cable

Check the cable for wear, corrosion, overvoltage, vibration and check if there are sharp edges and other adverse
effects in the surrounding environment. During the inspection, the impact of aging or the continuous vibration of
the compressor and the fan on it should be taken into consideration.

Leakage check of R32 refrigerant

Note: Check the leakage of the refrigerant in an environment where there is no potential ignition source. No
halogen probe (or any other detector that uses an open flame) should be used.

Leak detection method:

For systems with refrigerant R32, electronic leak detection instrument is available to detect and leak detection
should not be conducted in environment with refrigerant. Make sure the leak detector will not become a potential
source of ignition, and is applicable to the measured refrigerant. Leak detector shall be set for the minimum
ignitable fuel concentration (percentage) of the refrigerant. Calibrate and adjust to proper gas concentration (no
more than 25%) with the used refrigerant.

The fluid used in leak detection is applicable to most refrigerants. But do not use chloride solvents to prevent the
reaction between chlorine and refrigerants and the corrosion of copper pipeline.

If you suspect a leak, then remove all the fire from the scene or put out the fire.

If the location of the leak needs to be welded, then all refrigerants need to be recovered, or, isolate all refrigerants
away from the leak site (using cut-off valve). Before and during the welding, use OFN to purify the entire system.

Removal and Vacuum Pumping

1. Make sure there is no ignited fire source near the outlet of the vacuum pump and the ventilation is well.

2. Allow the maintenance and other operations of the refrigeration circuit should be carried out according to the
general procedure, but the following best operations that the flammability is already taken into consideration are
the key. You should follow the following procedures:

® Remove the refrigerant.

e Decontaminate the pipeline by inert gases.

® Evacuation.

e Decontaminate the pipeline by inert gases again.

e Cut or weld the pipeline.

3. The refrigerant should be returned to the appropriate storage tank. The system should be blown with oxygen
free nitrogen to ensure safety. This process may need to be repeated for several times. This operation shall not
be carried out using compressed air or oxygen.
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4. Through blowing process, the system is charged into the anaerobic nitrogen to reach the working pressure
under the vacuum state, then the oxygen free nitrogen is emitted to the atmosphere, and in the end, vacuumize
the system. Repeat this process until all refrigerants in the system is cleared. After the final charging of the
anaerobic nitrogen, discharge the gas into the atmosphere pressure, and then the system can be welded. This
operation is necessary for welding the pipeline.

Procedures of Charging Refrigerants

As a supplement to the general procedure, the following requirements need to be added:

- Make sure that there is no contamination among different refrigerants when using a refrigerant charging device.
The pipeline for charging refrigerants should be as short as possible to reduce the residual of refrigerants in it.

- Storage tanks should remain vertically up.

- Make sure the grounding solutions are already taken before the refrigeration system is charged with refrigerants.

- After finishing the charging (or when it is not yet finished), label the mark on the system.

- Be careful not to overcharge refrigerants.

Scrap and Recovery

Scrap:

Before this procedure, the technical personnel shall be thoroughly familiar with the equipment and all its features,

and make a recommended practice for refrigerant safe recovery. For recycling the refrigerant, shall analyze the

refrigerant and oil samples before operation. Ensure the required power before the test.

1.Be familiar with the equipment and operation.

2.Disconnect power supply.

3.Before carrying out this process, you have to make sure:

o |f necessary, mechanical equipment operation should facilitate the operation of the refrigerant tank.

e All personal protective equipment is effective and can be used correctly.

® The whole recovery process should be carried out under the guidance of qualified personnel.

eThe recovering of equipment and storage tank should comply with the relevant national standards.

4.1f possible, the refrigerating system should be vacuumized.

5. If the vacuum state can't be reached, you should extract the refrigerant in each part of the system from many
places.

6. Before the start of the recovery, you should ensure that the capacity of the storage tank is sufficient.

7. Start and operate the recovery equipment according to the manufacturer’s instructions.

8. Don'tfill the tank to its full capacity (the liquid injection volume does not exceed 80% of the tank volume).

9. Even the duration is short, it must not exceed the maximum working pressure of the tank.

10. After the completion of the tank filling and the end of the operation process, you should make sure that the

tanks and equipment should be removed quickly and all closing valves in the equipment are closed.

11. The recovered refrigerants are not allowed to be injected into another system before being purified and tested.

Note: The identification should be made after the appliance is scrapped and refrigerants are evacuated. The

identification should contain the date and endorsement. Make sure the identification on the appliance can reflect

the flammable refrigerants contained in this appliance.

Recovery:

1. The clearance of refrigerants in the system is required when repairing or scrapping the appliance. It is
recommended to completely remove the refrigerant.

2. Only a special refrigerant tank can be used when loading the refrigerant into the storage tank. Make sure the
capacity of the tank is appropriate to the refrigerant injection quantity in the entire system. All tanks intended to
be used for the recovery of refrigerants should have a refrigerant identification (i.e. refrigerant recovery tank).
Storage tanks should be equipped with pressure relief valves and globe valves and they should be in a good
condition. If possible, empty tanks should be evacuated and maintained at room temperature before use.

3. The recovery equipment should be kept in a good working condition and equipped with equipment operating
instructions for easy access. The equipment should be suitable for the recovery of R32 refrigerants. Besides,
there should be a qualified weighting apparatus which can be normally used. The hose should be linked with
detachable connection joint of zero leakage rate and be kept in a good condition. Before using the recovery
equipment, check if it is in a good condition and if it gets perfect maintenance. Check if Il electrical components
are sealed to prevent the leakage of the refrigerant and the fire caused by it. If you have any question, please
consult the manufacturer.
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4.The recovered refrigerant shall be loaded in the appropriate storage tanks, attached with a transporting
instruction, and returned to the refrigerant manufacturer. Don’t mix refrigerant in recovery equipment, especially
a storage tank.

5.The space loading R32 refrigeration can't be enclosed in the process of transportation. Take anti electrostatic
measures if necessary in transportation. In the process of transport, loading and unloading, necessary protective
measures must be taken to protect the air conditioner to ensure that the air conditioner is not damaged.

6. When removing the compressor or clearing the compressor oil, make sure the compressor is pumped to an
appropriate level to ensure that there is no residual R32 refrigerants in the lubricating oil. The vacuum pumping
should be carried out before the compressor is returned to the supplier. Ensure the safety when discharging oil
from the system.

REMOTE CONTROLLER INSTRUCTIONS

e Read this “instructions” carefully so that you can use the air-conditioner safely and correctly.
e Take good care of the “instructions” so that it can be referred to at any time.

Attention

. Aim the remote controller towards the receiver on the airconditioner.

. The remote controller should be within 8 meters away from the receiver.

. No obstacles between the remote controller and receiver.

. Do not drop or throw the remote controller.

. Do not put the remote controller under the forceful sun rays or heating facilities and other heating sources.
. Use two 7# batteries, do not use the electric batteries.

. Take the batteries out of remote controller before stop its using for long.

0o N O~ A W N =

. When the noise of transmitting signal can’t be heard indoor unit or the transmission symbol on the display
screen doesn't flare, batteries need be replaced.

9. If reset phenomenon occurs on pressing the button of the remote controller, the electric quantity is deficient
and new batteries need to be substituted.

10. The waste battery should be disposed properly.

Note:

e The picture is general remote controller, contains almost all of the function buttons. They may be slightly
different from material abject(depend on model).

o All the figures above are the displays after being initially electrified or re-electrified after power off. In actual
operations, the remote controller screen displays related items only.

¢ The cooling only units don't have the function of heating or electric heating. When the remote controller turns to

such function buttons, the units will not result such effect. Please don't turn the remote controller to such buttons.
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Buttons description

Remote controller outside

Signal transmitter

S

SWING ¢

SWING«

1. ON/OFF button
Press this button,the unit will be started or stopped, which
can clear the timer or sleeping function of last time.

2. SPEED button
Press this button,speed will change as below:

Llow — Mid — High — Auto
’—' «l -lll -lllll —|

3. /A /V button
* When press button A\, the setting temperature will be
increased by 0.5°C . When press ¥ button, the setting
temperature will be decreased by 0.5°C.
¢ The temperature will be changed quickly by pressing
the button continuously and setting temperature range is
16°C to 32°C.

4. COOL button
Press the COOL button, the mode of operation is shifted
into cooling.

. HEAT button
Press the HEAT button, the mode of operation is shifted
into heating.
Note: cooling only unit has no heating function.

6. SWING button (SWING } and SWING )
e Press this button to open up/down(left/right) swing
function, press it again, fix louver position.
e Up/down(left/right) setting is only valid in this mode, it
will not affect louver position in other modes.
¢ Up/down(left/right) swing has memory function, it can
keep primary setting when turn off then turn on or switch
from other modes to primary mode.

(%2}

Note: Remote controller outside buttons only valid when
surface cover is closed.
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Remote controller inside Signal transmitter

T

oY

1 ———— ON/OFF  MODE SPEED —— 3
o— 1 |
4 ——— TURBO HEALH —4—— 7

DISPLAY

5 ——— SILENGE SLEEP ——— 8

ELEH

6 ——— TINER iFEEL———9
10 ——— DISPLAY  iCLEAN  Antif ———13
19—

12— HEH  ECO  &c——14
L— 1 15
iFavor

. ON/OFF button
Press this button,the unit will be started or stopped, which can clear the timer or sleeping function of last time.
. MODE button
Press this button, the running mode will change as below:
AUTO — COOL — DRY — HEAT — FAN —|
T

Note: Cooling only unit has mo heating function.
. SPEED button
Press this button,speed will change as below:
Llow — Mid — High — Auto
r al a1l I «l I II —I

. TURBO button
e Set turbo on or off(the characters of turbo will appear or disappear)by pressing this key under cooling or
heating mode.
e Once energized, the unit will be defaulted to be turbo off.
e This function can not be set under auto, dry or fan mode, and characters of turbo won't appear.

. SILENCE button
e Set silence on or off(the characters of silence will appear or disappear)by pressing this key.
¢ Once energized, the unit will be defaulted to be silence off.

. TIMER button
¢ On the status of the unit on, press this button to set timer off. On the status of the unit off, press this button to
set timer on.
e Press this key once, words H on(off) will appear and flicker. In which case, press A / Vv button to adjust time
(press A/ button to change timing value quickly), the setting time range is from 0.5 to 24 hr. ; press this
key once again to fix the time, then remote controller will send out the signal immediately and H on/off will
stop flickering.
e [f the time of that no press timer button under flickering status is above 10s, the timer setting will quit.
e If the timer has been set, press this button once again to quit it.
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. HEALTH button

Press this button, you can turn on or off the health function.

. SLEEP button

o Press the SLEEP button, the sleeping indicator light of indoor unit flashes on.

e The air-conditioner runs in sleeping mode for 10 hours and quit sleep mode, recover back to former mode.
 The unit will turn off automatically if the timing mode are running out of time.

Note: press the MODE or ON/OFF button, the remote controller clears sleeping mode away.

. iFEEL button

e Press this button can be used to set the feeling function. The LCD shows the actual room temperature when
the function set and it shows the setting temperature when the function cancelled.
o This function is invalid when the appliance at the Fan mode.

. DISPLAY button

¢ In display mode, press button once, shut off display, press it again, LCD will show ambient & setting
temperature after flashing 5s. It's convenient for users who are not adapt to noctilucence and it's also
convenient for checking ambient & setting temperature anytime.

. iCLEAN button

* When remote controller is at the off state, press “iCLEAN" button, the unit runs “iCLEAN" function.

® The purpose of this function is to clean dust on evaporator and dry the inside water of evaporator and to
prevent the evaporator going moldy due to water deposition and boasting strange smell.

o After setting "iCLEAN" function, press “iCLEAN"button or “"ON/OFF"button to quit it.

¢ The clean function will be stop working after about 30 minutes running working without any operation.

. ELE.H button (only for hot pump type)

¢ In heating mode, press this button, the mode of operation is shifted into supplementary electric heating.

. Anti-FUNGUS button

¢ The purpose of this function is to dry the inside of the evaporator and to prevent the evaporator from going
mouldy due to water deposition and thus dispersing strange smell.

o This function is controlled by the remote controller under cooling, dry and auto (cooling and dry) modes,
the horizontal wind guiding bars are at the initial position for cooling. The A/C runs under heating mode(the
cooling only A/C only runs under fan mode), the internal fan runs for 3 minutes with weak wind before stop.
o This function has not been set in the factory. You may freely set and cancel this function. The setting method
is: under “off"status of the A/C and the remote controller, point the remote controller toward the A/C and
continuously press “Anti-FUNGUS"button for one time, the buzzer keep beeping five times again after five
times beep, indicating that this function is ready. In case this function has been set, unless the whole A/C is
powered off or the function is manually cancelled, the A/C then has this function as default.

* To cancel the function:

1. Under “off"status of the A/C and the remote controller, point the remote controller toward the A/C and
continuously press “Anti-FUNGUS"button for one time, the buzzer keep beeping three times again after five
times beep, indicating that this function has been cancelled;

2. Power off the whole A/C.

® When this function is on, it is suggested not to restart the A/C before it is completely stop.

o This function will not run in case of time stop.

. SPOT SWING button

e Press this button, the horizontal wind direction vanes can swing automatically, when you have the desired
vertical wind direction.
e Press it again, the horizontal wind direction vanes will be stopped at the situation of your choice.

. ECO button

¢ In cooling mode, press this button, the unit will runs "ECO” economic operation mode which costs the least
power consumption.

o After running for 8h, it will automatically exit, otherwise, press this button once again to quit it.

Note: The unit will turn off automatically if the timing mode are running out of time.

. "iFavor” button

The button is a shortcut button, users could reserve the data of mode, wind speed, set temperature, swing and
when pressing on it, it could operate in the mode users set before.

Method 1: turn on the air conditioner, make adjustment to the ideal mode you wanted.

Method 2: keep pressing the shortcut button for three seconds, till the display screen give the signal that
represents the shortcut button and dlitter for three times, then reserve the operation mode in the remote
controller, it's done. To take place of the previous operation mode, just do it as shown above.
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Usage

Fix batteries

1. Slide open the cover according the direction indicated by arrowhead.
2. Putinto two brand new batteries (7#), position the batteries to right electric poles (+&-).
3. Put back the cover.
Automatic operation mode
1. Press the ON/OFF button, the air-conditioner starts to operate.
2. Press the MODE button, select the automatic operation mode.
3. Press the SPEED button, you can select fan speed. You can select fan speed from LOW, MID, HIGH, AUTO.
4. Press the button again, the air-conditioner stops.
Cooling/Heating operation mode (cold wind type has no heating function)
1. Press the ON/OFF button, the air-conditioner starts to operate.
2. Press the MODE button, select the Cooling or Heating operation mode.

3. Pressthe " /\ " or V" button, set the temperature, temperature can be set at 1°C difference range from
16-32°C.

4. Press the SPEED button, you can select fan speed. You can select fan speed from LOW, MID, HIGH, AUTO.

5. Press the button again, the air-conditioner stops.

Fan operation mode
1. Press the ON/OFF button, the air-conditioner starts to operate.
2. Press the MODE button, select the Cooling or Heating operation mode.
3. Press the SPEED button, you can select fan speed. You can select fan speed from LOW, MID, HIGH.
4. Press the button again, the air-conditioner stops.
Remark: In the circulation operation mode, to set the temperature is noneffective.
Drying operation mode
1. Press the ON/OFF button, the air-conditioner starts to operate.
2. Press the MODE button, select the Dry operation mode.

3. Pressthe " /\ " or "V " button, set the temperature, temperature can be set at 1°C difference range from
16-32°C.

4. Press the SPEED button, you can select fan speed. You can select fan speed from LOW, MID, HIGH, AUTO.

5. Press the button again, the air-conditioner stops.
Note: This manual introduces function for all of the remote control, maybe you press one button without any
reaction, well, the air-conditioner you bought hasn't this function.
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UPOZORENJE

Upozorenje: Ovaj klima uredaj koristi R32 zapaljivo rashladno sredstvo.

Napomene: Klima uredaj sa R32 rashladnim sredstvom, ako se grubo tretira, moZe prouzrokovati ozbiljno
ostecenje ljudskog tijela ili okolnih stvari.

e Prostor za ugradnju, upotrebu, popravku i skladistenje ovog klima uredaja treba da bude veéi od 5m2.

o Klima uredaj se rashladnim sredstvom se moze puniti najvise do 1.7 kg.

¢ Ne koristite nikakve metode za ubrzavanje odledivanja ili za ¢i§¢enje zamrznutih dijelova, osim onih koje
preporucuje proizvodac.

¢ Nemojte busiti ili plamenom zagrijevati klima uredaj ili provjeravati da li je cjevovod rashladnog sredstva
ostecen.

o Klima uredaj treba skladistiti u prostoriji bez izvora pozara, kao $to su, na primjer, otvoreni plamen, plinski
uredaj, radni elektriéni grija¢ i tako dalje.

¢ |majte na umu da rashladno sredstvo moze biti bez ukusa.

o Klima uredaj treba skladistiti na nacin koji ¢e sprijciti nastajanje mehanickih osteéenja slijed nezgode.

e Odrzavanje ili popravak klima uredaja koji koriste R32 rashladno sredstvo moraju se izvrsiti nakon sigurnosne
provjere, kako bi se smanjio rizik od nezgode.

¢ Klima uredaj mora biti instaliran sa zastitom sigurnosnog ventila.

® Molimo vas da pazljivo procitate uputstvo prije instaliranja, koris¢enja i odrzavanja.

Simbol Bijleska Objasnjenje

Ovaj simbol pokazuje da ovaj uredaj koristi zapaljivo rashladno
UPOZORENJE | sredstvo. Ako je rashladno sredstvo iscurilo i izlozeno spoljnom
izvoru paljenja, postoji opasnost od pozara.

|| ] OPREZ Ovaismpbol pokazuje da uputstvo za koriscenje treba pazljivo
1 procitati.
Ovaj simbol pokazuje da osoblje servisa treba da rukuje ovom
OPREZ . .
opremom u skladu sa uputstvom za instalaciju.
OPREZ Ovaj simbol pokazuje da su dostupne informacije kao $to su, na
primjer, uputstvo za kori$éenje ili uputstvo za instalaciju.

SIGURNOSNE MJERE

Nepravilna instalacija ili rad koji ne prati ova uputstava moZe prouzrokovati stetu ili povrijediti ljude,
imovinu itd. Ozbiljnost je klasifikovana prema sljedecim indikacijama:

& UPOZORENJE!  Ovajsimbol ozna¢ava mogucénost smrti ili ozbiljne povrede.

@ OPREZ! Ovaj simbol oznacava mogucnost povrede ili odtecenja imovine.
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/\ uPOZORENJE!

Ovaj uredaj mogu koristiti djeca uzrasta od 8 i vise godina i osobe sa smanjenim fizickim, senzornim ili
mentalnim sposobnostima ili nedostatkom iskustva i znanja ako su pod nadzorom ili na osnovu instrukcija
za upotrebu aparata na bezbjedan nacin i ako razumiju eventualne opasnosti. Djeca ne smiju da se igraju sa
uredajem. Cid¢enje i odrzavanje ne smiju vrsiti djeca bez nadzora.
(Samo za AC sa CE-znakom)
Ovaj uredaj ne treba da koriste osobe (ukljucujuci djecu) sa smanjenim fizi¢kim, ¢ulnim ili mentalnim
sposobnostima ili nedostatkom iskustva i znanja, osim ako su pod nadzorom ili su dobili uputstva o upotrebi
uredaja od strane osobe koja je odgovorna za njihovu bezbijednost. Djeca treba da budu pod nadzorom, kako
se ne biigrala sa uredajem.
(Osim za AC sa CE-znakom)

Klima uredaj mora biti uzemljen. Nepotpuno uzemljenje moze dovesti do strujnih udara. Ne

spajajte Zicu za uzemljenje na gasovod, vodovod, gromobran ili telefonsku Zicu.
Uvijek iskljucite uredaj i prekinite napajanje kada uredaj nije u upotrebi duze vrijeme, kako bi se osigurala
bezbjednost.
Vodite ra¢una da se daljinski upravljac i unutrasnja jedinica ne okvase ili da budu previse vlazni. U suprotnom,
moze dodi do kratkog spoja.
Ako je kabl za napajanje ostecen, mora ga zamijeniti proizvoda¢ ili serviser ili sli¢no kvalifikovano lice.
Ne isklju¢ujte glavni prekidac za napajanje tokom rada vlaznim rukama. To moZze izazvati strujni udar.
Nemojte koristiti uti¢nicu i za druge elektri¢ne aparate. U suprotnom, moze izazvati strujni udar, éak i pozar i
eksploziju.
Uvijek iskljucite uredaj i prekinite napajanje prije nego sto izvrsite bilo kakvo odrzavanje ili ¢iséenje. U
suprotnom, moze doci do strujnog udara ili ostecenja.
Ne vucite kabl za napajanje kada izvladite utikac iz uti¢nice. Ostecenje kabla za napajanje izaziva ozbiljan strujni
udar.
Upozorenje da cijevi povezane sa uredajem ne smiju da sadrze izvor plamena.
Ne postavljajte klima uredaj na mjesto gde ima zapaljivog gasa ili te¢nosti. Udaljenost izmedu njih treba da
bude vise od 1m. To mozZe izazvati pozar, pa ¢ak i eksploziju.
Nemojte koristiti te¢no ili korozivno sredstvo za ¢isc¢enje, obrisite klima uredaj vodom ili drugom te¢noscu. To
moze izazvati strujni udar ili oStecenje uredaja.
Ne pokusavajte sami da popravite klima uredaj. Nepravilne popravke mogu izazvati pozar ili eksploziju. Obratite
se kvalifikovanom serviseru za sve uslove servisiranja.
Ne koristite klima uredaj za vrijeme oluje. Da bi se sprecila opasnost, potrebno je na vrijeme prekinuti napajanje.
Ne stavljajte ruke ili predmete u dovode ili odvode vazduha. To moze izazvati povrede ili osteéenje uredaja.
Provjerite da li je instalirani nosa¢ évrsto postavljen. Ako je ostecen, to moze dovesti do pada uredaja i uzrokovati
povredu.
Ne blokirajte dovod ili odvod vazduha. U suprotnom, kapacitet hladenja ili grijanja ée oslabiti, ¢ak i uzrokovati
prestanak rada.
Ne dozvolite da klima uredaj duva u pravcu grijaca. U suprotnom to ¢e dovesti do nepotpunog sagorevanja, $to
e izazvati trovanje.
Uredaj se instalira u skladu sa drzavnim propisima o elektriénim instalacijama.
Sigurnosni ventil protiv curenja gasa mora biti instaliran kako bi se izbegli moguci elektri¢ni udari.
Ovaj proizvod sadrzi fluorovane gasove staklene baste.
Curenje rashladnog sredstva doprinosi klimatskim promjenama.
Rashladno sredstvo s nizim potencijalom globalnog zagrijavanja (GWP) manje bi doprinelo globalnom
zagrijavanju od rashladnog sredstva s visim GWP-om, ako bi iscurilo u atmosferu. Ovaj uredaj sadrzi rashladnu
te€nost sa GWP-om koj je jednak [675]. To znadi da ukoliko bi 1 kg rashladne teénosti iscurio u atmosferu, uticaj
na globalno zagrijavanje bio bi [675] puta veci od 1 kg CO2, u periodu od 100 godina. Nikada ne pokusavajte
da sami uticete na rad rashladnog uredaja ili da ga sami rastavite i uvek potrazite pomo¢ stru¢nog lica.
Budite sigurni da ispod unutrasnje jedinice nema sljedecih objekata:
1. mikrotalasne rerne, peci i drugih vruéih predmeta.
2. racunari i drugi visoki elektrostatski uredaji.
3. uti¢nice koje se cesto koriste.
Spojevi izmedu unutrasnje i spoljasnje jedinice se ne smiju ponovo koristiti, osim ako se ne koristi nova cijev.
Specifikacija osiguraca je odstampana na plo¢ici, kao §to je: 3.15A/ 250V AC, itd.
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p enje o elektriénog otpada

Znacenje simbola precrtane kante za smece: Ne odlazite elektri¢ne uredaje kao

nerazvrstani komunalni otpad, koristite odvojena postrojenja za sakupljanje. Kontaktirajte

lokalnu zvaniénu instituciju za informacije o dostupnim sistemima za prikupljanje otpada.

Ako se elektriéni uredaji odlazu na deponije, opasne materije mogu iscuriti u podzemne

vode i u¢i u lanac ishrane, $to ce Stetno uticati na vase zdravlje. Kada zamjenjujete stare _
uredaje novim, prodavac je zakonski obavezan da uzme vas stari uredaj kako bi ga besplatno

odlozio.

@ OPREZ!

¢ Ne otvarajte prozore i vrata na dugo dok klima uredaj radi. U suprotnom, kapacitet hladenja ili grijanja ce biti
oslabljen.

¢ Nemoijte stajati na vrhu spoljasne jedinice ili stavljati teske stvari na nju. To moze izazvati telesne povrede ili
ostetiti uredaj.

* Ne koristite klima uredaj u druge svrhe, kao $to su suenje odede, ¢uvanje hrane itd.

¢ Ne dozvolite da hladan vazduh puse u vasem pravcu duze vrijemena. To ée pogorsati vase fizicko stanje i izazvati
zdravstvene probleme.

e Podesite odgovarajucu temperaturu. Preporucuje se da razlika u temperaturi izmedu unutrasnje i spoljasnje
temperature ne bude prevelika. Odgovarajuce podesavanje temperature moze sprijeciti rasipanje elektri¢ne
energije.

e Ako vas klima uredaj nije opremljen kablom za napajanje i utikacem, u fiksnom elektriécnom vodu se mora
instalirati protiveksplozivni prekida¢, a razmak izmedu kontakata ne smije biti manji od 3,0 mm.

o Ako je vas klima uredaj stalno priklju¢en na fiksne Zi¢ane veze, u fiksnim Zi¢anim vezama treba instalirati uredaj
za zastitu od eksplozije (RCD) koji ima nominalnu radnu struju koja ne prelazi 30 mA.

¢ Krug napajanja treba da ima zastitnik za propustanje i prekidac za vazduh &iji kapacitet treba da bude visi od 1,5
puta od maksimalne struje.

e Sto se ti¢e ugradnje klima uredaja, molimo vas da pogledate dolenavedene stavke u ovom priruéniku.

SMJERNICE ZA UPOTREBU

Uslovi u kojima jedinica ne moze normalno da radi

e Unutar temperaturnog raspona navedenog u sledecoj tabeli, klima uredaj moze prestati s radom i mogu se
pojaviti druge nepravilnosti.

. >43°C (primjenitina T1) . >24°C

Vani o R Vani o
Hladenje >52°C (primjeniti na T3) Grijanje <-7°C
Unutra <18°C Unutra >27°C

o Kada je temperatura previsoka, klima uredaj moze da aktivira uredaj za automatsku zastitu, tako da se klima
uredaj moze iskljuditi.

¢ Kada je temperatura preniska, razmjenjivac¢ toplote klima uredaja moze se smrznuti, $to dovodi do kapanja
vode ili drugog kvara.

¢ Kod dugotrajnog hladenja ili odvlazivanja sa relativnom vlazno$c¢u iznad 80% (vrata i prozori su otvoreni), moze
dodi do kondenzacije vode ili kapanja u blizini izlaza za vazduh.

e T1iT3seodnose nalSO5151.
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Napomene za grijanje

e Ventilator unutrasnje jedinice neée poceti da radi odmah nakon pokretanja grijanja kako bi se izbjeglo
ispustanje hladnog vazduha.

e Kada je vani hladno i mokro, spoljasna jedinica ce stvoriti mraz preko razmenjivaca toplote koji ¢e povecati
kapacitet grijanja. Zatim ¢e klima uredaj poceti sa funkcijom odmrzavanja.

¢ Tokom odmrzavanja, klima uredaj ¢e prestati sa grijanjem na oko 5-12 minuta.

e Tokom odmrzavanja moze se pojaviti para koja izlazi iz spoljasne jedinice. To nije kvar, veé rezultat brzog
odmrzavanja.

e Grijanje ¢e se nastaviti nakon $to se odmrzavanje zavrsi.

Napomene za iskljucivanje

e Kada je klima uredaj isklju¢en, glavni kontroler ée automatski odlu¢iti da li ée se zaustaviti odmah ili nakon rada
od nekoliko desetina sekundi sa nizom frekvencijom i nizom brzinom protoka vazduha.

Rukovanje u slucaju nuzde

o Ako se daljinski upravlja¢ izgubi ili slomi, upotrebite reset
dugme u slucaju nuzde za rukovanje klima uredajem.

e Ako se ovo dugme pritisne sa isklju¢enom jedinicom,
klima uredaj ¢e raditi u Auto rezimu.

e Ako se ovo dugme pritisne sa uklju¢enom jedinicom,
klima uredaj ce prestati da radi.

Podesavanje smjera protoka vazduha

1. Koristite swing dugme na daljinskom upravljacu da biste
podesili smjer protoka vazduha gore-dole i lijevo-desno. Za
detalje pogledajte uputstvo za upotrebu daljinskog upravljaca.

2.Za modele bez lijevo-desno swing funkcije, peraja se moraju
ru¢no pomjerati.

Napomena: Pomjerite peraja prije nego $to jedinica poéne da

radi, u protivnom cete povrediti prste. Nikada ne stavljajte ruku u

dovod ili izlaz vazduha kada klima uredaj radi.

Posebna opreznost Konektor
1. Otvorite prednji panel unutrasnje jedinice. Kabl 1
2. Konektor (kao na slici) ne moze dodirivati Kabl 2

prikljuénu plo¢u i pozicioniran je kao sto je
prikazano na slici.

Prikljuéna plo¢a
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NAZIVI SVAKOG POJEDINACNOG DIJELA

Unutrasnja jedinica

-~

Dovod vazduha

Resetka dovoda ‘ . g
vazduha —l TZ eset dugme
\

Panel ]

Filter za
vazduh
Prsten za
:Yivm%\ zastitu
] cijevi

Otvorzavazduh —
Ventilacioni otvor

Daljinski upravlja¢

Spoljasna jedinica

W bl janj ™
abl za napajanje ——
/
N
(AT D
ol
N
Resetka izlaza HRTTTTT NG
vazduha I
a 7| Cijev za
povezivanje
f—— Odvodna cijev
ﬁ L o
N = - J
1=} ==

k /Izlaz vazduha j

Napomena: Sve slike u ovom priruéniku su samo Sematski dijagrami, fizicki proizvod je standard. Utikag, WIFI
funkcija, funkcija negativnog jona, i vertikalna i horizontalna swing funkcija su opcionalne, u zavisnosti od modela.
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CISCENJE | ODRZAVANJE

/\ uPOZORENJE!

Prije ¢is¢enja, klima uredaj se mora isklju¢iti kao i struja na duze od 5 minuta, inaée moze doéi do opasnosti od
strujnog udara.

Ne vlazite klima uredaj, jer to moze prouzrokovati strujni udar. Pazite da klima uredaj ne ispirate vodom ni pod
kojim okolnostima.

Isparljive te¢nosti kao $to su razredivac ili benzin mogu ostetiti kuéiste klima uredaja, stoga molimo da o¢istite
kudiste klima uredaja samo mekom suvom krpom ili vlaznom krpom i neutralnim deterdzentom.

e Prilikom upotrebe vodite ra¢una o tome da redovno ¢istite filter, kako biste sprijecili da nakupljena prasina uti¢e
na rad.

Ciscenje panela

Kada je panel unutrasnje jedinice prljav, nezno ga ocistite vlaznom krpom i mlakom vodom ne toplijom 40° C i ne
uklanjajte panel dok ga distite.

Ciséenije filtera za vazduh

Uklonite filter za vazduh

e —

1. Koristite obje ruke da biste otvorili panel boéno sa obe strane u pravcu koji pokazuje strelica.
2. Oslobodite filter za vazduh i uklonite ga.

Ocistite filter za vazduh

Koristite usisiva¢ ili vodu za ispiranje filtera, a ako je filter jako prljav (npr. masna prljavitina), oistite ga toplom
vodom (ispod 45°C) sa blagim rastvorom deterdzenta, a zatim ostavite filter da se osusi na vazduhu.
Postavite filter

1. Vratite osuseni filter obrnutim redosledom od uklanjanja, zatim zatvorite panel.

= U ——

Provjerite prije upotrebe

1. Provjerite da li su svi otvori za dovod i odvod vazduha blokirani.

2. Provjerite da li postoji zacepljenje na izlazu za vodu odvodne cijevi i odmah ga odistite ukoliko ga ima.

3. Provjerite da li je uzemljenje dobro postavljeno.

4. Provjerite da li su baterije daljinskog upravljaca instalirane i da li je napajanje adekvatno.

5. Provjerite da li je doslo do ostecenja na nosacu za montazu spoljasnje jedinice, a ako ih ima, molimo kontaktirajte
nas$ lokalni servisni centar.
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Odrzavanje nakon upotrebe

1. Iskljucite izvor napajanja klima uredaja, iskljucite glavni prekida¢ napajanja i izvadite baterije iz daljinskog
upravljaca.

2. Oistite filter i telo jedinice.

3. Uklonite prasinu i prljavétinu sa spoljasnje jedinice.

4. Provjerite da li je doslo do ostecenja u nosacu za montazu spoljasnje jedinice, i ako ih ima, molimo kontaktirajte
nas lokalni servisni centar.

@ OPREZ!

Nemojte sami popravljati klima uredaj, jer pogresno odrzavanje moze prouzrokovati strujni udar ili pozar ili
eksploziju. Molimo vas da se obratite ovlas¢enom servisnom centru i dopustite stru¢nim licima da sprovedu
odrzavanije, a provjera slededih stavki prije kontaktiranja radi odrzavanja moze ustedeti vase vrijeme i novac.

OTKLANJANJE PROBLEMA

Pojava

Otklanjanje problema

Klima uredaj ne radi.

Mozda postoji prekid napajanja. = Sacekajte da se napajanje povrati

Mozda utika¢ za napajanje nije évrsto postavljen u uti¢nici. = Provjerite i évrsto
ga postavite.

Osigurac za napajanje neispravan. = Zamjenite osigurac.

Jos uvijek nije vrijeme aktiviranja. = Sacekaijte ili otkaZite tajmer.

Klima uredaj ne radi
odmah po gasenju.

Ako se klima uredaj uklju¢i odmah nakon iskljucivanja zastitni prekidac ¢e
odloziti rad na 3 do 5 minuta.

Klima uredaj prestaje
da radi ubrzo posto se
ukljudi.

Mozda je dostigao podesenu temepraturu, $to je Cesta pojava.

Mozda je u stanju odmrzavanja. = Automatski ¢e se pokrenuti posle procesa
odmrzavanja.

Mozda je podesen tajmer za gadenje. - Podestite tajmer.

lzduvava vazduh ali ne
grije/hladi.

Prekomjerno nakupljanje prasine na filteru, blokira ulaz i izlaz vazduha, i izuzetno
mali ugao lopatica e uticati na efekat hladenja i zagrijavanja. & Molimo o¢istite
filter, uklonite prepreke na ulazu i izlazu vazduha i regulisite ugao lopatica.

Slab ucinak hladenja i grijanja uzrokovan je otvaranjem vrata i prozora. =
Molimo vas zatvorite vrata, prozore, ventilacione otvore, itd.

Funkcija pomoénog grijanja nije uklju¢ena, $to moze dovesti do loseg toplotnog
efekta. & Ukljucite pomoénu funkciju grijanja . (samo za modele sa funkcijom
pomocnog grijanja )

Postavka rezima nije ispravna, a postavke temperature i brzine izduvavanje

nisu prikladne. = Molimo ponovo izaberite rezim i podesite odgovarajucu
temperaturu i brzinu izduvavanja.

Osedaju se neprijatni
mirisi u unutrasnjoj
jedinici.

Sam klima uredaj nema nepozeljan miris. Ako ima mirisa, to moze biti zbog
nakupljanja mirisa u okolini. = Oistite filter za vazduh ili aktivirajte funkciju
ciscenja.

Javlja se zvuk vode koja
te¢e tokom rada klima
uredaja.

Kada se klima uredaj pokrene ili zaustavi, ili kada se kompresor pokrene
ponekada se ¢uje zvuk kao da tece voda. = To je zvuk rashladnog sredstva, a
ne kvar.

“Klik"zvuk se ¢uje
tokom ukljuéivanja i
iskljucivanja.

Zbog promene temperature, panel i ostali djelovi nabreknu $to stvara ovaj zvuk.
- To je normalno, nije kvar.
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Pojava Otklanjanje problema

e Zvuk ventilatora kompresora se ukljucuje ili iskljucuje.
¢ Kada se odmrzavanje pokrene ili prestane da radi, Cuje se zvuk. = To je zbog

Unutrasnja jedinica toga §to je rashladno sredstvo proticalo u obrnutom smjeru. To nije kvar.
proizvodi ¢udne e Previse nakupljanje prasine u filteru za vazduh unutra$nje jedinice moze dovesti
zvukove. do stvaranja zvuka. = Na vrijeme oistite filtere za vazduh.

® Previse buke kada je ukljucen “Strong wind”. - Ovo je normalno, ako se osecate
nelagodno, molimo Vas da deaktivirate funkciju “Strong wind".

e Kada je vlaznost okoline visoka, kapi vode ¢e se nakupiti oko izlaza vazduha ili
panela, itd. & Ovo je uobicajena pojava.

® Produzeno hladenje u otvorenom prostoru proizvodi kapi vode. = Zatvorite vrata
i prozore.

Ima kapi vode svuda
po povrsini unutrasnje

jedinice. . ’ . 5 R
¢ Premali ugao otvaranja peraja moze rezultirati kapima vode na ulazu za vazduh.
- Povecajte ugao lopatica.
Tokom hladenja e Desava se ponekad kada su temperatura i vlaznost visoki. - To je zato $to
unutrasnja jedinica se se unutradnji vazduh brzo hladi. Nakon $to prode neko vrijeme, unutrasnja
ponekada zamagli. temperatura i vlaznost ¢e se smanijiti i magla ¢e nestati.

& U sljedecim situacijama odmah prekinite sve operacije i napajanje i kontaktirajte nas servisni
centar.

o Cujete ostar zvuk ili osecate neugodan miris tokom rada.

¢ Doslo je do neuobi¢ajenog zagrijavanja kabla za napajanje i utikaca.

e Jedinica ili daljinski upravljac nisu Cisti ili sadrze vodu.

e Prekidac za vazduh ili prekida¢ za zastitu od curenja cesto su iskljuceni.

INSTRUKCIJE ZA INSTALACIJU

@ VAZNA OBAVIESTENJA!

¢ Prije instaliranja, molimo kontaktirajte s lokalnim ovlasé¢enim centrom za odrzavanje, a ukoliko jedinicu nije
instalirao ovla$¢eni centar za odrzavanje, kvar mozda nece biti rijesen uslijed neadekvatnog rukovanja.

e Klima uredaj mora biti instaliran od strane profesionalaca u skladu sa drzavnim pravilima o elektri¢nim
instalacijama i ovim uputstvom.

¢ Nakon postavljanja mora se izvrditi testiranje curenja rashladnog sredstva.

¢ Da biste premjestili i instalirali klima uredaj na drugo mjesto, kontaktirajte nas lokalni servisni centar.

Provjera prilikom raspakivanja

e Otvorite kutiju i proverite klima uredaj u prostoru sa dobrom ventilacijom (otvorite vrata i prozor) i bez izvora
plamena.
Napomena: Operateri moraju da nose antistati¢ke uredaje.

¢ Neophodno je da stru¢no lice provjeri da li negdje curi rashladno sredstvo prije otvaranja kutije spoljne masine;
ukoliko postoji curenje, zaustavite proces otvaranja.

e Oprema za zadtitu od pozara i antistaticke mjere opreza moraju biti dobro pripremljene prije provjere. Nakon
toga provjerite cjevovod rashladnog sredstva da biste vidjeli ima li tragova udara i da li je izgled zadovoljavajudi.
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Principi bezbjednosti za ugradnju klima uredaja

e Protivpozarni uredaj mora biti pripremljen prije ugradnje.

e Provjeriti da li je instalacija provjetrena (otvorite vrata i prozor)

e Izvori paljenja, pusenje i pozivanje nisu dozvoljeni na podrudju sa R32 rashladnim sredstvom.

¢ Antistati¢ke mjere predostroznosti potrebne za ugradnju klima uredaja, npr. nosite ¢istu pamuénu odecu i
rukavice.

¢ Neka detektor curenja bude u radnom stanju tokom instalacije.

e Ako dode do curenja rashladnog sredstva R32 tokom instalacije, odmah cete detektovati koncentraciju u
zatvorenom okruzenju dok ne dostigne siguran nivo. Ako curenje rashladnog sredstva uti¢e na rad klima
uredaja, molimo vas da odmah prekinete rad, a klima uredaj se mora prvo usisati a potom vratiti u stanicu za
odrzavanje.

o Drzite elektri¢ni aparat, prekidac za napajanje, utika¢, uti¢nicu, visokotemperaturni izvor toplote i visoku
stati¢nost daleko od podrudja ispod bo¢ne strane unutrasnje jedinice.

e Klima uredaj treba postaviti na pristupacnom mestu za instalaciju i odrzavanje, bez prepreka koje mogu blokirati
dovod ili izlaz vazduha unutradnjih / spoljasnjih jedinica, a mora se drzati i dalje od zapaljivih ili eksplozivnih
izvora toplote.

o Ako prilikom ugradnje ili popravke klima uredaja priklju¢ni vod nije dovoljno dugacak, priklju¢ni vod se mora
zamijeniti prikljuénim vodom originalne specifikacije; produzenje voda nije dozvoljeno.

¢ Upotrebite novu prikljuénu cijev, osim ako je niste nastavili.

Zahtjevi za polozaj montiranja

* |zbjegavajte mjesta zapaljivog ili eksplozivnog curenja gasa ili tamo gdje ima jako agresivnih gasova.

® |zbjegavajte mjesta koja su izloZena jakim elektri¢nim / magnetnim poljima.

¢ |zbjegavajte mjesta koja su izlozena buci i rezonanciji.

® |zbjegavajte teske prirodne uslove (npr.velika cadavost, jak pjeSc¢ani vjetar, direktna sunceva svjetlost ili izvori
toplote visoke temperature).

¢ Izbjegavajte mjesta koja su na dohvatu djece.

o Skratite vezu izmedu unutrasnje i spoljasnje jedinice.

o |zaberite mjesto koje je lako izvrsiti servis i druge popravke i gdje je ventilacija dobra.

¢ Spoljasna jedinica se ne smije postaviti na mjestu koje bi moglo da zauzme prolaz, stepeniste, izlaz, pozarni izlaz,
modnu pistu ili bilo koji drugi javni prostor.

e Unutrasnja jedinica mora biti postavljena $to je dalje moguce od vrata i prozora susjeda, kao i $to dalje od
biljaka i cvijeca.

Pregled instalacionog okruzenja

® Provjerite plocicu sa natpisom spoljasne jedinice da biste se uvjerili da je rashladno sredstvo R32.

e Provjerite povr§inu prostorije. Prostor ne sme biti manji od korisnog prostora (5m?) koji je naveden u specifikaciji.
Spoljasna jedinica mora biti postavljena na dobro osvetlienom mestu.

e Provjerite instalaciono okruzenje: R32 nece biti instaliran u zatvorenom prostoru zgrade.

e Kada koristite elektri¢nu busilicu kako biste napravili rupe u zidu, prvo provjerite da li postoji prethodno ukopan
cjevovod za vodu, struju i gas. Predlaze se upotreba rezervisanog otvora na vrhu zida.

Zahtjevi za montaznu strukturu

¢ Montazni stalak mora da zadovolji relevantne drzavne ili industrijske standarde u pogledu ¢vrstoée sa
nerdajuéim povriinama za zavarivanje i povezivanje.

* Montazni stalak i njegova nosiva povrsina moraju biti sposobni da izdrze minimum cetvorostruku tezinu jedinice,
ili 200 kg.

* Montazni stalak spoljasne jedinice mora biti pri¢vr§¢en pomocu ekspanzionog vijka.

¢ Obezbjedite sigurnu instalaciju, bez obzira na vrstu zida na koji se jedinica instalira, kako biste sprijecili
potencijalni pad koji bi mogao da naudi ljudima.
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Sigurnosni zahtjevi za elekrticne instalacije

e Budite sigurni da za klima uredaj koristite adekvatan napon i uti¢nicu za napajanje, a pre¢nik kabla za napajanje
mora da bude u skladu sa drzavnim propisima.

e Kada je maksimalna struja klima uredaja =16A, mora se koristiti prekidac za vazduh ili prekidac za zastitu od
curenja opremljen zastitnim uredajima.

® Radniopseg je 0% -110% lokalnog nazivnog napona. Ali bez kvara u napajanju, elektri¢nog udara ili pozara.
Ako je napon nestabilan, preporuéuje se povecanje regulatora napona.

¢ Minimalni razmak izmedu klima uredaja i zapaljivih predmeta je 1,5 m.

e Kabl za povezivanje povezuje unutrasnje i spoljasnje jedinice. Prvo morate odabrati pravu veli¢inu kabla prije

pripreme za povezivanje.

Tipovi kablova: spoljasnji kabl za napajanje: HO7RN-F ili HO5RN-F; - interkonekcioni kabl: HO7RN-F ili HOSRN-F;

e Minimalna povrsina presjeka kabla za napajanje i kabla za povezivanje.

Sjeverna Amerika Ostali regioni

Uredaj AWG Nominalna struja Povrsina nominalnog
Ampera (A) uredaja (A) presjeka (mm?)
10 18 >3i<6 0.75
13 16 >6i<10 1
18 14 >10i<16 1.5
25 12 >10i<16 25
30 10 >10i<16 4
40 8 >10i<16 6

Potrebna veli¢ina kabla za povezivanje, kabla za napajanje, osiguraca i prekidaca je odredena maksimalnom
strujom uredaja. Maksimalna struja je naznaéena na plodici koja se nalazi na boénoj ploéi jedinice. Pogledajte
ovu plocicu da biste izabrali odgovarajuci kabl, osigurac ili prekidaé.

Napomena: Broj jezgra kabla se odnosi na detaljni dijagram ozi¢enja na jedinici koju ste kupili.

Zahtjevi za rad visini

e Prilikom izvodenja instalacije na 2m ili vise iznad osnovnog nivoa, sigurnosni pojasevi se moraju nositi kao i
konopci dovoljne évrstoce moraju biti sigurno priévré¢eni na spoljasnu jedinicu, kako bi se sprijecio pad koje bi
mogao prouzrokovati povrede ili smrt, kao i gubitak imovine.

Zahtjevi za uzemljenje

¢ Klima uredaj je elektri¢ni uredaj | klase i mora se obezbjediti pouzdano uzemljenje.

¢ Ne povezuijte Zicu za uzemljenje na cijev za gas, vodovod, gromobran, telefonsku liniju ili kolo koje je slabo
uzemljeno.

e Zica za uzemljenje je posebno projektovana i ne sme se koristiti u druge svrhe, niti se pricvrécuje uobicajenim
Srafom.

¢ Precnik kabla za povezivanje treba preporuéiti prema uputstvu za koriséenje, kao i terminalni tipa O koji
zadovoljava lokalne standarde (unutradnji pre¢nik terminala tipa O treba da odgovara veli¢ini $rafa jedinice,
ne vise od 4,2 mm). Nakon ugradnje, provjerite da li su rafovi dobro pri¢vrséeni i da nema opasnosti od
otpustanja.
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Ostalo

¢ Nadcin povezivanja klima uredaja i kabla za napajanje i metoda medusobnog povezivanja svakog nezavisnog
elementa podlezu Semi povezivanja postavljenoj na masini.

¢ Model i nazivna vrijednost osiguraa moraju biti napisani sito stampom na odgovaraju¢em kontroleru ili ulogku
osiguraca.

Sadrzaj pakovanja

Sadrzaj pakovanja za unutrasnju jedinicu Sadrzaj pakovanja za spoljasnju jedinicu
Naziv Koli¢ina Jed. Naziv Koli¢ina Jed.
Ununtra$nja jedinica 1 set Spoljasnja jedinica 1 set
Daljinski upravlja¢ 1 kom Cijev za povezivanje 5 kom
. (opciono)

Baterije (7#) 2 kom
Plasti¢na traka 1 rolna

Uputstvo 1 set
Prsten za zastitu cijevi 1 kom

Odvodna cijev 1 kom
Cement (kit) (opciono) 1 paket

NAPOMENA: Sva dodatna oprema trebalo bi da odgovara pakovanju i ako postoji razlika, molimo vas za
razumevanje.

INSTALACIJA UNUTRASNJE JEDINICE

Crtez dimenzija instalacije unutrasnje jedinice

Prostor do plafona /////
v 15cm izmad
Prostor do zida Prostor do zida
20cm iznad 20cm iznad
200-260cm

Prostor do poda



Montazna ploca

1.Zid za ugradnju unutrasnje jedinice mora biti tvrd i ¢vrst,
kako bi se sprijecile vibracije.

2. Koristite $raf tipa “+" da pricvrstite plo¢u za zid,
horizontalno montirajte plocu za instaliranje, i osigurajte
bo¢nu horizontalu i uzduznu vertikalu.

3. Nakon instalacije rukom povucite plo¢u za instaliranje, kako
biste provjerili da li je ¢vrsta.

Zidni otvor

—

. Napravite otvor elektri¢nim ¢eki¢em ili vodenom busilicom
na unaprijed odredenom polozaju na zidu za cjevovode,
koji ¢e nagnuti prema van za 5°-10°.

2. Da bi se cjevovode i kablove koji prolaze kroz zid zastitili
od ostecenja, kao i od glodara koji se mogu naseliti u
Supliem zidu, ugradice se zastitni prsten za cijev i zapecatiti
cementom.

Napomena: Obi¢no zidni otvor je @> 60mm ~ &> 80mm.

Izbjegavajte ranije postavljene elektri¢nu zicu i tvrdi zid

prilikom izrade otvora.

Put cjevovoda

B p——

Putty

=
=

Pipe protection
ring

e

1. U zavisnosti od polozaja jedinice, cjevovodi mogu biti postavljeni postrance sa lijeve ili desne strane (slika 1), ili
vertikalno od pozadi (slika 2) (zavisno od duzine cijevi unutrasnje jedinice). U slu¢aju boénog polaganja, odseci

reznu plo¢u na suprotnoj strani.

slika 1

Cijev za povezivanje

Odvodna cijev i
kablovi

Priprema materijala
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slika 2

Cijev za povezivanje
Odvodno crijevo
i kablovi
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Prikljucak odvodne cijevi

1. Uklonite fiksni dio da biste izvukli cijev unutrasnje jedinice iz kucista. Zavrnite rukom $estougaonu maticu sa leve

strane jedinice.
2. Spojite priklju¢nu cijev na unutarasnju jedinicu:

Usmijerite je ka centru cijevi, zategnite konusnu maticu prstima, a zatim zategnite konusnu maticu moment
klju¢em, pravac je prikazan na dijagramu desno. Moment klju¢ je prikazan u tabeli.
Napomena: Prije instalacije pazljivo provjerite da li postoji bilo kakvo osteéenje spojeva. Spojevi se ne mogu

ponovo upotrebljavati, osim nakon ponovnog spajanja cijevi.

Tabela stezanja obrtnog momenta

Veli¢ina cijevi (mm) Obrni moment (Nm)
6/ $6.35 15~ 88
¢/ $9.52 35~40
®12/$12.7 45~ 60
$15.88 73~78

Zategnite cijev

1. Koristite izolacioni rukavac da omotate spojni dio unutrasnje
jedinice i priklju¢ne cijevi, a zatim koristite izolacioni
materijal za obmotavanje i zaptivanje izlolacione cijevi
kako bi se sprijecilo stvaranje kondenzata vode na mestu
spajanja.

2. Povezite odvod za vodu sa odvodnim cijevima i ispravite
kablove i crijevo za odvod.

3. Koristite plasti¢ne vezice za kablove da biste omotali spojne
cijevi, kablove i odvodno crijevo. Nagnite cijev nadole.

Fiksiranje unutrasnje jedinice

1. Okacite unutrasnju jedinicu na plo¢u za montiranje, i
pomijerite jedinicu sa lijeve na desnu stranu kako bi se
osiguralo da je kuka pravilno postavljena na ploci za
montiranje.

2. Gurnite prema donjoj lijevoj i gornjoj desnoj strani jedinice
prema plo¢i za montiranje, dok kuka ne ulegne u sloti
zacuje se "klik".
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Cijev unutrasnje  Konusni Cijev za
jedinice zav.rt/anj povezivanje

£y

$19.05 75~80 Klju¢ za matice %@—v Moment klju¢

Prikljuéna cijev
odvodno crijevo
i kablovi




Dijagram el. instalacija

¢ Ako je vas klima uredaj opremljen kablom za povezivanje, kablovi unutrasnje jedinice su fabricki povezani, nema
potrebe za povezivanjem.
e Ako kabl za povezivanje nije obezbijeden, potrebno je povezivanje

Nakon instalacije, provjerite:

1. Da li su rafovi dobro pri¢vriceni, i nema opasnosti od otpustanja.

2. Priklju¢ak ploce za prikazivanje bez obzira da li je postavljen na pravo mjesto i ne dodiruje plo¢u terminala.
3. Da li je poklopac kontrolne kutije dobro zatvoren.

Konstantna brzina Promenljiva brzina Konektor
Lsl4fs]lOlamitb] [L N[O s] & &y e3e
( ) © 06 Bes
( ) Ako postoji konektor,
Spoljasna jedinica povezite direktno.

Spoljasna jedinica

1514]3]&[an]1L)]

( )

[L]lofn[®] 5]

Spoljagna jedinica (

Spoljasna jedinica

NAPOMENA:

Ovaj priru¢nik obi¢no ukljucuje rezim instalacija za razli¢ite vrste klima uredaja. Ne mozemo iskljuciti moguénost da
neki posebni tipovi dijagrama instalacija nisu ukljuceni.

Dijagram je samo referenca. Ako se proizvod razlikuje od ove Seme instalacija, pogledajte detaljnu $emu
elektriénih instalacija na uredaju koji ste kupili.
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POSTAVLJANJE SPOLJASNJE JEDINICE GAS R32

Dimenzioni crtez instalacije spoljasnje jedinice

Strana sa koje vazduh izlazi
Prostor prije prve prepreke

|| | iy Prostor prije prve prepreke

Prostor prije prve prepreke

Strana sa koje vazduh
izlazi

Zavrtanj spoljasnje instalacione jedinice

g e | o | sy
* 665(710)x420x280 430 280
600(645)x485x260 400 290
= 660(710)x500x240 500 260
700(745)x500x255 460 260
730(780)x545x285 540 280
Leva instalaciona Desna instalaciona 760(810)x545x285 540 280
strana strana 790(840)x550x290 545 300
—\':°"°°‘ vazduha 800(860)x545x315 545 315
o U : = 800(850)x590(690)x310 540 325
i 825(880)x655x310 540 335
AT C ] 900(950)x700x350 630 350
i —— N 900(950)x795x330 535 350
Izlaz vazduha 970(1044)x803x395 675 409
Instalirajte prikljucnu cijev
Povezite spoljasnju jedinicu sa prikljuénom cijevi: Usmjerite kontra- W7
navrtanj spojne cijevi na sigurnosni ventil i zategnite konusnu maticu X
prstima. Zatim zategnite konusnu maticu moment klju¢em. Zaporni Konus. Priklju¢na
Kada se cjevovod produzava, potrebno je dodati dodatnu koli¢inu ventil navrtanj cijev

rashladnog sredstva, tako da se ne ugrozi rad klima uredaja.

Duzina Koli¢ina rashladnog sredstva koje - hiad Cijev za tecnost
cjevovoda se dodaje Kolicina ras 1acneg Cijev za gas
- sredstva po jedinici
5M Nije potrebno
o 1ou CC12000Btu 16g/m Tkg o
CC18000Btu 24g/m 2kg Kljuc za matice

Napomena: 1. Ova tabela je samo referenca.

2. Spojevi se nece ponovo koristiti ukoliko se ne zavare. Poklopac
3. Posle instalacije, provjerite da li je poklopac sigurnosnog ventila dobro fiksiran. sigurnosnog
ventila
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POSTAVLJANJE SPOLJASNJE JEDINICE GAS R410a

Dimenzioni crtez instalacije spoljne jedinice

Strana sa koje vazduh izlazi
Prostor prije prve prepreke

Prostor prije prve prepreke

_U
T
o
Q
o
=

ke
3.
=
o
<
®
ke
=
I9)
ke
=
@
o
o

Strana sa koje vazduh
izlazi

Zavrtanj spoljasnje instalacione jedinice
e | aom | oo
= 665(710)x420x280 430 280
600(645)x485x260 400 290
| A R— 660(710)x500x240 500 260
w2 700(745)x500%255 460 260
730(780)x545x285 540 280
Leva instalaciona Desna instalaciona 760(810)x545x285 540 280
strana strana 790(840)x550x290 545 300
—\D°"°d vazduha 790(840)x550x290 545 315
SEEELE = 800(850)x590(690)x310 545 325
: 825(880)x655x310 540 335
N L 900(950)x700x350 630 350
T T 970(1044)x803x395 675 409

Izlaz vazduha

Instalirajte priklju¢nu cijev

Povezite spoljasnju jedinicu sa prikljuénom cijevi: Usmjerite kontra-
navrtanj spojne cijevi na sigurnosni ventil i zategnite konusnu maticu
prstima. Zatim zategnite konusnu maticu moment klju¢em. Zaporni Konusni  Priklju¢na
Kada se cjevovod produzava, potrebno je dodati dodatnu kolicinu ventil navrtanj  cijev
rashladnog sredstva, tako da se ne ugrozi rad klima uredaja.

Cijev za tecnost

DuZina Koli¢ina rashladnog sredstva koje
cjevovoda se dodaje Cijev za gas
5M Nije potrebno
CC12000Btu 20g/m &
5-15M
CC18000Btu 30g/m
Klju¢ za
Napomena: Ova tabela je samo referenca. matice
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Postavljanje spoljasnje jedinice

Instalacija

E - djelovi poklopca

1. Olabavite zavrtnje i uklonite poklopac E-djelova sa jedinice.

2. Spojite kablove, odnosno odgovarajuée unutrasnje djelove priklju¢ne
ploce spoljasnje jedinice, (pogledajte Semu instalacije) i ako ima
signala iz uti¢nice, samo izvedite spojnicu.

3. Zica za uzemljenje: izvadite vijak za uzemljenje iz elektriénog nosaca,

povezite kraj Zice za uzemljenje na vijak za uzemljenje i zavijte ga u otvor

za uzemljenje.

Dijagram instalacije
Konstantna brzna Promenljiva brzina

el Bl o [T s 6]
) \

(

]
Ka napajanju Ka unutrasnjoj ( ) (| )
jedinici '
Ka unutradnjoj Ka napajanju
jedinici
(N[ s O el TeTs] ISINILOIL\lg e
( )« )
( ) )
Ka napajanju Ka unutrasnjoj
jedinici Ka unutrasnjoj Ka napajanju
jedinici
Konektor

= H ih
150

Ako postoji konektor, povezite ga direktno.

NAPOMENA:

¢ Ovo uputstvo obi¢no sadrzi rezim oZi¢enja za razli¢ite vrste klima uredaja. Ne mozemo iskljuciti mogucnost da
neki posebni tipovi dijagrama instalacije nisu prikazani.

e Ovaj dijagram je samo referenca. Ako postoje razlike u dijagramima, molimo vas da pratite detaljni dijagram koji
ste dobili sa jedinicom koju ste kupili.
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Vakumiranje (Gas R32)

Ekskluzivna R32 pumpa za rashladno sredstvo mora se koristiti za izradu vakuuma shladnog
sredstva R32.
Prije nego $to po¢nete sa radom na klima uredaju, uklonite poklopac

! . ) 2 Klir ; Mierad iedinieni
sigurnosnog ventila (ventila za gas i te¢nost) i nakon toga ga ponovo jeracjeainiensa

. . oo . . -76cmHg Razvodni
zategnite (da biste sprijecili potencijalno curenje vazduha). y ventil
1. Da biste sprijecili curenje vazduha i prolivanje, zategnite sve Lo rutka Hirucka
spojne matice svih cijevi. Crijevo za
2. Spojite sigurnosni ventil, crijevo za punjenje, razvodni ventil punjenje

Crijevo za

i vakuumsku pumpu. punjenje

3. Potpuno otvorite ru¢ku Lo na razvodnom ventilu i primjenite
vakuum najmanje 15 minuta i provjerite da li je vakuumska
masa ocitana -0.1 MPa (-76cmHg).

4. Nakon primjene vakuuma, potpuno otvorite sigurnosni
ventil estougaonim klju¢em.

5. Provjerite da li vazduh ne curi iz unutra$njih i spoljasnjih

priklju¢aka.

Vakuumska
pumpa

Sigurnosni ventil Sigurnosni ventil

Izbacivanje vazduha (Gas R410a) (ventilzatecnost) - {ventil za gas)

Metoda ispustanja rashladnog sredstva iz spoljasnje jedinice

Posto se priveze cijev, nastavite dalje u skladu sa daljim uputstvom.

Dio sa = Q% = @ = \

==
Sacekajte ; 6% % w4
gasom 8 sekundi ZB;\Z,zaS:_gmte R re,%
Otpustite =
zavrtanj tako §to
cete ga okrenuti
do pola.

Obrtni momenat Potpuno Provjerite
ugradnije je isti otvorite da livazduh

kao kod kraja gasa osovine kraja ne curi iz
i w unutradnje jedinice. | tecnostii unutradnjih
Diosa = Q druga dva i spoljasnjih
tecnoseu Otpustite Hek | ° > kraja. priklju¢aka.

klju¢ tako $to
Cete ga okrenuti
do pola.

Metoda vakuumskog pumpanja (R410A izbacivanje rashladnog sredstva se mora sprovesti metodom

vakuumskog pumpanja) Mjera¢
Prije nego $to pocnete sa radom na klima uredaju, uklonite poklopac Mjerac jedinjenja pritiska
sigurnosnog ventila (ventila za gas i te¢nost) i nakon toga ga ponovo -76cmHg Razv.odm
zategnite (da biste sprijecili potencijalno curenje vazduha). Lo rucka ;fﬁ?ﬂéka
1. Da biste sprijecili curenje vazduha i prolivanje, zategnite Crijevo za
sve spojne matice svih cijevi. punjenje Crijevo za
2. Spojite sigurnosni ventil, crijevo za punjenje, razvodni punjenje
ventil i vakuumsku pumpu.
3. Potpuno otvorite ru¢ku Lo na razvodnom ventilu i
primijenite vakuum najmanje 15 minuta i provjerite da i Vakuumska
je vakuumska masa oéitana -0.1 MPa (-76cmHg). pumpa

4. Nakon primjene vakuuma, potpuno otvorite sigurnosni
ventil $estougaonim klju¢em.
5. Provjerite da li vazduh ne curi iz unutradnjih i spoljasnjih

prikljugaka. Sigurnosni ventil  Sigurnosni ventil

(ventil za teé¢nost) (ventil za gas)
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Kondenzaciona drenaza na otvorenom (samo za toplotnu pumpu)

Kada se uredaj zagrijava, voda za kondenzaciju i voda za
odmrzavanje mogu biti pouzdano propustene kroz odvodno
kudiste.

Instalacija:

Ugradite spoljno odvodno koleno u @ 25 otvor na osnovnoj plodi,
i spojte crijevo za odvod na koljeno, tako da se otpadna voda koja
se formira u spoljasnjoj jedinici moze ispustiti do odgovarajuce
ploce.

Vi
/i

PROVJERA NAKON INSTALACIJE | PROBNI RAD

Provjera posle instalacije

Provjera elektri¢ne sigurnosti

1. Da li je napon napajanja odgovarajudi.

2. Dalli postoji bilo kakva neispravna ili propustena veza u svakoj od Zica za napajanje, signal i uzemljenje.

3. Dalli je Zica za uzemljenje klima uredaja ¢vrsto uzemljena.

Provjera instalacione sigurnosti

1. Da li je instalacija bezbjedna.

2. Dali je odvod vode neometan.

3. Da li su ozZi¢enje i cjevovodi pravilno instalirani.

4. Provjerite da u uredaju nije ostalo neko strano tijelo ili alat.

5. Provjerite da li je cjevovod rashladnog sredstva dobro zasticen.

Ispitivanje curenja rashladnog sredstva

U zavisnosti od nacina instalacije, sledeci metodi se mogu koristiti za provjeru sumnjivog curenja, na podrudjima

kao $to su Cetiri spoja spoljasnje jedinice i jezgra sigurnosnog ventila i t-ventila:

1. Metoda mehuri¢a: Nanesite sprejom ravnomjerni sloj sapunice na potencijalnu tacku curenja i pazljivo
posmatrajte mehurice.

2. Instrumentna metoda: Provjeriti curenje tako $to cete usmijeriti sondu detektora curenja prema uputstvu za
potencijalne tacke curenja.

Napomena: Prijee provjere curenja provijerite da li je ventilacija dobra.

Test rada

Priprema testa rada:

® Provjerite da li su svi cjevovodni i prikljuéni kablovi dobro povezani.
e Potvrdite da su vrednosti gasa na strani te¢nosti potpuno otvorene.
e Povezite kabl za napajanje sa nezavisnom mreznom uti¢nicom.

e Stavite baterije u daljinski upravljac.

Napomena: Prije testiranja provjerite da li je ventilacija dobra.

Metoda testa rada:

1. Ukljuéite napajanje i pritisnite dugme ON / OFF na daljinskom upravljacu da biste pokrenuli klima uredaj.

2. Daljinskim upravlja¢em izaberite COOL, HEAT (nije dostupan na modelima samo za hladenje), SWING i druge
nacine rada i pogledajte da li je rad dobar.
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NAPOMENE O ODRZAVANJU

Paznja: Za odrzavanije ili odlaganje, molimo kontaktirajte ovlaséene servisne centre. Odrzavanje od strane
nekvalifikovane osobe moze dovesti do opasnosti.

Napunite klima uredaj rashladnim sredstvom R32 i odrzavajte klima uredaj u skladu sa zahtjevima proizvodaca.
Ovo poglavlje se uglavnom fokusira na posebne zahtjeve odrzavanja za uredaj sa R32 rashladnim sredstvom.
Zatrazite od servisera da procita priruénik za tehnicke usluge nakon prodaje za detaljne informacije.

Neophodne kvalifikacije servisera

1. Potebna je posebna obuka uz uobicajene procedure za popravku rashladne opreme kada je u pitanju oprema
sa zapaljivim rashladnim sredstvima. U mnogim zemljama, ovu obuku sprovode drzavni centri za obuku koji
su akreditovani za obuku servisera o relevantnim drzavnim standardima stru¢nosti koji su verovatno sadrzani u
zakonodavstvu. Postignute kvalifikacije treba da budu dokumentovane odgovarajuéim sertifikatom.

N

. Odrzavanje i popravka klima uredaja moraju se vrsiti prema metodi koju je preporucio proizvodac. Ukoliko su
potrebni drugi stru¢njaci za pomo¢ u odrzavanju i popravci opreme, to treba obaviti pod nadzorom lica koja
imaju kvalifikaciju za popravku klima uredaja opremljenog zapaljivim rashladnim sredstvom.

Kontrola na licu mesta

Bezbjednosna kontrola se mora sprovesti prije odrzavanja opreme sa R32 rashladnim sredstvom kako bi se
osiguralo da je rizik od pozara sveden na minimum. Provjerite da li je mjesto dobro provjetreno, da i je antistaticka
i protivpozarna oprema savrena. Prilikom odrzavanja rashladnog sistema, pridrzavajte se sledecih mjera
predostroznosti prije rada sa sredstvom.

Procedure rada

—

.Radna povrsina:
Serviseri i druga lica koja rade u lokalnoj oblasti treba da dobiju uputstva o prirodi posla koji se obavlja. Treba
izbjegavati rad u zatvorenim prostorima. Podru¢je oko radnog prostora treba da bude odvojeno. Kontrolom
zapaljivog materijala osigurajte da su uslovi unutar podrucja bezbjedni.
. Provjera prisustva rashladnog sredstva:
Podrudje se mora provijeriti odgovarajué¢im detektorom rashladnog sredstva prije i za vrijeme rada, kako bi se
osiguralo da serviser bude svestan potencijalno toksi¢nih ili zapaljivih atmosfera. Uvjerite se da je oprema za
detekciju curenja koja se koristi pogodna za upotrebu sa svim primjenljivim rashladnim sredstvima, tj. ne stvara
iskre, adekvatno zapecacena ili sigurna.
. Prisustvo aparata za gasenje pozara:
Ako se bilo koji rad na vrucini mora obaviti na rashladnoj opremi ili bilo kojem delu, na raspolaganju je
odgovarajuéa oprema za gasenje pozara. Uvek drZite suvi prah ili CO2 aparat za gasenje poZzara u blizini zone
punjenja.
4.Nema izvora paljenja:
Nijedno lice koje obavlja radove u vezi sa rashladnim sistemom koji ukljuéuje popravku cjevovoda ne smije
koristiti bilo kakve izvore paljenja na takav nacin koji moze dovesti do opasnosti od pozara ili eksplozije. Svi
mogudi izvori paljenja, ukljuéujuéi pusenje cigareta, treba da budu dovoljno udaljeni od mesta instalacije,
popravke, uklanjanja i odlaganja, tokom kojih rashladno sredstvo moze biti ispusteno u okolni prostor. Prije nego
$to se pocne sa radom, podrucje oko opreme treba pregledati kako bi se osiguralo da nema zapaljivih opasnosti
ili rizika paljenja. Znak "Zabranjeno pusenje’ treba da bude postavljen.
Provjetren prostor (otvorite vrata i prozor):
Uvjerite se da je prostor na otvorenom ili da li je adekvatno provjetren prije nego $to se izvedu bilo kakvi radovi
sa visokom temperaturom. Vjetrite prostor tokom cijelog perioda rada. Ventilacija bi trebalo da bezbjedno
rasprsi oslobodeno rashladno sredstvo i izbaci ga napolje u atmosferu.
. Provjera opreme za hladenje:
Ukoliko se mijenjaju elektriéne komponente, one moraju biti u skladu sa namjenom i sa ispravnom
specifikacijom. U svakom trenutku se moraju postovati uputstva proizvodacéa o odrzavanju i servisiranju. Ako ste
u nedoumici, konsultujte tehni¢ku sluzbu proizvodaca. Sledece provjere se primjenjuju na postrojenjima koja
koriste zapaljive rashladne te¢nosti:

N

w

v
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e Koli¢ina punjenja je u skladu sa veli¢inom prostorije unutar koje su postavljeni djelovi rashladnog sredstva.

® Masine i ispusti za ventilaciju rade adekvatno i ne ometaju se.

o Ako se koristi indirektni rashladni krug, sekundarni krug se provjerava na prisustvo rashladnog sredstva.

e Rashladne cijevi ili komponente se instaliraju na mjestu gdje je malo verovatno da ce biti izloZene bilo kojoj
supstanci koja moze da korodira komponente koje sadrze rashladno sredstvo, osim ako su komponente
konstruisane od materijala koji su inherentno otporni na korodiranje ili su na odgovarajuéi nacin zasticeni od
korozije.

Provjera elektri¢nih uredaja:

Popravke i odrzavanje elektriénih komponenti ukljuéuju sigurnosne provjere i procedure provjere komponenti.
Ako postoji greska koja bi mogla ugroziti bezbjednost, onda se na strujni krug ne prikljuéuje elektri¢ni napon
dok se greska ne resi na zadovoljavajuci nacin. Ako se greska ne moze odmah ispraviti, ali je potrebno nastaviti
sa radom, mora se koristiti odgovarajuce privrijemeno rjesenje. Sve ce biti prijavljeno vlasniku opreme, tako da
sve strane budu o svemu obavijestene.

Pocetne provjere bezbjednosti obuhvataju:

o Kondenzatori su ispraznjeni: to se mora obaviti na bezbjedan nacin kako bi se izjbegla mogucnost iskrenja.

~

e Odrzavajte kontinuitet uzemljenja.

Pregled kabla

Provjerite da li se kabl istro$io, ima li koroziju, previsok napon, vibracije i provjerite da li postoje ostre ivice i drugi
Stetni efekti u okruzenju. Prilikom pregleda, treba uzeti u obzir uticaj starenja ili kontinuirane vibracije kompresora i
ventilatora.

Provjera curenja rashladnog sredstva R32

Napomena: Provjerite curenje rashladnog sredstva u okruzenju gdje nema potencijalnih izvora paljenja. Nije
potrebna halogena sonda (ili bilo koji drugi detektor koji koristi za otvoreni plamen).

Metoda detekcije curenja:

Za sisteme sa rashladnim sredstvom R32, na raspolaganju je elektronski instrument za otkrivanje curenja i detekciju
curenja ne bi trebalo vrsiti u okolini sa rashladnim sredstvom. Pobrinite se da detektor curenja ne postane
potencijalni izvor paljenja i da je primjenjiv na izmjerenu rashladnu te¢nost. Detektor curenja mora biti podesen
na minimalnu koncentraciju zapaljivog goriva (procenat) rashladnog sredstva. Kalibrirajte i podesite odgovarajucu
koncentraciju gasa (ne vise od 25%) sa upotrebljenim rashladnim sredstvom.

Tec¢nost koja se koristi za detekciju curenja je primjenljiva na veéinu rashladnih sredstava. Ali ne koristite hloridne
rastvarace da biste sprijecili reakciju izmedu hlora i rashladnih sredstava i korozije bakarnih cjevovoda.

Ako sumnjate na curenje, uklonite svu vatru sa mjesta dogadaja ili ugasite vatru. Ako je mjesto curenja potrebno
zavariti, onda sve rashladne materijale treba vratiti, ili izolovati sve rashladne te¢nosti dalje od mjesta curenja
(koristedi sigurnosni ventil). Prije i tokom zavarivanja, koristite OFN za preci¢avanije cijelog sistema.

Uklanjanje i vakuumsko pumpanije

1. Pobrinite se da nema izvora paljenja blizu izlaza vakuumske pumpe i da je ventilacija dobra.

2. Odrzavanje i druge operacije rashladnog kruga obavljaju se u skladu sa opstom procedurom, ali klju¢ne su
sledece najbolje operacije koje su vec uzele u obzir zapaljivost. Pratite sledece procedure:
o Uklonite rashladno sredstvo.
¢ Dekontaminirajte cjevovod inertnim gasovima.
e Evakuacija.
¢ Ponovo dekontaminirajte cjevovod inertnim gasovima.
o |zrezite ili zavarite cjevovod

3. Rashladno sredstvo treba vratiti u odgovarajuéi rezervoar za skladistenje. Sistem bi trebalo da se progisti azotom
bez kiseonika da bi se osigurala bezbjednost. Ovaj proces ¢e mozda morati da se ponovi nekoliko puta. Ova
operacija se ne smije izvoditi pomocu komprimiranog vazduha ili kiseonika.

4. Procesom duvanja, sistem se puni u anaerobni azot da bi se dostigao radni pritisak pod vakuumskim stanjem,
zatim se u atmosferu emituje azot bez kiseonika, i na kraju vakuumizuje sistem. Ponovite ovaj postupak dok
se sve rashladne teénosti u sistemu ne odiste. Poslije zavrsnog punjenja anaerobnog azota, ispustite gas u
atmosferski pritisak, a zatim sistem moze biti zavaren. Ova operacija je neophodna za zavarivanje cjevovoda.
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Procedure za punjenje rashladnih sredstava

Kao dodatak opstoj proceduri, potrebno je ispostovati sledece zahtjeve:

- Uvjerite se da nema kontaminacije izmedu razlicitih rashladnih sredstava kada koristite uredaj za punjenje
rashladnog sredstva. Cjevovod za punjenje rashladnih te¢nosti treba da bude $to kradi da bi se smanjio zaostatak
rashladnog sredstva u njemu.

- Rezervoari za skladistenje treba da ostanu vertikalni.

- Uvjerite se da su rjesenja za uzemljenje vec preuzeta prije nego $to se rashladni sistem napuni rashladnim
sredstvima.

- Nakon zavrsetka punjenja (ili kada jos nije zavrSeno), obeljeZite znak na sistemu.

- Pazite da ne prepunite rashladno sredstvo.

Odlaganje i oporavak

Odlaganje

Prije ove procedure, tehni¢ko osoblje mora biti detaljno upoznato sa opremom i svim njenim karakteristikama,

i sprovesti preporucenu praksu za sigurno sklapanje rashladnog sredstva. Za recikliranje rashladnog sredstva,

analizirati rashladno sredstvo i uzorke ulja prije rada. Obezbiedite potrebnu snagu prije testiranja.

. Upoznajte opremu i rad.

2. Iskljucite napajanje.

3. Prije nego $to sprovedete ovaj proces, morate biti sigurni:

® Ako je potrebno, rad mehanicke opreme treba da olaksa rad rezervoara za rashladno sredstvo.

® Sva li¢na zastitna oprema je efikasna i mora se pravilno koristiti.

o Cjelokupan proces popravke treba da se sprovodi pod rukovodstvom kvalifikovanog osoblja.

® Popravka opreme i rezervoara treba da bude u skladu sa relevantnim drzavnim standardima.

Ako je mogude, sistem za hladenje treba usisati.

Ako se stanje vakuuma ne moze postidi, trebalo bi da uklonite rashladno sredstvo iz svakog dela sistema.

Prije pocetka popravke, trebalo bi da se uvjerite da je kapacitet rezervoara dovoljan.

Pokrenite proces i koristite opremu za oporavak prema uputstvima proizvodaca.

Nemojte puniti rezervoar do punog kapaciteta (zapremina ubrizgavanja te¢nosti ne prelazi 80% zapremine

rezervoara).

9. Cak i ako je trajanje kratko, ne sme da prede maksimalni radni pritisak rezervoara.

10. Nakon zavr$etka punjenja rezervoara i zavréetka procesa rada, morate se pobrinuti da se rezervoar i oprema
brzo uklone i da se zatvore svi ventili.

11. Nije dozvoljeno da se vracena rashladna sredstva ubrizgavaju u drugi sistem prije nego $to se prodiste i
testiraju.
Napomena: |dentifikacija se mora izvrsiti nakon to se uredaj ukloni i rashladna sredstva evakuisu. Identifikacija
treba da sadrzi datum i odobrenje. Obratite paznju na ¢injenicu da identifikacija na uredaju moze sadrazati
zapaljive supstance.

N
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Oporavak:

1. Cid¢enje rashladnog sredstva u sistemu je potrebno prilikom popravljanja il odlaganja uredaja. Preporucuje se
potpuno uklanjanje rashladnog sredstva.

2. Prilikom punjenja rashladnog sredstva u rezervoar mozete koristiti samo poseban rezervoar za rashladno

sredstvo. Provjerite da |i kapacitet rezervoara odgovara koli¢ini ubrizgavanja rashladnog sredstva u cijelom
sistemu. Svi rezervoari koji se koriste za oporavak rashladnih sredstava moraju imati identifikaciju rashladnog
sredstva (tj. rezervoar za hladenje). Rezervoari za skladistenje moraju biti opremljeni ventilima za smanjenje
pritiska i kuglastim ventilima i moraju biti u dobrom stanju. Ako je moguce, prazne rezervoare treba ukloniti i
drZati na sobnoj temperaturi prije upotrebe.

3. Opremu za oporavak treba odrzavati u dobrom radnom stanju i upoznati se sa uputstvima za rukovanje
opremom za lak pristup. Oprema bi trebalo da bude pogodna za oporavak R32 rashladnih sredstava. Pored
toga, trebalo bi da postoji kvalifikovani aparat za vaganje koji se moze koristiti. Crijevo treba da bude povezano
sa odvojivim spojnim priklju¢kom i treba ga odrzavati. Prije upotrebe opreme za oporavak provjerite dalije u
dobrom stanju i da li mozete njome sprovesti savrSeno odrzavanje. Provjerite da li su elektriéni djelovi zaptiveni,
kako bi se sprijecilo curenje rashladnog sredstva i izbjegao pozar. Ako imate bilo kakvo pitanje, molimo da se
obratite proizvodacu.
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4. Oporavljeno rashladno sredstvo mora biti skladisteno u odgovarajuce kontejnere i sa prilozenom uputstvom
za transport vraceno proizvodacu rashladnog sredstva. Ne mijesajte rashladno sredstvo u opremi za oporavak,
posebno ne u rezervoaru.

5. Prostor koji se koristi za transport R32 rashladnog sredstva ne moze biti zatvoren u procesu transporta. Ako je
potrebno, preduzmite antielektrostati¢ke mjere u procesu transporta. U procesu transporta, utovara i istovara
potrebno je preduzeti neophodne zastitne mjere kako bi se zatitio klima uredaj.

6. Prilikom uklanjanja kompresora ili ¢is¢enja ulja kompresora, vodite rac¢una o tome da je kompresor
napumpan do odgovarajuceg nivoa, kako bi se osiguralo da nema ostataka R32 rashladnih sredstava u ulju
za podmazivanje. Vakuumsko pumpanje treba izvrsiti prije nego $to se kompresor vrati dobavljacu. Osigurajte
bezbjednost prilikom ispustanja ulja iz sistema.

INSTRUKCIJE ZA DALJINSKI UPRAVLIAC

¢ Proditajte ova uputstva pazljivo tako da mozete bezbjedno i ispravno da koristite klima-uredaj
e Cuvajte ove instrukcije tako da ih mozete koristiti u bilo koje vrijeme

PAZNJA

. Usmijerite daljinski upravlja¢ prema risiveru na klima uredaju
. Daljinski upravlja¢ bi trebalo da bude do 8m udaljen od risivera

1
2
3. Ne bi trebalo da bude prepreka izmedu daljinskog upravljaca i risivera
4. Ne bacajte daljinski upravljac.

5

. Ne izlazite daljinski upravlja¢ sunéevim zdracina, ne stavljajte daljinski upravlja¢ na grejna tijela ili na druge
izvore toplote.

. Koristite 2 baterije broj 7, ne koristite elektri¢ne baterije

~N O

. lzvadite baterije iz daljinskog upravlja¢a prije nego $to prestanete da ga koriste na duze vrijeme.

oo

. Kada se ne ¢uje da se signal prenosi na unutrasnju jedinicu ili se simbol prenosa signala prikaze na ekranu,
treba zamjeniti bateriju.

hel

. Ako se resetovanije javlja pritiskanjem dugmeta daljinskog upravljaca, to znaci da nema dovoljno napajanjai
treba zamjeniti baterije

10. Istro$ene baterije treba pazljivo odloziti

NAPOMENE:

¢ Slika daljinskog upravljaca sadrzi skoro sve funkcionalne tastere. Oni se mogu malo razlikovati od originala (u
zavisnosti od modela)

¢ Sveslike iznad prikazuju daljinske upravljace posto su po prvi put upaljeni ili ponovno upaljeni. Tokom rada
ekran daljinskog upravljaca prikazuje samo odredene stavke.

® Razumije se da jedinice koje samo hlade nemaju funkciju grijanja ili elektri¢nog zagrijvanja. Kada se na
daljinskom upravljacu pritisne takav taster, jedinica nece dati nikakav efekat. Molimo vas ne koristite tastere tog
tipa na daljinskom upravljacu.
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Opis tastera

Daljinski upravljaé spolja

Prenosilac signala

S

SWING ¢

SWING—

. ON/OFF taster

Pritisnite ovaj taster i jedinica ¢e poceti ili prestati sa
radom, sto ée takode otkazati funkciju tajmera ili spavanja.

. SPEED taster

Pritiskom na ovaj taster, brzina ¢e se promijeniti, kao §to je i
prikazano na slici ispod

|—> Sporo — Srednje — Brzo — Auto -‘

w

o
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. A/ V tasteri

o Kada pritisnete /A taster, podesena temperatura ¢e
. . Y, N

porasti za 0.5°C, a kada pritisnete ¥ taster, podesena

temperatura ¢e pasti za 0.5°C.

® temperatura ce se brzo promijeniti konstantnim

pritiskom na taster, a temperaturni opseg koji se moze

podesiti je od 16°C do 32°C.

COOL taster
pririskom na ovaj taster rezim rada se prebacuje na
hladenje.

. HEAT taster

Pririskom na ovaj taster rezim rada se prebacuje na
grijanje.

Napomena: jedinica koja ima samo hladenje nema
funkciju grijanja.

SWING taster (SWING } and SWING «)

o Pritisnite ovo dugme da biste otvorili gore/dole (lijevu/
desnu) swing funkciju, pritisnite ponovo, fiksirajte polozaj
peraja.

® Podesavanje gore/dole (lijevo/desno) je validno samo
u ovom rezimu i nece uticati na poziciju peraja u drugim
rezimima.

¢ Gre/dole (levo/desno) swing ima funkciju memorije

i moze da ¢uva osnovna podesavanja. Moze da ¢uva
primarna podesavanja kada se iskljucuje i ponovo
ukljucuje ili kada se prebaci iz jednog rezima u drugi.

Napomena: Spoljasnji tasteri su u funkciji samo kada je
poklopac sasvim zatvoren.
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Daljinski upravlja¢ unutra Prenosilac signala

N

w

w

o~

S

o=

1—t—onoFF MODE S ———3

o— 1 |

4——t— TURBO WA ——— 7

5 ——— SILENCE SLEEP —— 8

6 —+— TIMER iFEEL ———9
10 —— DISPLAY {CLEM Anti-F ———13 Otvorite s lijeva na
11 desno
12— HEH ECO &i%e——14

[l IT
iFavor

. ON/OFF taster

Pritisnite ovaj taster i jedinica ¢e podeti ili prestati sa radom, $to moze takode otkazati funkciju tajmera ili
spavanja.

. MODE taster

Pritisnite ovaj taster i jedinica ¢e poceti ili prestati sa radom, §to moze takode otkazati funkciju tajmera ili
spavanja
AUTO — COOL — DRY — HEAT — FAN —|
1

Napomena: Jedinica koja ima samo hladenje nema funkciju grijanja.

. SPEED tasterPritiskom na taster, mijenja se brzina.

sporo — srednje — brzo = — auto
F ot «atl all —‘

TURBO taster

¢ Podesite taster on ili off (pojaviée se ili nestati oznaka Turbo) tako $to ¢ete pritisnuti ovaj taster u rezimu
hladenja ili grijanja.

¢ Kada se podesi, smatrace se da je funkcija ,Turbo” isklju¢ena.

¢ Ova funkcija se ne moZze podesiti da bude u rezimu Auto, Dry ili Fan, i znak za turbo se necée pojaviti.

. NECUJNO taster

o Podesite funkciju pritiskajuéi ovaj taster ( znak za “Necujno” ée se pojaviti ili ¢e nestati)
¢ Kada se podesi, smatrace se da je funkcija ,Necéujno” isklju¢ena.

. TIMER taster

¢ Kada je jedinica uklju¢ena pritisnite ovaj taster da iskljucite tajmer. Kada je jedinica iskljuena, pritisnite ovaj
taster da biste ukljucili tajmer.

® Pritisnite jednom ovo dugme, re¢i On/Off ¢e se pojaviti i trepereti. Pritisnite A/ da podesite vrijeme
(pritisnite A/ taster da brzo promijenite vrijednosti tajminga) opseg podesavanja vrijemena je od 05 do
24 sata. Pritisnite ovaj taster jednom da biste podesili vrijeme, tada ce daljinski upravlja¢ postati signal direktno
i H on/off ¢e prestati da treperi.

¢ Ukoliko ne pritisnete taster koji treperi u roku od 10 sekundi, podesavanje tajmera ce se otkazati.

o Ako je tajmer podesen, pritisnite taster jos jednom da bi ste ga otkazali.
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. Health taster

Pritiskom na ovaj taster mozete ukljuéiti ili iskljuciti funkciju Zdravo.

SLEEP taster

e Pritiskom na taster sleep, svijetlo indikatora sleep tastera ce trepereti.

e Klima uredaj radi u rezimu spavanja u 10 sati a zatim prekida taj rezim i vraca se na prethodni rezim

e Jedinica ¢e se automatski iskljuciti ako je tajming rezimu isteklo vrijeme.

Napomena: pritiskom na Rezim ili off/on taster daljinski upravlja¢ otkazuje rezim spavanja

iFEEL taster

e Pritiskom ovog tastera moze se podesiti ifeel funkcija. Led pokazuje temperaturu u sobi kada je funkcija
podesena i pokazuje podesenu temperaturu kada je funkcija otkazana.

¢ Ova funkcija je nevazeca kada je uredaj u rezimu Provjetravanja

. DISPLEJ taster

e u rezimu displeja pritisnite taster jedom, zatvorite displej, pritisnite ponovo, LCD ¢e pokazati temperaturu
ambijenta i podesavanje temperature posto treperi pet sekundi. Lak je za upotrebu za korisnike i lak je za
provjeru temperature ambijenta i podesavanje temperature u bilo koje vrijeme.

. iCLEAN taster

e Kada je daljinski upravlja¢ iskljuéen pritisnite iCLEAN taster i jedinica ¢e raditi u iCLEAN funkciji.

e Svrha ove funkcije je je da odisti prasinu iz isparivaca i osusi vodu iz isparavaca i sprijeci da se ispariva¢ ubuda
zbog naslaga vode kao i da sprijeci pojavu neprijatnih mirisa

e Poslije podesavanja iCLEAN funkcije, pritisnite iCLEAN taster ili ON/OFF taster da otkazete funkciju.

e Funkcija ¢is¢enja ¢e se zaustaviti posle oko 30 minuta rada ukoliko se ne preduzmu druge akcije.

. ELE.H taster ( samo uz modele sa toplotnom pumpom)

e U rezimu grijanja pritisnite ovaj taster rezim rada se prebaca na dodatno elektri¢no grijanje

. Taster "ANTI-FUNGUS"

e svrha ove funkcije da osusi unutra$njost isparivaca i da sprijeci da se ispariva¢ ubuda zbog naslaga vode,
&ime se sprijecava nastanak neprijatnih mirisa.

e ovu funkciju kontrolide daljinski upravlja¢ u rezimima hladenja, sudenja ili automatskom (hladenje i susenje),
horizontalna peraja su na po¢etnom polozaju za hladenje. Klima uredaj radi u rezimu grijanja (hladenje radi
pod rezimom provjetravanja), pocetno provjetravanje traje tri minuta sa slabim izduvavanjem vazduha pre
nego sto se zaustavi.

e funkcija nije fabri¢ki podesena. Mozete slobodno podesiti ili otkazati ovu funkciju. Metoda podesavanja je:
u off statusu klima uredaja i off statusu daljinskog upravljaca uperite daljinski upravlja¢ prema klima uredaju

i konstantnog pritiskajte taster “Anti Fungus”neko vrijeme, potom e se oglasiti zvuéni isgnal pet puta i pet
puta ce se oglasiti zvuk koji pokazuje da je funkcija spremna. U slu¢aju da je funkcija podesena, ukoliko klima
nije isklju¢ena ili je funkcija ruéno otkazana, klima uredaj ¢e imati ovu funkciju kao podrazumevajuéu.

e Da otkazete funkciju: 1. u statusu off klima uredaja i off statusu daljinskog upravljaca uperite daljinski
upravlja¢ prema klima uredaju i konstantno pritiskajte “PROTIV GLJIVICA" taster i zvucni signal ée se oglasiti
tri puta posto pet puta Eujete zvuk, $to pokazuje da je funkcija otkazana. 2. Iskljucite klima uredaj.

e Kada je funkcija ukljuéena ne bi trebalo da restartujete klima uredaj prije nego $to se potpuno zaustavi.

e ova funkcija neée raditi u sluéaju da se vrijeme zaustavi

. SPOT SWING taster

e pritiskom na ovaj taster horizontalni pravac peraja ¢e se promijeniti automatski kada dobijete Zeljeni
vertikalni pravac.
. pritisnite ga ponovo i horizontalni pravac i peraja ¢e se zaustaviti u poloZaju po vasem izboru.

. ECO taster

e u rezimu hladenja pritisnite ovaj taster i uredaj e raditi u ECO ekonomi¢nom rezimu koji trosi manje
energije.

¢ posle rada od 8 sati rad ¢e se automatski zaustaviti ili, ako Zelite, pritisnite isti taster ponovo da biste ga
otkazali.

Napomena: Uredaj ¢e se automatski iskljuéiti ako je tajming rezimu isteklo vreme.

. “iFavor” dugme

Dugme za precicu, korisnici mogu da sacuvaju podesavajanje nacina rada, brzine izduvavanja , podesenu
temperaturu, swing mod, pritiskom na njega klima uredaj ¢e raditi u rezimu koji je korisnik podesio prije.
Metoda 1: Upalite klima uredaj, podesite idelan rezim koji zelite.

Metoda 2: Drzite pritisnuto dugme precice 3 sekunde dok ekran ne prikaze signal koji predstavlja dugme za
precicu i blinka tri puta, tada izaberete nacin rada na daljinskom. Da bi se odrzao prethodni nacin rada samo
odradite kako je prikazano gore.
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Upotreba

Umetnite baterije

1. Kliznim pokretom otvorite poklopac u pravcu koji pokazuije strelica
2. Stavite dvije nove baterije (7#), pozicijajuci baterije na odgovarajuce elektri¢ne polove (+&-).
3. Vratite poklopac.
Automatski rezim rada
1. Pritisnite on off taster. Klima uredaj ¢e poceti da radi
2. Pritisnite reZim taster, izaberite automatski rezim rada

3. Pritisnite taster brzina, moZzete da izaberete brzinu provjetravanja. Mozete da birate brzinu provjetravanja
izmedu slabe, srednje, brze ili automatske.

4. Pritisnite taster ponovo, klima uredaj ¢e prestati sa radom

Rezim hladenja/grijanja (tip klima uredaja samo sa hladenjem nema funkciju grijanja)
1. Pritisnite on/off taster, klima uredaj ée poceti da radi
2. Pritisnite taster rezim, izaberite rezim hladenja ili grijanja.

3. Pritisnite taster “ /\ " ilitaster " \/ " da biste podesili temperaturu. Temperatura se moze podesiti sa razlikom
od 1°C u opsegu od 16°C do 32°C.

4. Pritisnite taster speed, moZete da izaberete brzinu provjetravanja. Mozete da birate brzinu provjetravanja
izmedu slabe, srednje, brze ili automatske.

5. Pritisnite taster ponovo i klima uredaj ce prestati sa radom.
ReZim provjetravanja

1. Pritisnite on/off taster, klima uredaj ¢e poceti da radi

2. Pritisnite taster rezim, izaberite rezim hladenja ili grijanja.

3. Pritisnite taster speed, mozete da izaberete brzinu provjetravanja. Mozete da birate brzinu provjetravanja
izmedu slabe, srednje, brze ili automatske.

4. Pritisnite taster ponovo, klima uredaj prestaje sa radom
Napomena: u rezimu cirkulacije, podesavanje temperature nema efekta.
Drying operation mode
1. Pritisnite on/off taster, klima uredaj ¢e poceti da radi.
2. Pritisnite taster mode, izaberite rezim rezim su$enja vazduha.

3. Pritisnite taster “ /\ " ili taster " \VV " da podesite temperaturu. Temperatura se moze podesiti sa razlikom od
1°C u opsegu od 16°C do 32°C.

4. Pritisnite taster speed, moZzete da izaberete brzinu provjetravanja. Mozete da birate brzinu provjetravanja
izmedu slabe, srednje, brze ili automatske.

5. Pritisnite taster ponovo i klima uredaj prestaje sa radom
Napomena: ovo uputstvo prikazuje sve funkcije daljinskog upravlja¢a. Moze se desiti da pritisnete neki taster i
da reakcija izostane, $to znaci da klima uredaj koji ste kupili nema ovu funkciju.
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BOSNA | HERCEGOVINA

Comtrade Distribution d.o.o. Sarajevo

&N COMTRADE A ool Bty 75,160 o
. DISTRIBUTION Fax: +387 33 756 101

E-mail: distribution.ba@comtrade.com

GARANCIJSKI LIST

Obavezno popunjava (prodavnica):

Model:

Datum prodaje: dan mjesec 20 Potpis i pecat

Napomena:

Garancija se prihvata samo uz kompletno popunjen garancijski list i uz fiskalni ra¢un.

Serijski broj:

Datum montaze:

Montazu izvrio ovlasteni servis: MP i potpis montazera

Opste odredbe:

Proizvodac se obavezuje da ¢e uredaj u garancijskom roku besplatno popraviti ili zamjeniti neispravne dijelove,
koji se kao takvi pokazu u toku trajanja garancije, kao greska prilikom izrade ili montaze.

Garancija na uredaj pocinje danom kupovine i traje narednih 36 mjeseci, pod uslovom da se vrsi redovan
garancijski servisni pregled u toku trajanja garancije svakih 12 mjeseci.

Garancijske servisne preglede vrse iskljucivo ovlasteni servisi i isti naplacuju po vazeéem cijenovniku
garancijskog pregleda.

Nakon izvrsenog garancijskog pregleda (svakih 12 mjeseci), ovlasteni servis ovjerava garncijski list. Garancija
se priznaje samo uz racun o izvr$enoj kupovini i ovaj garancijski list u kojem su ispravno i redovno popunjavani
servisni garancijski pregledi od strane ovlastenih servisa.

Garancija je vazeca ako su montazu i servis uredaja vrsili isklju¢ivo ovlasteni servisi navedni na spisku ovlastenih
servisa. U slucaju kvara na uredaju obavezujemo se da ¢emo isti popraviti u najkraéem mogucéem roku, a
najkasnije u roku od 45 kalendarskih dana od dana konstatacije kvara na uredaju od strane ovlastenog servisa.
U slucaju da se uredaj ne moze popraviti ili ne moze popraviti u predvidenom roku od 45 kalendarskih dana,
proizvodac se obavezuje da ée isti zamjeniti novim.

Za popravke dije trajanje je duze od 10 dana, izvrsiée se produzenje ukupne garancije na uredaj za vrijeme
provedeno na servisu. MontaZzom, servisnim pregledom i/ili servisnom popravkom od strane neovlastenih
servisa i/ili trecih lica gubi se pravo na ostvarivanje garancije.

Iz garancije je isklju¢ena bilo kakva proizvodaéeva odgovornost za bilo kakve eventualne $tete, ozljede ljudi i
Zivotinja ili ugrozavanje zivotne sredine na bilo koji nadiin, a koje bi mogle nastati funkcionisanjem odnosno ne
funkcionisanjem uredaja.
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Garancijski kupon sluzi ovlastenim servisima za pravdanje troskova popravke uredaja i isti imaju pravo da zadrze
nakon izvr§enih popravki na uredaju.

Proizvodac se obavezuje da ¢e obezbjediti servis uredaja u roku od pet godina od dana kupovine.

U garancijske uslove nisu ukljuceni kvarovi nastali usljed:

- djelovanja vise sile (udar groma, vremenskih nepogoda, pojave prenapona u el. mreziisl.),

- kvarovi nastali usljed neispravnosti elektricne mreze i instalacija,

- kvarovi nasatali usljed nepazljivog i nestru¢nog rukovanja uredajem,

- kvarovi nastali zbog nepostovanja uputstava za rukovanje uredajem zbog kojih se nastali kvarovi ne mogu
prihvatiti kao greska nastala uslijed proizvodnje i montaze uredaja,

- koristenje aparata u profesionalne svrhe.

Obaveze korisnika:

- Da se striktno pridrzava propisanih uputstava za montazu i koristenje uredaja,

- Da se pridrzava gore navedenih uslova za garanciju,

- Da obezbjedi adekvatne uslove u kojima ¢e uredaj raditi (propisani su uputstvom),

- Da obezbjedi stabilan izvor elektri¢cnog napajanja,

- Da obezbjedi ispravne elektri¢ne instalacije kako bi se onemogucdila osteéenja uredaja ili eventualne
posljedice po zZivot i materijalna sredstva,

- Da obavezno sacuva svu prilozenu tehnicku dokumentaciju, uputstva i garancijski list za vrijeme trajanja
garancije i da istu dostavi na uvid prilikom redovnog servisnog pregleda i eventualnih prijava kvarova,

- Da sacuva originalnu amabalazu kako bi istu koristio za potrebe eventualnog transporta uredaja na i sa servisa,
- Da obezbjedi da uredaj koriste odgovorna i obucena lica za rukovanje, te da ih prije prve upotrebe upozna sa
uslovima garancije, uputama za koristenje i tehnickom dokumentacijom.

Napomena: Kupac je duzan da prilikom preuzimanja uredaja izvrsi provjeru kompletnosti uredaja, njegovog
pakovanja i fizicku neostecenost, jer eventualne naknadne reklamacije po ovim elementima nece biti
prihvaéene.
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AUTORIZOVANI SERVISI

Banja Luka, SERVIS PRERADOVIC, Oplenacka 2, 051/280-500

Banja Luka, GL SERVIS, Novo naselje bb, 051/922-895, 065/587-740

Banja Luka, SLOBODA S.P, Milice Stojadinovié¢ Srpkinje 6, 065/523-658, 051/438-908
Banja Luka, SERVIS FRIGO BUKIC, Put srpskih branilaca 126, 066/666-001, 051/386-460
Banja Luka, KLIMATRON, Kneza Lazara 2, 051/921-129; 065/938-998

Banja Luka, SERVIS KOD IVICE, Vozdovacka 7, 051/301-449

Banja Luka, A/C SERVIS, Dragocaj bb, 065/867-287

Banja Luka, SDM SERVIS s.p., Stefana Nemanje bb, 065/587-740, 065/848 542
Banja Luka, Hiting, Mladena Stojanovic¢a 14, 065/528-555; 051/318 365
Bosanska Krupa, FRIGO-SANI, Hasana Kikic¢a 2,061/520-661

Breza, ADAL ELECTRONIC, Branilaca Grada bb (Mahala-Breza), 061/838-900
Brod, DS ELEKTRO, 26. Avgusta 56, 066/331-255

Biha¢, ELEKTRONIK, Midzi¢a mahala 10.,061/370-411; 037/222-626

Biha¢, UNIMATRIX, Murat bega Ibrahimpasica 9, 037/226-294

Biha¢, MG FRIGO, Hatinac¢ki sokak 6, 061/860-835, 061/755-735

Biha¢, SIMKO, Trzni centar 2,037/221-337

Bijeljina, SONY & COMPUTERS, Filipa Vignjica 67, 055/215-999

Bijeljina, FRIGO MASTER, Moskovska 57 A, 065/999-312

Bijeljina, COPITRADE, Njegoseva 6, 055/207-755, 055/201-436

Bréko, GOYA EL.SERVIS, Fra. Simuna Filipovica br 14, 066/451-821

Bréko, Damir DS S.P,, Mostarska 156 C, 061/961-609

Bréko, BAMBULOVIC S.P, Paje Jovanovica 5, 065/396-909

Bréko, MD MONTEL, Brace Cuskica 2, 065/532-001

Cazin, EURO-PLAC, Lojicka bb, 061/786-860

Cazin, UNIVERZAL SERVIS, Generala Izeta Nanic¢a bb, 037/511-590

Crkvina (Samac-Odzak), S KOM, Kruskovo Polje b.b., 054/685-000
Capljina, HIPEX, Gabela bb, 063/323-015

Celi¢, MS KUCALOVIC, Meraje 6, 061-290-838

Citluk, MALISIC MP, Tromeda bb, 063/449-953

Derventa, COMTECH STR., Cara Lazara bb, 053/311-540

Doboj, KING, Vojvode Misi¢a 9, 053/203-333

Doboj, Zecom Plus, V.Misi¢a L3, 053 203 930

Doboj, HIDROTERM, Lipac bb, 066/219-085

Gorazde, TEHNIKA, Mravinjac bb, 061/156-046

Graéanica, DZINDO EL., Stubo bb, 061/843-888; 035/703-394

Gradacéac, HIDO EL.SERVIS, zeljezniéka 20,061/103-200, 061/178-431
Gradiska, FRIGOELEKTRO SERVIS ZR, 5. Kozarske brigade 11, 066-488-479
Gradiska, KOMING, Vidovdanska bb, 051/814-864

Gradiska, KLIMATRON, Kneza Lazara 2,051/921-129; 065/938-998
Gradiska, KGH Projektovanje, Agroind. zona 12B; Nova Topola, 066/706-911
Grude, DIGITEHNIK, Dr. Franje Tudmana 18, 063-050-555; 063/437-107
Grude, TEHNODOM, Blage Zadre 9, 039/662-083

llijas, Mirza, llijag, 061/011-614; 066/811-104
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AUTORIZOVANI SERVISI

Jajce, SMART, Trgovacki centar bb, 061/109-941; 062/889-103
Kakanj, DELTA THERM, Donji Banjevac bb, 061/871-359

Kalesija, MAGIC VISION, Kalesijskih brigada 15, 061/284-362
Konjic, ELEKTRON, Varda 30. ,061/153-988; 036/730-654

Konjic, FRIGOTEHNIKA, gunji 45,061/164-849

Konjic, AC-MONT, Luka bb, 061/687-484

Kotor Varos, GL SERVIS, Novo naselje bb, 051/922-895, 065/587-740
Kozarska Dubica, ELMONT, Vojvode Petra Bojovic¢a bb, 052/425-333; 066/916-592
Kljué, TNG, Otoke bb, 037/684-701,061/261-439

Lukavac, IMEL , Skendera Kulenoviéa bb, 080/020-405

Lukavac, PC ONER, Branilaca Bosne bb, 061/650-427

Maglaj, PC BIRO SHOP, Viteska 8, 061/783-656, 032/604-330
Maglaj, NEXT MEDIA, Viteska bb, 032/605-252

Modri¢a, PRODEX, Cara Lazara 35, 053/820-891

Mostar, ELEKTRO PROFING, Zalik - Put za Velez bb, 061/383-050
Mostar, KATARINA, Ante Starcevic¢a 48, 036/349-020

Mostar, PC CENTAR, Kralja Tvrtka 5, 061/817-108

Novi Grad , MS ELEKTRONIK, Gavrila Principa 2A, 052/753-066; 066/367-901
Orasje, SMAJLOVIC, ul.V br. 42, 063/340-313

Posusje, DIGITREND , Vukovarska bb, 039/680-920

Prijedor, ELEKTROSERVISER, Bure Jaksi¢a 17, 065/403-903, 052/237-333
Prijedor, TERMO KING, Aerodromska bb, 065/587-740; 063/925-515
Prijedor, SK COLD, Duska Brkovica 25 b, 065/667-077

Prnjavor, FRIGO EL.SERVIS, Veljke Milankovi¢a 29a, 065/585-188
Sanski Most, TNG, Otoke bb, 037/684-701,061/261-439

Sanski Most, MEGA CENTAR, Bulevar VIl korpusa bb, 037/689-308
Sarajevo, M LIGHT , Vlakovo br.15,061/702-152

Sarajevo, CENTRAL PLIN, Brezanska 101, 061/108-934

Sarajevo, ELEKTRO EN, Amira Krupalije 57,061/308-780

Sarajevo, AS-GAS, Aleja Bosne Srebrene bb, 061/156-094

Sarajevo, NPL project, lve Andri¢a 19-H, 070/311-480

Sarajevo, ICE-NET, Dobrinjske bolnice 16,061/139-454

Sarajevo, MOJ MAJSTOR, Srdana Aleksi¢a 20, 061/273-057,033/831-831
Sarajevo, PRIZMA, Akifa Seremeta 25, 061/438-689

Sarajevo, IMTEC, Bosanski put bb, 033/944-309

Sarajevo, DMH, Abdesthana 15-a, 061/865-076, 060/330-01-16
Sarajevo, DOMOTERM, Pecina 12, 061-172-557

Sarajevo, OKSIGEN, Mladena Todorovica 1, 065-283-182

Sarajevo, INFRASOFT, Kosevo 26, 062-990-987

Srebrenik, ACH SERVIS, Vahida Ibri¢a bb, 061/737-736

Tesli¢, ZTR LIMUN, Karadordeva 9, 053/431-564 (09-21h)

Tesanj, DEHAsystem, lzudina Ali¢ehaji¢a 21, 061/450-099

Tesanj, EURO-ELEKTRO, Jelah - Braée Kotori¢ bb, 061/736-536
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AUTORIZOVANI SERVISI

Travnik, ELEKTRA SERVIS, Kulina Bana 3,061/751-357,061/154-585

Travnik, TERMONOVA, Sehida Lamela 5 C, 062-333-788

Trebinje, MAKEL INSTALACIJE, Milo$a Crnjanskog 10, 065/837-526, 059/226-348
Trebinje, KVARTIRA, Trebinjskih brigada br. 3,065/022-017

Tuzla, KLIMA STAR, Admira Dedica br. 93,061/258-984

Tuzla, ISKRA ELEKTRONIK, Arbije RBIH 134, 061/298281

Tuzla, GENELEC, Mehmedalije Maka Dizdara 14, 035/250-497

Tuzla, EUROLINE, Stupine B/7; Lamela 2, 035/276-228

Tuzla, FRIGO-KV.R. SERVIS o.d., Branislava Nusi¢a 51, 061/608-799

Tuzla, TELIX, Mehmedalije Maka Dizdara bb, 061/648-215

Velika Kladusa, BROTHERS COMPUTERS, Sulejmana Topica bb, 037/771-517
Velika Kladusa, PRODATA, Mahmuta Zuli¢a bb, 037/770-079 / 061/486-657
Vitez, SERVIS VULETA , O¢ice bb, 063/890-867

Zenica, ELEKTROLUX, Londza 124, 062/806-122

Zenica, INTER-COM, Vranducka 71 b, 032/446-330

Zenica, COMP-EXPERT, Skolska 2, 032/442-021,061/793-833

Zenica, ELFIX, Zmaja od Bosne b.b., 061/887-444

Zvornik, BMG ELEKTRONIK, Vuka Karadzi¢a C-10/ 11, 065/958-025; 056/215-300
Zepée, FRIGO ELEKTRONIK, Stjepana Tomasevica bb, 061/108-510; 032/881-762
Zivinice, REFRESH INZINJERING, 25 Novembra L4, 061/655-853

Zivinice, DIR Computers, Pasage Gogica br.2, 035/722/011

Zivinice, EM-ELECTRONICS, Paage Gogica bb, 035/773-408

61



Kupon za redovan servis Kupon za redovan servis

Datum servisa: dan mjesec 20 godina Datum servisa: dan mjesec 20 godina
Ovjera ovlastenog servisa Ovjera ovlastenog servisa
MP Potpis MP Potpis

Kupon Kupon
Datum prijave kvara: dan mjesec 20 godina | Datum prijave kvara: dan mjesec 20 godina
Datum popravke: dan mjesec 20, godina Datum popravke: dan mjesec 20 godina

Vrsta kvara: Metoda popravke: Vrsta kvara: Metoda popravke:

Br. radnog naloga: (zamjena komponente) | Br.radnog naloga: (zamjena komponente)

Autorizovani servis: Autorizovani servis:

(Ime servisa) Potpis servisera (Ime servisa) Potpis servisera

Kupon Kupon
Datum prijave kvara: dan mjesec 20 godina | Datum prijave kvara: dan mjesec 20 godina
Datum popravke: dan mjesec 20, godina Datum popravke: dan mjesec 20 godina

Vrsta kvara:
Br. radnog naloga:

Autorizovani servis:

Metoda popravke:

(zamjena komponente)

(Ime servisa) Potpis servisera

Vrsta kvara:
Br. radnog naloga:

Autorizovani servis:

Metoda popravke:

(zamjena komponente)

(Ime servisa)

Potpis servisera

Kupon Kupon
Datum prijave kvara: dan mjesec 20 godina | Datum prijave kvara: dan mjesec 20 godina
Datum popravke: dan mjesec 20, godina Datum popravke: dan mjesec 20 godina

Vrsta kvara: Metoda popravke: Vrsta kvara: Metoda popravke:

Br. radnog naloga: (zamjena komponente) | Br.radnog naloga: (zamjena komponente)

Autorizovani servis: Autorizovani servis:

(Ime servisa) Potpis servisera (Ime servisa) Potpis servisera
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NMPELYTIPELYBAMSE

MpenynpenyBate: OBoj KMma ypep, kopuctu R410 3ananuBo cpencTBo 3a agekse.

Hanomena: Knuma ypenot co R410 cpeactso 3a nageme, ako ce Tpetupa rpy6o, MoXxxe aa npeausBmka
CEpPMO3HO OLUTETYBaH€ Ha YOBEYKOTO TEJI0 UJIM OKOJIHUTE CpeacTBa.

* [lpocTopoT 3a Brpagysarbe, ynoTpeba, Nonpaska 1 CKlaavparse Ha OBOj kima ypes Tpeba fa buae norosem
on 5m2.

e Knunma ypenoT Moxe Aa ce NOJIHM Co CPeACTBO 3a Nagerse HajmHory o 1.7kg.

® He KopUCTUTE HUKAKBM METOAV 3a 3abP3yBarbe Ha OAMP3HYBaHbETO UIIN 3a YMCTEHE Ha 3aMP3HATUTE AEesI0BHU,
OCBEH OHVe KOV Vi MpenopayyBa NPOU3BOANTESNOT.

® Hewmojte ga ro gynuute unm co nnameH da ro sarpesaTe KiMMaypeaoT Uan fa NpoBepyBaTe fanu LeskaTa 3a
CPefCTBOTO 3a flafleHbe e oLuTeTeHa.

e Knume ypepot Tpeba fa ce ckiagvpa BO NpocTopuja 6e3s N3Bop Ha OraH, Kako LUTO e Ha NMprMep, OTBOPEH
niaMeH, MMHCKY ypep, PaboTeH enekTpuyeH rpejad uTH.

* VmajTe Ha ym fieka CPeACTBOTO 3a afiere Moxe Aa buae 6es Bryc.

e Knuma ypepot Tpeba Aa ce Ckiaampa Ha HaumH Koj Ke Crpeymn HacTaHyBarbe Ha MeXaHUuKu OLLTeTyBakba
nopaau Hesropga.

e OppxxyBareTO WM NonpaekaTa Ha ypeauTe kou kopuctat R410 cpenctso 3a nagerbe Mopa fa ce usBpLuaT no
Be3bepHocHa NPoBepKa, Ha KOj HauMH Ke ce Hamasiv PU3MKOT Of, He3roaa.

* Knuma ypenoT Mopa Aa brae HCTanmpaH co Kanak Ha BeHTUIOT.

* Be MosMMe BHMMaATEsTHO Aa ro npuyutate ynaTtCTBOTO Npen NMHCTannparbe, KOpUcTere U ofpxyBarse.

CumbGon Benewka OGjacHyBatbe

OBoj cMbon nokaxyBsa fAeka OBOj ypen, KOpUCTH 3ananmnso
CPencTBo 3a Nagerse. AKo NPOTEK/IO CPEACTBOTO 3a Naferse

Mpenynpenysarse
1 aKo € U3IOXKEHO Ha HaABOPELLIEH N3BOP Ha Nasiebe, MocTou
OMacHOCT of, NoXxap.
OBoj cvmbon nokaxysa fieka ynaTcTsoTo 3a KopucTerse Tpeba
BHumanwne
BHVMaTEJIHO fa ce npoqma.

OBoj ciMbon nokaxyBsa fieka CEPBUCHUOT nepcoHan Tpeba
@ BrumaHve [la pakyBa CO OBaa Ofnpema BO COrNIaCHOCT CO YNacTBOTO 3a

VNHCTanauuja.

OBoj cMbon nokaxysa Aeka ce focTanHu nHbopmMaLmmn Kako
BHumaHve LUTO Ce Ha Np1Mep, ynaTCTBO 3a KOPVCTere M ynaTCTBO 3a
MHCTanauuja.

BE3BEAHOCHW MEPKI

HenpaeunHa uHctanaumja unm pa6ota Koja He ro cyiegu oBa ynaTcTBO MOXKe Aia NpeAu3BUKa LUTETa MU
Aa noBpeam nyre, Mot nTH. CepnosHocTa e knacudpuumpaHa cnopen cnefHNTe MUHANKaLMN:

& NPEAYNMPEAYBAME!  Ogoj cumbon 03Hadysa MOXHOCT 3a CMPT MW CEPW30Ha NoBpeaa.

@ BHUMAHME! OBoj ciMBon 03HadYyBa MOXHOCT 3a MOBPEAa UM OLLTETYBakbe Ha VMOT.
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/\\ nPEOYNPEAYBAHBE!

OBoj ypes, Moxe [ia ro KOpUCTaT AeLia CO BO3PAcT Of, 8 1 NOBEKEe FOAVHM U JINLA CO HaManeHy Gr3nyKu, CEH30PHW
W MEHTaSHM CIOCOBHOCTY M HELOCTATOK Ha WCKYCTBO 1 3HaeHbe ako Ce MOJ, HaZ30p WM BP3 OCHOBa Ha
MHCTPYKLMK 3a ynoTpeba Ha anapatoT Ha 6e3beaeH HaunH 1 ako i pasbupaar eBeHTyanHuTe onacHocTv. deua
He cMeaT fja v Urpaat co ypenoT. HucTerse 1 ofpxyBarbe He cMeaT fa BpLuaT Aela 6e3 Hagsop.
(Camo 3a AC co CE-o3Haka)
OBoj ypen He Tpeba fa ro kopucTat nmua (BKIyYUTENHO AeLia) CO HamaneHn GU3NYKM, CEH30PHM UK
MEHTaJTHW CMOCOBHOCTY WM HEAOCTATOK Ha UCKYCTBA M 3HaeHba, OCBEH aKo Ce Mof, HaA30p Ui gobune
ynaTcTBo 3a ynotpeba Ha ypeaoT of, CTpaHa Ha JinLe Koe e OAroBopHO 3a HueHaTa 6e3beaHocT. Jevata Tpeba
fa 6wpat nop Haa3op, 3a ja He Urpaart Co ypeaoT.
(Cawmo 3a AC co CE-o3Haka)
Knuma ypenot mopa na 6uae 3azemjeH. HeuenocHo 3aszemjyBatbe Mojke fia oBeAe A0 CTPyeH
yaap. He ja criojysajTe xuuaTa 3a 3a3emjyBarbe Ha raCoBOA, BOLOBOL, FPOMODPaH 1in TenedoHeka uua.
Cekoralu nckTyyyBajTe ro ypefoT U 3anpeTe ro HamojyBareTo Kora ypeoT He e BO yrnoTpeba Noaosro speme,
3a fla ce ocurypa besbegHocT.
BopwTe cmeTka ganeuvHCKMoT ynpasyBay U BHaTpeLLHaTa eAMH1LA [a He ce HaMOoKpaT v aa bugar
npemHory BnaxHu. Bo cnpotusHo, Moxe fga fojae [0 KpaTok croj.
Ako e kabenoT 3a HamnojyBarbe OLUTETEH, MOPa A rO 3aMEHV MPOU3BOANTENIOT UM CEPBUCEP UMW CIINMYHO
KBanMrKyBaHo nuLe.
He ro ncknyuysajte raBHWOT NpekuHyBay 3a HanojyBarbe BO TeK Ha paboTa co BnaxHW paue Toa moxe aa
npeaunsBuKa CTPyeH yaap.
He ro kopucTeTe LTekepoT v 3a APy eNeKTpryHYM anapaTtv. Bo cnpoTuBHO, Moxe fa NpefunsBuka CTpyeH
yoap, Aypv 1 noxap v ekcnnosvja.
Cekoralu nckslydeTe ro ypenoT U MpekrHeTe ro HarnojyBareTo Npef Aa M3BpLUKTE KakBo BUIo oapxyBarbe
1N yncTerse. Bo cnpoTuneHo, Moxe fa fojae A0 CTPYEH yaap Wan oLTeTyBakse.
He ro BneyeTe kabenot 3a Hanojysarbe Kora ro n3BfiekysaTe NpukIy4okoT of ltekep. OwTeTyBareTO Ha
KabneoT 3a HanojyBarbe NPEAV3BIKYBa CEPUO3EH CTPYEH yAap.
Mpepynpenysarse Aeka LEBKUTE NOBP3aHN CO YPEAOT He CMeaT [0 COAPXKaT U3BOP Ha MlamMeH.
He ro nocrasyBajTe k/iMMa ypeoT Ha MecTo Kafe UMa 3ananvs rac unm tTe4HocT. PacTojaHneTo nomery HUB
Tpeba fa bupae noseke of Tm. Toa Moxe fa Npeaw3ByKa Noxap, na aypu v ekcriosuja.
He kopucTeTe TeUHO MK KOPO3UBHO CPEACTBO 3a YNCTEHE, U3bPHLLETE rO KNIMMa YPEAOT CO BOAa Wiu Apyra
TeyHocT. Toa MOXe fa NpeansBrKa CTPYEH yaap U oLTeTyBare Ha ypenoT.
He npobysajte camo aa ro nonpaswTte KIMMa ypenoT. HenpaswuiHa nonpaska Moxe [a NpeausBrka noxap
nnu exnnosuja. ObpareTte ce kaj kBannrKyBaH CepBUCEP 3a CUTE YCNIOBU 33 CEPBUCHPAtbE.
He ro kopucTeTe KMMa ypenoT 3a Bpeme Ha HeBpeme. 3a fja Cnpeymn ONacHoCT, NOTPeBbHO e He Bpeme Aa ce
npek1He HanojyBarbeTo.
He cTaBajTe paue nav npeameT BO JOBOAWTE UV OABOAWTE Ha BO3MyX. Toa MOXe Aa NpeansBrka nospea
WM OLUTETYBaHE Ha ypenoT
MpoBepeTe ganu € MHCTaNMPaHWOT CTanak UBPCTO NocTaBeH. AKO € OLITETEH, Toa MOXe [a AoBEeAe A0 Naj Ha
ypenoT 1 fa npeav3syka nospeaa.
He ro 6rokupajte 4OBOAOT MM OABOAOT Ha BO3AyX. Bo cNpoTMBHO, Ke 0cibun kanauuTeToT 3a fafeHbe nim
rpeeme, Aypv 1 Ke npeAmnssnka NpecTaHok.
He possonysajte knMma ypenoT aa Aysa BO Npasel, Ha rpejaqoT. Bo cnpoTtrBHO Ke foBeae [0 HeLlenocHo
coropyBatbe, LTO Ke NpefnssuKka TpyeHse.
YpepoT ce MHcTanmpa BO COMNAcHOCT CO APXKaBHUTE MPOMMCU 3a €NeKTPUYHM UHCTaNaumm.
CurypocHuWTe BEHTUIN NPOTUB UCTEKYBakHe Mopa Aa braaTt nHcTanmpanu 3a fa ce usberHe enektpedeH yaap.
OBoj npoussof coapxu GryopupaHn CTakIEHNYKM racoBu.
MpoTekyBarbe Ha CPECTBOTO 3a Naferbe NPUAOHECYBa [0 KIIMMATCKU MPOMEHMU.
CpepfcTBo 3a Nafierse Co NOHK30K noTeHuujan 3a rnobanHo satonnysarke (GWP) nomanky 6u gonpureno go
rnobasHo 3aToryBarbe of, CpeAcTBaTa 3a fagerbe co nosrcok GWP, nokosiky nctede Bo atmochepara. OBoj
ypea conpxu pasnagHa tedHoct co GWP koj e egrakos Ha [675]. Toa 3Haum gexa gokonky 1 kg tedHocT og,
pasnagHaTa TEYHOCT ncTeye BO aTMocdepara, BinjaHeTo Bp3 rmMobanHoTo 3atorysarbe 61 6uno [675] natn
noronemo of, 1 kg CO2, Bo nepuog og 100 rogmHn. Hrkoratw He npobysajTte camu fia BnvjaeTe Ha paboTaTa Ha
YPEeAOT 3a JlafieHse WV Camu Aa ro PacksIonuTe 1 cekorall nobapajte MoOMOLL Of, CTPYHHU Snua.
Bupete curypHu Aeka nop BHaTpeLLHaTa AvHULA M HeMa CiefHUTE 0bjekT:
1. MrKkpobBpaHoBa nevKa, neyka v A4pyrvi TOMIv NPeaMeTH.
2. KOMnjyTepu 1 APYr1 BUCOKO eNeKTPOCTaTCKN ypeau.
3. NPUKITYHOLW KOW 4eCTO Cce KOPUCTaT.
CnoesuTe nomery BHaTpeLUHaTa U HaBOPELLHaTa eyH1La He CMeaT NMOBTOPHO [a Ce KOPWCTaT, OCBEH ako He
ce KOPUCTM HOBa LieBKa.
Creundrikaumjata Ha OCUIypyBa4oT ce nevaTu Ha niouyka, kako wro e: 3.15A/ 250V AC, utH.
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MpenynpenyBatbe 3a OTCTpaHyBak-€ Ha €/IEKTPUYEH OTNnag,

3Haverbe Ha cMBOSOT NpeupTaHa kaHTa 3a oTnad: He oTcTpaHyBajTe enekTpuyHM ypeam

KaKo HECOPTMPaH KOMyHaseH OTnag, KopucTeTe NocebHM NoCTPOojKKM 3a cobuparse.

KoHTaktupajTe ja nokanHata cnyxbeHa MHCTUTYLMja 3a MHPOPMaLMK 3a LOCTaMNHM CUCTEMM

3a cobuparbe oTnag. AKO eN1eKTPUYHMOT ypes, ce OTCTPaHW Ha AernoHW]a, MOXe Aa npoTedar

onacHun matepunn BO NoA3eMHUTE BOAU U fa B1e3aT BO JIaHEeUOT Ha MCXPaHa, LWTO WTETHO Ke _
B/IVjae Ha BalleTo 34pasje. Kora 3ameHyBaTe CTapu ypeam co HOBU, MPOAABaYoT € 3aKOHCKM

0bBp3aH fa ro 3eme BaLWMOT CTap ypen 3a 6ecrniaTHo Aa ro oTCTpaHm.

@ BHUMAHMUE!

® He rv oTBopajTe gosro Npo3opwTe 1 BpaTata Aofeka pabotv kimma ypegoT. Bo cnpotvisHo, kanauuTeToT 3a
naperse v rpeerbe Ke buae ocnabex

* HemojTe ga cTouTe Ha BPBOT Ha HafBOpeLLHaTa eAMHMLA UV [la CTaBaTe TeLKM NpeaMeTH Ha Hea. Toa Moxe
[a NPeau3BYKa TENECHW NMOBPEAM WM OLUTETYBarbe Ha YPEaoT.

® He ro kopucTUTe KIMMa YPeoT 3a ApYrvt LIeSu, Kako LUTO ce cyLlerse obrieka, dyBarbe XpaHa UTH.

* He poseonyBajTe nafieH BO3Ayx Aa AyBa KOH Bac nofosro Bpeme Toa ke ja Brioluy Balata ¢pusmnyka cocTojba u
Ke npeauv3ssurika 34paBcTBeHn Npobnemu.

¢ [locrasete coomseTHa Temnepatypa. Ce npenopadysa pasnvkara BO TemrnepaTtypara nomery HagsopeLuHarta v
BHaTpeLLHaTa Temnepatypa aa He buge nperonema. CooiBETHOTO MoCTaByBakse Ha TemMrnepatypara cripedysa
pacunyBatbe Ha efleKTpuYHaTa eHepruja.

* AKO BalWMOT K/IMMa ypep, He e onpeMeH co Kabes 3a HanojyBakse 1 MPUKIYHOK, BO GU1KCHA eNIeKTPMYHA IH1ja
MOpa fia Ce MHCTanmpa NpoTUBEKCTIIO3MBEH MPEKMHYBaY, a PacTojaHUeTo MoMery KOHTaKTUTE He cMee Aa
6uae noman og 3,0 mm.

e AKO BaLLMOT KIMMa ypep, € MOCTOjaHo NPUKITyHeH Ha GpUKCHA XWYHa BPCKa, BO BMKCHaTa XnyHa Bpcka Tpeba fa ce
MHCTaNMpa ypeq 3a 3awtmta of ekcnnoswja (RCD) koj uMa HoMyHanHa paboTHa cTpyja koja He HagmmHysa 30 mA.

¢ KosnoTo 3a Hanojysatse Tpeba fAa 1Ma 3aLUTUTHIK 3a NPONYLLITaHbe 1 MPEeKUHYBaY 3a BO3AYX Yij KanaumreT
Tpeba fa buae noronem oA 1,5 natv of MakcManHarta cTpyja.

e LlITo ce ogHecyBa oo BrpafdyBarse Ha KIVIMa ypeauTe, Be MOSIMME Aa v NorieaHeTe Ao/yHaBeAeHNTe CTaBKu
BO OBOj MPUPaYHUK.

HACOKW 3A YTIOTPEBA

YCnoBu BO KOV eiMHMLaTa He MOXe HOPMaJslHO Aa paboTu

® Bo pamku Ha TeMMnepaTypHUOT Oficer HaBeAeH BO ciefiHaTa Tabena, KiMma ypeaoT MoXe Aa NpectaHe co
paboTa v MOXe Aa ce nojasaT ApPyru HeMPaBUIHOCTU.

Hazso >43°C (na ce npumerHn Ha T1) Hamso >24°C
n ABOP >52°C (na ce npumMeHn Ha T3) Ipeetbe ABOpP <-7°C
BraTtpe <18°C Bratpe >27°C

e Kora Temnepatypara e NpeBrncoKa, KMma ypeaoT MoXe [ia ro akTvBr1pa ypeaoT 3a aBToOMaTCKa 3aliT1Ta, Taka
LUTO K/IMMa ypeoT MOXe fja Ce UCKITYHU.

¢ Kora e TemnepaTypaTa NpeHUCcKa, PasMeHyBayoT Ha TOMMHA Ha KIIMMa ypeJoT MOXe [ja CMP3He, LUTO
foBefyBa A0 Kaneke Boda Unu Apyr AedekT.

e Kaj gonrotpajHo nagerbe Unv ofBnaxHysarse co penatvsHa BnaxHocT Hag 80% (BpaTa 1 nposopwu ce
OTBOPEHM), MOXEAA AOjAE [0 KOHAEH3aLW|a Ha BOAATa MW Kanerse BO BNM3MHA Ha M3Ne30T 3a BO3AYX.

® T1unT3ceopHecysaat Ha ISO 5151.
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HanomeHa 3a reeeme

BeHTWnaTopoT Ha BHaTpelLHaTa eAuHMLA HeMa a NoYHe Aa paboTu BeAHaLL MO 3anoyHyBakbe Ha rpeerbeTo 3a
nia ce nsberte ncnyLuTarbe Ha lafeH BO3AyX.

Kora e HagBOp N1aiHO 1 MOKPO,HafBOpPELLHATa eAVHMLIA Ke CTBOPY MPas3 NpeKy pasmMeHyBa4oT Ha TOMIMHa KOj
Ke ro 3ronemu KanaumTeToT 3a rpeetbe. [oToa KrmMa ypeaoT Ke noyHe co dyHKumjata OAMP3HyBatse.

Bo TekoT Ha oAMp3HyBarse, KNMMa ypeaoT Ke MpecTaHe co rpeerse Ha okosty 5-12 MunyTu.

Bo TekoT Ha oaMp3HyBarbe MOXe [a ce MNojaBun Napea Koja usnerysa of, HagsopellaHaTa euHuua. Toa He e
nedekT, TyKy pesynTaTt Ha 6pP30TO OAMP3HYBarbe.

[peereTo Ke NPOAOSIKIN OTKAKO OAMP3HYBaHETO Ke 3aBPLUW.

HanomeHa 3a ncknydyBame

Kora knvma ypeaoT e UckiydeH, rMaBHUOT KOHTPOsep aBTOMATCKV Ke OfJly4u fanv Ke npectaHe begHall nim
nocse paboTerbe of, OKONy AeceTuHa CeKyHAN CO OHUCKa PpPeKBEHLM|a 1 HUCKa BP3rHa Ha MPOTOK Ha BO3AyX.

PakyBatbe BO clyyaj Ha noTpeba

AKO [aneymHCKVOT ynpasyBay ce narybum nim ckpLum,

ynotpebeTe ro KONYeTo peceT BO cyyaj Ha notpeba 3a

paKyBarbe CO KIMMa ypeaoT.

Ako OBa kOM4e ce MPUTUCHE CO NCKAyYeHa eanHuLa, Konue pecet
KIMMa ypepoT Ke paboT Bo AyTo pesxmm.

AKo OBa KOM4e Ce MPUTUCHE CO BKJTyYeHa eAMHMLA,

KIIMMa ypepoT Ke npecTaHe aa pabotu.

MNopecyBarbe Ha HacokaTa Ha NPOTOK Ha BO3XYA,

—

2.3a mopenu 6es swing yHKUMja NEBO-AECHO, NepKkuTe ke Mopa

HanomeHa: [omecTeT rn nepkuTte npep eaviHMLaTa Aa novHe
fa paboTw, BO CNpoTVBHO Ke rv nospeaute npctute. Hukoratu
He ja cTaBajTe pakaTa BO OBOAOT WM M3N1€30T Ha BO3MyX KOra
KMa ypepot pabotu.

B Koth:TeTe ro Kon4yeTo swing CO [aNle4nHCKNOT ynpasyBay 3a

i@ ja NpunaroauTe Hacokata Ha NPOTOK Ha BO3AyX rope-
[0y W N1eBO-AEeCHO. 3a AieTanu NorneaajTe ro ynarcreoTo 3a
ynoTtpeba 3a [AaneunHCK1OT ynpasysart.

payHo fa ce nomecTysaat

MocebHo BHUMaHWe Kowexrop

1. OTBOpETE rO NPEAHNOT NaHen Ha BHaTpeLLHaTa Kaben 1
eqnHULa. Kaben 2

2. KoHekTopoT (kako Ha cnvkaTta) He MoXe Aa ja g2l MpuknydHa nroda

Aonpe npuknyvHata naoya 1 € Nno3munoHnpaH
KaKo LWTO e NpUKaXkaHO Ha cnukaTa. ‘
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HA3VBW HA CEKOJ NOEOMHEYEH IEJT

BHaTpellHa eanHuua

(]

-~

[osop Ha Bo3ayx

PeweTka Ha ‘ b
[0BOJ, Ha BO3AYX —l V/ |eceT Konye

MaHen 1

Quntep 3a
BO3MyX

v}
OtBop 3a BO3AYX \

BeHTtrnaumoreH M3nes Ha Bozayx
oTBop

Loy

[HaneunHckn ynpasysay

MpcTeH 3a
3alTUTa Ha
LieBKkaTa

HapnsopeluHa eguHuLa

v Kaben 3a
Hanojysarbe
- )Y

TR

Peletka 3a AN
n3fies Ha BO3ayX I

I}
T
1
—

1
(|
—

o
(© BRE===wi @
::: = —= m/ %
= =

k / V3nes Ha Bo3ayx

LleBka 3a
nosp3yBarbe

OpgogHa
LeBka

/

Hanomena: Cuite civikv BO 0BOj NpMpaYHmMK ce CaMo LLIEeMATCKu Anjarpamu, GUsmnYkmoT npowns

BO[ € CTaHAapa.

Yrvkauor, WiFi dyHkumjaTa, yHKUM[aTa Ha HEraTUBHW JOHW, 1 BEPTMKAIHATa M XOPU30HTasHa swing gyHKuUmja ce

OonuMoHanHW, BO 3aBUCHOCT O MOAEsIoT.
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HNCTERE 1 OLPXKYBAHSE

/\\ NPEAYNPEAYBAHBE!

¢ [pepn uncTerbe, KNMa ypesoT Mopa Aa ce UCKITy4m, Kako 1 CTpyjaTa Ha NoAonro of 5 MUHYTH, UHaky MoXe fa
[0jAe [0 ONacHOCT oA CTPYeH yaap.

® He ro mokpwTe knuma ypepoT, buaejun Moxe aa npeamnssuka cTpyeH yaap. Masete knuma ypeor aa He ro
nnakHeTe Co BOAA NOJ, HUKAKBY OKOJTHOCTM.

¢ lcnapamuy TEYHOCTM Kako LUTO ce paspeysad uin GeH3vH MoXe fa ro oluTeTaT KyKWLITETO Ha KuMa ypeaoT,
3aT0a BE MOIMME fia [0 UCYUCTUTE KyKULLTETO Ha KMa ypeoT camo CO Meka CyBa Kpna Uin BaxHa kpna 1
HeyTpaneH feTepreHT.

¢ [pu ynotpeba BopeTe cMeTka 3a Toa PEAOBHO [ia ro YucTuTe GUATEPOT, 3a Aa CrpeunTe HacobpaHata
npaLumnHa aa avjae Ha paborara.

Yucrerse Ha maHenoT

Kora naHesioT Ha BHaTpeLLHaTa EAVMHULA € HEYUCT, HEXHO MCYUCTETE ro CO BAXHa Kpra U Miaka Boaa He
notonna op 40° C v He ro oTCTpaHyBajTe ro NaHenoT AofdeKa ro YncTuTe.

HYucTterbe Ha GUNTEPOT 3a BO3AOYX

OrtcrpaHerte ro ¢punTtepor 3a Bo3Ayx

R (e —

1. KopucTeTe rv aBeTe paue 3a fja ro OTBOPUTE NaHENOT CTPaHWUYHO Of, ABETE CTPaHW BO NpaseLl}, KOj ro nokaxysa
cTpenkarta.
2. Ocnobopete ro GunNTepoT 3a BO3AyX U OCTPaHeTe ro.

WUcuumcrerte ro puntepor 3a Bo3pyx
KopucTeTe npasocmykanka vav Bofa 3a nnakHerbe Ha GUTepoT, a ako GUITEPOT € MHOTY HEUUCT (Ha Np. MPCHa

HeYncToTwja), ncumcTeTe ro co Tonna soaa (nog 45° C) co bnar pacTBop 3a AeTepreHT, a notoa ocTaseTe ro
GUATEPOT Aa Ce NCyLIUN Ha BO3LyX.

MocraBerte ro punrtepor

1. BpateTe ro ucyLueHnot ¢puntep no obpateH pegocnes of OTCTpaHyBaHeTo, NoTOa 3aTBOPETE O MaHesNoT.

S ——

MposepeTe npepn ynotpeba

. MpoBepeTte fanun cute oTBOPU 3a AOBOA, U OABOA, Ha BO3AYX Ce DAIOKMpaHW.

2. MNposepeTe Aanvi NOCTOM 3anyLuyBarbe Ha U31€30T 3a BOAA Ha OBOAHATA LieBKa ¥ BeAHaLL ncynucTeTe ro
[OKOSIKY UMa.

3. MpoeepeTte fanu e fOBPO NOCTaBEHO 3a3eMjyBarbeTO.

. Mposepete pganv Gatepumte Ha AaneUMHCKUOT yripaByBay Ce MHCTaNMpaH v Aasu e HarojyBarbeTo afekBaTHO.

5. MpoBepeTe fanu JOLWAO [0 OLUTETYBakE Ha HOCAYOT 3a MOHTaXa Ha HafBOpeLLHaTa eAnHULa, a ako 1Ma

oLuTeTyBatbe Be MOSIMME KOHTaKTUPajTe o HaLLMOT SIOKAIEH CEPBUCEH LieHTap.

68

—

IN



OppxxyBare No NnpruMeHa

1. MCKJ'Iy‘-leTe ro U3BOPOT Ha Hanoija»—he Ha KMa ypenoT, UCKNydYeTe ro raiBHMoT NpeknHyBay Ha HanoijaH:e ]

mn3BageTe rm 6aTepl/ll/ITe Of, faneynHCKMOoT yrpasyBau.
2. Ncuwncrete ro d)MﬂTepOT M TenoTo Ha egmnHMLaTa.

w

. OTCTpaHeTe ja npawmnHata n HeLII/ICTOTl/IjaTa Of, HaABOpeLllUHaTa eAnHMLA.

4. MposepeTe fanv [OLWIO A0 OLLIETYBaHe BO HOCAYOT 33 MOHTaXa Ha HafBOpeLLHaTa eAMHULA, 1 ako M3, Be
MOJMe KOHTaKTUPajTe ro HaLLWOT JIOKasleH CePBUCEH LieHTap.

Hemojre camu aa ro nonpasate KinMMa ypenoT, b1aejku norpeLlHo oapyxyBarbe MOXe fa NPUUnHM CTPYEH yaap

Q@ orrez:

noxap nnun eKcnnonja. Be monume ga ce O6paTI/lTe Ha OBJIaCTEHNOT CepPBUCEH LieHTap 1 fa 0O03BOINTE CTPYYHU

JMua oa M3BpLLaT OA4pPXKYyBare, a NpOBepPKa Ha criegHUTe CTaBKU NMpen KOHTakKTUpare 3a O4p>XXyBatbe MOXeE fia BU

3awTefaT Bpeme 1 napu.

OTCTPAHYBAHE HA TTPOBJIEMIA

MojaBa

OTcTpaHyBate Ha npoGnemu

Knuma ypeport He pabotu.

Moxebun nocton npekmH Ha HanojysarbeTo. = Mouyekajre HanojyBarbeTo Aa ce
noBparu.

Moxebu yTrkauoT 3a HanojyBarbe He e LBPCTO MOCTaBeH BO yTUYHWLMUTE. >
MposepeTe 1 uBpCTO NOCTaBETE ro.

OcurypyBayoT Ha MPeKMHYBa4oT 3a HamnojyBarbe MOXe fa eKCrioavpa. =
3ameHeTe ro ocurypaqor.

Ce ywie He e Bpeme Ha akTuBMparse. = [oyekajTe unu otkaxeTe ro TajMepor.

Knvma ypenot He pabotu
BeAHalLl Mo racerbe.

AKO KNVIMa yPeaoT ce BKJTy4M BeAHALU MO UCKIYUyBakse, 3aLUTUTHUOT
npeknHyBaY Ke ja oanoxu pabotata Ha 3 o 5 MUHYTU.

Knvma ypenot
npecTaHyBa aa pabotu
Habp3o no wro ce
BKJTy4yBa.

Mo>ke ja pocTurHan nogeceHata TemMnepatypa, LWTO e YecTa nojasa.

Moske e Bo cocTojba Ha ogMp3HyBatbe. > ABTOMATCKM Ke ce noBpatu nocne
NPOLLECOT Ha OAMPY3Bakbe.

Moxebu e nogeceH TajMep 3a racHerse. = BrydeTe ro nosTopHo.

M3nysysa Bo3gyx, HO He
rpee/nagu.

MpekymepHo cobupatrse Ha npaLumnHa Ha GunTepoT, ro Grokupa BNe3oT 1
13/1€30T 3a BO3/yX, U MCKJTy4MBO MasIMOT arosl Ha lonaTtkuTe Ke Bvjae Ha
edeKTOT Ha Nlafierse 1 3arpeBarbe. = Be monume vcuncrete ro puntepor,
oTCTpaHeTe rv NpenpekunTe Ha B30T 1 U3/1e30T Ha BO3AYXOT W Peryavpajte ro
aronoT Ha nonaTkuTe.

Cnab edekT Ha NafeHEeTo 1 rpeeHeTo e NPeAn3BUKaH Co OTBoparbe Ha

Bpat 1 nposopuun. = Be Monume 3aTBOpeTe ja BpaTaTa, Npo3opuTe,
BEHTWUIALVOHNTE OTBOPU WTH.

DyHKLmjaTa 3a NOMOLLHO rpeerbe He e BKITyYeHa, LTO MOoXe Aa AoBeAe A0
o ToroTeH edekT. = Bkiydete ja nomoluHaTa $yHKUWja 3a rpeerse (camo
3a Mofenv co GyHKLM|a 3a MOMOLLHO rpeetse).

Mocraskata Ha pexuM He e UCNpaBHa, a NoCTaBkUTe Temneparypa v bp3anHa
Ha U30yByBakbe HE Ce COOABETHU. = Be Monvme NoBTOpHO nsbepeTe pexvm 1
nofeceTe ja COOABETHaTa TeMnepaTypa v bp3avHa Ha 13LyByBatbe.

Ce uyBcTByBaat
HenpujaTHU MUPUCK BO
BHaTpelLUHaTa eauHULaA.

CamumoT K1Ma ypeq, Hema HernocakyBaH MUpUc. AKO 1Ma MUPWC, TOa MOXe Aa
Guae nopapm cobuparse Ha MUPUC BO OkosHaTa. = Vcuncrete ro duntepot
33 BO3AYX UM akTVBMpajTe ja PyHKLMjaTa 3a YnCTerse.

Ce jaByBa 3ByK Ha BoAa
KOja Teye BO TeKOTHa
paboTa Ha KiMMa ypenorT.

Kora knvma ypefoT Ke ce nokpeHe namn 3acTaHe, v Kora KOMnpecopoT Ke
ce NokpeHe, MOHeKOoralLl ce Cylla 3ByK Kako Aa Teye BoAa. => Toa e 3ByK Ha
paszfafHoOTO CPEACTBO, a He AedeKT.

L,Knuk” 3ByK ce cnylua Bo
TEKOT Ha BKJTy4YyBaHETO 1
NCKJTy4yBaH-E€TO.

Mopaam NnpomeHa Ha TemnepaTtypara, NaHesoT U OCTaHaTUTE AeOBK
HabpekHyBaaT LUTO ro co3fasaar OBoj 3Byk. = Toa e HopMarHo, He e fedekT.
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MojaBa OTcTpaHyBatbe Ha npo6nemu

® 3BYKOT Ha BEHTUIATOPOT WM PESIETO Ha KOMIMPECOPOT Ce BKIly4vyBaaT Ui
MCKyYyBaar.

o Kora oMp3HyBar-€eTO Ke ce NoKpeHe nnn npectaHe aa pabotu, ce cnyLua 3syk.
Toa e Nopaau Toa LTO PasfafHoTO CPEACTBO NPOTEKIIO BO 0bpaTHa Hacoka.
- Toa He e pedexkT.

¢ [lperonemo cobvparbe Ha npatumHa Bo GUATEPOT 3a BO3AyX Ha BHAaTpeLLHaTa
efuHVLa MOXe fia foBefe [0 co3faBarbe Ha 3ByK. = Ha Bpeme ucunctete ru
bunTpwTe 3a BO3AYX.

e [Iperonema byuasa kora e BkylydeH “Strong wind”. - Osa e HopmasnHo, ako ce
YyBCTBYBaTe HeyfobHO, Be Monvme Aa ja feaktvsupate dyHkumjata ,Strong
wind".

HapgopeluHaTta eguHmla
npasu YyaHW 3BYLW.

e Kora BnaxHocTa Ha OKOIMHaTa € BUCOKa, KankuTe BoAa Ke ce Hacobepar
OKOJTy M3M1€30T Ha BO3AYXOT UK naHenoT, utH. - OBa e BoobuyaeHa nojasa.

® [MponoskeHo faaerbe Ha OTBOPEH MPOCTOP CO3AaBa Karku Boda. =
3aTBopeTe rv BpaTuTe 1 Npo3opuTe.

e [lpemasn aron Ha oTBOparbe Ha nepavTe Moxe fa Pe3ynTupa co Karku Boaa Ha
BJ1€30T 3a BO3AyX. = 3rosieMeTe ro arosoT Ha JlonaTkuTe.

Vma kanku cekage
no nospLimnHaTa Ha
BHaTpeLllHaTa eAnHMLa.

¢ Ce cnyyyBa noHekoralu Kora TemnepartypaTa 1 BNaxHoCTa ce Bcokn.Toa e
3aT0a LUTO BHATPELUHWOT BO3ayX 6p30 ce nagu. OTkako Ke NoMuHe Hekoe
BpPEeMe, BHaTpeLLHaTa TeMnepaTypa 1 BflaxkHoTa Ke ce HamanaT 1 MarnaTta Ke
ncyesHe.

Bo TekoT Ha nagerse,
BHaTpellHaTa edVH1La
roHeKoralL ce 3amarsyBsa.

& Bo cnepHute CUTyauuMm BegHall npeKuHeTe ru cute onepauvvm u Hanojysarbero n Kou'raK'mpaj're
ro HaWMOT CePBUCEH LieHTap.

o CrywaTe ocTap 3ByK WM HyBCTBYBaTE HEYrO4EeH MUPWC BO TEKOT Ha paboTara.

e [lowno fo HeBOOBMYaEHO 3arpeBarbe Ha kabenoT 3a HanojyBarbe 1 YTUKAYOT.

e EpvHvuaTa unv ganeuvHCKMoT ynpasyBay He ce YMCTV MK COAPXKaT BoAa.

e [lpeKkunHyBayoT 3a BO3LyX UW NPEKMHYBAYOT 3a 3aLLTUTa Of, NMPOTEKyBaHe YECTO Ce UCKITYHYEHN.

NHCTPYKUWW 3A MHCTAJTALIJA

@ BAXHMUBBECTYBAHA

® [lpep vHcTanMparse, Be MONMME Aa ro KOHTaKTMpaTe OBJIACTEHNOT JIOKasIeH LieHTap 3a OApPXKyBakbe, a AOKOIIKY
efMHMLaTa He e HCTanrpaHa of, OBNIAaCTEHWOT LeHTap 3a OApXKyBarbe, AedekToT Moxebun Hema Aa Moxe Aa
ce peLun No HeafekBaTHO pakyBarbe

o Knuma ypepot mopa Aa buae uHcTpanmpaH of cTpaHa Ha npodecroHanLm Bo COMIacHOCT CO ApXKaBHUTE
npaswia 3a eNIeKTPUYHW NHCTanaunm n oBa ynaTtcTeso

® [lo nocTtaByBatbe MOpa Aa Ce U3BPLUM TECTVPaHLE 3a UCTEKyBakbe Ha Pas3nagHoOTO CPeCTBO

e 3aparo npemecTtute u MHCTaNUpaTe KInMa ypeaoT Ha ApYyro MecTo, KOHTaKTUPajTe ro HalnoT JlokaneH
CepBUCEH LieHTap.

[lpoBepka No pacnakyBame

e OrtBOpETE ja KyTujaTa v NPoBepe ro KnMMa ypeaoT Bo MPocTop co fobpa BeHTunaumja (oteopete spara n
nposopew) 1 6e3 M3BOPU Ha NIameH.
Hanomena: Onepatopute MopaaT fia HocaT aHTUCTAaTUYKW YPeau.

® HeonxofHo e CTpy4HO vLe fa NpoBepy Aanv Hekade NpoTekyBa pasafHOTO CPEACTBO Npef, OTBOparke Ha
KyTujaTa Ha HaABOPELLHVOT eIeMEHT; AOKOJIKY MMa NMpoToeKyBarbe, MpecTaHeTe Co NMPOoLEecoT Ha OTBOpakke

e Onpemata 3a 3aLUTUTa Of MOXap W aHTUCTAaTUYKV MEPKM Ha BHUMaHve Mopaat Aa bugat obpo nogrotseHm
npep nposepka. [otoa, NpoBepeTe ro LEeBKOBOLOT 3a pa3fiafHOTO CPEACTBO 3a Aa BUAMTE AaNu MMa Tparu of
yAap v fanv usrnefoT e 3a40BOsyBadKu.
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MpuruHUnY Ha 6e30eHOCT 3a BrpafyBarbe Ha KivMa ypeaoT

MpoTvBnoXapHUOT yped Mopa Aa buae NoAroTeeH npep srpadysatse.

[Ja ce npoBepw fanu nHcTanaumjata e npoeeTepeHa (oTBopeTe Npo3op 1 Bpata)

M3Bopu Ha nanerse, nyLuerse v NMoBrKyBarbe He ce [03BOJIEHM BO noapadjeTto co P410 pasnaaHo cpedcTso

AHTUCTaTUYKM MEPKM 3a NPETNasIMBCOT NOTPEOHM 3a BrpagyBatbe Ha KiMMa ypeaoT, Ha np. Aa HOCUTE Y1CTa

namy4Ha obsieka 1 pakasuLm.

[eTekTopoT Ha NpoTekyBarba Aa brae Bo paboTHa cocTojba BO TEKOT Ha MHCTanaumjata.

AKo [0jae A0 NpoTekyBakbe Ha pasnagHoTo cpefcTso R32 Bo TekoT Ha MHCTanauwjaTa, BegHalu Ke ja

feTekTuparte KoHLeHTpaLumjata BO 3aTBOpeHa cpefnHa AoAeKa He JOCTUIHE CUTYPHO HUBO. [Jokonky

NpOoTEKyBaH-eTO Ha Pa3NafHOTO CPEACTBO Bivjae Ha paboTaTta Ha KN1Ma ypeaoT, Be MOIMMe BeHall Aa

npekuHeTe co paboTara, a KNMma ypeaoT Mopa NpBo Aa ce ycuca , na notoa fa ce BpaTu Bo cTaHuuara 3a

ofp>KyBarbe.

o [Ip>xeTe ro enekTpUYHKOT anapar, PeKMHyBa4oT 3a HarnojyBarbe, yTUKado, yTuyHMuaTa,
BUCOKOTEMMEPATYPHUTE U3BOPW Ha TOM/IMHA U BUCOKATa CTaTUYHOCT Janeky of noapadjeTo nog bouata
CTpaHa Ha BHaTpeLllHaTa eAuH1La.

e Knvma ypenot Tpeba fa ce nocTasm Ha NPMCTanHO MECTO 3a MHCTanaumja u ogpxysarbe, 6es npenpeku kom
Mo>Ke fa ro b1okmpaaT LOBOAOT WM U3M1E30T Ha BO3MyX, Ha BHAaTpeLuHaTa/HaABoOpeLlHaTa eAMH1La, @ Mopa
[a ce Ap>y Nofdasneky Of 3ananneum 1 eKCrio3vnBHU U3BOPW Ha TOM/IMHA.

o [lokosiky Npv Brpafdysatbe Ui nonpaska Ha KvMa ypeaoT NPUKITYYHUOT BOA He € [OBOSTHO A0S,
NPVKIYYHUOT BOA MOPa [ia Ce 3aMEHW CO MPUKIYHYEH BOL, CO OPUMMHaHN creumduKaLmmn; NpoaoIKyBaHeTo
Ha BOAOT HE € JO3BONEHO.

* Ynotpebere HOBa NpUKIy4Ha LIEBKA, OCBEH AOKOJIKY HE Ce ja MoCTaBue.

BapaH:a 3a nonoxba Ha MOHTaxa

® 13BerHyBajte MecTa CO 3amManvBo WV eKCrIO3VBHO NPOTEKYBake Ha rac Win TaMy Kae LUTO UMa arpecusHi
racoBu.

® 36erHyBajTe MecTa KO Ce U3NOXKEHN Ha CUITHW €N1EKTPUYHI/MarHETHI NOWHba.

® 3berHyBajTe MecTa KOu ce U3NOXEeHW Ha DyyaBa 1 pe3oHaHLa.

/136erHyBajre TeLKku MPUPOLHW YCI0BM (Ha Np. rofiemMa 4aAsMBoCT, CUJIEH MeCOYeH BeTep, ANPEKTHa COHYEeBa

CBET/IMHa UIN 3BOPW Ha BUCOKa TemnepaTypa).

M36erHysajTe mecTa Kow ce Ha fodaT Ha aeuia.

CkpateTe ja BpckaTa nomery BHaTpellHaTa U HaJBopeLlHaTa enHNLa.

/136epeTe MecTo Ha Koe JIECHO MOXE [Aa Ce U3BPLLIN CEPBUC 1 APy NMOMPaBKM 1 Kafe BeHTUaLujaTa e fobpa.

HapsopeluHaTa eavHuLa He CMee Aa ce NocTaByBa Ha MECTO KOe MOXe [a 3a3emMe NpemyH, Ckanuna, usnes,

NoXapeH W3nes, MofiHa N1CTa WK B Koj APYr jaBEH NPOCTOP.

® BHatpeluHaTa eavHMLa Mopa Aa buae ncotaBeHa LUTO € MOXHO Mofasieky Of BpataTa v npo3opoT Ha
cocepnTe, Kako 1 LUTO nofaneky of pacTeHuja 1 Lsekutba.

[Npernepn Ha MHCTanayvoHaTa cpeanHa

¢ [lpoBepeTe ja NioYaTa CO HATMUC Ha HaJBOPELLHaTa e1H1La 3a [ja Ce yBEpWTe [eka e PasnafHO CPeCTBO
R32.MposepeTe ja noBpLunHaTa Ha npoctopujata. [pocTopoT He cvee aa brae nomasn of KOPUCHNOT
npoctop (5m2) koj e HaBefeH Bo cneuudukaumjaTa. HagsopeluHarta einHuLa Mopa fa buge nocrasHea Ha
[,06PO OCBETNIEHO MECTO.

* [lpoBepeTe ja MHCTanauvoHaTta cpeguHa: R32 He cmee fa byae MHCTaNMPaH BO 3aTBOPEH NPOCTOP Ha 3rpaaa

e Kora Ke KopucTUTE enekTpryHa Bylumnuvua 3a Aa HanpaeuTe Aynka BO SUf, HajnpBO NpoBepeTe Aanuv nocTom
NPETXOAHO BKOMaH LeBKOBO/, 3a BOAa, CTpyja v rac. Ce npenopadysa ynotpeba Ha pe3epBupaHnoT OTBOp Ha
KPOBOT Ha SUAOT.

baparba 3a MOHTaxa Ha CTpykTypaTa

® MOHTaXHWOT CTanak Mopa fa ri 3afoBOSyBa PeIeBaHTHUTE [PXXaBHU UM MHAYCTPUCKM CTaHAaPAN BO
nornes Ha UBPCTUHA CO HeprocyBayka NoBpLUMHA 3a 3aBapyBarbe 1 NOBP3yBatbe.

¢ MOHTaXHMWOT CTanar 1 HerosaTa HOCKBa MOBPLUMHA MOPa Aa B1aaT CnocobHW Aa U3APXKaT MUHUMYM YeTUPU
naTu of TexkunHata Ha eauHmuata, nm 200 kr.

e MOHTaXHWOT CTanar Ha HaABopeLLHaTa NoBpLUKHa MOpa Aa buae NPUUBPCTEH CO MOMOLL Ha eKCNaH3UBEH BUjak.

e [la ce obe3benn curypHa nHcTanaumja, 6es ornes Ha BUAOT Ha SUAOT Ha KOj Ce MHCTanMpa eAMHNLATa, 3a a ce
Crpeyn noTeHumjaneH nag Koj Moxe fia HalTeTy Ha J1yreTo.
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CurypHocHmn bapatba 3a eflekTpnyHa nHcTanaumja

e OcurypajTe ce aeka 3a KMMa ypeoT KOPUCTUTE afeKBaTEH HaMOH U YTUYHWLA 33 HanojyBarbe, a MPEeYHNKOT
Ha kabnwuTe 3a HanojyBarse MOpa fja burae BO COMNACcCHOCT CO COAPKaHUTE NPOMUCU.

* Kora MakcuMmanHaTa cTpyja Ha knma ypeaoT =16A, Mopa a ce KOpUCTY NPeKrHyBaY 3a BO3ayX U
NpeknHyBaYy 3a 3LUTUTa Of, NPOTeKyBarbe ONPeMEH CO 3alUTUTEH ypes,.

o PaBotHwor oncer e 90% -110% op fokanHWoT HoMUHaneH HanoH. Ho, 6e3 gedekT Bo HanojyBarbeTo,
eneKTprYeH yaap nnu noxap. [Jokosiky e HanoHOT HecTabusieH, ce Npernopavysa 3rofleMyBarse Ha
perynaTopoT Ha HaroH.

® MuHMMaNHOTO pacTojaHne Nomery KnMMa ypeaoT v 3ananveute npegmetre 1,5 m.

e Kabenor 3a nosp3ayBarbe ja NOBP3yBa HaABOPELLHATa U BHaTpeLLHaTa equHuua. MpBo Mopa fa ja nsbepete
npaBuHaTa rofemvHa Ha kaben npep NOAroToBka 3a NOBP3yBakse.

® Tunosu Ha kabnu: HapBopelueH kaben 3a Hanojysatrse: HO7RN-F ili HO5RN-F; unHTepakumoHeH kaben:
HO7RN-F ili HO5RN-F;

® MuHVMasiHa NOBpPLUMHA Ha NPECEKOT Ha KabesloT 3a HamnojyBarse 1 KabesoT 3a NoBP3yBarbe.

CeBepHa Amepuka Opyrv pervionn
Ypen AWG HomuHanHa ctpyja Ha MospLunHa Ha
Amnepwn(A) ypenort (A) HOMWHaseH npecek (mm?)
10 18 >3i<6 0.75
13 16 >6i<10 1
18 14 >10i<16 1.5
25 12 >10i<16 25
30 10 >10i<16 4
40 8 >10i<16 6

¢ [loTpebHata ronemuHa Ha KabesoT 3a NoBP3yBH-e, KabesIoT 3a HaMnojyBarse, OCUTYPaYNTE U NPEKVHYBaYMTE
e oapefeHa Ha MakcuMasHaTa CTpyja Ha ypefoT. MakcumasiHaTa CTpyja e HasHadeHa Ha nodkara Koja ce
Haora Ha bouHaTta cTpaHa Ha egvHuuara. MNorneaHeTe ja oBaa nioYa 3a Aa ro nsbepere COOABETHWOT Kaben,
ocurypay nim npekvHysad.

¢ HanomeHa: bpojot Ha jagpa Ha kabenoT ce ofiHecyBa Ha [eTaHUOT Avjarpam 3a OXudyBakbe Ha eguHuLaTa
Koja cTe ja kynune.

Bapatba 3a paboTHa B1CKHa

* [lpu n3senba Ha MHCTanaumjata Ha 2m UK NoBeKe Haf OCHOBHOTO HMBO, MOPa Aa Ce HOCaT CUIYPHOCHW Mnojacu
KaKo W jaxkunkbata co AOBOJIHA LBPCTMHA MOpa CUrypHO Aa braaT npuuBpCTeHN Ha HaABOpeLLHaTa eAnH1La, 3a
[la ce cnpeyu nag, Wro 61 Moxeso Aa NpUYMHU NOBPEeAa Win CMPT, Kako v 3aryba Ha MMoT.

baparba 3a 3a3eMjyBarbe

o Knuma ypenot enektpudHmv ypeq og | knaca v mopa fa ce 06e3bean curypHo 3asemjysatbe.

* He ja noBpayBajte xuuaTa 3a 3a3emjyBatbe Ha LieBkaTa 3a rac, BOAOBOA, rpoMobpaH, TeniedpoHcka inHuja nnm
Koo Koe e cnabo 3azemjeHo.

* Kuuara 3a 3a3emjyBarbe € nocebHO NpoekTupaHa v He cMee Aa ce KOPUCTU 3a APYIM LIeNv, HUTY fa ce
NPVLBPCTYBa CO BOOOWYaeH wrpad.

o [lpeyHunkoT Ha KabesoT 3a NoBp3yBatbe Tpeba Aa ce npenopava crnopes ynaTcTBOTO 3a KOPUCTHE, Kako U
TepmuHaneH Tvn O Koj rv 3a40BOsIyBa JIOKANHUTE CTaHAAPAM (BHATPELLEH NPEYHMK Ha TEPMUHAIOT TUM
O Tpeba fa ogrosapa Ha rosieMmuHata Ha WTpadoT Ha eauHKLaTa, He noseke of 4,2 mm). Mo BrpagyBarbe,
nposeperte fanu wrpadposuTe ce [OOPO NPULBPCTEHN M HEMa OMACHOCTY Of, OMyLUTarbe.
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OcTtaHaTto

® HaunHOT Ha noBp3yBakbe Ha KMMa ypeoT 1 kabauTe 3a HamnojyBakse U MeToauTe Ha MeryceBHO NoBp3yBarbe
Ha CeKoj He3aBMCEH eIeMEHT NOAJIeXM Ha LiemMaTa 3a NoBpP3yBarbe NOCTaBeHa Ha MallvHaTa.

* MopesnoT v HoMVHasIHaTa BPEAHOCT Ha OCUIypayoT MOpa Aa buaaTt HanuLaHm co nevaTap Ha COOABETHUOT
KOHTPOMep Wi KyThja Co oCurypyBayu.

COJ:I,p)Kl/IHa Ha MakKyBakbE€TO

COAP)KVIHa Ha NnaKyBaH€TO 3a BHaTpellHa eguHvua COAP)KMHH Ha naKyBaH€TO 3a HagBopelluHa eauHULa

Hazus Konnunna En. Haszuns Konuunna En.

BHaTpeluHa eanHiua 1 cet HapsopeluHa eguHnla 1 ceT

[Jan. ynpasyBsau 1 nap. LleBka 3a noBp3yarse 2 nap.
Batepun (7#) 2 nap. MnacTtuyHa Tpaka 1 ponHa

YnatcTBO 1 ceT MpcTeH 3a 3alwTnTa Ha ’ na
LeBsKa p-
OpsogHa ueska 1 nap.

LlemeHT (kuT) (onumonanHo) 1 naket

HAMOMEHA: Llenarta nopatHa onpema Tpeba fa ofrosapa Ha nakyBarbeTo 1 ako NoCTou pasnnka, Be MosMMe
3a pasbuparbe.

NHCTAJIAUMJA HA BHATPELLIHATA EAVHWUA

I_LpTe)K CO AMMEH3UNKN 3a l/IHCTaJ'IaLI,l/Ija Ha BHaTpelWHaTa eanHmLua

MpocTtop ao nnadoH //

N
J b tsemrops
9

MpocTop po sva, MpocTop Ao sug,

20cm Hap, 20cm Hap

\

200-260cm

MpocTop po nog,



MK

MoHTaxHa naoda

1. SmpoT 3a BrpafyBarbe Ha BHaTpellHaTa eauHuLa Mopa Aa
Gwve TBpA U LUBPCT, 3a fja ce cripevar Brbpaumm.

2. KopucTeTe kpcTad 3a fa ja NpyLUBPCTUTE NloyaTa
3a SWOT, XOPU3OHTasIHO MOHTUPAjTE ja NoYaTa 3a
MHCTanuparse, 1 ocurypajte 6ouHa xopusoHTana u
HafoXKHa BepTUKana.

3. Mo uHcTanauwja, co paka nosseyeTe ja nsiovata 3a
MHCTanvparbe, 3a ja NpoBepuTe fanu e uppcTa.

SnpaeH oTBop

1. HanpageTe oTBOp CO enekTpuyeH YekaH unv BogeHa
ByLuimnnua Ha ogHanpes oagpeeHa nonoxoba Ha suaoT 3a
LLleBKOBOAMTE, KOW Ke ce HaBanaT npema Hagsop 3a 50 - 100

2. 3a pa ce 3alwTUTaT LIeBKOBOAMTE 1 KabnosuTe kon
MOMMWHYBaaT HW3 SUJ, Of, OLUTETYBabe, Kako 1 Of, 1oAapu
KOW MOXe [ja ce Hacenart BO LUYMvB suf, Ke ce Brpaam
3alUTUTEH MPCTeH 3a LieBKaTa 1 Ke ce 3anedaTi Co LLEMEHT.

Hanomena: O6uyHo sugHuot otsop e @> 60mm ~ @> 80mm.

V136erHyBajTe MPETXOHO NOCTaBEHa eIEeKTPUYHA XXILA 1 TBPZ,
suf, No 13paboTka Ha OTBOPOT.

[laTeka Ha LeBKOBOAUTE

0
3

Pipe protection
ring

e

Putty

1. 3aBucHO of nonoxbata Ha eAMHMLATa, LEBKOBOAUTE MOXe fa Buaat nocTaBeHn CTPaHUYHO Of fesata uiu
[ecHaTa cTpaHa (cnuka 1), nnmn BepTnkanHo og nosaam (cnvka 2) (3aBUCHO of, AOKMHATA Ha LIEBKUTE Ha
BHaTpeLUHaTa eavHuLa). Bo ciydaj Ha GouHo nocTasyBsarbe, fia ce OTcede pesHarta nioya Ha CnpoTvBeHaTa

cTpaHa.
cnuka 1
Lleska 3a nospaysarbe
OpsopaHa ueska
1 Kabnu
\ /] LI

Moparotoska Ha MaTepwjanu
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cnuka 2

LleBka 3a
noBp3yBarbe Ha
OfBOAHO LPEBO U
Kabnn



[Mpukny4oK Ha OABOLHMU LEeBKM

1. Brsionete ro UKCUHMOT fen 3a Aa ja U3B/eyeTe LeBkaTa Ha BHaTpeLlHaTa eAuHNLA o KyKuULLTeTo. 3aBpTeTe ja
CO paka LecToarosiHaTa HaBpTKa Ha JleaTa CTpaHa of, eiMHu1LaTa

2. Cnojre ro npukly4HHaTa LieBKa Ha BHaTpellHaTa efuHuLa: HacodeT eja KOH LleHTapoT Ha LieBKaTa, 3aTerHeTe ja
KOHyCHaTa HaBpTKa CO NMPCTK, a MOTOa 3aTerHeTe ja KOHycHaTa HaBPTKa CO MOMEHT KilyY, NPaBeLioT e NpuKaxaH
Ha Aujarpamort fecHo. MOMEHT Ky4oT e npukaxaH Bo Tabenata.
HanomeHa: Npep nHctanauyja BHUMAaTEIHO MPOBEPETE Aan NMOCTON BUIMO KaKBO OLUTETYBakE Ha CMIOEBUTE.
CnoeBswTe He MOXe NOBTOPHO Aa ce ynoTpebyBaaT, OCBEH MO MOBTOPHO CrOjyBarbe Ha LIEBKUTE.

Ta6ena Ha 3aTerHy 1 o6pTeH MOMEHT

TonemuHa Ha ueska (mm) | O6pTeH momeHrT (Nm)

o6/ $6.35 15~ 88
9/ $9.52 35 ~ 40 Lleeka Ha BHaTpelwHa KoHycHa ||epka 3a
eavH1La HaBPTKa nosp3ysarbe
$12/$12.7 45 ~ 60 ! f ,/O
$15.88 73~78 @@

$19.05 75~80 Knyu 3a HaBpTKM ﬁﬁ@ﬁ MoMmeHT Kkiy4

3aTerHeTe ja ueBkaTa

1. [a ce KOpUCTV N30N1aLMOHEH HarnaBokK fa ro samoTaTe

Ha[BOPELUHVOT e Ha BHaTpellHaTa eanHnLa u Lleska, kabnn

I'IpVIKJ'Iyl:IHl/ITe LieBKM, a NOTOa KOPUCTETE N30MaLIMOHEH g:f:;o 3a
MaTepwujas 3a OMOTyBak-€ U 1 3anT1BarLe Ha
M30M1aLMOHNTE LIeBKM 3a 4a Ce Crpeyn co3faBatbe Ha
KOHZEeH3aT Ha BOfAa Ha MeCTOTO Ha CrojyBaH-eTO.

2. MNoBsp3eTe ro 0fBOAOT 3a BOAA CO OABOAHWTE LIEBKM U1 Mnacrmm
ncnpaBseTe ja MpuKIyYHaTa Leska, kabav n upeso 3a spcku

oaBoga.

3. KopwcTeTe nnactnynm Bpcku 3a kabnv 3a fa MoxeTe Aaja
3amoTaTe HafBOPELLHaTa LeBKa, Kabn 1 0fBOLHO LPEBO.
Hapanere ja ueskata Hagony.

Oukcnparbe Ha BHaTpellHaTa eAnHMLa

1. 3akayeTe ja BHaTpelLHaTa eAMHNLA Ha MloYaTa 3a
MOHTUpPaHLE, 1 MOMECTETE ja eAvHMLAaTa Of JIeBa Ha
[leCHa CTpaHa 3a [la ce ocurypa feka KykaTa e npaBuiHO
nocTaBeHa Ha nyioyaTta 3a MOHTMPakbe.

2. MpuTtrHceTe KOH AOMHaTa SIeBa U ropHaTa fecHa cTpaHa
Ha efMHMLaTa KOH MJioyaTa 3a MOHTUpakbe, JofdeKa KykaTa
He HaBne3e BO CJIOTOT U Ce CIIyLLUHE ,KInK".
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[ujarpam Ha en. nHcTanauwmja

® AKO BaLLMOT KNMMa ypea e onpemeH co kabern 3a NoBp3yBarse, KabnuTe Ha BHaTpeLUHaTa eaMH1La ce
babpuukn nospsaHy, Hema notpeba of NOBP3yBarLe.
® Ako kabenoT 3a nospayBarbe He e obe3beneH, NoTpebHo e nospayBsarse.

Mo nHcTanauuja, nposepeTe:

1. panu wrpadoswTe ce 4OBPO NPULBPCTEHW, U HEMA OMACHOCT Of, OTMYLUTaFbE.

2. MPUKIYHOKOT Ha noyata 3a nosp3ysatrbe 6e3 ornep fanum e NocTaBeH Ha NPaBUIHO MECTO W He ja Jonupa
nsovata Ha TePMUHaNOT.

3 [anv NokoneLoT Ha KOHTPOJIHATa KyTuja e 4oBpOo 3aTBOpeH

KoHcTaHTHa 6p3uHa Mpomennuea 6p3uHa KonekTop
[sl4f3[olam[tw] [L[N]E] s] ‘ h
( | 66 ©og
( ) AKO Ma KoHeKTOop,
HapsopeluHa eq,. nosp3aeTe ANPEKTHO.
HapBopeluHa eq,.

[514[3]O[2m[10)] LI N][O] 5]
( )

HangopeluHa eq. ( )

HapBopeluHa en,.

HAMOMEHA:

OBoj npupayHrk 0BNYHO BKITyHyBa PEXMM 3a MHCTasaLmja 3a PasanyHu BUAOBU Ha kiimmMa ypeau. He moxeme fa
ja ckIy4MME MOXKHOCT HEKOM NoCebHM TUMNOBK Ha AnjarpamMu 3a MHCTanauwja fa He ce UCKITyYeHU.

[ujarpamort e camo pedeperLa. AKo MPOV3BOLOT Ce Pa3/IKyBa Of OBaa LemMa 3a MHCTanauwja, BuaeTe ja
feTasniHaTa Lema 3a esIeKTPUYHN MHCTaNaUmmn Ha ypeaoT KOj CTe o Kynue.
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NOCTABYBARE HA HALBOPELLHA EAVIHMLA
FACR32

,ELI/IMeHl%l/IOHeH LPTEX Ha I/IHCTaJ'IaLI,l/Ija Ha HaBOpeLWHaTa eAnHnLa

CrpaHa op koja nznerysa
BO3[yXOT

MpocTtop npep npsa
npenpeka

MpocTop npen npsa
npenpeka

CrpaHa op koja
U3nreysa BO3AyxoT

3aBpTKa Ha HaaBOpeLUHAaTa MHCTANIaLMOHa eANHNLIA
lonemyHa Ha HaBOpeLLHaTa eauHILA
T W1(W2)x H x D (mm) Almm) B (mm)
665(710)x420x280 430 280
600(645)x485x260 400 290
' 660(710)x500x240 500 260
700(745)x500x255 460 260
LecHa
JleBa vHCTanaumoHa WHCTanaunoHa 730(780)x545x285 540 280
cTpaHa [Llosoa Ha CTpaHa 760(810)x545x285 540 280
—\ Bo3Ayx,, 790(840)x550x290 545 300
n I 800(860)x545x315 545 315
3 800(850)x590(690)x310 540 325
o I T 825(880)x655x310 540 335
4 : 900(950)x700x350 630 350
[ — 0
Wanes na sosayx 900(950)x795x330 535 350
970(1044)x803x395 675 409

MHCTaJ'Il/IpaH:e Ha MpnKiy4Ha UeBKa

<=
Mosp3eTe ja HapBOPELUHATa €AMHMLA CO NPUKITyYHaTa LeBKa W’W

HacouerTe ja KoHTpa-HaBpTKaTa Ha HafJBOpeLLHaTa LieBka Ha T
3arMopPHUOT BEHTWUN W 3aTerHeTe ja KoHycHaTa HaBpTKa co npctu. [oToa
3aTerHeTe ja KOHyCHaTa HaBPTKa CO MOMEHT kiyy. Kora LeskosogoT
ce NpofosXyBa, NOTPEBHO e fia ce Aofaae KOMMUMHA Ha PasnagHo
CPEeACTBO, Taka LUTO HeMa [a ce 3arpo3u pabotata Ha Kivma ypesorT.

3anopeH KOHyC. npUKIy4YHa
BEHTUN NHaBpTKa LeBKa

LleBka 3a
LosmkunHa Ha KonuunHa Ha pasnagHo KonnumnHa Ha TeYHOCT
LEeBKOBOA CPEACTBO Koe ce foAaBa pasnagHo cpeacTeo LleBka 3a rac
5M He e notpebHo no eavHvLa
5.15M CC12000Btu 16g/m 1kg
- Knyu 3a HaBpTkuM
CC18000Btu 24g/m 2kg Y P
Hanowmeta: 1. Oaa Tabena e camo pedepeHua.
2. crnoesuTe HemMa NOBTOPHO [ja Ce KopUCTaT AOKOJIKY He ce 3aBapar. Moknonet, Ha
3. nocne nHcTanaumja, Aa ce NpoBepu Aanu NokIoneLoT Ha 3anopPHUOT BEHTUN € 3anopeH BeHTUn
[obpo purkerpaH.
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NOCTABYBAHE HA HALBOPELUHA EAVHWLA
GAS R410a

,ELI/IMeH3I/IOHeH LPTEX Ha l/IHCTaJ'IaLI,l/Ija Ha HaOBOpPeEeLUHaTa egnHNLLa

CrpaHa op koja nznerysa
BO3[yXOT

MpocTtop npep npsa
npenpeka

MpocTop npen npsa
npenpeka

CrpaHa op koja
U3nreysa BO3AyxoT

3aBPTKa Ha HaABopemHa'ra MUHCTaNauMoOHa eguHMLIA
rOﬂeMMI—\!/?/T(aWH;,;ZI,:prUST:;?DMHVILLa A (mm) B (mm)
= 665(710)x420x280 430 280
600(645)x485x260 400 290
= W1 == 660(710)x500x240 500 260
W2 700(745)x500%255 460 260
Hecra 730(780)x545x285 540 280
JleBa vHcTanaumoHa MHCTanaymoHa 760(810)x545x285 540 280
cTpana fosomma P33 790(840)x550x290 545 300
—\ BO3AyX 790(840)x550x290 545 315
0 : 800(850)x590(690)x310 545 325
; 825(880)x655x310 540 335
N L 900(950)x700x350 630 350
T 970(1044)x803x395 675 409
W3nes Ha Bo3pyx
MHCTaﬂl/IpaH:)e Ha NpunKay4YHa UeBKa
MNoBp3eTe ja HapBOpeLLHaTa LieBKa Ha eAuHMLaTa CO NPUKITyYHaTa <=
LeBka: HacoueTe ja koHTpa-HaBpTKaTa Ha HaABOPELLHaTa LieBKa ’%”’W
KOH 3aMOPHNOT BEHTUST 1 3aTErHeTe ja KOHYCHaTa HaBpTKa CO NMPCTU. '{ '{ T
MNoToa 3aTerHeTe ja KOHOyCHaTa HaBPTKa CO MOMEHT kiyy. Kora 3anopeH KOHYC. npuKnyyHa
Cce NPoROIIXYBa LIeBKOBOLOT, NOTPebHO e Aa ce agoaane AofatHa BEHTU nHaBpTKa LEeBKa

KOJIMYMHa Ha pasnafHo CpecTBo, Taka LUTO HeMa fa ce 3arposu

pabotaTa Ha K1ma ypepor. Lleeka 3a
TeyHocT
HomkunHa Ha KonunynHa Ha pasnagHo cpeactso Lleska 3a rac
LIeBKOBOZ, Koe ce pofasa
5M He e notpebHo
5.15M CC12000Btu 20g/m /
CC18000Btu 30g/m Kny4 sa

HaBPTKN

Hanomera: Oaa Tabena e camo pedepeHua.
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[locTaByBarse Ha HafABOPELLIHATa eAMHMLA

MHcTanauwnja

1. OnabaseTe v 3aBpTKWTE 1 OTCTPaHETE ro NoksioneLoT co E-genosun
of eAviHMLaTa.

2. CnowTe ru kabnuTe, 04HOCHO COOLBETHWTE BHATPELLHV [E0BU Ha
NpUKIyYHaTa NioYa co HagBoOpeLLHaTa eavnHULA (BUaeTe ja Lemata
Ha MHCTanauuja) 1 ako “Ma CurHan of, yTuyHuLaTa, CaMo 13BpLIeTe ro
CrojyBarbeTo.

3. XKuua 3a 3asemjyBarbe: M3BafeTe ro BIjakoT 3a 3a3eMjyBarbe of,
€/1eKTPUYHMOT HOCay, MOBP3ETe ro KPajoT Ha XuLaTa 3a 3a3eMjyBarbe
Ha BWjaKkoT 3a 3a3eMjyBatbe 1 3aBujTe ro BO OTBOPOT 3a 3a3eMjyBatbe.

Dijagram instalacije

E -penosu Ha

noknaoney,

=

—

KoHcTaHTHa 6p3uHa Mpomennuea 6p3uHa

L[NTe] 4 L vals §5|L|N|S|@|
) \

y O )

[
3a HanojyBarbe

ElE

( )
3a HanojyBarbe 3a HagBopeluHaTa (
eAmHMLa
3a BHaTpelUHaTa
efvHMLa
CIn[e] s D helsTaTs] [s [N |L0|L\|
( )y« )]
(
3a Hanojysarbe 3a HapgBoOpeLuHaTa i
eanHnla 3a BHaTpeluHaTa
efvHuLa

KonekTop

& dbe

©)

HAMNOMEHA:

E)

Ako nma KOHEKTOP, MoBp3eTe ro ANPEKTHO.

3a HanojyBarbe

e OBa ynatcTBO 0BUYHO COAPXKMN PEXUM Ha OXMUyBarbe 3a PasfiniHW BPCTU Ha kKumMa ypeau. He moxeme ga ja
UCKIy4nME MOXHOCTa 3a HEKOU NocebHM TUMOBW Ha Aujarpam Ha MHCTanaumja fa He ce npuKaxaHu.
e OBoj avjarpam e camo pedepeHua. Ako NocTojaT pasvky Bo AnjarpamuTte, Be MOSIMME [a H1 ro npatute

LeTasHVOT Anjarpam koj cTe ro fobuse co egmHuLaTa koja cTe ja Kynune.
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Bakymnparse (Gas R32)

Ex3kny3ueHa R32 nymna 3a pa3nagHo cpeacTBo Mopa Aa ce KOpUcTH 3a uspaborka Ha
BaKyyMm pasfniagHo cpepacTBo R32.

Mpen pa noyHete co pabota Ha KNMMa ypeaoT, oTCTpaHeTe ro Mepav Ha nMeMpT?A‘*C;i
MOKJIOMNELOT Ha 3aMOPHWOT BEHT/ (BEHTU 3a rac 1 TEYHOCT) U coefmHeHn)a p
MoToa MOBTOPHO 3aTerHeTe ro(3a Aa cnpeynTe NoTeHLmnjasIHO -76cmHg Passoper
npoTekyBar-e Ha BO3AYX) L BeHTUN
O padka Hi pyuka

1. 3a pga cnpeunTe NpoTekyBarbe Ha BO3AYX U U3NVBakLE,

3aTerHeTe rm cuTe CrojHW HaBPTKN Ha CUTe LieBKU. Lipeso 3a

nosiHerbe

2. CnojTe ro 3anopHWOT BEHTWU, BEHTWU/IOT 3a LIPEBO, LiPEBOTO
3a NOJHeHse, Pa3BOAHWOT BEHTUN 1 BaKyymckaTa nymna

3. LlenocHo oteopeTe ja Jlo paukaTa Ha pa3sBOgHNOT BEHTU
1 NpuMeHeTe BakyyMm HajMasky 15 MuHyTV 1 nposepeTe
[fanv Bakyymckata maca otumntysa -0.1 MPa (-76 cmHg).

4. Mo npuMeHa Ha BakyyM , LIe/IOCHO OTBOPETE o 3aNopPHUOT
BEHTWJ CO LLEeCTOarosieH Kiy4.

5. MNpoBepeTe fa He NcTekyBa BO3AYX Of BHATPELLHUTE U
Ha[lBOPEeLLIHUTE NPUKIYHOLW.

LipeBo 3a
nosiHerse

)

q
)@—

Bakyymcka
nymna

3arMopeH BeHTUN
(BEHTWA 3@ TEYHOCT)

3arMopeH BeHTUN
(BeHTUN 32 rac)

Nchpnarbe Ha Bo3ayx (Gas R410a)

Metopa Ha ucnyuwTakbe Ha pa3JsiagHoO CpeacTBo oA HaaBopellHaTa eauHuua

Em,u,ejkm Ce noBp3yBa LeBKaTta, NpofosiKeTe noHataMy BO COMTaCHOCT CO MOHaTaMOLUHOTO ynaTCTBO.

- Lo | = W |olgs
e corac Moyexajre Bp3o @ A\ % <
o 8 cekyHA| saternete | o - Efr(;
nepreTe 2
ja3aBpTkaTa 3aBprkara. =
Taka LTo Ke ja Mposepete
3aBpTUTE 1O LlenocHo nfamm
nosna. OBPTHUOT MOMEHT oTBOpeTE ja BO3JyXOT
Ha BrpadyBarbe e nct ocosuHata “cTekyBa
KaKo U Kaj KpajoT Ha Ha KpajoT Ha opaBHaTpe-
(é S racoT Ha BHaTpeluHara | TedHocTan LHuTe 1
Henco —> < eanHILA. apyruTe gga HagBope-
TeYHoCT Ornywrete ] 5 | kpaja. LHUTE
ro Xex kny4ot MPUKIYHOLW.
Taka LTO Ke ro
3aBpTUTE 0
nosa

Metopa Ha Bakyymcko nymnatbe (R410A ucpnarerto Ha pasnagHo CpeacTBO Mopa Aa ce usseae co
MeTopaTa Ha BaKyyMcKo nyMnakse).

M Mepau Ha

Mpen fa sanouHeTe co paboTa Ha KNMa ypeaoT, oTCTpaHeTe epad Ha NPUTCOK
rO NOKJIONELOT Ha 3aMOPHWOT BEHTUN (BEHTUI 3a rac v TEYHOCT) coeaunerina PassopeH
¥ NOTOa NOBTOPHO 3aTerHeTe (3a Aa cnpeduTe NoTeHUMjanHo ~76cmHg BEHTWN
nCTeKyBarbe Ha BO3LyXOT) Lo pauka Hi pyuka
1. 3a fa ce cnpeyn ncTekyBarbe Ha BO3AYXOT U MPOieBakbe, Upeso 3a

3aTerHeTe rn CuUTe HaABOPELLHW HAaBPTKM Ha CUTE LIEBKM. nonnerse UpeBo 3a
2. CnojTe rvi 3anopHUTE BEHTUAM, LPEBOTO 3a NONHEerbe, noJHerse

Pa3sBOAHMOT BEHTWN W BakyymcKaTa nymna.
3. LlenocHo oTeoperTe ja padkarta Lo Ha pasBofHWOT BeHTUN

1 NpUMeHeTe BakyyM HajMasky 15 MUHyTU 1 nposepeTe Bakyymcka

fanv Bakyymckara nymna otuntysa -0.1 MPa (-76 cmHg). nymna

4. Mo nprMeHa Ha BakyyMm LLeIOCHO OTBOPETE ro 3anopHUOT

BEHTWJ1 CO LLIeCTOaroieH Kiy-..

5. MpoBepeTe fa He ncTekyBa BO3AYXOT Of, BHAPELLHUTE 1

HaaBOpeLUHUTE NPUKITyYoLn.
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3aMnopeH BeHTUs
(BEHTW 3a TEYHOCT)

3arMnopeH BeHTUs
(BeHTMN 3a rac)



KoHaeHsaumoHa ApeHaxka Ha OTBOPEHO
(camo 3a TONNOTHa Nymna)

7
i
i

Kora ypeport ce 3arpesarta, Bofgata 3a koHAeH3aumja 1 Bogarta 3a
oAMp3yBarbe MOXe [a B1AAT BHUMATEIHO MPONYLUTEHM MPeKy
OABOAHOTO KyKULUTE.

WHcranaumja:

Brpagete ro HagBopeLLHOTO 0ABOAHO KoNleHo Bo & 25 oTBOPOT
Ha OCHOBHaTa M/104a, 1 CMojTe ro LpeBOTO 3a OABOL, Ha KOJIEHO,
Taka LUTO OTrnajHaTa Bofa Koja ce popmMmpa BO HafBopeLlHaTa
efMHMLA Ke MOXe [ia Ce UCMYLUTU A0 COOABETHATA MNJiova.

==B==—< Chassis
|||||J Outdoor drain elbow

[MTPOBEPKA 1O NCTAHAJTALMJA N TTIPOBHA
PABOTA

[MpoBepka nocne MHCTanauyja

MpoBepka Ha efleKTpPUYHaTa CUrypHOCT

1. [anu HanoHOT Mo Hanojysarbe e COOABETEH.

2. [anu nocton 6rno KakBa HevcnpasHa MK NPOMyLITEHa BPCKa BO CEKOja Of, KMLMTE 3a HanojyBarbe, CUrHan 1
3a3eMjyBarbe.

3. Janu xuuata 3a 3a3eMjyBarbe Ha KIIMMa ypeaoT e LBPCTO 3a3emjeHa.

MpoBepka Ha MHCTaNauMoOHaTa CUrypHOCT

1. [danv nHcTanaumjata e 6esbeaHa.

2. [lanv opBopoT 3a BOAa € HempeyeH.

3. Janu oxunuyBarbeTo 1 LLeBKOBOAMUTE Ce NPaBUIHO UHCTAIMPaHW.

4. TposepeTe fanuv BO ypeAoT He OCTaHao HeKoe Tyro Teslo U anar.

5. MNpoBepeTe panv LEBKOBOLOT 3a Pa3NafgHOTO CPEACTBO e AoBPO 3aLuTuTeH

UcnutyBarbe 3a NnpoTeKyBake Ha Pa3lafHOTO CPeACTBO

Bo 3aBMCHOCT 0f, HAUYMHOT Ha MHCTanauwja, CiefHUTe METOAM MOXe [a Ce KOPWUCTaT 3a NPOBEpPKa Ha COMHUTESTHO

npoTekyBarbe, Ha NoApadjata Kako LUTO ce YeTUpUTe CMoeBmn Ha HaaBoOpeLLHaTa eAMH1LA 1 jagpaTa Ha 3anopHuTe

BEHTUN U T-BEHTUJIOT:

1. Metoga Ha meypu: HaHeceTe co cnpej paMHOMEpPHO C11oj Ha camnyHuLa Ha NoTeHuwmjanHaTa Touka Ha
npoTekyBarbe 1 BHUMATEeNHO HabsbyayBajTe Aanv UMa Meypu.

2. NnctpymenTHa meaTona: MposepeTe fanu rma npoTekyBarbe Taka LUTO Ke ja HacouuTe coHgaTa Ha
[eTeKTOPOT 3a NPOTEKyBarbe CNOPe, yNaTCTBOTO 3a NOTEHLMjaIHM TOUKM Ha MPOTEeKyBakse.

HanomeHa: Mpep npoBepka 3a npoTekyBarbe, NpoBepeTe fanun BeHTunayujata e gobpa.

MNpobHa paboTa

MoproToBka Ha npo6Ha pa6oTa:

e [lpoBepeTe fanu cuTe LEBKOBOAM M MPWKIYYHM Kabnv ce [oBpo Nosp3aHm..

e [loTBpaeTe Aanv BPeAHOCTUTE Ha rac Ha CTpaHaTa Ha TEYHOCTa Ce LIeSIOCHO OTBOPEHM.

¢ [losp3eTe ro kabesioT 3a HaMnojyBarbe CO HE3aBKCHATa MPeXa Ha yTu4HuLaTa.

e CraseTe baTepuu BO AasI€YMHCKNOT yNpaByBay..

HanomeHa: Mpep Tectuparse nposepete fanv BeHTUaumjaTa e gobpa.

Mertopna Ha npo6GHa pa6oTa:

1. BknyueTe ro HanojyBarseTo 1 nputucHeTe ro konyeto ON/OFF Ha faneunHckmoT ynpayBad 3a fa ro
NPUABKKUTE KIMMa YPELoT.

2. Co paneunHckmoT ynpasysay nzbepete COOL, HEAT (He e gocraneH Ha Mmogenuvte camo 3a nagetse), SWING
1 APYrv HauMHW Ha pabota v BuaeTe ganu pabotata e fobpa.
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HANOMEHW 3A OLIPKYBAHE

BHUMaHuMe: 3a ofp>kyBarbe UK Oflarakbe, Be MOIMME KOHTaKTUPA]TE M1 OBIAaCTEHWUTE CEPBUCHUN LEHTPW.
OppxyBarbeTo of, CTpaHa Ha HeksanudyKyBaH1 N1La MOXe Aa [4oBeAe [0 OMNacHOCT.

HanonHete ro knuma ypefnot co pasnagHo cpeactso R32 v opgpyyBajTe ro k1ma ypeoT BO COMacHOCT Co
Baparbata Ha npowssogutenot. Osa nornasje BornasHo ce Gokycupa Ha nocebruTe Baparba 3a oApP>KyBarbe Ha
ypenot co R32 pasnagHo cpenctso. MobapajTe of cepsucepoT Aa ro NpoYMTa NPUPAYHMKOT 3a TEXHWUYKM YCITyrit
no npogaxba 3a nogetanHu uHGopmaLmm.

HeonxonoHu kBanndurkaumm Ha cepmncepoT

1. MoTpebHa e nocebHa obyka nokpaj BoobuyaeHNTe NpoLesypu 3a Nonpaeka Ha pasfagHa onpemMa Kora e
BO MpaLuarbe onpemMa co 3ananvem pasnagHy cpeactea. Bo mHory 3emju, osaa obyka ce cnposenysa BO
LP>aBHWTE LLeHTpK 3a 0byKa Kou ce akpeanTupaHu 3a obyka Ha CepBrCepU 3a PesIeBaHTHUTE ApXKaBHU
CTaHAAPAW Ha CTPYYHOCT KOW BEPOjaTHO Ce COAP>KaHU BO 3akoHoAaBcTBOTO. [locTurHaTata kBanvdvikaLja
Tpeba fa bupe LOKyMeHTVpPaHa co cCooaBeTeH cepTudwkar.

2. Opp>xyBar-eTO 1 NornpaBKaTa Ha KSIMMa ypefoT Mopa Aia Ce U3BPLLAT CNopes MeTofaTa Koja ja npenopadysa
npowasoauTenot. [Jokosiky ce noTpebHu apyrv ekcrepTu 3a MOMOLL BO OAPXKYBar-eTO 1 Monpaska Ha
onpemara, Toa Tpeba [a ce U3BPLUM MO HAA30P Ha SMLATa KoV UMaaT KBanuduKaLyja 3a nonpaseka Ha Kinma
ypeav onpemeHa co 3ananvBy pasnafHun cpeacTsa.

KoHTpona Ha nuue mecto

BesbepnHocHaTa kOHTpOa MOpa fja ce U3BPLUM Npef, oapPKyBabe Ha onpemarta co R410 pasnagHo cpencTso 3a
[ia ce ocurypa fieka prUsmnKoT Of Mnoxap e CBeAeH Ha MUHUMYM. [poBepeTe fanu MecToTo e [oBPO NPOBETPEHO,
[anu aHTUCTaTyKaTa U NPOTUBMNOXapPHa onpemMa e cosplieHa. [pu oapxysarbe Ha pasnagHUoT crucTemM,
npwapsKyBajTe ce Ha CieHWUTe MEPKUN Ha NPEeTNasIMBOCT Npef, paboTa co cpefCTBOTO.

Mpouenypa Ha paboTa

. PaboTHa nospLumHa:
CepBucepuTe v apyrute nuua kou pabotart 8o nokanHata obnact Tpeba fa fobwjat ynatcTsa 3a npupoaata
Ha pabotara Koja ce usspLuysa. Tpeba aa nsberrysaar pabota Bo 3aTBOpeHn npoctopu. MNogpadjeto okosy
paboTH1oT npocTop Tpeba Aa buae ogsoeHo. Co KOHTPOa Ha 3ananvenTe Matepuja, ocurypajte fanu
YCNOBWTE BHaTpe BO nogpadjeTo ce 6e3beaHu.
2. Mposepka 3a NPUCYCTBO Ha pa3nafHo CPeACTBO:
MoppayjeTo Mopa fja ce NPoBEepU CO COOABETEH AETEKTOP 3a Pa3NafHO CPEACTBO NPES v 3a Bpeme Ha
paboTa, 3a fja ce ocurypa fieka CEPBICEPOT € CBECEH 3a NOTEHLM]aHUTE TOKCUYHU 1 3ananmem atmocdepu.
YBeperte ce fanv onpemara 3a feTekuyja Ha NPoTeKyBake Koja ce KOPWCTU € MOrofHa 3a ynotpeba kaj cute
NPUMEHNVBYM Pa3fafHN CPEACTBa, Kako U He CO3[1aBa NCKPU, aeKBaTHO € 3anedaTeHa U CUrypHa.
3. MpucycTBo Ha anapat 3a racHerse Ha noxap:
[okonky 6uo koja paboTa Ha XeLKo Mopa fa ce U3BPLUW Ha pa3nafHOTO CPeACcTBa UM Ha brno Koj aen, Ha
pacronararbe € CoofBETHa OMNpeMa 3a racHerse Ha noxap. Cekoralu anapat 3a racHerse co cys npas nan CO2
BO BAM3MHa Ha 30HaTa Ha NOJIHEHbE.
4. Hema n3Bopw Ha nanemse:
HuTy eaHo nnue Koe n3BpLIyBa PaboTH BO BPCKa CO pasnafHu CUCTEMU KOV BKJTydyBaaT Nornpaska Ha
LIeBKOBOAM He cMee [1a KOPUCTY GO KakBU M3BOPM Ha Nasierse Ha TakoB HauvH KOj MOXe Aa AoBese A0
OMacHOCT Of Noxap Unm ekcrnosuja. Cute MOXHU M3BOPYW Ha Nanerbe, BKIyJyBajKu nylerbe uurapu, Tpeba aa
BuaaT [OBOJHO OAAANEYeHN Of MECTaTa Ha HCTanauwja, NoNpaBsKa, OTCTPaHyBarbe 1 Of1ararbe, BO TEKOT Ha
KOV PasnagHoOTO CPEACTBO MOXe Aa Buae NCnyLTEHO BO OKOMHUOT npocTop. [pea Aa ce 3anouxe co paboTa,
noppavjeto okosly onpemata Tpeba Aa ce npernea 3a Aa ce 0curypa Aeka Hema 3ananvsa OnacHoOCT U
pw3uK of nanerse. 3HakoT ,3abpaHeTo nywerse” Tpeba fa bupe nocraseH.
5. poseTpeH npocTop (oTBOpeTe BpaTa v Npo3op):
YBeperte ce NpocTopoT Aa Byae Ha OTBOPEHO 1 Aank e afekBaTHO NPOBETPEH Npef Aa ce nsefe buno
KakBa paboTa co BMcoKa TemnepaTypa. Betpeete ro npoctopoT Bo TEKOT Ha LLENVoT Neprog, Ha paborta.
BeHTunaumjata 6u pebano 6e3benHo aa ro pacnpcka ocioboAeHoTo pasnafHo CPeAcTsBo 1 Aa ro nchpau
HagBop BO aTMocdeparta.
6. MNpoBepka Ha onpema 3a Nlagere:
[lokonky ce MeHyBaaT eNIeKTPUYHITE KOMMOHEHTY, TWe MopaaT fa b1aaT BO COracHOCT CO HameHaTa v co
ncnpasHata crneumndrikaumja. Bo cekoj MOMEHT MOpa fja ce MoumnTyBaaT ynatcreara Ha NpOU3BOAWTENOT 3a
ofpxKyBatrbe 1 ceparcuparbe. AKO ce ABOYMUTE, KOHCYITUPAJTE ja TeXHUYKaTa cryx6a Ha NpoV3BOAUTENOT.
CnegHwvTe NpoBepKM ce MPUMEHYBaaT Ha MOCTPOjKMTE KOV KOPWCTAT 3ananvem pasnagHi TeYHOCTU
o KonwnumHata Ha NosHerbe € BO COMIacHOCT CO rofleMMHaTa Ha MPOCTOPUKTE BO KOW Ce MOCTaBeHU [eIOBUTE Ha
pa3nagHoOTO CPeACTBo.
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MalumHwWTe 1 ncnyctute 3a BeHTUNauuja paborat aAekBaTHO ¥ He ce nonpedyysaar.
AKO Ce KOPUCTV MHAVPEKTEH pasfiafeH Kpyr, CeKyHAAPHUOT KPyr ce MPOBepyBa 3a MPUCYCTBO Ha pasfiagHo
CpeacTso.
PaznagHuTe LeBKM Mm KOMMNOHEHTUTE Ce MHCTaNMPaaT Ha MecTo Kaae € Masiky BepojaTHO fja GraaT N3noxeHu
Ha 6110 Koja CyncTaHLa Koja MOXe Aa M1 KOPOAMPa KOMMOHEHTHTE KOW COAPXKAT pasfiafHO CPeACTBO, OCBEH
LOKOJIKY KOMMOHEHTUTE Ce KOHCTPYVPaHW Of MaTepujasin Kov e UHXEPEHTHO OTMOPHM Ha KOPOAVPake Win
Ce Ha COOfBETEH HauMH 3aLUTUTEHM Of KOPOo3uja.

.MpoBepka Ha enekTpuYHNUTE ypeau:
IMonpaBku 1 oApP>KyBarbe Ha eNIeKTPUYHU KOMIMOHEHTU KOV BKITydyBaaT NpoBepka 1 npoLeypu 3a nposepka Ha
KOMMOHEHTU. AKO NMOCTOW rpeLLKa Koja b1 Modxena fa ja 3arpoan 6e3befHoCTa, Torall Ha CTPY|HUOT KpyT He ce
NPUKITyYyBa e1eKTPUYEH HarnoH AofeKa rpeLLKaTa He Ce peLuy Ha 3af0BOMTENEH HauuH. AKO rpeLLKaTa He Moxe
BeHalLLl a Ce UCMPaBU, a MOTPeBHO e fja ce MPOLOsKYM co paboTa, Mopa Aia ce KOPYCTY COOBETHO MPUBPEMEHO
petuetvie. Ce' ke Brae NprjaBeHo Ha COMCTBEHMKOT Ha OMpemMara, Taka LUTO CiTe CTpaHu Ke Buaar nssecteHi 3a ce'
MoveTHUTe NpoBepkm Ha Be3beaHocT ondakaar:
KoHpeHsaTopuTe ce ncnpasHeTy; Toa Mopa Aa ce usBpLUn Ha 6e3beaeH HauuH 3a Aa ce u3berte MoXHOCT Of,
ncKperbe.
Mpw nonHerbe, OBHOBYBaKE WIIN UNCTEHE Ha CUCTEMOT He Tpeba Aa ce U3naraat eNeKTPUYHNTE KOMIOHEHTU
1 MHCTanayujaTa.
Opnp>KyBajTe KOHTUHYUTET Ha 3a3eMjyBatbe.

~

Mpernen Ha kabnu

MpoBepete fanu kKabesoT e NCTPOLLEH, AaN Ma KOPO3Wja, NPEBUCOK HaMoH, BUBpaLMm 1 NposepeTe Aanu
nocTojaT oCTpU PaboBM 1 APYrU LUTETHI epeKTn BO OKpYXyBarseTo. [pn npernes, Tpeba Bo Npeasup Aa ce 3eme
BJINjaHNETO Ha CTAPEEHETO UM KOHTUHYMPAHUTE BUOPAaLIMI Ha KOMNPECOPOT U BEHTUIATOPOT.

[NpoBepka 3a NpoTekyBare Ha pasfnafHo cpeacTso R32

HanomeHa: MposepeTe fann pasnafHOTO CPeACTBO NPOTEKyBa BO OKOJIMHA Kafie HeMa NoTeHLUMjaiHW U3BOPY Ha
nanerbe. He e notpebHa xanoreHa coHaa (nm 6uno Koj Apyr AETEKTOP KOj Ce KOPUCTH 3a OTBOPEH M1aMeH).

MeToau Ha peTekumja Ha NPOTEKyBake:

3a cuctemuTe co pasnagHo cpeacTBo R32, Ha pacnonaratrse e eNekTPOHCKM MHCTPYMEHT 3a OTKpVBakbe Ha
npoTeKyBarbe v AeTeKuymjata Ha NpoTekyBatse He 61 Tpebano fa ce U3BpLLYBa BO OKOIMHA CO PasfagHo
cpepnctso. OcurypajTe ce AETEKTOPOT 3a NPOTEKyBarbe Aa He CTaHe NOTEHLMjaleH U3BOP Ha Nasnerse v Aa

€ NPUMEH/IVB Ha U3MepeHaTa pasfagHa TedHocT. [leTekTopoT 3a npoTekyBatse Mopa Aa buae nopeceH Ha
MWHUMaJIHa KOHLEHTpaLmja Ha 3ananunso ropuso (MPoLeHT) Ha pasnagHo cpeacTso. Kanmbpupajte 1 nogecete ja
coopBeTHaTa KOHLEeHTpauvja Ha rac (He noeeke of 25%) co ynoTpebeHoTo pasnafHo cpeacTso.

TeyHoCTa KOja ce KOPWCTM 3a feTekupja Ha MPOTeKyBatbe € MPUMEHIBA Ha rofleMUHaTa Ha pasnagHvTe
cpencTsa. [la He KopWCTUTE XIOPYAHW PacTBOPYBaYy 3a Aa CrpednTe peakuuja noMery XJ0poT v pasnagHuTe
CpencTBa v KOpo3wja Ha bakapHUTE LLEBKOBOAN.

AKO ce COMHeBaTe Ha NpPOTeKyBatbe, OTCTPAHETE rO OraHOT Of, MECOTTO Ha HACTaHOT MW uaraceTe ro AKo e
noTpebHO Aa ce 3aBapy MECTOTO Ha NPOTeKyBakbe, Torall cuTe pasnagHu matepwjany Tpeba fa ce spatar, uau
[la ce M30mMpaar cuTe passiafHy TEYHOCTU NOAANEeKy Of MECTOTO Ha MPOTEKyBarbe (KOPUCTajKL 3aMopeH BEHTW).
Mpea v BO TekoT Ha 3aBapyBarbeTo, koprctete OFN 3a npouncTyBarbe Ha LenmoT cucTem.

OTcTpaHyBarbe 1 BakyyMCKO nyMnarbe

. OcurypajTe ce aa Hema M3BOPW Ha Nanerbe BaUCKY [0 M3NE30T Ha BakyymMcKaTa nymna v BeHTuaumjara e

nobpa.

2. OppsyBaH-eTo 1 ApyruTe onepaLmn Ha pasnagH1oT KPYr ce U3BPLLYBaaT BO COMAacHOCT CO onLiTaTa
npoLeaypa, HO KIy4YHU ce CnepHuTe Hajaobpu onepaLmn Ko BeKe ja 3emasne BO Npeasuna 3anaamecora.
Cnepete r1 cnegHuTe npoueaypv:

e OTcTpaHeTe ro pasnagHoOTO CPEACTBO.

® [lekoHTaMUHMPajTe ro LLeBKOBOJOT CO MHEPTHM racoBu.

* Esakyauuja.

¢ [NOBTOPHO AEKOHTAMUHMPajTE ro LIEBKOBOAOT CO HEPTHMW racoBu.
® VI3pexeTe Unu 3aBapeTe ro LLEBKOBOAOT

3. PaznagHoTo cpefcTeo Tpeba fa ce BpaTn BO COOABETEH pe3epBoap 3a cknagvparke. Cuctemort Tpeba Aa ce
MPOYMCTM co a30T Bes kMcnopog 3a Aa ce ocnrypa besbeaHoct. OBoj npoLec Moxebu ke Mopa Aa ce MoBTopy
Hekornky natv. OBaa onepauvja He cMee fa ce 13BeayBa CO MOMOLL Ha KOMMPUMUPaH BO3LyX W KUCIOPOA,.

4. Co npouec Ha AyBatbe, CUCTEMOT Ce MOJIHW BO aHaepobeH asoT 3a Aa ce [OCTUrHE paboTeH NPUTUCOK

nog, BakyyMmcka cocTojba, Koj ce eMmuTyBa BO aTMochepaTa 6e3 KUCIopog, 1 Ha KpajoT ce BakyymMusnpa

cuctemoT. lNoBTopeTe ja OBaa NocTanka AoAeka cUTe pasnafHu TEYHOCTU BO CUCTEMOT He ce ncunctar. [ocne

3aBPLUEHOTO MOJIHEHE CO aHaepobeH a3oT, UCMyLITETE O racoT BO aTMOCHEPCKUOT NPUTUCOK, a NoToa
cucTemoT Moxe fa ce 3atBopu. OBaa onepaumja e HeonxoAHa 3a 3aBapyBabe Ha LIeBKOBOANUTE.

-
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[Npouenypw 3a NoNHeRe Ha pasfafgHn cpeacTsa

Kako pogatok Ha onwTaTta npoueaypa, notpebHo e fa ce nounTysaat cneHute baparba:

- OcurypajTe ce Aeka Hema KOHTaMUHaLuja NoMery pasfiniHuUTe pasiafgHu CPeacTBa Kora KOpUCTUTE ypes, 3a
NoJHeHE Ha PasnagHo CPepcTso. LieBKoBOAOT 3a nosiHerse Ha pasnagHy TedHocTy Tpeba fa buae Wwro nokpaTok
3a [la ce CMasin 3a0CTaHyBarbe Ha PasfafgHoOTO CPEACTBO BO Hero..

- PezepBoapuTe 3a cknaguparbe Tpeba fa octaHaT BEPTUKaIHW.

- OcurypajTe ce feka pelueHuja 3a 3a3eMjyBarbe ce BeKe npesemMeHu npes pasnagHuoT CUCTeM fa ce HamosHU Co
pasnafHO CPeacTBo.

- Mo 3aBpLuyBarbe Ha NOHEHETO (MKW Kora ce’ yLiTe He e 3aBpLUeHO), obenexeTte 3Hak Ha CUCTEMOT.

-BHvmaBajTe fa He ro npenosnHuTe pasnagHoTo CPeacTBo.

OpnoxyBarse 1 onopasBok

Opnoxysare
Mpep oBaa nocranka, TeXHUYKOTO JMLE MOPa Aa buae AeTaHO 3ano3HaeHO OCO OnpemMaTa v CUTe Herosu
KapaKTepUCTVIK, 1 Aa ja CnpoBefe npenopadaHaTta npakca 3a CUrypHO CKIIoMyBarbe Ha pasiiagHoToO CPeacTeo. 3a
peLmKInparse Ha PasiafHOTO CPEACTBO, Aa Ce aHaNM3MPa PasnagHOTO CPEACTBO U NPUMEPOLIM Of, MacsIoTO Npes,
pabora. Obesbepnete ja notpebHarta cuna npeg Tectmparse.
. 3anosHajTe ce co onpemara u pabotata
. VicknyueTe ro HanojyBarseTo.
. Mpep pa ro cnposepete 0Boj MpoLiec, Moparte Aa brageTe cvrypHu feka:
* Ako e noTpebHo, paboTata Ha MexaH14KaTa onpema Tpeba fa ja onecHn pabotata Ha pabotata Ha pesepBoapoT
3a pas/lagHoO CPEACTBO.
® Llenara onpema 3a sin4Ha 3aLuTuTa € epurKacHa 1 Mopa MpPaBUITHO f1a Ce KOPUCTU.
e Llenmot npouec Ha nonpaska Tpeba Aa ce CpoBeayBa Nof, PakoBOACTBO Ha KBaMPVKYBaHM MLA..
¢ [onpaskata Ha onpemara 1 pe3epBoapoT Tpeba Aa BrAaT BO COMMAaCHOCT CO PEIEBAHTHUTE ApXKaBHW CTaHAAPAW.
4. AKO e MOXHO, CYCTEMOT 3a JlafieHse Aa Ce yeuca.
5. Ao cocTojbata Ha BakyyMOT He MOXe fja ce MoCTurHe, Tpeba fia ro oTCTpaHm1Te PasnagHoTo CPEACTBO Of, CEKOj Aer
Ha CMCTEMOT.
6. lMpep noyeTok Ha nonpaskuTe, Tpeba Aa ce yBepuTe AeKa KanauuTeToT Ha Pe3epBOapoT € JOBOJIEH.
7. 3anou4HeTe ro NpoLecoT 1 KOPUCTETE OrpeMa 3a OroPaBOK CNOPeS, ynaTcTsaTa Ha NPOU3BOAUTESIOT.
8. Hemojte aa ro nosHuTe pesepBoapoT A0 NosH KanaumteT (3adaTHnHaTa Ha BOpU3rysarse Ha TeYHOCTa He
npemuHysa 80% of 3adaTHWHaTa Ha pe3epBoapoT)).
9. [ypw 1 BOKOJIKY TpaerbeTo e KpaTko, He cMee fia Ce NpeMiHe Ha MakcyMarieH paboTeH MPUTKCOK Ha Pe3epBOapoT.
10. Mo 3aBpLUyBatbe Ha MOSIHEHETO Ha PE3EPBOAPOT 1 3aBPLLYBakbe Ha MPOLECOT Ha paboTa, Mopa fa Ce NorpuxmnTe
pe3epBoapoT 1 onpemata bP30 fa ce OTCTPaHaT U1 [ja Ce 3aTBOPaT CUTE BEHTWIIN.
11. He e nosBosieHo BpaTeHOTO pasnafHo CPeacTeo fa ce BopuMarysa BO Apyr CUCTEM MPef Aa Ce UCHUCTU U TeCTUPa.
HanomeHa: Mopa aa ce n3spum naeHturKaumja no LWTo ypeaoT Ke ce OTCTPpaHu v pasnagHnTe cpeacTsa Ke ce
eBakywvpaar. VigeHutudkaumjata Tpeba fa coppxi gatym u onobpetne. Obpatete BHUMaHWe Ha GakToT feka
naeHTndUKaLmjaTa Ha ype[oT MOXe Aa COAPXKM 3anasnmem CyncTaHuu.

WN =

Onopasok:

1. YucTerbeTo Ha pas3nagHoToO CPefCcTBO BO CUCTEMOT € MOTPebHO Npu nonpaska 1ian oa/ioxysarse Ha ypegor. Ce
npenopayyBa LEeoCHO OTCTPaHyBake Ha pasnafHOTO CPeACTBO.

2. Mpw NonHerbe Ha PasNagHoOTO CPEACTBO BO PE3EPBOApOT MOXETE [1a KOPUCTUTE CamMo eAeH nocebeH
pesepBoap 3a pasnaaHo cpeAcTso. [lposepeTe fanu KanauuTeToT Ha PE3ePBOAPOT OAroBapa Ha KonYHaTa
Ha BOpw3ryBarse Ha pa3nagHoOTO CPeACTBO BO LenmoT cnctem. Cute pesepBoapu Ko ce KOpUCTaT 3a MopaBok
Ha paznagHvTe CpecTBa MOpaaT Aa uMaaT uaeHTUdUKaLmja Ha pasnagHoTO CPeACcTBo (Kako 1 pesepBoap 3a
napetbe). Pesepeoapurte 3a cknaamnparbe Mopa Aa buaat onpeMeHi co BEHTVUM 3@ HamaslyBatbe Ha NPUTUCOK
1 Kyr1ecTn BEHTUAM 1 MopaaT Aa buaat Bo pobpa cocTojba. Ako e MoXHO, NpasHuTe pesepeoapu Tpeba aa ce
OTCTpaHaT 1 Aa ce Apxat Ha cobHa Temnepatypa npeg ynotpeba.

3. Onpewmarta 3a nospatok Tpeba Aa ce oapysa Bo obpa paboTHa cocTojba 1 fa ce 3ano3Haat ynaTcrsara 3a
pakyBatbe Ha onpemara 3a nosnecer npwcran. Onpemara 6v Tpebano ga Gupe norogHa 3a onopasok Ha R410
paznapHu cpeactsa. [Nokpaj Toa, Tpeba fa noctou keanudrKyBaH anapar 3a Bararbe Koj MOXe [ja Ce KOPUCTU.
Lipesoto Tpeba aa Gune nospsaro co nocebeH HafBoOpELLEH NPUKIyYoK 1 Tpeba aa ce oapxysa. [pes
ynoTtepba Ha onpemara 3a onopasok, Tpeba Aa ce nposepu fanu e 8o fobpa coctojba 1 Aanm Moxe co Hea Aa
Cce cnpoBefe COBPLUEHO oapKyBatbe. [posepeTe Aanv enekTpuyHUTE 408K Ce 3anTUBEHW, 3a a ce Crpeyn
NpOTeKyBarbe Ha PasnafgHOTO CPEACTBO W fa ce cnpeyn noxap. AKo 1mate kakBo 6110 npaluarbe, Be MonMMe
fia ce obpaTuTe Ha NPOW3BOAUTENOT..

4. OnopaseHOTO pasnafHo CPeLCTBO MOpa [a Ce CK1aampa BO COOABETHN KOHTEJHEPU 1 CO MPUITOXEHO
YNaTCcTBO 3a TPAHCMOPT Aa Ce BPaTW Ha MPOU3BOAUTENOT 3a pasnagHu cpeacTsa. He ro melwajte pasnagHoto
CPEenCcTBO BO OMpemMata 3a OrnopaBok, 0COBEHO He BO pe3epBOapoT.
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.TpocTopoT Koj ce KopWCTY 3a TpaHcnopT Ha R32 pasnagHo cpeacTBo He Moxe fa buae 3aTBOPEH BO NPOLLEcoT
Ha TpaHCcnopT. AKO e NoTPeBHO, Npe3emeTe aHTUENEKTPOCTATUYKN MEPKM BO MPOLLECOT Ha TpaHcnopT. Bo
MPOLLeCOT Ha TPAHCMOPT, YTOBap 1 MCTOBap NOTPebHO e fa Mpe3eMeTe HEOMXOAHM 3alUTUTHI MEpPKH 3a fja ce
3aLTUTY KSIMMa YPenoT.

6. Mpu oTCTpaHyBarbe Ha KOMMPECOPOT WK YUCTEHE Ha MaC/I0 Ha KOMMPECOPOT, BOAETE CMeTKa 3a Toa

KOMMPeCcopOT HanyMnaH A0 COOABETHOTO HIBO, 3a Aa Ce ocurpya feka Hema octatoum of R32 pasnagHu

CpeAcTBa BO MacsIoTo 3a noamMadkysatse. BakyymckoTto nymnarse Tpeba fia ce M3BpLuv npes, KOMNpecopoT Aa

ce BpaTv Ha fobasysayot. Ocurypajre 6e36e[HOCT MPY UCTLLITarE Ha MACSIO Of, CUCTEMOT.

NHCTPYKUNW 3A JAJIEHNHCKIN YTTPABYBAY

® BHVMAaTEsIHO MPOYNTajTE O OBa YNaTCTBO 3a Aa MoXeTe 6e36eAHO 1 UCMPaBHO Aa ro KOPUCTUTE KIUMa yPenoT
® uyBajTe rv OBWE UHCTPYKLWM 33 Aa MOXETE Aa MM UCKOPUCTUTE BO BWIIO KOe Bpeme

BHVIMAHV

1. HacoueTe ro faneunHcKvoT ynpasyBay KOH PECUBEPOT Ha KiMa ypeaoT

2. [aneunrckumot ynpasysay 61 Tpebano ga bupe 8 M ogaaneyeH on pucveepot

3. He 61 Tpebano ga buge npenpeka noMery faneuvHCKMOT ynpasyBay U pycuBepoT

4. He ro dprnajTe faneumHckvoT ynpasysay.

5. He ro nznoxyBajTe faneyH1CKMOT ynpaByBay Ha COHYEBa CBET/IMHA, HE O CTaBajTe AaseUMHCKUOT yrpasyBay

Ha rpejHV Tena Ui Ha APYrv U3BOPU Ha TOMMHA..

Kopucrete 2 6atepun 6poj 7, He kopurcTeTe enekTpudHu batepum

V13BapeTe rv GaTepunTe of AaNEUMHCKUOT yrpaByBay Npes Aa NpecTaHeTe fia ro KOPUCTHTE MOAOSTO BpeMe.

Kora Hema fa ce cyluHe curtan Ha NPeHOC Ha BHaTpeLlHaTa eAuHMLA UM CUMBOSIOT 3a MPEHOC Ha CUrHa

ce npvikaxke Ha ekpaHoT, Tpeba fAa ce 3amerw batepwjaTa.
9. Ao ce nojaByBa peceTuparbe Co NPUTUCKarLe Ha KoM4e Ha AaNeYMHCKUOT yrpaByBaY, Toa 3Hauu Aeka Hema
[OBOJIHO HarnojyBarbe 1 Tpeba fa ce 3ameHar batepuute.

10. VctpolueHute Gatepun Tpeba BHUMATESTHO fia ce oAoxaT

HAMOMEHM:

o CnvikaTa Ha [aNeunHCKUOT ynpasyBay ri Coapkm cute GyHKLMOHaHW TacTepu. Tie MOXe fa ce pasnvkysaat
Of OPUrMHANOT (BO 3aBUCHOCT O MOAESIOT)

e CuTe civKv Morope NpyikaxyBaaT [afeqnHCKI yrpasyBaUy o HUBHO MPBO BKITyHyBakbe WV MOBTOPHO
BKJTydyBarbe. Bo TekoT Ha paboTaTa, eKpaHOT Ha AaNeunHCKIOT yrpaByBay NpuKaxysa Camo O4PEeAeHM CTaBKu.

e Ce noppasbuipa Aeka eAuHULMTE KOV Camo NaaT HemaaT yHKLMja 3a rpeerse Win eNeKTPHUYHO 3arpeBarbe.
Kora Ha faneunHck1oT ynpasyBay Ke ce NPUTUCHE TakBUOT TacTep, eAnHMLATa HeMa [1a [afe HUKaKoB edekT.
Be Mmonume He kopucTeTe TacTepu o, TOj TUN Ha [aNeUNHCKUOT yrpaByBay.

® N o

85



MK

Onwuc Ha TacTepoT

A

1CKM ynp:

7

MpeHecyBay Ha curHan

@

3a ogHapgBop

SWING ¢

A

v

SWING«

. ON/OFF Tactep

MpuTrcHeTe ro oBOj TacTep ¥ eAnHMLATa Ke 3anoyHe Un
Ke npecraHe co paboTa, Koe LTO UCTO Taka Ke ja oTKaxe
dyHKUMjaTa TajMep Uan Crivierbe.

. SPEED Tacrep

Co npwTucKarbe Ha 0BOj TacTep, bpavHaTta Ke ce
NMPOMEHW, KaKo LUTO CTOW ¥ € MPpUKaXxaHo Ha cvkaTta
nogony

’—v BasHo — cpegHo — 6p3o  — AsTO -|

3.

(%2}

/\/V tactep

* kora ke ro npuTncHeTe /A tracTeporT, nofeceHata
Temnepartypa Ke nopacHe 3a 0,5°C, a kora Ke ro
nputncrete W Tactepor, nopecerara TemMneparypa ke
nagHe 3a 0.5°C.

® TemMnepartypata 6p30 Ke ce MPOMEHN CO KOHCTaHTHO
onpUTUCKakbe Ha TaCTEPOT, @ TEMMEPATYPHUOT Oricer KOoj
Moxe fa ce nogecu e og, 16°C do 32°C.

COOL ractep
CO MpUTUCKarbe Ha OBOj TAacTep, PEXUMOT Ha paboTa ce
npedpna Ha nagerse.

. HEAT tactep

CO MPUTUCKakE Ha OBOj TaCTeP, PEXMMOT Ha paboTa ce
npedpsa Ha rpeerbe.

HanomeHa: equHuata koja Ma camo flafierbe Hema
dyHKUMja 3a rpeetse.

. SWING Tactep (SWING } and SWING <)

e [puTrCHETe ro OBa Konye 3a fa ja oTBopuTe rope/aone
(neBo/pecHo) swing pyHKuMjaTa, NPUTUCHETE NOBTOPHO, U
ja dpukcnpate nonoxbata Ha nepaute.

* [NogecyBarbeTo Ha rope/fone (1eBo/OecHo) Baxu

Camo BO OBOj PeXMM W HeMa Aa Bivijae Ha nosvumjata Ha
repauTte BO [pyruTe PexnumMu.

* rope/pone (neso/aecHo) swing nMa dyHkuUmja Ha
MemopWja 1 MOXe [a M’ HyBa OCHOBHWTE NOAECyBatba.
Moske fia rvi YyBa OCHOBHUTE MofecyBatba Kora ce
NCKITyYyBa 1 MOBTOPHO Ce BKJTyHyBa WUSN Kora Ke ce
npedpan of efeH Ha APy PexvM.

HanomeHa: HagsopelHvoT TacTep ce 8o dyHKuyja
CaMo Kora MoK/IONeLoT e LEe/IOCHO 3aTBOPEH.
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JaneunHcku ynaByBay BHatpe [lpeHocuTen Ha curHan

a0

&Y

1—F— ONVOFF NODE  SPEED ——— 3

ot ]

4 ——1— TURBO HEALTH ——— 7

5 ——— SILENCE SLEEP ——— 8

6 L TINER i FEEL — 9 eTe o, 1eBO KOH AeCHO
10 —— DISPLAY  {CLEAN  Anti-F ———13
"M—
12— EEH  ECO  sife——14

L 1 15

iFavor

. ON/OFF Tactep
MpwTrcHeTe ro 0BOj TacTeP 1 eAMHMLATA Ke 3aMo4He UK Ke mpecTaHe co paboTa, Koe MoXe MCTO Taka Aa ja
oTkake dyHKUMjaTa TajMep Uu Crvierbe.

. MODE Tactep
MpuTtncHeTe ro 0Boj TacTep 1 efuHULIATa Ke 3anoyHe 1in Ke npectaHe co paboTa, koe Moxe fa ja oTKaxe
dyHKUWjaTa TajMep Wi cnverse.

AUTO — COOL — DRY — HEAT — FAN
t ]
HanomeHa: egvHuiuata koja ma camo nagerbe Hema pyHKumja rpeerse.
. SPEED taster
CO NpUTNCKakbe Ha TacTepoT, Ce MeHyBa 6p3VIHaTa.
’—> cnopo — cpegHo —>  bBp3o  — auto ‘I

. TURBO Tactep
e Mogecete ro TactepoT on unu off (ke ce nojasu nam nsrybum osrakata Turbo) Taka LWTO Ke ro nputucHeTe
0BOj TacTEP BO PEXMMOT Ha Slaflerbe WIN rpeerse.
e Kora Ke ce nofecy, Ke ce cmeta feka dyHkumjata ,Turbo” e ncknyyena.
¢ OBaa dyHKLMja He MOXe fa ce nogecy Bo pexumot Auto, Dry unw Fan 1 sHakoT 3a Typbo Hema aa ce
nojasu.

. NECUJNO Tactep
e Mogecerte ja dyHKUWMjaTa NPUTUCKajKM rO OBOj TacTep (3HakoT 3a ,becllymHo” Ke ce nojasu unm Ke ce naryom)
e Kora Ke ce nofecy, Ke ce cmeTa feka dyHKkumjata ,becluymHo” e ncknyyeHa

. TIMER Tactep
¢ Kora eanHuuata e BkiyueHa NnpuTrcHeTe ro OBOj TacTep 3a Aa ro nckiyunte Tajmepor. Kora eavHnuata e
UCKITyY€eHa, MPUTUCHETE o OBOj TacTep 3a [a BKIly4uTe Tajmep.
e [puTucHeTe ro efHalu oBa konye, 36oposute On/Off ke ce nojasat v Tpenepar. MputncHete Ha A/ V 3a
[la ro nogecute BpemeTo (MpuUTUcHeTe Ha A/ WV TacTep TacTepoT 3a NobP30 ja NPOMEHUTE BPeAHOCTa Ha
TajMUHrOT) ONceroT Ha nofecyBatbe Ha BpemeTo e oa 05 fo 24 vaca. MpuTrcHeTe ro 0Boj TacTep efHall 3a fia ro
noAecvTe BPEMETO, Taka LUTO AANEHMHCKUOT ynpasyBsad Ke cTaHe curtan u H on/off ke npecrare ga tpenka.
e [loKosIKy He ro NpUTUCHETE TacTepoT Koj Tpenepu Bo pok of, 10 cekyHaw, nogecyBarbeTo Ha TajMepoT Ke ce
oTKaxe.
® AKO TajMepOoT e NofeceH, NPUTICHeTE ro TaCTepPOT yLUTE eHaLL 3a [ja ro OTKaxeTe.
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. Health Tactep

Co npwTrickarbe Ha OBOj TacTep MOXeETe fia ja UCKITyunTe unu Bkiyunte dyHkumjata “Health”.

SLEEP Tactep

® CO npuTHCKarbe Ha TacTepoT Sleep, cBeTNOTO Ha MHAMKaTopOT Sleep Ke nouHe aa Tpenepw.

® KIMMa ypeaoT paboTu Bo pexuM Ha cniverbe 10 yaca, a noToa npekuHyBa co TOj PEXUM U1 ce BpaKa Ha NpeTxoAeH
pexum

® eAVHNLATa aBTOMAaTCKN Ke ce WNCKIy4Un aKo Ha TajMIAHI' PEXUMOT UCTEKJSTO BpemMeTo

Hanomena: co npuTncKare Ha Pesxium nnu off/on TacTepoT Aane4nNHCKMOT yrpasByBay ro oTka>kyBa pexxvrMoT Ha
cnverbe

iFEEL TacTep

® CO NpuTHCKarbe Ha OBOj TacTep Moxe Aa ce nogecy IFEEL dyHkupjata. LCD ja nokaxysa Temnepatypata Bo cobata
Kora yHKLujaTa e NogeceHa 1 ja Nokaxysa rnogeceHata Temnepatypa Kora GpyHKLujaTa e oTkaxaHa. ® oBaa GpyHKLMja
He BaXku KOra ypefoT e Bo pexxum Ha [poseTpysarbe.

. DISPLEJ Tactep

® BO PEXMMOT Ha AUCMJIETO MPUTHCHETE ro TaCTepoT efjHalll, 3aTBOPeTe ro AuCnnejoT, nputucHete nosTopHo, LCD
Ke ja mokaxe TemnepaTypata Ha aMEUEHTOT 1 MOAECyBareTo Ha TemnepaTypaTa Mo LUTO Ke Tpenepu neT CekyHam.
JleceH e 3a ynotpeba 3a KOPUCHULM 1 IECEH 3a MPOBEPKa Ha TemnepaTypaTa Ha aMBVUEHTOT 1 NofecyBarbe Ha
Temnepatypara Bo 610 Koe Bpeme.

. iCLEAN Tacrtep

 Kora ganeunHckmoT ynpasysau e uckiydeH , nputucHete Ha iICLEAN TacTepoT v eguHuuata ke pabotn Bo UiCLEAN
dyHkUmjaTa.

® Llenta Ha oBaa pyHKUMja € Aa ce NCHMCTV NPaLLMHATa Of, MCTPYBAYOT 1 Ce UCYLLIM BOAATa Of, MCMPYBaYoT 1 Aa ce
Ccrpeyu ncnapyBaYoT Aa 3aCToV NOPaAy Hacaark Ha Bofa 1 Aa e Cripeyu nojasa Ha HenpujaTH MAPUCK.

e Mocne nogecysatbe Ha ICLEAN dyHkupjaTa, nputmcHete ro iICLEAN Tactepot unn ON/OFF tactepor 3a aa ja
oTkaxeTe dyHKUMjaTa.

® pyHKLMjaTa 3 auncTerbe Ke npectaHe okony 30 MUHY TV paboTa LOKOSKY He ce npe3eme Aapyra akumja.

. ELE.H TacTep (camo co nymna op, XeXoK Tvn)

® BO PEXXMMOT Ha rpeetrbe NPUTUCHETe ro OBOj TacTep , M PEXUMOT Ha paborTa Ke ce npedpnu Ha SONOAHUTENHO
eNeKTPUYHO rpeetbe

. Taster "ANTI-FUNGUS"”

® LienTa Ha oBaa GyHKLja € fia Ce UCYLIM BHATPELLHOCTa Ha UCMapyBaYoT 1 fia ce Crpeyn 3acToj Ha Ucnapysayot
nopajav Hacnara Ha Bofa, CO LUTO Ce CripeyyBaaT HenpujaTHu MMpu1cu.

* OBaa dyHKLWja ce KOHTPOIMPa CO JaNEUMHCKMOT yrpaByBay BO PEXMMOT Ha J1afierbe, CyLLerbe UM aBTOMAaTCKM
(naferbe 1 cyLerbe), XOPU3OHTASTHWTE Nepan ce Ha NoYeTHa nosuuyja 3a nagerse. Knima ypepot pabotu Bo pexinm
Ha rpeerbe (Nagerbe 3apaay PEXMM Ha NPOBETPYBarLE), MOYETHOTO NPOBETPYBaHbe TPae TP MUHYTH CO clabo
13ayByBarbe Ha BO3AyX Npef, Aa npectaHe.

* dyHkumjaTa He e Gabpuukm nopeceHa. MoxeTe croboHO Aa ja moaecuTe unn oTkaxeTe oBaa GpyHKLMja. MeToaara
Ha nopecysarbe e: Bo off ctatycor, knnma ypenot v off ctatyc ganeunHcknot ynpasyBay Brepete ro npema kimma
YPEAOT 1 KOHCTaHTHO NpuTUCKajTe ro TacTepoT ,Anti Fungus” Hekoe Bpeme, NoToa Ke ce ornacu 3ByK Koj NoKaxysa
nieka pyHKuMjaTa e noaroTBeHa. Bo cnyuaj fia e dyHKuUmjaTa nopeceHa, LOKOSKY KIMMaTa e uckilydeHa nnv gpyHKumjata
payHO e oTKaxaHa, kiMMa ypeoT Ke ja uma oBaa dyHKLMja kKako nogpasbupimnsa.

* 3a fa ja otkaxete ¢yHkumjata: 1. Bo cratycor off Ha knma ypepoT v off cTaTycoT Ha faneunHcKUoT ynpasyBsay
BrepeTe ro [ase4ynHCKNOT ypasyBay KOH KJMMa ypeaoT U KOHCTaHTHO npwuTuckajte ,[MPOTUB OYHI" tactepot n
3BYYHWOT CUTHa Ke Ce OrIacyi TPU MaTu Mo LWTO Ke YyeTe 3ByK MeT naTw, LTO Nokaxysa Aeka GpyHKuyjaTa e oTkaxaHa.
2. VicknyyeTte ro knuma ypegor.

o Kora dyHKupjaTa e BkilydeHa, He 61 Tpebasno fia ro pectapTupare KivMmMa ypeaoT npep, LeoCHO f1a NpecTaHe.

* OBaa ¢yHKUMja Hema aa paboTu Bo cnyyaj BpemeTo Aa npekuHe

. SPOT SWING Tactep

® CO NPUTKCKarbE Ha OBOj TaCTepP, XOPU3OHTAIHWOT NpaBeL, Ha nNepaunTe Ke ce NPOMEH) aBTOMAaTCKW Kora Ke ro
[obreTe nocakyBaHWOT BEPTUKASIEH NpaBeL,.
® PUTCHETE O MOBTOPHO W XOPW3OHTANTHWUOT MPaBeL, 1 NepauTe Ke 3acTaHaT Bo nosioxbata no atu usbop.

. ECO Tactep

® BO PEXUMOT Ha Nafierbe, MPUTUCHETE ro 0BOj TacTep, ypeaoT ke pabotn Bo ECO ekoHOMMYEH pexkum Koj TPOLLM
nomanky eHepruja.

* nocne pabota op 8 yaca paboraTa aBTOMaTCKy Ke npecTaHe Wi, JOKOJIKY CakaTe, NPUTHCHETE ro NCTUOT TacTep
NOBTOPHO 3a Aa ro OTKaxeTe.

HanomeHa: Ypenot asTomaTcku Ke ce MCKITyun ako TajMUHIOT Ha PEXMMOT UCTEKOS.

. Konue "iFavor”

Konueto 3a KpaTeHKn, KOPUCHNLUUTE MOXaT Aa 3allTefaTt Ha PexXnmMoT 3a NOCTaByBak€, 6p3VIHa Ha n3nyBHW racosu,
nocTtaBeHa TeMnepaTtypa, Pexvm 3a HacovyBarbe Ha BO3yX , CO MPUTUCKare Ha Hero Knma-ypeaot Ke paGOTM BO
PEXUMOT NocTaBeH oA NPeTXo4HOTO KOpUCTeHe.

MeTO,D, 1: BKﬂyHeTe ro KNMMaTu3epoT, Npunarofere ro nocakyBaHMOT naeasieH pexnm.

MeTO,CI, 2: ﬂ,pxe're o KOMN4YeTo 3a KpaTeHka 3 CeKkyHOW AoAeKa eKpaHOT He MOKaXKe CUIrHas WTO ro npeTcrtaByBa
KOM4YeTO 3a KpaTeHKa 1 Tperka Tpu naTtu, a notoa Ke ro OAGGPQTS OaNe4nNHCKNOT PexXxnMm. 3a Aa ro ogpxurte
NPEeTXOOHNOT PexunMm, CTopeTe Kako LUTO e NMpukaXaHo rnorope.
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Ynotpeba

BmeTHeTe ja 6aTepujaTa

1. Co nm3srayko fpuxxerbe OTBOPETE ro MOKJIOMNeLoT BO NPaBeLoT Ha cTpesikaTta
2. Crasete gge HoBu Gatepuu (7#), nosnumpajkun rm Gatepuute Ha COORBETHUTE eNeKTPUYHN NoNoBw (+&-).
3. Bparterte ro noksioneuor.
ABTOMaTCKM peXkum Ha paboTa
1. MpwtncHete ro on/off tactepor. Knuma ypepor ke nouHe ga pabotu.
2. MputucHeTe ro Pexxnum TactepoT, nsbepere aBTOMAaTCKM PEXUM Ha paborTa.

3. MpwuTucHete ro Tactepot bpanHa, MoxeTe aa nsbepete GpavHa Ha nposeTpyBarbe. MooxeTe fa nsbepete
Bp3vHa Ha NpoBeTpyBarbe nomery cnabo, cpenHo, GP30 UM aBTOMATCKU.

4. NpUTUCHETE ro KOMYETO MOBTOPHO, KNIMMA YPEeAoT Ke npecTaHe co paboTa.

P Ha nap, /rp (TMNOT Ha KIMMa ypeAu caMo €O Nlafieke HemMaaT rpeemse)
1. MputnchHete ro tactepot On/off, knvma ypenor ke 3anoure ga pabotw.

2. MputuncHeTe ro TacTepoT Pexxnm, nsbepeTe ro pexxMMoT Ha afierbe 1 rpeekse.

3. MpwuTuncHeTe ro Tactepot ” YA Tactepot ” V" 3a [a MOXe fAa ja NofecuTe TemnepaTypata.
Temnepatypata Moxe Aa ce nogecw co pasnvika of 1°C Bo oncer og 16°C go 32°C.

4. Mputuncrete ro Tactepot Speed, moxeTe fa usbepete Gp3unHa Ha nposeTpyBarse. Moxe fa bugate 6paunHa
Ha npoBeTpyBarbe nomery cnaba, cpegHa, bp3a nnm aBTomarck.

5. MpuTrCHETe ro TacTepOT MOBTOPHO M KIIMMA yPeaoT Ke npecTtaHe co paboTa.
Pexxum Ha npoBeTpyBatbe

1. MputncHeTe ro on/off TacteporT, kMMa ypenoT ke 3anoyHe Aa paboTu

2. MputuncHeTe ro TacTepoT Pexxnm, n3bepeTe pexiym Ha lafere Win rpeerse.

3. MpuTucHeTe Ha TacTepoT Speed, Moxe pa nsbepete bp3anHa Ha NposeTpyBarbe. Moxe aa nsbepete nomery
Bp3vHa Ha nposeTpyBarbe nomery cnaba, cpeaHa, bpsa wnn aBTomaTcku.

4. MpuTUCHETE ro TacTepoT MOBTOPHO, K/MMa YPeaoT Ke npecTtaHe co pabota
HanomeHa: Bo pexuMOoT Ha Uupkynauvja, nofecyBareTo Ha TemnepaTtypaTa Hema edekT.
Drying operation mode
1. MputncHete ro TactepoT on/off, knuma ypepoT Ke noyHe ga pabotu
2. MpwutuncHerte ro Tactepor MODE, nsbepete pexum Rezim Ha cyluerse Ha BO3LyXOT.

3. MpuTtncHeTe ro TacTepoT WM TacTepoT [Aa ja NoAecuTe Temnepatypara. Temnepartypara Moxe fa ce
nogecu co paznwka og 1°C o oncer og, 16°C po 32°C

4. MputucHeTe ro Tactepot SPEED, moxeTe fa n3bepete 6p3unHa Ha npoeeTpyBarse. MoxeTe fa nsbeperte
Bp3vHa Ha nposeTpyBarbe nomery cnaba, cpesHa, bpsa wn aBTomaTcku.

5. MpuTUCHETE ro TacTepoT MOBTOPHO M KIIMMa YPELoT Ke npecTaHe co pabota

6. Hanomena: OBa ynaTcTBo rvi npukaxysa cute GpyHKLMM Ha [anednHCKUOT yrpasysad. Moxe aa ce ciyum
[a NPUTVCHETE HeKoj TacTep 1 peakuyjaTa fa OTCYCTBYBa, LLTO 3Ha4V Aeka KiMMa ypefoT Koj cTe ro Kkynune
Hema TakBa dyHKUmja.
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& W COMTRADE Appeca: byn.Kupo lNuropos 6p.13
W DISTRIBUTION Ten: 00389 2 3090050

[APAHTEH JINCT 3A KIIMMA YPE[L]
AIRCONDITIONER WARRANTY CARD

[atym Ha n3paBarse: [apaHTeH pok mMeceum

Mapka u mopen
Brand &Model

[la ce HanuLe TOYHMOT Ha31B Ha MOAEIOT Ha NPOV3BOAOT KOj Ce Haora Ha ambanaxara 1 Ha CaM1oT NPOV3BOA,

Cepucku 6poj BHaTpeluHa eguHuLa HapBopelwuHa eauHuua
Serial No.

[a ce HanuLe TOYHMOT cepuckmn Bpoj Koj ce Haora Ha ambanaxaTa 1 Ha CaMUOT NPOW3BOA,
OBoj 6poj e eguHCTBEH 1 He cMee fa ce MeHyBal

[a ce HanuLe TOYHMOT AaTyM Ha KynyBarse Ha KivMa ypenoT
Aatym Ha KynyBame: ,
Bo CNPOTUBHO Ke BaXKn 4aTyMOT Ha NMPOuU3BOACTBO COAP>XaH BO

Date of purchase cepucknoT 6poj

3a cekakBa MaHUMyaLUwja Co OBOj fAaTyM Crlefin MOHWLLTYBarbe
Ha lapaHTHWOT finct

Kynysau
Customer
Ten:/Phone:
Mopatoum 3a kynysayor,lNpesvme n ume/Pripma,appeca,mecto,TenedoH
MpopasHuua
Dealer M.T.

Mopatoum 3a npogasayot,Pripma,agpeca,MecTo, TesiepoH,neyat,noTnmnc

Hdatym Ha MOHTaXka: [a ce HanwLle TOYHWOT JaTyM Ha MOHTaXa Ha KiMMa ypeaoT

o[, KOj MOYHYBa [a ce MPecMeTyBa BpeMeTpaereTo Ha

5 £ ati rapaHTHUOT POK.

at installation .
€ orins ° Bo cnpoTrBHO Ke Baxu 4aTyMOT Ha KyrnyBarbe.

3a cekakBa MaHWUMyaLvja Co OBOj fAaTyM Criefin MOHWULLTYBarbe

Ha lapaHTHWOT fncT.

MoHTaxxep
Installater M.IT.

Ten:/ Phone:
MopaTouy 3a MoHTaxepoT, Pvpma, agpeca, MecTo, TenedoH, neyaT 1 NOTANC

Mpea Aa ro kynuTte KAMMa ypeoT,nobapajre To4HM MHGOPMALIMM 3a KBANIUTETOT,KapakTEPUCTUKIUTE, MOKHOCTA,
HAYMHOT Ha ynoTpeba 1 MoHTaxa,kako 1 3a yCrIoBuTe 3a npoaaxba,rapaHTHUTE YCIOBY 1 rapaHTHUOT POK.
3aA0/1KNTENHO NPoYXTajTe ja rapaHTHaTa v3jaBa 1 yCIOBUTE MO/, KOV HEeMa [ia BaXku rapaHuujaTa

Kako noTpoluyBay rn umaTe 3aKOHCKUTE NpaBa Kov NPOW3NerysaaT of, Halu1OHaHOTO 3aKOHOAaBCTBO Koe ja
perynupa npogax6ara Ha MPOU3BOAMTE U OBME MPaBa He Ce 3arPO3€eHw Co rapaHuujaTa.

BHUMAHME! lMpu kynyearbe Ha KIvMMa ypefoT,0Boj [apaHTeH NNCT Mopa Aa buae nonosHeT of, cTpaHa Ha
TProBeuoT CO CWUTe MNofaToLM: Mapka M MOAeNn Ha KIMMa ypefoT,cepucku BpoeBn Ha BHaTpellHaTa w
HafBopelLHaTa eAMHILA,NoAaTOLM 3a 3aBepKa (MeyaT 1 NOTNUC) 1 TOYEH AATyM Ha KynyBakse TPOroeeLoT co Bo
npuor Ha oBoj [apaHTeH MCT Bu e foctaBeH Cncok Ha OBlacTeHU MOoHTaxepu.M360poT Ha MoHTaxep ro BpLum
KynyBa4oT. Mo n3BpLUeHaTa MOHTaXa Of, CTPaHa Ha OB/IaCTEHWNOT MOHTaXep ce 3aBepyBa [apaHTHUOT INCT.
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[APAHTHA 3JABA - OT'1LUT TAPAHTHIN YCJT1OBW

1.0nwWTH rapaHTHK yCNIOBK:

Knvma ypenute kou ru yBesyBame ,TEXHUYKWU 1 CUTYPOCHO Ce NPOBEPYBaaT BO TEKOT Ha NMPOWN3BOAHWOT

npoLec 3a WTO MNOCTON W AOKYMEeHTauuja n3gafgeHa of npoussoauTenor.Vl nokpaj moxe fa ce ciyyn

YypenoT fa nokaxe AedekT 1 3apafm Toa NOXesHO € Aa braeTe 3ano3HaeT Co yCNOBUTE MOL KOW BaXu

rapaHuujaTa:

- TapaHumjaTa e BanuaHa 3a HegocTaToLwm U fedeKTn Kou ce nocneamua Ha hbabpryki rpeLLkun Uamn Kou
HacTaHasie BO TEKOT Ha rapaHTHUOT POK,MpW HopMaJiHa ynoTpeba Ha NPOV3BOAOT 1 MOYNTYBarE Ha
TEXHWYKUTE 1 ynaTcTeaTa 3a ynortpeba.

- [MonpaBkuTe 1 pe3epBHUTE [E0BK BO rapaHTHUOT POK ce BecnnaTHY 3a KIIMeHTUTE ,0CBEH 3a CllydanTe 3a
KOW Ke ce yTBPAW fieka He ce 3amna3eHu yClIoBuTe AafleHr BO OBaa rapaHumja.

- lapaHumjaTa ce Npu3HaBa MCKITYHMBO CO MPUIIOXKYBaHE Ha raPaHTHUOT JINCT,yPEeAHO MOMOJIHET CO
CcWTe MOAATOLM, MapKa,MOLES, CePUCKI BPOEBIM Ha BHATPELLHATa 1 HaABOPELLIHATa eAMHMLA,AATYM Ha
npogaxba,neyart v MOTNMC Ha NPOLABAYOT,AaTyM Ha U3BPLUEHA MOHTAXa,NevaT 1 MoTMMC Ha OBNIaCTEHNOT
MOHTaxep,purckasHa cMeTka,pakTypa (3a NpasHU INLA )N LOTOBOP 38 KPEAWT.

- [Hoxonky nonpaskaTa 3a kviMa ypeAoT o, MO3HaTV NPULKHK TPae NoAO0SIro Of, MPOMNMLLIAHWOT POK Of,

30 peHa ,MCTHOT Ke Brae 3aMEHET CO HOB W/N [OKOJIKY NPOW3BOACTBOTO Ha MOAESIOT € NMPEKMHATO CO
copBeTeH Moaen b6e3 ornep Ha LieHaTa Ha KyneHWoT NPOoV3BOA,

- Co oBaa rapaHuuja He ce 3arpo3eHy NpaBaTa KoV M1 MMaTe Kako MOTPOLLYBayuM Kov MpoussnerysaaT of,
HaLMOHAaNIHOTO 3aKOHOAaBCTBO.

- TprosuuTe,NpofaBaynTe 1 aBTOPU3MNPAHNTE MOHTaXKHW LIEHTPW HEMaaT NPaBo fa rv MeHyBaaT Uu Ha buio
KaKoB [pyr HauuMH Aa rv TosIKyBaaT yC/IOBUTE Ha OBaa rapaHLuja

2.MpujaByBame nedekr

- [MpujaByBarbeTo Ha fedeKT ce BPLUK Kaj OBNACTEHNOT MOHTAXEP KOj ja U3BPXKWI MOHTaxaTa.

- OBnacTeHVOT MOHTaxep e [OKEH fAa ro NpWjaBu MOBMKOT Kaj LLEHTPaNHUOT CePBUCEH LieHTap.

- Pacxopute 3a peMoHTaxa,MOHTaxa 1 TPAHCMOPT Ha KMMa ypeaoT npu notpeba 3a 4oCTaByBarbe Ha
KNrMaTa BO LeHTPaJIHUOT CepBUNC Ce Ha CMEeTKa Ha OBJTaCTEHMOT MOHTaXep.

- Knuma ypepnot ke buae npumeH of cTpaHa Ha OBIaCTEHNOT CEPBUC UCKITYHMBO CO YWTKO U LIESTIOCHO
NOMOJHET rapaHTeH JINCT 1 CO MpuoxeHa $uckanHa cMeTka,dakTypa (3a NpasHW nLa)v SOrosop 3a
Kpeaur.

- HenononHer rapaHTeH nNCT BOAW 00 MOHULLITYBakbe Ha rapaHTHUOT JINCT.

3.fapaHTeH pok

- [apaHTHMOT POk 3anoyHyBa Of AaTyMOT Ha MOHTaXa,HO He NMOKaCHO of, 3 MeceLy Of, AaTyMOT Ha KyrnyBaHbe.

- [apaHTHMOT pok ce 3amasyBa NCK/TyYMBO CO FOAMULLIHO PEAOBHO OAPXKYBaHe Ha KNMa YPEeaoT,WTo He e
npeameT Ha becnnaTHa rapaHLmCcKa yClyra 1 UCTOTO Ce Harlaka of, KIIMEHTOT Of, CTPaHa Ha OBNacTeHNOT
MoHTaxep.Co roguiHaTa KOHTPOa ce MPOACIIXKYBa FraPaHTHNOT POK Ha KNMa ypefoT 3a 12 meceun,ce
[0 UCTeKyBabe Ha POKOT.[OANMLLIHOTO OfpPXyBatbe ce CNPOoBe/yBa CO Len fa ce u3berHe sanyllyBarbeTo
Kako Ha BHaTpeLLHaTa Taka v Ha HaJBOpeLLHaTa e4nHNLIA,MPOBEPKa W 3aMeHa Ha GUITPW,KOHTPONa Ha
KONNYECTBOTO Ha GPEOH ¥ €BEHTYasIHO AOMOJHYBaHE, YNCTEHE Ha KIIMMa YPedoT v Cl.

- KnueHTot e goxeH cam fa ro nobapa OBNACTEHNOT MOHTaXEP 3a U3BPLLYBarbe Ha PEAOBHOTO
ofp>KyBarbe,Nnpes UCTEKOT Ha roAuLLHaTa rapaHumja.Bo cnpoTrBHO rapaHTHUOT pok Ha ypenoT e 12
meceLm.

- Mpv usBpLlyBarbe Ha pefoBHaTa KOHTPOSIA,MOHTaXEePOT € AOSIXKEH Aa ro MOMOJHW KYNOHOT 3a Taa HaMeHa
¥ Aa ro NPOAOIKN rapaHTHUOT Pok 3a 12 meceuu.

BecnnaTHUTe rapaHUMCKM yCyrM MOXKaT Aa 6uaaTt oTKa)XkaHu BO cily4yau Kora:

- MOCTOW HECOOABETHOCT NOMery NoAAaTOLMTE Ha rapaHTHUOT JINCT U/VMW Ha KSTMa ypenoT

- 1Ma obug 3a Npenpasky Ha NOAATOLMTE Ha raTaHTHUOT JINCT W/UNW Ha KNMa ypeaoT

- He Ce UCMOJIHETU YCNoBUTE 3a TPaHCMOPT,MOHTaXa 1 ekcroaTtauyja.

- KJIMMa ypenoT He ofrosapa crnope/, MOKHOCTa U MOXHOCTUTE BO OAHOC Ha rofleM1HaTa Ha npocTopyjaTa
Kafe e MoHTMpaHa.

- ¥Ma obuam 3a Nonpaeka UM 4EMOHTaXa Ha KvMa ypeaoT Of, CTpaHa Ha HEeOBaCTeHM L.

- AedeKTnTe ce HacTaHaTV Of HEMpaBusHa ynoTpeba Ha KMMa ypeaoT Wi NpeonToBapyBatse.
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- MOCTOW HECTabWIHO eNeKTPUYHO HanojyBatrbe,CTPYEH yaap Uav Bnvjaene NnpupoLHU HEMPUAMKK Kako
rPOM,3eMjoTpec,NMomniaBa,noxap Wiy BuLLa cuna.
- He e V3BPLUEHO PELOBHO rOAMLLHO OAPXKYBatrbe.

lFapaHuuckuTe ycsosu He BaXkaT:

- AKO KJIMEHTOT He € 3arno3HaeH Co ynaTcTBOTO 3a paboTa co KnMa ypeaor.

- 3apopatHuTe 4eoBU Ha KIMMa YPEeaoT, AaNeUYNHCKU yripasyBad,pUITpmn, MOHTaXHW KUTOBU U CI1.
- 3a pefoBHOTO rOAMLLHO OAPXYyBakbe.

ABTOpM3MpaHUTE MOHTaXepW ce LOSKHU Aa ynaTtaT Ha npaBwieH u3bop Ha MecToTo 3a MOHTaxa Ha
BHaTpellHaTa W HaABOpellHaTa eAWMHMLA,Kako M 3a OJHOCOT MOMery MOKHOCTa Ha KJMMa ypepoT u
roneMuHaTa Ha npocTopujaTa LWTO € ofpefeHO Oof MNPOU3BOAUTENOT ,YBO3HWKOT WU OBSIACTEHUOT
cepsuc.[Tpy KoHCTaHTUMPaH fedekT HacTaHaT Nopaan HECOOABETHOCT Ha KlMMa YPefoT 1 rosieMurHaTa Ha
npocTopujaTta,o0BAaCTEHNOT MOHPAaXepP KOj ro MOHTMpPaJs KJnMMa ypeaoT,Kako U MpoAaBayvoT KOj ro npoaan
MCTWOT MMaaT MaTepujasiHa OLrOBOPHOCT 3a OTCTPaHyBarbe Ha AedekToT.

AKO KNTMEHTOT UHCKCTMPa 3a KynyBarbe Ha KSlMMa ypes CO nomasia MOKHOCT oA nponuilaHaTta,Kako 1 3a
HeCcoOo[BETHO MECTO Ha MOHTa)a,rapaHTHMOT JICT He Ce NMOMOJIHYBa CO LUTO KJVMa ypeaoT He e npeameT
Ha BecrnnaTHO rapaHLMCKO OLPXKyBaH-E.

WNckpeHo Bu bnarogapvime 3a n3bopoT WTO ro Hanpasure.
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MopaTouu npu NpBo NywWTake Ha KIUMa YypeaoT

CEPBUCEH KYNOH

BHaTtpelwHa Temnepatypa (°C)

HapBopetHa Temnepatypa (°C)

Hanon (V)

MpupoaHu HapBOpPELIHN YCNI0BM

CoHueBo O6nayHo Marna Loxn, CHer

MpoBepka Ha pyHKUMMTE U TEMNepaTypaTa

no 15 muH.pa6GoTa(sapnapeHa/u3nys)

BenTunatop OpBnaxHyBarbe MposeTpyBarbe
Naperse [peerse

N R N R B
]

LonxnHa Ha uesku (m)

HapBopeluHa eavHvLa Hag BHaTpeLUHa:
na He

MoTnuc Ha kynysayoT
Customer signature

Co oBa ja noTBp/yBaM TOYHOCTa Ha rOpPeHaBeAeHUTE NoAaTOUN,
MCNPaBHOCTa Ha KJIMMa YPEeAOoT U Ce CIIOXYBaM CO HaBefeHuTe
rapaHTHU yCIIoBU.

[aTym Ha npuem

[atym Ha uHTepBeHUVja

CEPBUCEH KYNOH

[atym Ha npvem

[JaTym Ha nHTepBeHuuja

CEPBUCEH KYINOH

HaTym Ha npuem

[aTym Ha nHTepBeHuuja

roauLIHO OAPXXYBAHE HA KJIUMA YPEOOT

BHaTtpelwHa Temnepatypa (°C)

HapgopelHa Temnepatypa (°C)
HanoH (V)

Mposepka Ha pyHKUMMUTE N TeMnepaTypaTa (3apapeHa/usnys)

BenTunatop OppnaxHyBarbe MposeTpyBarbe

Naperse [peerse

e E— T —

OBnacreH MOHTaXxeH LeHTap:

M.TT.

Onuc Ha uHTepBeHUVjaTa:

BraTtpewwHa Temnepatypa (°C)

HapgopeluHa Temnepatypa (°C)
HanoH (V)

MpoBepka Ha pyHKUMUTE U TeMnepaTypaTa (3agaaeHa/usnys)

BeHtunatop OppnaxHysarbe MposeTpyBarbe

O E— T —

OBnacTeH MOHTaXeH LeHTap:

M.IT.

Onuc Ha uHTepBeHUpjaTa:

JNaperse

[peerse
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OBJIACTEHU MOHTEPH

KoHtakT TenedoH 3a npujasysarse gedektm
02/25 28 999

Cxonje

I'apaHu,MjaTa Ha KnMuTe e BasinfHa AOKOJIKY KninmaTta
€ MOHTMpPaHa of, OBJlaCTeH MOHTEpP HaBeAeH BO OBOj
rapaHTeH JINCT. 3aJJ,Oﬂ)KVITeJ'IHO BakyMupare Ha KimMuTte.

locTuBap

Munap 070 222 931,071 221 811

Tepman Komdpopt 078 386 888

Tanesa Komepu, 070230 867,071 212433

Map-ye Tepm JOO 078 421 666 070 571 350

Eypo Monap 075 265 968,075 464 911 Crpyra

Pyckn 070 230 247 Mak 3 AB 046 788 991,075 521 691
Konan Konctantnd 070 881 956 PapoBu

Oppero 078 442 511 Cnunnr 070 793 070

Pennenc 070 227 576 TetoBO

Munkom papba 070 337 306

Opuro-Enektpo Aumutpuje JOOEJ yBo3z-n3soz 044
335900

Mwunosarosuk Komnann 070 537 365,076 4411 12

Enektpo bojan 044 334 660,078 453 588

Mt - Ey, Mpoekt 076 611 171 Mug Knuma 070 259 931
®DakTop uensuyc 075 434 201 ®pwuro Hosa (Oum Enektpo) 070 544 587
Benec KymaHoBo

Cutn Mobun 078 224 441

Myntuwon Mrn 070219 510

Enextpor BB 078 216 430,043 231 381

TepmogmHamuk 070 554 441

KaBapapuu Xutunr Cucremc 078 367 088
Tum Kopnopejwat Jooen 043 550 770,071 505 318 Kpatoso
Cepsuc Aue 070 394 374 Henta NHxenepurr 070 800 422

Knumatusaumja 070 328 008

Kpusa Mananka

Jlema Cepsuc Knuma 072 278 724

lema Tpenp 071229 829

Mpunen Jakomo Texrouentap 031 373 121,076 559 254
Brnago Komnann 048 551 290,070 377 973 Ltun

Enmakc Kam 078 300 298 Jlesen 2012 078 649 907

JOOEJT ®puro-Oun 070 984 838 Mpo6uwTun

Me-fan Knuma 075 488 281 Hekun Cepsuc [Mpom 078 411 809

Butona Crpymuua

Enunco 070319133

Mwung 034 344 637,078 253 330

lama MoHT VnxxernepuHr 047 220 758,070 237 872

Pueep Codr 070 387 650, 075 232 351

Texto Mnam 075 207 791

Anda Enextpa 070 386 644

Enextpo Cepeuc Hajoo 070 452 135

Eneprotepm 070 720 988

Wndorejt UT Cuctemn 047 20 30 45

MexuyeBo

Oxpun

Anda Enektporuka 033 441 234,070 210 685

JNaperse LLlonye 078 249 203

Ceetu Hukone

TexHo MAJ 071 537 753

Hanwnta Huk 032 443 356,070 210 123

Enron 078 232 540, 046 285 400

Herotuno

KuueBo

Tum Kopnopejwat Jooen 043 550 770,071 505 318

®puro MM 070 650 590

Qabpuka Cnoboga ALl 071 32 41 41

94




OBJTACTEHU MOHTEPH

leBrenmja BuHuua

DOpeww Komnarn Aurutan 070 503 855 ®puro Metan 078 213 502
Capo Komnarn 070 218 860 Bopue 078 522 660

Tecna Tepm 075 650 888 Kouanu

Henueso ®puro Metan 078 213 502
®puro Metan 078 213 502 Bopue 078 522 660

95




SRB

UPOZORENJE

Upozorenje: Ovaj klima uredaj koristi R32 zapaljivo rashladno sredstvo.

Napomene: Klima uredaj sa R32 rashladnim sredstvom, ako se grubo tretira, moZe prouzrokovati ozbiljno
ostecenje ljudskog tela ili okolnih stvari.

¢ Prostor za ugradnju, upotrebu, popravku i skladistenje ovog klima uredaja treba da bude veéi od 5m?.

e Klima uredaj se rashladnim sredstvom moze puniti najvise do 1.7 kg.

¢ Ne koristite nikakve metode za ubrzavanje odledivanja ili za &is¢enje zamrznutih delova, osim onih koje
preporucuje proizvodac.

¢ Nemojte busiti ili plamenom zagrevati klima uredaj ili proveravati da li je cevovod rashladnog sredstva ostecen.

e Klima uredaj treba skladistiti u prostoriji bez izvora pozara, kao $to su, na primer, otvoreni plamen, plinski uredaj,
radni elektri¢ni grejac i tako dalje.

® Imajte na umu da rashladno sredstvo moze biti bez ukusa.

¢ Klima uredaj treba skladistiti na nacin koji ¢e spreciti nastajanje mehanickih ostecenja usled nezgode.

e Odrzavanije ili popravak klima uredaja koji koriste R32 rashladno sredstvo moraju se izvrsiti nakon sigurnosne
provere, kako bi se smanijio rizik od nezgode.

e Klima uredaj mora biti instaliran sa zastitom sigurnosnog ventila.

e Molimo vas da pazljivo proditate uputstvo pre instaliranja, koriéenja i odrzavanja.

Simbol Beleska Objasnjenje

Ovaj simbol pokazuje da ovaj uredaj koristi zapaljivo rashladno
UPOZORENJE | sredstvo. Ako je rashladno sredstvo iscurilo i izlozeno spoljnom
izvoru paljenja, postoji opasnost od pozara.

OPREZ Ovaj simbol pokazuje da uputstvo za koriséenje treba pazljivo
| procitati.
OPREZ Ovaj simbol pokazuje da osoblje servisa treba da rukuje ovom
opremom u skladu sa uputstvom za instalaciju.
OPREZ Ovaj simbol pokazuje da su dostupne informacije kao $to su, na
primer, uputstvo za koris¢enje ili uputstvo za instalaciju.

SIGURNOSNE MERE

Nepravilna instalacija ili rad koji ne prati ova uputstava moZe prouzrokovati stetu ili povrediti ljude,
imovinu itd. Ozbiljnost je klasifikovana prema sledeéim indikacijama:

& UPOZORENJE!  Ovaj simbol ozna¢ava moguénost smrti ili ozbiljne povrede.

@ OPREZ! Ovaj simbol oznacava mogucnost povrede ili odtecenja imovine.

96



/\ uPOZORENJE!

Ovaj uredaj mogu koristiti deca uzrasta od 8 i vise godina i osobe sa smanjenim fizi¢kim, senzornim ili
mentalnim sposobnostima ili nedostatkom iskustva i znanja ako su pod nadzorom ili na osnovu instrukcija
za upotrebu aparata na bezbedan nacin i ako razumeju eventualne opasnosti. Deca ne smeju da se igraju sa
uredajem. Cis¢enje i odrzavanje ne smeju vriti deca bez nadzora.
(Samo za AC sa CE-ZNAKOM)
Ovaj uredaj ne treba da koriste osobe (ukljucujuci decu) sa smanjenim fizi¢kim, ¢ulnim ili mentalnim
sposobnostima ili nedostatkom iskustva i znanja, osim ako su pod nadzorom ili su dobili uputstva o upotrebi
uredaja od strane osobe koja je odgovorne za njihovu bezbednost. Deca treba da budu pod nadzorom, kako se
ne bi igrala sa uredajem.
(Osim za AC sa CE-ZNAKOM)
Klima uredaj mora biti uzemljen. Nepotpuno uzemljenje moze dovesti do strujnih udara. Ne
spajajte Zicu za uzemljenje na gasovod, vodovod, gromobran ili telefonsku Zicu.
Uvek iskljucite uredaj i prekinite napajanje kada uredaj nije u upotrebi duze vreme, kako bi se osigurala
bezbednost.
Vodite ra¢una da se daljinski upravljac i unutrasnja jedinica ne okvase ili da budu previse vlazni. U suprotnom,
moze dodi do kratkog spoja.
Ako je kabl za napajanje osteéen, mora ga zameniti proizvoda¢ ili serviser ili sli¢no kvalifikovano lice.
Ne isklju¢ujte glavni prekidac za napajanje tokom rada vlaznim rukama. To moZze izazvati strujni udar.
Nemojte koristiti uti¢nicu i za druge elektri¢ne aparate. U suprotnom, moze izazvati strujni udar, éak i pozar i
eksploziju.
Uvek iskljucite uredaj i prekinite napajanje pre nego sto izvrsite bilo kakvo odrzavanije ili ¢iséenje. U suprotnom,
moze dodi do strujnog udara ili osteéenja.
Ne vucite kabl za napajanje kada izvladite utikac iz uti¢nice. Ostecenje kabla za napajanje izaziva ozbiljan strujni
udar.
Upozorenje da cevi povezane sa uredajem ne smeju da sadrze izvor plamena.
Ne postavljajte klima uredaj na mesto gde ima zapaljivog gasa ili te¢nosti. Udaljenost izmedu njih treba da bude
vise od 1m. To moze izazvati pozar, pa ¢ak i eksploziju.
Nemojte koristiti te¢no ili korozivno sredstvo za ¢isc¢enje, obrisite klima uredaj vodom ili drugom te¢noscu. To
moze izazvati strujni udar ili oStecenje uredaja.
Ne pokusavajte sami da popravite klima uredaj. Nepravilne popravke mogu izazvati pozar ili eksploziju. Obratite
se kvalifikovanom serviseru za sve uslove servisiranja.
Ne koristite klima uredaj za vreme oluje. Da bi se sprecila opasnost, potrebno je na vreme prekinuti napajanje.
Ne stavljajte ruke ili predmete u dovode ili odvode vazduha. To moze izazvati povrede ili osteéenje uredaja.
Proverite da li je instalirani nosa¢ évrsto postavljen. Ako je ostecen, to moze dovesti do pada uredaja i uzrokovati
povredu.
Ne blokirajte dovod ili odvod vazduha. U suprotnom, kapacitet hladenja ili grejanja ée oslabiti, ¢ak i uzrokovati
prestanak rada.
Ne dozvolite da klima uredaj duva u pravcu grejaca. U suprotnom to ée dovesti do nepotpunog sagorevanja,
Sto e izazvati trovanje.
Uredaj se instalira u skladu sa drzavnim propisima o elektriénim instalacijama.
Sigurnosni ventil protiv curenja gasa mora biti instaliran kako bi se izbegli moguci elektri¢ni udari.
Ovaj proizvod sadrzi fluorovane gasove staklene baste.
Curenje rashladnog sredstva doprinosi klimatskim promenama.
Rashladno sredstvo s nizim potencijalom globalnog zagrevanja (GWP) manje bi doprinelo globalnom
zagrevanju od rashladnog sredstva s visim GWP-om, ako bi iscurilo u atmosferu. Ovaj uredaj sadrzi rashladnu
teénost sa GWP-om koj je jednak [675]. To znadi da ukoliko bi 1 kg rashladne te¢nosti iscurio u atmosferu, uticaj
na globalno zagrevanje bio bi[675] puta veci od 1 kg CO2, u periodu od 100 godina. Nikada ne pokusavajte da
sami uti¢ete na rad rashladnog uredaja ili da ga sami rastavite i uvek potrazite pomoc stru¢nog lica.
Budite sigurni da ispod unutrasnje jedinice nema sledecih objekata:
1. mikrotalasne rerne, pedii drugih vruéih predmeta.
2. racunari i drugi visoki elektrostatski uredaji.
3. uti¢nice koje se Cesto koriste.
Spojevi izmedu unutrasnje i spoljasnje jedinice se ne smeju ponovo koristiti, osim ako se ne koristi nova cev.
Specifikacija osiguraca je odstampana na plo€ici, kao §to je: 3.15A/ 250V AC, itd.
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Al

p enje o elektriénog otpada

Znacenje simbola precrtane kante za smece: Ne odlazite elektri¢ne uredaje kao

nerazvrstani komunalni otpad, koristite odvojena postrojenja za sakupljanje. Kontaktirajte

lokalnu zvaniénu instituciju za informacije o dostupnim sistemima za prikupljanje otpada.

Ako se elektriéni uredaji odlazu na deponije, opasne materije mogu iscuriti u podzemne

vode i udi u lanac ishrane, $to ce Stetno uticati na vase zdravlje. Kada zamenjujete stare _
uredaje novim, prodavac je zakonski obavezan da uzme vas stari uredaj kako bi ga besplatno

odlozio.

@ OPREZ!

¢ Ne otvarajte prozore i vrata na dugo dok klima uredaj radi. U suprotnom, kapacitet hladenja ili grejanja ce biti
oslabljen.

¢ Nemoijte stajati na vrhu spoljasne jedinice ili stavljati teske stvari na nju. To moze izazvati telesne povrede ili
ostetiti uredaj.

* Ne koristite klima uredaj u druge svrhe, kao $to su suenje odede, ¢uvanje hrane itd.

¢ Ne dozvolite da hladan vazduh duva u vasem pravcu duze vremena. To ¢e pogorsati vase fizicko stanje i izazvati
zdravstvene probleme.

e Podesite odgovarajucu temperaturu. Preporucuje se da razlika u temperaturi izmedu unutrasnje i spoljasnje
temperature ne bude prevelika. Odgovarajuce podesavanje temperature moze sprediti rasipanje elektriéne
energije.

e Ako vas klima uredaj nije opremljen kablom za napajanje i utikacem, u fiksnom elektriécnom vodu se mora
instalirati protiveksplozivni prekida¢, a razmak izmedu kontakata ne sme biti manji od 3,0 mm.

o Ako je vas klima uredaj stalno priklju¢en na fiksne Zi¢ane veze, u fiksnim Zi¢anim vezama treba instalirati uredaj
za zastitu od eksplozije (RCD) koji ima nominalnu radnu struju koja ne prelazi 30 mA.

¢ Krug napajanja treba da ima zastitnik za propustanje i prekidac za vazduh &iji kapacitet treba da bude visi od 1,5
puta od maksimalne struje.

e Sto se ti¢e ugradnje klima uredaja, molimo vas da pogledate dole navedene stavke u ovom priru¢niku.

SMERNICE ZA UPOTREBU

Uslovi u kojima jedinica ne moze normalno da radi

e Unutar temperaturnog raspona navedenog u sledecoj tabeli, klima uredaj moze prestati s radom i mogu se
pojaviti druge nepravilnosti.

Spolia >43°C (primenitina T1) Spolia >24°C
Hladenje poy >52°C (primeniti na T3) Grejanje poy <-7°C
Unutra <18°C Unutra >27°C

o Kada je temperatura previsoka, klima uredaj moze da aktivira uredaj za automatsku zastitu, tako da se klima
uredaj moze iskljuditi.

¢ Kada je temperatura preniska, razmenjivac toplote klima uredaja moze se smrznuti, $to dovodi do kapanja vode
ili drugog kvara.

¢ Kod dugotrajnog hladenja ili odvlazivanja sa relativnom vlazno$c¢u iznad 80% (vrata i prozori su otvoreni), moze
dodi do kondenzacije vode ili kapanja u blizini izlaza za vazduh.

e T1iT3seodnose nalSO5151.
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Napomene za grejanje

e Ventilator unutrasnje jedinice neée poceti da radi odmah nakon pokretanja grejanja kako bi se izbeglo
ispustanje hladnog vazduha.

e Kada je vani hladno i mokro, spoljasna jedinica ce stvoriti mraz preko razmenjivaca toplote koji ¢e povecati
kapacitet grejanja. Zatim ée klima uredaj poceti sa funkcijom odmrzavanja.

e Tokom odmrzavanja, klima uredaj ¢e prestati sa grejanjem na oko 5-12 minuta.

e Tokom odmrzavanja moze se pojaviti para koja izlazi iz spoljasne jedinice. To nije kvar, veé rezultat brzog
odmrzavanja.

¢ Grejanje ¢e se nastaviti nakon $to se odmrzavanje zavrsi.

Napomene za iskljucivanje

e Kada je klima uredaj isklju¢en, glavni kontroler ée automatski odlu¢iti da li ée se zaustaviti odmah ili nakon rada
od nekoliko desetina sekundi sa nizom frekvencijom i nizom brzinom protoka vazduha.

Rukovanje u slucaju nuzde

e Ako se daljinski upravlja¢ izgubi ili slomi, upotrebite reset
dugme u slucaju nuzde za rukovanje klima uredajem.

e Ako se ovo dugme pritisne sa isklju¢enom jedinicom,
klima uredaj ce raditi u Auto rezimu.

e Ako se ovo dugme pritisne sa uklju¢enom jedinicom,
klima uredaj ¢e prestati da radi.

Podesavanje smera protoka vazduha

1. Koristite swing dugme na daljinskom upravljacu da biste
podesili smer protoka vazduha gore-dole i levo-desno. Za
detalje pogledajte uputstvo za upotrebu daljinskog upravljaca.

2.Za modele bez levo-desno swing funkcije, peraja se moraju
ru¢no pomerati.

Napomena: Pomerite peraja pre nego $to jedinica po¢ne da

radi, u protivnom cete povrediti prste. Nikada ne stavljajte ruku u

dovod ili izlaz vazduha kada klima uredaj radi.

Posebna opreznost Konektor
1. Otvorite prednji panel unutrasnje jedinice. Kabl 1
2. Konektor (kao na slici) ne moze dodirivati Kabl 2

prikljuénu plo¢u i pozicioniran je kao sto je
prikazano na slici.

Prikljuéna plo¢a
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NAZIVI SVAKOG POJEDINACNOG DELA

Unutrasnja jedinica

-~

Dovod vazduha

Resetka dovoda ‘ . g
vazduha —l TZ eset dugme
\

Panel ]

Filter za

vazduh \
Prsten za
%@%\ zastitu
— ) cevi

Otvor za vazduh

Ventilacioni otvor

Daljinski upravlja¢

Spoljasna jedinica

W kel ianj ™~
abl za napajanje ——
/
N
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o
N
Resetka izlaza HRTTTTT NG
vazduha I
a 7| Cevza
povezivanje
HB—— Odvodna cev
ﬁ L o
N = - J
1=} ==

k /Izlaz vazduha j

Napomena: Sve slike u ovom priruéniku su samo Sematski dijagrami, fizicki proizvod je standard. Utikag, WIFI
funkcija, funkcija negativnog jona, i vertikalna i horizontalna swing funkcija su opcionalne, u zavisnosti od modela.
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CISCENJE | ODRZAVANJE

/\ uPOZORENJE!

Pre ¢is¢enja, klima uredaj se mora iskljuciti kao i struja na duze od 5 minuta, ina¢e moze doci do opasnosti od
strujnog udara.

Ne vlazite klima uredaj, jer to moze prouzrokovati strujni udar. Pazite da klima uredaj ne ispirate vodom ni pod
kojim okolnostima.

Isparljive te¢nosti kao $to su razredivac ili benzin mogu ostetiti kuéiste klima uredaja, stoga molimo da o¢istite
kudiste klima uredaja samo mekom suvom krpom ili vlaznom krpom i neutralnim deterdzentom.

e Prilikom upotrebe vodite ra¢una o tome da redovno distite filter, kako biste sprecili da nakupljena prasina utice
na rad.

Ciscenje panela

Kada je panel unutrasnje jedinice prljav, nezno ga ocistite vlaznom krpom i mlakom vodom ne toplijom 40°C i ne
uklanjajte panel dok ga distite.

Ciséenije filtera za vazduh

Uklonite filter za vazduh

e —

1. Koristite obe ruke da biste otvorili panel boéno sa obe strane u pravcu koji pokazuije strelica.
2. Oslobodite filter za vazduh i uklonite ga.

Ocistite filter za vazduh

Koristite usisiva¢ ili vodu za ispiranje filtera, a ako je filter jako prljav (npr. masna prljavitina), oistite ga toplom
vodom (ispod 45 ° C) sa blagim rastvorom deterdzenta, a zatim stavite filter da se osusi na vazduhu.
Postavite filter

1. Vratite osuseni filter obrnutim redosledom od uklanjanja, zatim zatvorite panel.

= U ——

Proverite pre upotrebe

1. Proverite da li su svi otvori za dovod i odvod vazduha blokirani.

2. Proverite da li postoji zacepljenje na izlazu za vodu odvodne cevi i odmah ga odistite ukoliko ga ima.

3. Proverite da i je uzemljenje dobro postavljeno.

4. Proverite da i su baterije daljinskog upravljaca instalirane i da li je napajanje adekvatno.

5. Proverite da i je doslo do osteéenja na nosacu za montazu spoljasnje jedinice, a ako ih ima, molimo kontaktirajte
nas$ lokalni servisni centar.
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Odrzavanje nakon upotrebe

1. Iskljucite izvor napajanja klima uredaja, iskljucite glavni prekida¢ napajanja i izvadite baterije iz daljinskog

upravljaca.

2. Oistite filter i telo jedinice.

3. Uklonite prasinu i prljavétinu sa spoljasnje jedinice.
4. Proverite da li je doslo do osteéenja u nosacu za montazu spoljasnje jedinice, i ako ih ima, molimo kontaktirajte

nas lokalni servisni centar.

@ OPREZ!

Nemojte sami popravljati klima uredaj, jer pogresno odrzavanje moze prouzrokovati strujni udar ili pozar ili
eksploziju. Molimo vas da se obratite ovlas¢enom servisnom centru i dopustite stru¢nim licima da sprovedu
odrzavanije, a provera sledecih stavki pre kontaktiranja radi odrzavanja moze ustedeti vase vreme i novac.

OTKLANJANJE PROBLEMA

Pojava

Otklanjanje problema

Klima uredaj ne radi.

Mozda postoji prekid napajanja. = Sacekajte da se napajanje povrati

Mozda utika¢ za napajanje nije évrsto postavljen u utiénici. = Proverite i ¢vrsto
ga postavite.

Osigurac za napajanje neispravan. = Zamenite osigurac.

Jos uvek nije vreme aktiviranja. & Sacekajte ili otkaZite tajmer.

Klima uredaj ne radi
odmah po gasenju.

Ako se klima uredaj uklju¢i odmah nakon iskljucivanja zastitni prekidac ¢e
odloziti rad na 3 do 5 minuta.

Klima uredaj prestaje
da radi ubrzo posto se
ukljudi.

Mozda je dostigao podesenu temepraturu, $to je Cesta pojava.

Mozda je u stanju odmrzavanja. = Automatski ¢e se pokrenuti posle procesa
odmrzavanja.

Mozda je podesen tajmer za gadenje. - Podestite tajmer.

lzduvava vazduh ali ne
greje/hladi.

Prekomerno nakupljanje prasine na filteru, blokira ulaz i izlaz vazduha, i izuzetno
mali ugao lopatica e uticati na efekat hladenja i zagrevanja. » Molimo odistite
filter, uklonite prepreke na ulazu i izlazu vazduha i regulisite ugao lopatica.

Slab u¢inak hladenja i grejanja uzrokovan je Otvaranjem vrata i prozora. =
Molimo vas zatvorite vrata, prozore, ventilacione otvore, itd.

Funkcija pomoénog grejanja nije uklju¢ena, $to moze dovesti do loseg toplotnog
efekta. & Ukljucite pomoénu funkciju grejanja. (samo za modele sa funkcijom
pomocnog grejanja)

Postavka rezima nije ispravna, a postavke temperature i brzine izduvavanje

nisu prikladne. = Molimo ponovo izaberite rezim i podesite odgovarajucu
temperaturu i brzinu izduvavanja.

Osedaju se neprijatni
mirisi u unutrasnjoj
jedinici.

Sam klima uredaj nema nepozeljan miris. Ako ima mirisa, to moze biti zbog
nakupljanja mirisa u okolini. = Oistite filter za vazduh ili aktivirajte funkciju
ciscenja.

Javlja se zvuk vode koja
te¢e tokom rada klima
uredaja.

Kada se klima uredaj pokrene ili zaustavi, ili kada se kompresor pokrene
ponekada se ¢uje zvuk kao da tece voda. & To je zvuk rashladnog sredstva, a
ne kvar.

“Klik"zvuk se ¢uje
tokom ukljuéivanja i
iskljucivanja.

Zbog promene temperature, panel i ostali delovi nabreknu sto stvara ovaj zvuk.
- To je normalno, nije kvar.
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Pojava Otklanjanje problema

e Zvuk ventilatora ili kompresora se ukljuéuje ili iskljuéuje.
¢ Kada se odmrzavanje pokrene ili prestane da radi, Cuje se zvuk. = To je zbog

Unutrasnja jedinica toga §to je rashladno sredstvo proticalo u obrnutom smeru. To nije kvar.
proizvodi ¢udne e Previse nakupljanje prasine u filteru za vazduh unutra$nje jedinice moze dovesti
zvukove. do stvaranja zvuka. ® Na vreme odistite filtere za vazduh.

® Previse buke kada je ukljucen “Strong wind”. - Ovo je normalno, ako se osecate
nelagodno, molimo Vas da deaktivirate funkciju “Strong wind".

e Kada je vlaznost okoline visoka, kapi vode ¢e se nakupiti oko izlaza vazduha ili
panela, itd. & Ovo je uobicajena pojava.

® Produzeno hladenje u otvorenom prostoru proizvodi kapi vode. = Zatvorite vrata
i prozore.

Ima kapi vode svuda
po povrsini unutrasnje

jedinice. . ’ . 5 R
¢ Premali ugao otvaranja peraja moze rezultirati kapima vode na ulazu za vazduh.
- Povecajte ugao lopatica.
Tokom hladenja e Desava se ponekad kada su temperatura i vlaznost visoki. - To je zato $to
unutrasnja jedinica se se unutradnji vazduh brzo hladi. Nakon $to prode neko vreme, unutrasnja
ponekada zamagli. temperatura i vlaznost ¢e se smanijiti i magla ¢e nestati.

& U sledecim situacijama odmah prekinite sve operacije i napajanje i kontaktirajte nas servisni
centar.

* Cujete ostar zvuk ili osecate neugodan miris tokom rada.

¢ Doslo je do neuobicajenog zagrevanja kabla za napajanje i utikaca.

e Jedinica ili daljinski upravlja¢ nisu isti ili sadrze vodu.

e Prekidac za vazduh ili prekidac za zastitu od curenja ¢esto su iskljuceni.

INSTRUKCIJE ZA INSTALACIJU

@ vAZNA OBAVESTENJA!

¢ Pre instaliranja, molimo kontaktirajte s lokalnim ovlas¢enim centrom za odrzavanje, a ukoliko jedinicu nije
instalirao ovla$¢eni centar za odrzavanje, kvar mozda nece biti reSen usled neadekvatnog rukovanja.

e Klima uredaj mora biti instaliran od strane profesionalaca u skladu sa drzavnim pravilima o elektri¢nim
instalacijama i ovim uputstvom.

¢ Nakon postavljanja mora se izvrditi testiranje curenja rashladnog sredstva.

¢ Da biste premestili i instalirali klima uredaj na drugo mesto, kontaktirajte nas lokalni servisni centar.

Provera prilikom raspakivanja

e Otvorite kutiju i proverite klima uredaj u prostoru sa dobrom ventilacijom (otvorite vrata i prozor) i bez izvora
plamena.
Napomena: Operateri moraju da nose antistati¢ke uredaje.

¢ Neophodno je da stru¢no lice proveri da li negde curi rashladno sredstvo pre otvaranja kutije spoljne masine;
ukoliko postoji curenje, zaustavite proces otvaranja.

e Oprema za zadtitu od pozara i antistaticke mere opreza moraju biti dobro pripremljene pre provere. Nakon toga
proverite cevovod rashladnog sredstva da biste vidieli ima li tragova udara i da i je izgled zadovoljavajudi.
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Principi bezbednosti za ugradnju klima uredaja

e Protivpozarni uredaj mora biti pripremljen pre ugradnje.

e Proveriti da li je instalacija provetrena (otvorite vrata i prozor)

e Izvori paljenja, pusenje i pozivanje nisu dozvoljeni na podrudju sa R32 rashladnim sredstvom.

¢ Antistaticke mere predostroznosti potrebne za ugradnju klima uredaja, npr. nosite ¢istu pamucnu odedu i
rukavice.

¢ Neka detektor curenja bude u radnom stanju tokom instalacije.

e Ako dode do curenja rashladnog sredstva R32 tokom instalacije, odmah cete detektovati koncentraciju u
zatvorenom okruzenju dok ne dostigne siguran nivo. Ako curenje rashladnog sredstva uti¢e na rad klima
uredaja, molimo vas da odmah prekinete rad, a klima uredaj se mora prvo usisati a potom vratiti u stanicu za
odrzavanje.

o Drzite elektri¢ni aparat, prekidac za napajanje, utika¢, uti¢nicu, visokotemperaturni izvor toplote i visoku
stati¢nost daleko od podrudja ispod bo¢ne strane unutrasnje jedinice.

e Klima uredaj treba postaviti na pristupacnom mestu za instalaciju i odrzavanje, bez prepreka koje mogu blokirati
dovod ili izlaz vazduha unutradnjih / spoljasnjih jedinica, a mora se drzati i dalje od zapaljivih ili eksplozivnih
izvora toplote.

o Ako prilikom ugradnje ili popravke klima uredaja priklju¢ni vod nije dovoljno dugacak, priklju¢ni vod se mora
zameniti prikljuénim vodom originalne specifikacije; produzenje voda nije dozvoljeno.

e Upotrebite novu priklju¢nu cev, osim ako je niste nastavili.

Zahtevi za polozaj montiranja

¢ |zbegavajte mesta zapaljivog ili eksplozivnog curenja gasa ili tamo gde ima jako agresivnih gasova.

® |zbegavajte mesta koja su izloZena jakim elektriénim / magnetnim poljima.

¢ |zbegavajte mesta koja su izlozena buci i rezonanciji.

¢ |zbegavaijte teske prirodne uslove (npr.velika ¢adavost, jak pescani vetar, direktna sunceva svetlost ili izvori
toplote visoke temperature).

¢ |zbegavajte mesta koja su na dohvatu dece.

o Skratite vezu izmedu unutrasnje i spoljasnje jedinice.

o |zaberite mesto koje je lako izvrsiti servis i druge popravke i gde je ventilacija dobra.

¢ Spoljasna jedinica se ne sme postaviti na mestu koje bi moglo da zauzme prolaz, stepeniste, izlaz, pozarni izlaz,
modnu pistu ili bilo koji drugi javni prostor.

¢ Unutrasnja jedinica mora biti postavljena $to je dalje moguce od vrata i prozora suseda, kao i $to dalje od biljaka
i cveca.

Pregled instalacionog okruzenja

¢ Proverite plo¢icu sa natpisom spoljasne jedinice da biste se uverili da je rashladno sredstvo R32.

e Proverite povrsinu prostorije. Prostor ne sme biti manji od korisnog prostora (5m2) koji je naveden u specifikaciji.
Spoljasna jedinica mora biti postavljena na dobro osvetljenom mestu.

¢ Proverite instalaciono okruzenje: R32 nece biti instaliran u zatvorenom prostoru zgrade.

e Kada koristite elektri¢nu busilicu kako biste napravili rupe u zidu, prvo proverite da li postoji prethodno ukopan
cevovod za vodu, struju i gas. PredlaZe se upotreba rezervisanog otvora na vrhu zida.

Zahtevi za montaznu strukturu

¢ Montazni stalak mora da zadovolji relevantne drzavne ili industrijske standarde u pogledu ¢vrstoée sa
nerdajuéim povriinama za zavarivanje i povezivanje.

* Montazni stalak i njegova nosiva povrsina moraju biti sposobni da izdrze minimum cetvorostruku tezinu jedinice,
ili 200 kg.

* Montazni stalak spoljadne jedinice mora biti pri¢vrs¢en pomocu ekspanzionog $rafa.

e Obezbedite sigurnu instalaciju, bez obzira na vrstu zida na koji se jedinica instalira, kako biste spredili
potencijalni pad koji bi mogao da naudi ljudima.
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Sigurnosni zahtevi za elektri¢ne instalacije

e Budite sigurni da za klima uredaj koristite adekvatan napon i uti¢nicu za napajanje, a pre¢nik kabla za napajanje
mora da bude u skladu sa drzavnim propisima.

e Kada je maksimalna struja klima uredaja =16A, mora se koristiti prekidac za vazduh ili prekidac za zastitu od
curenja opremljen zastitnim uredajima.

® Radniopseg je 0% -110% lokalnog nazivnog napona. Ali bez kvara u napajanju, elektri¢nog udara ili pozara.
Ako je napon nestabilan, preporuéuje se povecanje regulatora napona.

¢ Minimalni razmak izmedu klima uredaja i zapaljivih predmeta je 1,5 m.

e Kabl za povezivanje povezuje unutrasnje i spoljasnje jedinice. Prvo morate odabrati pravu veli¢inu kabla pre

pripreme za povezivanje.

Tipovi kablova: spoljasnji kabl za napajanje: HO7RN-F ili HO5RN-F; - interkonekcioni kabl: HO7RN-F ili HOSRN-F;

® Minimalna povriina preseka kabla za napajanje i kabla za povezivanje.

Severna Amerika Ostali regioni
Uredaj AWG Nominalna struja Povrsina nominalnog
Ampera (A) uredaja (A) preseka (mm?)
10 18 >3i<6 0.75
13 16 >6i<10 1
18 14 >10i<16 1.5
25 12 >10i<16 25
30 10 >10i<16 4
40 8 >10i<16 6

Potrebna veli¢ina kabla za povezivanje, kabla za napajanje, osiguraca i prekidaca je odredena maksimalnom
strujom uredaja. Maksimalna struja je naznaéena na plodici koja se nalazi na boénoj ploéi jedinice. Pogledajte
ovu plocicu da biste izabrali odgovarajuci kabl, osigurac ili prekidaé.

Napomena: Broj jezgra kabla se odnosi na detaljni dijagram ozi¢enja na jedinici koju ste kupili.

Zahtevi za rad visini

e Prilikom izvodenja instalacije na 2m ili vise iznad osnovnog nivoa, sigurnosni pojasevi se moraju nositi kao i
konopci dovoljne évrstoce moraju biti sigurno priévriceni na spoljasnu jedinicu, kako bi se sprecio pad koje bi
mogao prouzrokovati povrede ili smrt, kao i gubitak imovine.

Zahtevi za uzemljenje

e Klima uredaj je elektri¢ni uredaj | klase i mora se obezbediti pouzdano uzemljenje.

¢ Ne povezujte Zicu za uzemljenje na cev za gas, vodovod, gromobran, telefonsku liniju ili kolo koje je slabo
uzemljeno.

e Zica za uzemljenje je posebno projektovana i ne sme se koristiti u druge svrhe, niti se pricvrécuje uobicajenim
Srafom.

¢ Precnik kabla za povezivanje treba preporuéiti prema uputstvu za koriséenje, kao i terminalni tipa O koji
zadovoljava lokalne standarde (unutradnji pre¢nik terminala tipa O treba da odgovara veli¢ini $rafa jedinice, ne

vise od 4,2 mm). Nakon ugradnje, proverite da li su $rafovi dobro pri¢vri¢eni i da nema opasnosti od otpustanja.
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Ostalo

¢ Nadcin povezivanja klima uredaja i kabla za napajanje i metoda medusobnog povezivanja svakog nezavisnog
elementa podlezu Semi povezivanja postavljenoj na masini.

¢ Model i nazivna vrednost osigura¢a moraju biti napisani sito stampom na odgovaraju¢em kontroleru ili ulogku
osiguraca.

Sadrzaj pakovanja

Sadrzaj pakovanja za unutrasnju jedinicu Sadrzaj pakovanja za spoljasnju jedinicu
Naziv Koli¢ina Jed. Naziv Koli¢ina Jed.
Ununtra$nja jedinica 1 set Spoljasnja jedinica 1 set
Daljinski upravlja¢ 1 kom Cevza povezivanje 5 kom
. (opciono)

Baterije (7#) 2 kom
Plasti¢na traka 1 rolna

Uputstvo 1 set
Prsten za zastitu cevi 1 kom

Odvodna cev 1 kom
Cement (kit) (opciono) 1 paket

NAPOMENA: Sva dodatna oprema trebalo bi da odgovara pakovanju i ako postoji razlika, molimo vas za
razumevanje.

INSTALACIJA UNUTRASNJE JEDINICE

Crtez dimenzija instalacije unutrasnje jedinice

Prostor do plafona ////
AN 1
U 15cm izmad
Prostor do zida Prostor do zida
20cm iznad 20cm iznad
200-260cm

Prostor do poda
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Montazna ploca

1.Zid za ugradnju unutrasnje jedinice mora biti tvrd i ¢vrst,
kako bi se sprecile vibracije.

2. Koristite $raf tipa “+" da pricvrstite plo¢u za zid,
horizontalno montirajte plocu za instaliranje, i osigurajte
bo¢nu horizontalu i uzduznu vertikalu.

3. Nakon instalacije rukom povucite plo¢u za instaliranje, kako
biste proverili da li je ¢vrsta.

Zidni otvor

—

. Napravite otvor elektri¢nim ¢eki¢em ili vodenom busilicom
na unapred odredenom polozaju na zidu za cevovode, koji
¢e nagnuti prema van za 5°-10°.

2. Da bi se cevovode i kablove koji prolaze kroz zid zastitili

od ostecenja, kao i od glodara koji se mogu naseliti u
Supliem zidu, ugradice se zaétitni prsten za cev i zapecatiti
cementom.

Napomena: Obi¢no zidni otvor je @> 60mm ~ &> 80mm.

Izbegavajte ranije postavljene elektri¢nu Zicu i tvrdi zid

prilikom izrade otvora.

Put cevovoda

B p——

Putty

=
=

Pipe protection
ring

e

1. U zavisnosti od polozaja jedinice, cevovodi mogu biti postavljeni postrance sa leve ili desne strane (slika 1), ili
vertikalno od pozadi (slika 2) (zavisno od duzine cevi unutrasnje jedinice). U slu¢aju boénog polaganja, odseci

reznu plo¢u na suprotnoj strani.

slika 1

Cev za povezivanje

Odvodna cev i
kablovi

Priprema materijala
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slika 2

Cev za povezivanje
Odvodno crevo
i kablovi
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Prikljucak odvodne cevi

1. Uklonite fiksni deo da biste izvukli cev unutrasnje jedinice iz kudista. Zavrnite rukom Sestougaonu maticu sa leve
strane jedinice.

2. Spojite prikljuénu cev na unutarasnju jedinicu:
Usmerite je ka centru cevi, zategnite konusnu maticu prstima, a zatim zategnite konusnu maticu moment klju¢em,
pravac je prikazan na dijagramu desno. Moment klju¢ je prikazan u tabeli.
Napomena: Pre instalacije pazljivo proverite da li postoji bilo kakvo ostecenje spojeva. Spojevi se ne mogu
ponovo upotrebljavati, osim nakon ponovnog spajanja cevi.

Tabela stezanja obrtnog momenta

Veli¢ina cevi (mm) Obrni moment (Nm)
$6/ $6.35 15~88
9/ 9.52 35~ 40 Cevunutradnje  Konusni Cevza
jedinice zavrtanj  povezivanje
¢12/912.7 45~ 60 f

$15.88 73~78 @@

$19.05 75~80 Klju¢ za matice %@—v Moment klju¢

Zategnite cev

1. Koristite izolacioni rukavac da omotate spojni deo o
unutradnje jedinice i prikljuéne cevi, a zatim koristite Prc'iklll'écna cev
. e " S ) odvodno crevo i
izolacioni materijal za obmotavanje i zaptivanje izlolacione

. . o : kablovi
cevi kako bi se spreéilo stvaranje kondenzata vode na mestu
spajanja.
2. Povezite odvod za vodu sa odvodnim cevima i ispravite
kablove i crevo za odvod. .
- . ) ) ) . " Plastina
3. Koristite plasti¢ne vezice za kablove da biste omotali spojne traka

cevi, kablove i odvodno crevo. Nagnite cev nadole.

Fiksiranje unutrasnje jedinice

1. Okacite unutrasnju jedinicu na plo¢u za montiranje, i
pomerite jedinicu sa leve na desnu stranu kako bi se
osiguralo da je kuka pravilno postavljena na ploci za
montiranje.

2. Gurnite prema donjoj levoj i gornjoj desnoj strani jedinice
prema plo¢i za montiranje, dok kuka ne ulegne u sloti
zacuje se "klik".
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Dijagram el. instalacija

¢ Ako je vas klima uredaj opremljen kablom za povezivanje, kablovi unutrasnje jedinice su fabricki povezani, nema
potrebe za povezivanjem.
e Ako kabl za povezivanje nije obezbeden, potrebno je povezivanje.

Nakon instalacije, proverite:

1. Da li su rafovi dobro pri¢vriceni, i nema opasnosti od otpustanja.

2. Priklju¢ak ploce za prikazivanje bez obzira da li je postavljen na pravo mesto i ne dodiruje plo¢u terminala.
3. Da li je poklopac kontrolne kutije dobro zatvoren.

Konstantna brzina Promenljiva brzina Konektor
Lsl4fs]lOlamitb] [L N[O s] & &y e3e
( ) © 06 Bes
( ) Ako postoji konektor,
Spoljasna jedinica povezite direktno.

Spoljasna jedinica

1514]3]&[an]1L)]

( )

[L]lofn[®] 5]

Spoljagna jedinica (

Spoljasna jedinica

NAPOMENA:

Ovaj priru¢nik obi¢no ukljucuje rezim instalacija za razli¢ite vrste klima uredaja. Ne mozemo iskljuciti moguénost da
neki posebni tipovi dijagrama instalacija nisu ukljuceni.

Dijagram je samo referenca. Ako se proizvod razlikuje od ove Seme instalacija, pogledajte detaljnu $emu
elektriénih instalacija na uredaju koji ste kupili.

109

SRB



SRB

POSTAVLJANJE SPOLJASNJE JEDINICE GAS R32

Dimenzioni crtez instalacije spoljasnje jedinice

Strana sa koje vazduh izlazi
Prostor pre prve prepreke

ll | iy Prostor pre prve prepreke

Prostor pre prve prepreke

Strana sa koje vazduh
izlazi

Zavrtanj spoljasnje instalacione jedinice

e | o | s
* 665(710)x420x280 430 280
600(645)x485x260 400 290
= 660(710)x500x240 500 260
700(745)x500x255 460 260
730(780)x545x285 540 280
Leva instalaciona Desna instalaciona 760(810)x545x285 540 280
strana strana 790(840)x550x290 545 300
—\':°"°°‘ vazduha 800(860)x545x315 545 315
mEESC : = 800(850)x590(690)x310 540 325
; 825(880)x655x310 540 335
AT C ] 900(950)x700x350 630 350
Amp— O 900(950)x795x330 535 350
Izlaz vazduha 970(1044)x803x395 675 409
Instalirajte priklju¢nu cev
PoveZite spoljasnju jedinicu sa prikljuénom cevi: Usmerite kontra- —%———
navrtanj spojne cevi na sigurnosni ventil i zategnite konusnu maticu x

prstima. Zatim zategnite konusnu maticu moment klju¢em.
Kada se cevovod produzava, potrebno je dodati dodatnu koli¢inu
rashladnog sredstva, tako da se ne ugrozi rad klima uredaja.

Zaporni Konus. Priklju¢na
ventil navrtanj cev

DuZzina Koli¢ina rashladnog sredstva koje i hlad Cev za tecnost
cevovoda se dodaje Kolicina ras ,a nog Cev za gas
- sredstva po jedinici
5M Nije potrebno
. CC120008Btu 16g/m 1kg . _
CC18000Btu 24g/m 2kg Kljuc za matice

Napomena: 1. Ova tabela je samo referenca.

e . - ) Poklopac
2. Spojevi se nece ponovo koristiti ukoliko se ne zavare. sigurnosnog
3. Posle instalacije, proverite da li je poklopac sigurnosnog ventila dobro fiksiran. ventila
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POSTAVLJANJE SPOLJASNJE JEDINICE GAS R410a

Dimenzioni crtez instalacije spoljne jedinice

Strana sa koje vazduh izlazi
Prostor pre prve prepreke

Prostor pre prve prepreke

-
[0)
(%]
2
o
Sl
e}
0
[0}
e}
2
[0)
ne]
0
D
ne]
0
[0}
o
@

Strana sa koje vazduh
izlazi

Zavrtanj spoljasnje instalacione jedinice
e | aom | oo
= 665(710)x420x280 430 280
600(645)x485x260 400 290
| A R— 660(710)x500x240 500 260
w2 700(745)x500%255 460 260
730(780)x545x285 540 280
Leva instalaciona Desna instalaciona 760(810)x545x285 540 280
strana strana 790(840)x550x290 545 300
—\D°"°d vazduha 790(840)x550x290 545 315
SEEELE = 800(850)x590(690)x310 545 325
: 825(880)x655x310 540 335
N L 900(950)x700x350 630 350
T T 970(1044)x803x395 675 409

Izlaz vazduha

Instalirajte prikljucnu cev

Povezite spoljasnju jedinicu sa prikljuénom cevi: Usmerite kontra-
navrtanj spojne cevi na sigurnosni ventil i zategnite konusnu maticu
prstima. Zatim zategnite konusnu maticu moment klju¢em. Sigurnosni Konusni  Prikljuéna
Kada se cevovod produzava, potrebno je dodati dodatnu koli¢inu ventil navrtanj  cev
rashladnog sredstva, tako da se ne ugrozi rad klima uredaja.

Cev za tecnost

DuZina Koli¢ina rashladnog sredstva koje
cevovoda se dodaje Cevzagas
5M Nije potrebno
CC12000Btu 20g/m &
5-15M
CC18000Btu 30g/m
Klju¢ za

Napomena: Ova tabela je samo referenca. matice

m
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Postavljanje spoljasnje jedinice

Instalacija

1. Olabavite zavrtnje i uklonite poklopac E-delova sa jedinice.

2. Spojite kablove, odnosno odgovarajuce unutradnje delove priklju¢ne
ploce spoljasnje jedinice, (pogledajte $emu instalacije) i ako ima
signala iz uti¢nice, samo izvedite spojnicu.

3. Zica za uzemljenje: izvadite vijak za uzemljenje iz elektri¢nog nosaca,
povezite kraj zice za uzemljenje na vijak za uzemljenje i zavijte ga u
otvor za uzemljenje

E - delovi poklopca

=

—

Dijagram instalacije
Konstantna brzna Promenljiva brzina

el Bl o [T s 6]
) \

(

]
Ka napajanju Ka unutrasnjoj ( ) (| )
jedinici '
Ka unutradnjoj Ka napajanju
jedinici
(N[ s O el TeTs] ISINILOIL\lg e
( )« )
( ) )
Ka napajanju Ka unutrasnjoj
jedinici Ka unutrasnjoj Ka napajanju
jedinici
Konektor

= H ih
150

Ako postoji konektor, povezite ga direktno.

NAPOMENA:

¢ Ovo uputstvo obi¢no sadrzi rezim oZzi¢enja za razlicite vreste klima uredaja. Ne mozemo iskljuéiti moguénost da
neki posebni tipovi dijagrama instalacije nisu prikazani.

e Ovaj dijagram je samo referenca. Ako postoje razlike u dijagramima, molimo vas da pratite detaljni dijagram koji
ste dobili sa jedinicom koju ste kupili.
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Vakumiranje (Gas R32)

Ekskluzivna R32 pumpa za rashladno sredstvo mora se koristiti za izradu vakuuma shladnog
sredstva R32.

Pre nego $to pocnete sa radom na klima uredaju, uklonite poklopac

sigurnosnog ventila (ventila za gas i te¢nost) i nakon toga ga ponovo Mera¢ jedinjenja

zategnite (da biste sprecili potencijalno curenje vazduha). -76cmHg Ssstli(ljdm

1. Da biste sprecili curenje vazduha i prolivanje, zategnite sve Lo rucka Hi rucka
spojne matice swh cevi. o S Crevo za

2. Spojite sigurnosni ventil, crevo za punjenje, razvodni ventil i punjenje

Crevo za

vakuumsku pumpu. punjenje

3. Potpuno otvorite ru¢ku Lo na razvodnom ventilu i primenite
vakuum najmanje 15 minuta i proverite da li je vakuumska
masa ocitana -0.1 MPa (-76cmHg).

4. Nakon primene vakuuma, potpuno otvorite sigurnosni
ventil $estougaonim klju¢em.

5. Proverite da li vazduh ne curi iz unutradnjih i spoljasnjih
priklju¢aka.

Vakuumska

Sigurnosni ventil Sigurnosni ventil

Izbacivanje vazduha (Gas R410a) (ventilzatecnost) - {ventil za gas)

Metoda ispustanja rashladnog sredstva iz spoljasnje jedinice

Posto se priveze cev, nastavite dalje u skladu sa daljim uputstvom.

: G
gasom 8 sekundi Brzo stegnite

zavrtanj.
Otpustite =
zavrtanj tako §to
cete ga okrenuti

Qg — @ = \
Deosa = ) Sacekajte N fe"’:/

do pola. Obrtni momenat Potpuno Proverite
ugradnije je isti otvorite da livazduh
kao kod kraja gasa osovine kraja ne curi iz
w unutradnje jedinice. | tecnostii unutradnjih
Deosa = Q druga dva i spoljasnjih
tecnoseu Otpustite Hek | ° > kraja. priklju¢aka.

klju¢ tako $to
Cete ga okrenuti
do pola.

Metoda vakuumskog pumpanja (R410A izbacivanje rashladnog sredstva se mora sprovesti metodom
vakuumskog pumpanja)

Pre nego $to poénete sa radom na klima uredaju, uklonite poklopac
sigurnosnog ventila (ventila za gas i te¢nost) i nakon toga ga ponovo
zategnite (da biste sprecili potencijalno curenje vazduha)

Mera¢ jedinjenja
-76cmHg

Lo rucka

ventil

Hirucka

1. Da biste sprecili curenje vazduha i prolivanje, zategnite
sve spojne matice svih cevi. Creyo za

2. Spojite sigurnosni ventil, crevo za punjenje, razvodni punjenje
ventil i vakuumsku pumpu.

3. Potpuno otvorite ru¢ku Lo na razvodnom ventilu i
primenite vakuum najmanje 15 minuta i proverite da li
je vakuumska masa ocitana -0.1 MPa (-76cmHg). R Vakuumska

4. Nakon primene vakuuma, potpuno otvorite sigurnosni
ventil Sestougaonim klju¢em.

5. Proverite da li vazduh ne curi iz unutrasnjih i spoljasnjih

Crevo za
punjenje

prikljucaka. Sigurnosni ventil  Sigurnosni ventil
(ventil za teé¢nost) (ventil za gas)
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Kondenzaciona drenaza na otvorenom (samo za toplotnu pumpu)

Kada se uredaj zagreva, voda za kondenzaciju i voda za
odmrzavanje mogu biti pouzdano propustene kroz odvodno
kudiste.

Instalacija:

Ugradite spoljno odvodno koleno u @ 25 otvor na osnovnoj plodi,
i spojte crevo za odvod na koleno, tako da se otpadna voda koja se
formira u spoljasnjoj jedinici moze ispustiti do odgovarajuce ploce.

Vi
/i

PROVERA NAKON INSTALACIJE | PROBNI RAD

Provera posle instalacije

Provera elektri¢ne sigurnosti

1. Da li je napon napajanja odgovarajudi.

2. Da li postoji bilo kakva neispravna ili propustena veza u svakoj od Zica za napajanje, signal i uzemljenje.

3. Da li je Zica za uzemljenje klima uredaja ¢vrsto uzemljena.

Provera instalacione sigurnosti

1. Da li je instalacija bezbedna.

2. Dali je odvod vode neometan.

3. Da li su ozi¢enje i cevovodi pravilno instalirani.

4. Proverite da u uredaju nije ostalo neko strano telo ili alat.

5. Proverite da li je cevovod rashladnog sredstva dobro zasti¢en.

Ispitivanje curenja rashladnog sredstva

U zavisnosti od nacina instalacije, sledeci metodi se mogu koristiti za proveru sumnjivog curenja, na podrucjima

kao $to su Cetiri spoja spoljasnje jedinice i jezgra sigurnosnog ventila i t-ventila:

1. Metoda mehuri¢a: Nanesite sprejom ravnomerni sloj sapunice na potencijalnu tacku curenja i pazljivo
posmatrajte mehurice.

2. Instrumentna metoda: Proveriti curenje tako $to ¢ete usmeriti sondu detektora curenja prema uputstvu za
potencijalne tacke curenja.

Napomena: Pre provere curenja proverite da li je ventilacija dobra.

Test rada

Priprema testa rada:

® Proverite da li su svi cevovodni i prikljuéni kablovi dobro povezani.

e Potvrdite da su vrednosti gasa na strani te¢nosti potpuno otvorene.

e Povezite kabl za napajanje sa nezavisnom mreznom uti¢nicom.

e Stavite baterije u daljinski upravljac.

Napomena: Pre testiranja proverite da li je ventilacija dobra.

Metoda testa rada:

1. Uklju¢ite napajanje i pritisnite dugme ON / OFF na daljinskom upravljacu da biste pokrenuli klima uredaj.

2. Daljinskim upravlja¢em izaberite COOL, HEAT (nije dostupan na modelima samo za hladenje), SWING i druge
nacine rada i pogledajte da li je rad dobar.
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NAPOMENE O ODRZAVANJU

Paznja: Za odrzavanije ili odlaganje, molimo kontaktirajte ovlaséene servisne centre. Odrzavanje od strane
nekvalifikovane osobe moze dovesti do opasnosti.

Napunite klima uredaj rashladnim sredstvom R32 i odrzavajte klima uredaj u skladu sa zahtevima proizvodaéa. Ovo
poglavlje se uglavnom fokusira na posebne zahteve odrzavanja za uredaj sa R32 rashladnim sredstvom. Zatrazite
od servisera da prodita priruénik za tehnicke usluge nakon prodaje za detaljne informacije.

Neophodne kvalifikacije servisera

1. Potebna je posebna obuka uz uobicajene procedure za popravku rashladne opreme kada je u pitanju oprema
sa zapaljivim rashladnim sredstvima. U mnogim zemljama, ovu obuku sprovode drzavni centri za obuku koji
su akreditovani za obuku servisera o relevantnim drzavnim standardima stru¢nosti koji su verovatno sadrzani u
zakonodavstvu. Postignute kvalifikacije treba da budu dokumentovane odgovarajuéim sertifikatom.

N

. Odrzavanje i popravka klima uredaja moraju se vrsiti prema metodi koju je preporucio proizvodac. Ukoliko su
potrebni drugi stru¢njaci za pomo¢ u odrzavanju i popravci opreme, to treba obaviti pod nadzorom lica koja
imaju kvalifikaciju za popravku klima uredaja opremljenog zapaljivim rashladnim sredstvom.

Kontrola na licu mesta

Bezbednosna kontrola se mora sprovesti pre odrzavanja opreme sa R32 rashladnim sredstvom kako bi se
osiguralo da je rizik od pozara sveden na minimum. Proverite da li je mesto dobro provetreno, da li je antistaticka
i protivpozarna oprema savrena. Prilikom odrzavanja rashladnog sistema, pridrzavajte se sledec¢ih mera
predostroznosti pre rada sa sredstvom.

Procedure rada

—

.Radna povrsina:
Serviseri i druga lica koja rade u lokalnoj oblasti treba da dobiju uputstva o prirodi posla koji se obavlja. Treba
izbegavati rad u zatvorenim prostorima. Podru¢je oko radnog prostora treba da bude odvojeno. Kontrolom
zapaljivog materijala osigurajte da su uslovi unutar podrucja bezbedni.
. Provera prisustva rashladnog sredstva:
Podrugje se mora proveriti odgovarajué¢im detektorom rashladnog sredstva pre i za vreme rada, kako bi se
osiguralo da serviser bude svestan potencijalno toksi¢nih ili zapaljivih atmosfera. Uverite se da je oprema za
detekciju curenja koja se koristi pogodna za upotrebu sa svim primenljivim rashladnim sredstvima, tj. ne stvara
iskre, adekvatno zapecacena ili sigurna.
. Prisustvo aparata za gasenje pozara:
Ako se bilo koji rad na vrucini mora obaviti na rashladnoj opremi ili bilo kojem delu, na raspolaganju je
odgovarajuéa oprema za gasenje pozara. Uvek drZite suvi prah ili CO2 aparat za gasenje poZzara u blizini zone
punjenja.
4.Nema izvora paljenja:
Nijedno lice koje obavlja radove u vezi sa rashladnim sistemom koji ukljuéuje popravku cevovoda ne sme koristiti
bilo kakve izvore paljenja na takav nacin koji moze dovesti do opasnosti od pozara ili eksplozije. Svi mogudi
izvori paljenja, ukljuéujuéi pusenje cigareta, treba da budu dovoljno udaljeni od mesta instalacije, popravke,
uklanjanja i odlaganja, tokom kojih rashladno sredstvo moze biti ispusteno u okolni prostor. Pre nego $to se
poéne sa radom, podrucje oko opreme treba pregledati kako bi se osiguralo da nema zapaljivih opasnosti ili
rizika paljenja. Znak 'Zabranjeno pusenje’ treba da bude postavljen.
Provetren prostor (otvorite vrata i prozor):
Uverite se da je prostor na otvorenom ili da li je adekvatno provetren pre nego $to se izvedu bilo kakvi radovi
sa visokom temperaturom. Vetrite prostor tokom celog perioda rada. Ventilacija bi trebalo da bezbedno rasprsi
oslobodeno rashladno sredstvo i izbaci ga napolje u atmosferu.
Provera opreme za hladenje:
Ukoliko se menjaju elektriéne komponente, one moraju biti u skladu sa namenom i sa ispravnom specifikacijom.
U svakom trenutku se moraju postovati uputstva proizvodaca o odrzavanju i servisiranju. Ako ste u nedoumici,
konsultujte tehni¢ku sluzbu proizvodaca. Sledece provere se primenjuju na postrojenjima koja koriste zapaljive
rashladne te¢nosti:

N
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e Koli¢ina punjenja je u skladu sa veli¢inom prostorije unutar koje su postavljeni delovi rashladnog sredstva.
® Masine i ispusti za ventilaciju rade adekvatno i ne ometaju se.
o Ako se koristi indirektni rashladni krug, sekundarni krug se proverava na prisustvo rashladnog sredstva.
e Rashladne cevi il komponente se instaliraju na mestu gde je malo verovatno da ée biti izlozene bilo kojoj
supstanci koja moze da korodira komponente koje sadrze rashladno sredstvo, osim ako su komponente
konstruisane od materijala koji su inherentno otporni na korodiranje ili su na odgovarajuéi nacin zastic¢eni od
korozije.

. Provera elektri¢nih uredaja:
Popravke i odrzavanje elektri¢nih komponenti ukljuéuju sigurnosne provere i procedure provere komponenti.
Ako postoji greska koja bi mogla ugroziti bezbednost, onda se na strujni krug ne prikljuéuje elektri¢ni napon dok
se greska ne resi na zadovoljavajudi nacin. Ako se greska ne moze odmah ispraviti, ali je potrebno nastaviti sa
radom, mora se koristiti odgovarajuée priviemeno reenje. Sve ce biti prijavljeno vlasniku opreme, tako da sve
strane budu o svemu obavestene.
Pocetne provere bezbednosti obuhvataju:
¢ Kondenzatori su ispraznjeni: to se mora obaviti na bezbedan nacin kako bi se izbegla moguc¢nost iskrenja.
e Prilikom punjenja, obnavljanja ili ¢is¢enja sistema ne treba izlagati elektriéne komponente i instalacije.
e Odrzavajte kontinuitet uzemljenja.

~

Pregled kabla

Proverite da li se kabl istrosio, ima li koroziju, previsok napon, vibracije i proverite da li postoje ostre ivice i drugi
Stetni efekti u okruzenju. Prilikom pregleda, treba uzeti u obzir uticaj starenja ili kontinuirane vibracije kompresora i
ventilatora.

Provera curenja rashladnog sredstva R32

Napomena: Proverite curenje rashladnog sredstva u okruzenju gde nema potencijalnih izvora paljenja. Nije
potrebna halogena sonda (ili bilo koji drugi detektor koji koristi za otvoreni plamen).

Metoda detekcije curenja:

Za sisteme sa rashladnim sredstvom R32, na raspolaganju je elektronski instrument za otkrivanje curenja i detekciju
curenja ne bi trebalo vrsiti u okolini sa rashladnim sredstvom. Pobrinite se da detektor curenja ne postane
potencijalni izvor paljenja i da je primenjiv na izmerenu rashladnu te¢nost. Detektor curenja mora biti podesen na
minimalnu koncentraciju zapaljivog goriva (procenat) rashladnog sredstva. Kalibrirajte i podesite odgovarajucu
koncentraciju gasa (ne vise od 25%) sa upotrebljenim rashladnim sredstvom.

Tec¢nost koja se koristi za detekciju curenja je primenljiva na vecinu rashladnih sredstava. Ali ne koristite hloridne
rastvarace da biste sprecili reakciju izmedu hlora i rashladnih sredstava i korozije bakarnih cevovoda.

Ako sumnjate na curenje, uklonite svu vatru sa mjesta dogadaja ili ugasite vatru. Ako je mesto curenja potrebno
zavariti, onda sve rashladne materijale treba vratiti, ili izolovati sve rashladne te¢nosti dalje od mesta curenja
(koristedi sigurnosni ventil). Pre i tokom zavarivanja, koristite OFN za preci$¢avanje celog sistema.

Uklanjanje i vakuumsko pumpanije

1. Pobrinite se da nema izvora paljenja blizu izlaza vakuumske pumpe i da je ventilacija dobra.

2. Odrzavanje i druge operacije rashladnog kruga obavljaju se u skladu sa opstom procedurom, ali klju¢ne su
sledede najbolje operacije koje su veé uzele u obzir zapaljivost. Pratite sledece procedure:

o Uklonite rashladno sredstvo.

¢ Dekontaminirajte cevovod inertnim gasovima.

e Evakuacija.

¢ Ponovo dekontaminirajte cevovod inertnim gasovima.
o |zrezite ili zavarite cevovod

3. Rashladno sredstvo treba vratiti u odgovarajuéi rezervoar za skladistenje. Sistem bi trebalo da se procisti azotom
bez kiseonika da bi se osigurala bezbednost. Ovaj proces ¢e mozda morati da se ponovi nekoliko puta. Ova
operacija se ne sme izvoditi pomoéu komprimiranog vazduha ili kiseonika.

4. Procesom duvanja, sistem se puni u anaerobni azot da bi se dostigao radni pritisak pod vakuumskim stanjem,
zatim se u atmosferu emituje azot bez kiseonika, i na kraju vakuumizuje sistem. Ponovite ovaj postupak dok
se sve rashladne te¢nosti u sistemu ne ociste. Posle zavrSnog punjenja anaerobnog azota, ispustite gas u
atmosferski pritisak, a zatim sistem moZe biti zavaren. Ova operacija je neophodna za zavarivanje cevovoda.

116



Procedure za punjenje rashladnih sredstava

Kao dodatak opstoj proceduri, potrebno je ispostovati sledece zahteve:

- Uverite se da nema kontaminacije izmedu razli¢itih rashladnih sredstava kada koristite uredaj za punjenje
rashladnog sredstva. Cevovod za punjenje rashladnih te¢nosti treba da bude $to kraéi da bi se smanjio zaostatak
rashladnog sredstva u njemu.

- Rezervoari za skladistenje treba da ostanu vertikalni.

- Uverite se da su re$enja za uzemljenje vec¢ preuzeta pre nego $to se rashladni sistem napuni rashladnim
sredstvima.

- Nakon zavrsetka punjenja (ili kada jos nije zavrSeno), obelezite znak na sistemu.

- Pazite da ne prepunite rashladno sredstvo.

Odlaganje i oporavak

Odlaganje

Pre ove procedure, tehni¢ko osoblje mora biti detaljno upoznato sa opremom i svim njenim karakteristikama,

i sprovesti preporucenu praksu za sigurno sklapanje rashladnog sredstva. Za recikliranje rashladnog sredstva,

analizirati rashladno sredstvo i uzorke ulja pre rada. Obezbedite potrebnu snagu pre testiranja.

. Upoznajte opremu i rad.

2. Iskljucite napajanje.

3. Pre nego $to sprovedete ovaj proces, morate biti sigurni:

® Ako je potrebno, rad mehanicke opreme treba da olaksa rad rezervoara za rashladno sredstvo.

® Sva li¢na zastitna oprema je efikasna i mora se pravilno koristiti.

e Celokupan proces popravke treba da se sprovodi pod rukovodstvom kvalifikovanog osoblja.

® Popravka opreme i rezervoara treba da bude u skladu sa relevantnim drzavnim standardima.

Ako je mogude, sistem za hladenje treba usisati.

Ako se stanje vakuuma ne moze postidi, trebalo bi da uklonite rashladno sredstvo iz svakog dela sistema.

Pre pocetka popravke, trebalo bi da se uverite da je kapacitet rezervoara dovoljan.

Pokrenite proces i koristite opremu za oporavak prema uputstvima proizvodaca.

Nemojte puniti rezervoar do punog kapaciteta (zapremina ubrizgavanja te¢nosti ne prelazi 80% zapremine

rezervoara).

9. Cak i ako je trajanje kratko, ne sme da prede maksimalni radni pritisak rezervoara.

10. Nakon zavr$etka punjenja rezervoara i zavréetka procesa rada, morate se pobrinuti da se rezervoar i oprema
brzo uklone i da se zatvore svi ventili.

N
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11. Nije dozvoljeno da se vraéena rashladna sredstva ubrizgavaju u drugi sistem pre nego §to se prociste i testiraju.

Napomena: |dentifikacija se mora izvrsiti nakon to se uredaj ukloni i rashladna sredstva evakuisu. Identifikacija
treba da sadrzi datum i odobrenje. Obratite paznju na ¢&injenicu da identifikacija na uredaju moZe sadrazati
zapaljive supstance.

Oporavak:

1. Cié¢enje rashladnog sredstva u sistemu je potrebno prilikom popravljanja ili odlaganja uredaja. Preporucuje se
potpuno uklanjanje rashladnog sredstva.

2. Prilikom punjenja rashladnog sredstva u rezervoar mozete koristiti samo poseban rezervoar za rashladno
sredstvo. Proverite da li kapacitet rezervoara odgovara koli¢ini ubrizgavanja rashladnog sredstva u celom
sistemu. Svi rezervoari koji se koriste za oporavak rashladnih sredstava moraju imati identifikaciju rashladnog
sredstva (tj. rezervoar za hladenje). Rezervoari za skladistenje moraju biti opremljeni ventilima za smanjenje
pritiska i kuglastim ventilima i moraju biti u dobrom stanju. Ako je moguce, prazne rezervoare treba ukloniti i
drzati na sobnoj temperaturi pre upotrebe.

3. Opremu za oporavak treba odrzavati u dobrom radnom stanju i upoznati se sa uputstvima za rukovanje
opremom za lak pristup. Oprema bi trebalo da bude pogodna za oporavak R32 rashladnih sredstava. Pored
toga, trebalo bi da postoji kvalifikovani aparat za vaganje koji se moze koristiti. Crevo treba da bude povezano
sa odvojivim spojnim priklju¢kom i treba ga odrzavati. Pre upotrebe opreme za oporavak proverite da li je u
dobrom stanju i da li moZzete njome sprovesti savrseno odrzavanje. Proverite da li su elektri¢ni delovi zaptiveni,
kako bi se sprecilo curenje rashladnog sredstva i izbegao pozar. Ako imate bilo kakvo pitanje, molimo da se
obratite proizvodacu.

4. Oporavljeno rashladno sredstvo mora biti skladisteno u odgovarajuce kontejnere i sa prilozenom uputstvom
za transport vraceno proizvodacu rashladnog sredstva. Ne mesajte rashladno sredstvo u opremi za oporavak,
posebno ne u rezervoaru.
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5. Prostor koji se koristi za transport R32 rashladnog sredstva ne moze biti zatvoren u procesu transporta. Ako je
potrebno, preduzmite antielektrostaticke mere u procesu transporta. U procesu transporta, utovara i istovara
potrebno je preduzeti neophodne zastitne mere kako bi se zastitio klima uredaj.

6. Prilikom uklanjanja kompresora ili ¢is¢enja ulja kompresora, vodite rac¢una o tome da je kompresor
napumpan do odgovarajuceg nivoa, kako bi se osiguralo da nema ostataka R32 rashladnih sredstava u ulju
za podmazivanje. Vakuumsko pumpanje treba izvrsiti pre nego $to se kompresor vrati dobavljacu. Osigurajte
bezbednost prilikom ispustanja ulja iz sistema.

INSTRUKCIJE ZA DALJINSKI UPRAVLIAC

® Procitajte ova uputstva pazljivo tako da moZete bezbedno iispravno da koristite klima-uredaj
o Cuvaijte ove instrukcije tako da ih mozete koristiti u bilo koje vreme

PAZNJA

. Usmerite daljinski upravlja¢ prema risiveru na klima uredaju
. Daljinski upravlja¢ bi trebalo da bude do 8m udaljen od risivera

1
2
3. Ne bi trebalo da bude prepreka izmedu daljinskog upravljaca i risivera
4. Ne bacajte daljinski upravljac.

5

. Ne izlazite daljinski upravlja¢ suncevim zdracina, ne stavljajte daljinski upravljac¢ na grejna tela ili na druge
izvore toplote.

. Koristite 2 baterije broj 7, ne koristite elektri¢ne baterije

~N O

. lzvadite baterije iz daljinskog upravljac¢a pre nego $to prestanete da ga koriste na duze vreme.

oo

. Kada se ne ¢uje da se signal prenosi na unutrasnju jedinicu ili se simbol prenosa signala prikaze na ekranu,
treba zameniti bateriju.

hel

. Ako se resetovanije javlja pritiskanjem dugmeta daljinskog upravljaca, to znaci da nema dovoljno napajanjai
treba zameniti baterije

10. Istro$ene baterije treba pazljivo odloziti

NAPOMENE:

¢ Slika daljinskog upravljaca sadrzi skoro sve funkcionalne tastere. Oni se mogu malo razlikovati od originala (u
zavisnosti od modela)

e Sve slike iznad prikazuju daljinske upravljace posto su po prvi put upaljeni ili ponovno upaljeni. Tokom rada
ekran daljinskog upravlja¢a prikazuje samo odredene stavke.

e Razume se da jedinice koje samo hlade nemaju funkciju grejanja ili elektri¢nog zagrevanja. Kada se na
daljinskom upravljacu pritisne takav taster, jedinica nece dati nikakav efekat. Molimo vas ne koristite tastere tog
tipa na daljinskom upravljacu.
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Opis tastera

Daljinski upravljaé spolja

Prenosilac signala

S

SWING ¢

SWING—

. ON/OFF taster

Pritisnite ovaj taster i jedinica ¢e poceti ili prestati sa
radom, sto ée takode otkazati funkciju tajmera ili spavanja.

. SPEED taster

Pritiskom na ovaj taster, brzina ¢e se promeniti, kao §to je i
prikazano na slici ispod

|—> Sporo — Srednje — Brzo — Auto -‘

w

o

. A/ V tasteri

o Kada pritisnete /A taster, podesena temperatura ¢e

. o . Y, N
porasti za 0.5°C, a kada pritisnete ¥ taster, podesena
temperatura ¢e pasti za 0.5°C.
® temperatura e se brzo promeniti konstantnim pritiskom
na taster, a temperaturni opseg koji se moze podesiti je od
16°C do 32°C.

COOL taster
pririskom na ovaj taster rezim rada se prebacuje na
hladenje.

. HEAT taster

Pririskom na ovaj taster rezim rada se prebacuje na
grejanje.

Napomena: jedinica koja ima samo hladenje nema
funkciju grejanja.

SWING taster (SWING } and SWING «)

® Pritisnite ovo dugme da biste otvorili gore/dole (levu/
desnu) swing funkciju, pritisnite ponovo, fiksirajte polozaj
peraja.

® Podesavanje gore/dole(levo/desno) je validno samo u
ovom rezimu i nede uticati na poziciju peraja u drugim
rezimima.

¢ Gre/dole(levo/desno)swing ima funkciju memorije

i moze da ¢uva osnovna podesavanja. Moze da ¢uva
primarna podesavanja kada se iskljucuje i ponovo
ukljucuje ili kada se prebaci iz jednog rezima u drugi.

Napomena: Spoljasnji tasteri su u funkciji samo kada je
poklopac sasvim zatvoren.
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Daljinski upravlja¢ unutra Prenosilac signala

N

w

w

o~

S

o=

1— = OVOFF MDE ) ——3

o— 1 |

4—— TURED AT —— 7

5 ——— SILENCE SLEEP ——— 8

6 —— TINER iFEEL ———9
10 —— DY ICLEM hntiF ——13 Otvorite s leva na desno
1 —t
12— EEH  ECO  gifle—1—14

1 5
iFavor

. ON/OFF taster

Pritisnite ovaj taster i jedinica ¢e poceti ili prestati sa radom, §to moze takode otkazati funkciju tajmera ili
spavanja.

. MODE taster

Pritisnite ovaj taster i jedinica ¢e poceti ili prestati sa radom, $to moZe takode otkazati funkciju tajmera ili
spavanja
AUTO — COOL — DRY — HEAT — FAN —|
1

Napomena: Jedinica koja ima samo hladenje nema funkciju grejanja.

. SPEED tasterPritiskom na taster, menja se brzina.

sporo — srednje — brzo = — auto
F al llll -IIIII —‘

TURBO taster

o Podesite taster on ili off (pojaviée se ili nestati oznaka Turbo) tako $to ¢ete pritisnuti ovaj taster u rezimu
hladenja ili grejanja.

¢ Kada se podesi, smatrace se da je funkcija ,Turbo” isklju¢ena.

¢ Ova funkcija se ne moZe podesiti da bude u rezimu Auto, Dry ili Fan, i znak za turbo se neée pojaviti.

. NECUJNO taster

¢ Podesite funkciju pritiskajuéi ovaj taster ( znak za “Necujno” ée se pojaviti ili ¢e nestati)
¢ Kada se podesi, smatrace se da je funkcija ,Neéujno” isklju¢ena

. TIMER taster

® Kada je jedinica uklju¢ena pritisnite ovaj taster da iskljucite tajmer. Kada je jedinica isklju¢ena, pritisnite ovaj
taster da biste ukljuéili tajmer.

o Pritisnite jednom ovo dugme, re¢i On/Off ée se pojaviti i trepereti. Pritisnite A /W da podesite vieme
(pritisnite A/ WV taster da brzo promenite vredosti tajminga) opseg podesavanja viemena je od 0.5 do 24
sata. Pritisnite ovaj taster jednom da biste podesili vreme, tada ¢e daljinski upravlja¢ postati signal direktno i H
on/off ¢e prestati da treperi.

¢ Ukoliko ne pritisnete taster koji treperi u roku od 10 sekundi, podesavanje tajmera ce se otkazati.

o Ako je tajmer podesen, pritisnite taster jo$ jednom da bi ste ga otkazali.
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. Health taster

Pritiskom na ovaj taster mozete ukljuéiti ili iskljuciti funkciju Zdravo.

SLEEP taster

e Pritiskom na taster sleep, svetlo indikatora sleep tastera ée trepereti.

e Klima uredaj radi u rezimu spavanja u 10 sati a zatim prekida taj rezim i vraca se na prethodni rezim

e Jedinica ce se automatski iskljuciti ako je tajming rezimu isteklo vreme.

Napomena: pritiskom na Rezim ili off/on taster daljinski upravlja¢ otkazuje rezim spavanja

iFEEL taster

e Pritiskom ovog tastera moze se podesiti ifeel funkcija. Led pokazuje temperaturu u sobi kada je funkcija
podesena i pokazuje podesenu temperaturu kada je funkcija otkazana.

¢ Ova funkcija je nevazeéa kada je uredaj u rezimu Provetravanja

. DISPLEJ taster

e U rezimu displeja pritisnite taster jedom, zatvorite displej, pritisnite ponovo, LCD ée pokazati temperaturu
ambijenta i podesavanje temperature posto treperi pet sekundi. Lak je za upotrebu za korisnike i lak je za
proveru temperature ambijenta i podesavanje temperature u bilo koje vreme.

. iCLEAN taster

e Kada je daljinski upravlja¢ iskljuen pritisnite iCLEAN taster i jedinica ¢e raditi u iCLEAN funkciji.

e Svrha ove funkcije je je da odisti prainu iz isparivada i osusi vodu iz isparavaca i spreci da se ispariva¢ ubuda
zbog naslaga vode kao i da spreéi pojavu neprijatnih mirisa

e Posle podesavanja iCLEAN funkcije, pritisnite iCLEAN taster ili ON/OFF taster da otkazete funkciju.

e Funkcija ¢is¢enja ¢e se zaustaviti posle oko 30 minuta rada ukoliko se ne preduzmu druge akcije.

. ELE.H taster (samo uz modele sa toplotnom pumpom)

e U reZimu grejanja pritisnite ovaj taster rezim rada se prebaca na dodatno elektri¢no grejanje

. Taster "ANTI-FUNGUS"

e Svrha ove funkcije da osusi unutradnjost isparivaca i da spreci da se ispariva¢ ubuda zbog naslaga vode,
&ime se sprecava nastanak neprijatnih mirisa.

e Ovu funkciju kontrolide daljinski upravljac u rezimima hladenja, susenja ili automatskom (hladenje i susenje),
horizontalna peraja su na po¢etnom polozaju za hladenje. Klima uredaj radi u rezimu grejanja (hladenje radi
pod rezimom provetravanja), poéetno provetravanje traje tri minuta sa slabim izduvavanjem vazduha pre
nego sto se zaustavi.

e Funkcija nije fabri¢ki podesena. Mozete slobodno podesiti ili otkazati ovu funkciju. Metoda podesavanja je:
u off statusu klima uredaja i off statusu daljinskog upravlja¢a uperite daljinski upravlja¢ prema klima uredaju i
konstantnog pritiskajte taster “Anti Fungus”neko vreme, potom ce se oglasiti zvu¢ni isgnal pet puta i pet puta
e se oglasiti zvuk koji pokazuje da je funkcija spremna. U slucaju da je funkcija podesena, ukoliko klima nije
isklju¢ena ili je funkcija ruéno otkazana, klima uredaj ée imati ovu funkciju kao podrazumevajucu.

e Da otkazete funkciju: 1. u statusu off klima uredaja i off statusu daljinskog upravljaca uperite daljinski
upravlja¢ prema klima uredaju i konstantno pritiskajte “PROTIV GLJIVICA" taster i zvu¢ni signal ée se oglasiti
tri puta posto pet puta Eujete zvuk, $to pokazuje da je funkcija otkazana. 2. Iskljucite klima uredaj.

e Kada je funkcija uklju¢ena ne bi trebalo da restartujete klima uredaj pre nego $to se potpuno zaustavi.

¢ Ova funkcija nece raditi u slu¢aju da se vreme zaustavi.

. SPOT SWING taster

e Pritiskom na ovaj taster horizontalni pravac peraja ¢e se promeniti automatski kada dobijete Zeljeni vertikalni
pravac.
e Pritisnite ga ponovo i horizontalni pravac i peraja e se zaustaviti u poloZaju po vasem izboru.

. ECO taster

e U rezimu hladenja pritisnite ovaj taster i uredaj ¢e raditi u ECO ekonomiénom rezimu koji troi manje
energije.

¢ Posle rada od 8 sati rad ¢e se automatski zaustaviti ili, ako Zelite, pritisnite isti taster ponovo da biste ga
otkazali.

Napomena: Uredaj ¢e se automatski iskljuéiti ako je tajming rezimu isteklo vreme.

. “iFavor” dugme

Dugme za precicu, korisnici mogu da sacuvaju podesavajanje nacina rada, brzine izduvavanja , podesenu
temperaturu, swing mod, pritiskom na njega klima uredaj ¢e raditi u rezimu koji je korisnik podesio prije.
Metoda 1: Upalite klima uredaj, podesite idelan rezim koji zelite.

Metoda 2: Drzite pritisnuto dugme precice 3 sekunde dok ekran ne prikaze signal koji predstavlja dugme za
precicu i blinka tri puta, tada izaberete nacin rada na daljinskom. Da bi se odrzao prethodni nacin rada samo
odradite kako je prikazano gore.
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Upotreba

Umetnite baterije

1.
2.
3.

Kliznim pokretom otvorite poklopac u pravcu koji pokazuije strelica
Stavite dve nove baterije (7#), pozicijajuci baterije na odgovarajuce elektri¢ne polove (+&-).

Vratite poklopac.

Automatski reZim rada

1.
2.
3.

4.

Pritisnite on off taster. Klima uredaj ¢e poceti da radi
Pritisnite rezim taster, izaberite automatski rezim rada

Pritisnite taster brzina, mozete da izaberete brzinu provetravanja. MoZzete da birate brzinu provetravanja
izmedu slabe, srednje, brze ili automatske.

Pritisnite taster ponovo, klima uredaj ée prestati sa radom

Rezim hladenja/grejanja ( tip klima uredaja samo sa hladenjem nema funkciju grejanja)

1.
2.
3.

4.

5.

Pritisnite on/off taster, klima uredaj ¢e poceti da radi
Pritisnite taster rezim, izaberite rezim hladenja ili grejanja.

Pritisnite taster * /\ “ ili taster * \V * da biste podesili temperaturu. Temperatura se moze podesiti sa razlikom
od 1°C u opsegu od 16°C do 32°C.

Pritisnite taster speed, moZete da izaberete brzinu provetravanja. Mozete da birate brzinu provetravanja
izmedu slabe, srednje, brze ili automatske.

Pritisnite taster ponovo i klima uredaj ¢e prestati sa radom.

ReZim provetravanja

1.
2.
3.

Pritisnite on/off taster, klima uredaj ce poceti da radi
Pritisnite taster reZim, izaberite rezim hladenja ili grejanja.

Pritisnite taster speed, mozete da izaberete brzinu provetravanja. Mozete da birate brzinu provetravanja
izmedu slabe, srednje, brze ili automatske.

. Pritisnite taster ponovo, klima uredaj prestaje sa radom

Napomena: u rezimu cirkulacije, podesavanje temperature nema efekta.

Drying operation mode
1. Pritisnite on/off taster, klima uredaj ¢e poceti da radi.

. Pritisnite taster mode, izaberite reZim rezim susenja vazduha.

. Pritisnite taster ” /\ " ili taster " \VV " da podesite temperaturu. Temperatura se moze podesiti sa razlikom od

1°C u opsegu od 16°C do 32°C.

. Pritisnite taster speed, mozete da izaberete brzinu provetravanja. Mozete da birate brzinu provetravanja

izmedu slabe, srednje, brze ili automatske.

. Pritisnite taster ponovo i klima uredaj prestaje sa radom

Napomena: ovo uputstvo prikazuje sve funkcije daljinskog upravlja¢a. Moze se desiti da pritisnete neki taster i
da reakcija izostane, $to znaci da klima uredaj koji ste kupili nema ovu funkciju.
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Comtrade Distribution d.o.o. Beograd

S comTRADE s Sk el .7 1670 e
. DISTRIBUTION Fax: +381 11 2015 556

REKLAMACIONA IZJAVA

Podaci o potrosacu:
Ime i prezime/poslovno ime:

Adresa:

Potpis kupca: b.r.lk.

Broj fiskalnog racuna / fakture:

Podaci o Prodavcu:

Ime i prezime (Ime firme):

Adresa:
Potpis Prodavca: br.l.k. (PIB firme)
U , Dana: M.P. Potpis:

Proizvodacé/Uvoznik

Comtrade Distribution d.o.o. Beograd, Savski nasip 7

U . Dana: M.P. Potpis:

* Napomena: U sluc¢aju reklamacije, Potrosac se obraca Prodavcu.

Specifikacija isporuéene robe:

Sifra i Naziv Robe: Serijski broj:

Obavezno se upoznati sa pravima i obavezama na sledeéim stranama ovog dokumenta.

3 GODINE GARANCUE
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Saobraznost:

- Trgovac je pravno ili fizicko lice koje nastupa na trzistu u okviru svoje poslovne delatnosti ili u druge
komercijalne svrhe, ukljucujuéi i druga lica koja posluju u njegovo ime ili za njegov racun.

- Prodavac je, trgovac sa kojim je potrosac zaklju¢io ugovor o prodaji robe, odnosno pruzanju usluge.

- Potrosac je fizicko lice koje na trzistu pribavlja robu ili usluge u svrhe koje nisu namenjene njegovoj poslovnoj
ili drugoj komercijalnoj delatnosti.

- Roba je telesna pokretna stvar navedena na strani 1. ove Reklamacione izjave.

- Prodavac je duzan da isporudi robu koja je saobrazna ugovoru.

- Pretpostavlja se da je isporucena roba saobrazna ugovoru:

1) ako odgovara opisu koji je dao Prodavac i ako ima svojstva robe koju je Prodavac pokazao Potrosacu
kao uzorak ili model;

2) ako ima svojstva potrebna za naroditu upotrebu za koju je Potrosac nabavlja, a koja je bila poznata
Prodavcu ili mu je morala biti poznata u vreme zakljucenja ugovora;

3) ako ima svojstva potrebna za redovnu upotrebu robe iste vrste;

4) ako po kvalitetu i funkcionisanju odgovara onome $to je uobicajeno kod robe iste vrste i §to Potro$aé
moze osnovano da ocekuje s obzirom na prirodu robe i javna obecanja o posebnim svojstvima robe
data od strane Prodavca, proizvodaca ili njihovih predstavnika, narocito ako je obecéanje ucinjeno
putem oglasa ili na ambalazi robe.

- Prodavac odgovara za nesaobraznosti isporu¢ene robe ugovoru ako:

1) je postojala u ¢asu prelaska rizika na Potro$aca, bez obzira na to da li je za tu nesaobraznost Prodavac
znao;

2) se pojavila posle prelaska rizika na Potro$aca, ako poti¢e od uzroka koji je postojao pre prelaska
rizika na Potro3aca;

3) je Potrosa¢ mogao lako uoditi, ukoliko je Prodavac izjavio da je roba saobrazna ugovoru.

- Prodavac je odgovoran i za nesaobraznost nastalu zbog nepravilnog pakovanja, nepravilne instalacije ili
montaze koju je izvrio on ili lice pod njegovim nadzorom, kao i kada je nepravilna instalacija ili montaza robe
posledica nedostatka u uputstvu koje je predao Potrosacu radi samostalne instalacije ili montaze.

- Potro$ac izjavljuje reklamaciju na saobraznost robe Prodavcu. Prodavac izjavljuje da je kupljena roba
saobrazna specifikaciji proizvodaca te da ¢e ispravno funkcionisati ako se potro$ac¢ bude striktno pridrzavao
uputstva za rukovanje i postupao sa robom na nacin kako je navedeno u ovoj Reklamacionoj izjavi.

- Smatra se da je roba sa LCD panelom propisanog, uobicajenog i deklarisanog kvaliteta, ukoliko je broj
dozvoljenih defektnih piksela koji se mogu nadi na LCD panelu u okvirima propisanim standardom SRPS
EN ISO 13406-2 Ergonomski zahtevi za rad na vizuelnim displejima sa ravnim panelima deo 2: Ergonomski
zahtevi za ravne panele displeja (,Sl. glasnik RS”, br. 89/2008).

- Software potro$acu nije prodat, ve¢ mu je dat na korid¢enje, pod uslovima definisanim u korisni¢koj licenci.

- Ako isporucena roba nije saobrazna ugovoru, Potrosac koji je obavestio Prodavca o nesaobraznosti, ima
pravo da zahteva od Prodavca da otkloni nesaobraznost, bez naknade, na prvom mestu opravkom ili
zamenom, odnosno da zahteva odgovarajuce umanjenje cene ili da raskine ugovor u pogledu te robe.

- Ako otklanjanje nesaobraznosti nije moguée, Potrosac ima pravo da zahteva odgovarajuce umanjenje cene
ili raskid ugovora ako:

1) nesaobraznost ne moze da se otkloni opravkom ili zamenom uopste niti u primerenom roku;

2) ne moze da ostvari pravo na opravku ili zamenu, odnosno ako Prodavac nije izvr$io opravku ili
zamenu u primerenom roku;

3) opravka ili zamena ne moze da se sprovede bez znadajnijih nepogodnosti za Potrosada zbog prirode
robe i njene namene;

4) otklanjanje nesaobraznosti opravkom ili zamenom predstavlja nesrazmerno optereéenje za
Prodavca.

- Nesrazmerno optereéenje za Prodavca u smislu Zakona o zastiti potrosaca (“Sl. glasnik RS” br.62/2014 -
dalje: zakon), javlja se ako u poredenju sa umanjenjem cene i raskidom ugovora, stvara preterane troskove,
uzimajuéi u obzir:

1) vrednost robe koju bi imala da je saobrazna ugovoruy;
2) znacaj saobraznosti u konkretnom sluéaju;
3) da li se saobraznost moze otkloniti bez znacajnijih nepogodnosti za Potrosaca.

- Potros$ac ima pravo da zahteva zamenu, odgovarajuce umanjenje cene ili da raskine ugovor zbog istog ili
drugog nedostatka saobraznosti koji se posle prve opravke pojavi, a ponovna opravka je moguéa samo uz
izri¢itu saglasnost Potrogaca.

- Uzimajudi u obzir prirodu robe i svrhu zbog koje je Potro$ac nabavio, opravka ili zamena mora se izvrsiti u
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primerenom roku bez znacajnih neugodnosti za Potrosaca i uz njegovu saglasnost.

- Ako se nesaobraznost pojavi u roku od Sest meseci od dana prelaska rizika na Potro$aca, Potro$a¢ ima pravo
da bira izmedu zahteva da se nesaobraznost otkloni zamenom, odgovarajuéim umanjenjem cene ili da izjavi
da raskida ugovor.

- Ako se nesaobraznost pojavi u roku od $est meseci od dana prelaska rizika na Potrosaca, otklanjanje
nesaobraznosti mogude je opravkom uz izri¢itu saglasnost Potrosaca.

- Roba i delovi zamenjeni u zakonskom roku za sacbraznost ili roba za koju je izvren povraéaj plac¢enog iznosa
prelaze u vlasni$tvo Prodavca, odnosno Proizvodacda (Uvoznika).

- Sve troskove koji su neophodni da bi se roba saobrazila ugovoru, a narodito troskove rada, materijala,
preuzimanja i isporuke, snosi Prodavac.

- Potrosac¢ ne moze da raskine ugovor ako je nesaobraznost robe neznatna.

- Nece se smatrati da postoji nesaobraznost robe ukoliko se prilikom pregleda uredaja utvrdi da su nastupile
okolnosti navedene u poglavlju ,Odgovornosti za saobraznost i Saobraznosti ne podlezu kvarovi nastali
zbog:" i ,Gubitak prava potrosaca nastaje” ove Reklamacione izjave.

- Potrosac ima pravo da zahteva od Prodavca naknadu stete koja poti¢e od nesaobraznosti, u skladu sa opstim
pravilima o odgovornosti za stetu.

Rokovi

Prodavac je odgovoran za nesaobraznost robe ugovoru koja se pojavi u roku od dve godine od dana
prelaska rizika na Potro$aca, sem za potro$ni materijal i onu vrstu robe, koja po svojoj prirodi i svojstvima
ne moze trajati dve godine i koja je od strane proizvodaca odredena kao takva (baterije, punja¢, futrola,
itd.). Rok od dve godine se racuna od datuma predaje robe Potro$adu, datum se nalazi na fiskalnom racunu
u slucaju kupovine robe u maloprodajnom objektu, odnosno na otpremnici koju je potpisao Potro$ac u
sluéaju kupovine robe na daljinu ili izvan poslovnih prostorija Prodavca.

Prodavac odgovara za nesaobraznost polovne i reparirane robe ugovoru, koja se pojavi u roku od jedne
godine od dana prelaska rizika na Potrosaca.

Ako nesaobraznost nastane u roku od $est meseci od dana prelaska rizika na Potro$aca, pretpostavlja se
da je nesaobraznost postojala u trenutku prelaska rizika, osim ako je to u suprotnosti sa prirodom robe i
prirodom odredene nesaobraznosti.

Po isteku roka od $est meseci od dana prelaska rizika na Potro$aca, nesaobraznost robe dokazuje Potrosac.
Napred navedeni rokovi ne teku u periodu koji Prodavac koristi za otklanjanje nesaobraznosti.

Radi ostvarivanja svojih prava, Potroda¢ izjavljuje reklamaciju Prodavcu. Prodavac je duzan da bez odlaganja,
a najkasnije u roku od osam dana od dana prijema reklamacije, pisanim ili elektronskim putem odgovori
Potro$acu na izjavljenu reklamaciju. Odgovor Prodavca na reklamaciju Potrosa¢a mora da sadrzi odluku
Prodavca da li prihvata reklamaciju, izjasnjenje o zahtevu Potrosaca i konkretan predlog i rok za resavanje
reklamacije. Rok za reSavanje reklamacije ne moze da bude duzi od 30 dana od dana podno$enja
reklamacije.

Ukoliko Prodavac iz objektivnih razloga nije u moguénosti da udovolji zahtevu Potrodaca u roku koji je
dogovoren, duZan je da o produzavanju roka za reSavanje reklamacije obavesti Potro$aca i navede rok u
kome ce je resiti, kao i da dobije njegovu saglasnost, $to je u obavezi da evidentira u evidenciji primljenih
reklamacija. Produzavanje roka za resavanje reklamacija moguce je samo jednom.

U slu¢aju manje popravke robe zakonski rok za saobraznost se produzava onoliko koliko je potrosac bio
lisen upotrebe robe.

Ako je zbog neispravnog funkcionisanja izvr§ena zamena robe ili njena bitna opravka, zakonski rok za
saobraznost ponovo pocinje te¢i od zamene, odnosno od vrac¢anja opravljene robe Potrodacu.

Reklamaciona (ugovorna) Izjava

- Ugovorna izjava je svaka izjava kojom njen davalac daje obedanje u vezi sa robom i pravno je obavezujuca
pod uslovima datim u izjavi, kao i oglasavanju u vezi sa robom. Ona ne iskljucuje niti uti¢e na prava Potro$aca
u vezi sa saobrazno$c¢u robe ugovoru i moze predstavljati dodatni rok za saobraznost robe ugovoru,
nezavisno od zakonom predvidenog roka, kao i dodatna prava koja se daju Potrodacu u vezi sa robom, a koja
nisu predvidena zakonom.

- Prava Potrosaca navedena u prethodnom stavu ovog poglavlja sardzana su u dokumentu Ugovorna izjava
ukoliko je dostavljen uz Reklamacionu izjavu i ostvaruju se u rokovima, pod uslovima i na nacin predviden
ovim dokumentom.

- Davalacizjave je pravno lice koje je navedeno kao Proizvoda¢/Uvoznik na strani 1. ove Reklamacione izjave,
odnosno pravno lice koje je navedeno kao Proizvodad/Uvoznik/Davalac garancije na strani 1. Ugovorne
izjave ukoliko je dostavljena uz Reklamacionu izjavu. Vazi za teritoriju Republike Srbije.
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- Potrosa¢ moze da ostvaruje svoja prava nakon isteka roka za saobraznost robe ugovoru, vezano za eventualni
dodatni rok u ovlaséenim i ugovorenim servisima proizvodaca koji su navedeni na strani 4 ove Reklamacione
izjave. Proizvodac u eventualnom dodatnom roku moze da obezbeduje o svom trosku otklanjanje svih
nedostataka u funkcionisanju robe nastalih pravilnom upotrebom robe, na kome nije bilo intervencija od
strane neovlascenih lica.

Obaveze Potrosaca (Potrosac je duzan):

- Da prilikom preuzimanja robe ustanovi njegovu kompletnost i fizicku neostecenost, jer se naknadne
reklamacije toga tipa nece uvaziti.

- Da se striktno pridrzava Uputstva za upotrebu i odrzavanje robe i odredbi ove Reklamacione izjave.

- Da obezbedi odgovarajuc¢e ambijentalne uslove i strujno napajanje u skladu sa specifikacijom proizvodaca.

- Da robu poveri na upotrebu licima obucenim za koris¢enje iste i da se pre prve upotrebe robe upozna sa
uslovima rada, uslovima ove Reklamacione izjave, Ugovorne izjave, kao i tehni¢kom dokumentacijom.

- Da prilikom reklamacije robe obavezno prilozi: originalni fiskalni radun i originalnu overenu reklamacionu
izjavu. Svi navedeni dokumenti moraju biti popunjeni i propisno overeni.

- U slucaju zamene robe ili povradaja placenog iznosa, Potrosa¢ je duzan da dostavi kompletnu originalnu
ambalaZu, pratece originalne dodatke i originalnu dokumentaciju. U sluc¢aju da nesto od navedenog
nedostaje, u slucaju zamene robe, zadrzace se nedostajuci deo iz kompleta nove robe.

- U slu¢aju neopravdane reklamacije, potrosac snosi sve eventualne troskove po vazecem cenovniku servisa
proizvodaca.

Odgovornosti za saobraznost i Saobraznosti ne podleZu kvarovi nastali zbog:

- Neadekvatne instalacije, nestru¢nog rukovanja ili neadekvatnog odrzavanja.

- Ukoliko instalaciju opreme izvrsi struéno lice koje nije na spisku ovlaséenih servisera, isti je duzan da odgovori
na reklamaciju izlaskom na teren i proverom sistema

- Mehani¢kog, hemijskog ili bilo kakvog drugog osteéenja nastalog nakon kupovine robe.

- Varijacija u naponu elektri¢cne mreze, udara groma i prateéih pojava, vise sile, elementarnih nepogoda i
prirodnih dogadaja.

- Koric¢enja software-a, drugih priklju¢nih proizvoda, delova ili potro$nog materijala koji nisu saglasni
specifikaciji proizvodaca.

- Radnji potrosaca ili trecih lica, popravki ili prepravki robe od strane neovlascenih lica, upotrebom
neodgovarajuce dodatne energije ili opreme ili posledica ovih radnji.

- Preteranim radnim optereéenjem robe, koriséenja robe izvan granica naznacenih u uputstvu, izvan
parametara radnog rezima, parametara okruzenja i radnih optereéenja preporucenih od strane proizvodaca.

- Uticaja: vlage, vode, toplote, vibracija, prasine, ekstremnih uslova spoljne sredine i sli¢no.

- TroSenja delova robe koji su po svojoj prirodi takvi da se upotrebom trose kao sto su: toneri, ink kertridzi,
glave ink jet Stampaca, valjci za povlacenje, mehanizam za transport papira, baterije i sve ostalo $to
proizvodac defini$e kao potroni materijal

Gubitak prava potrosaca nastaje:

- Ukoliko se utvrdi da je na reklamiranoj robi vréena neovlaséena servisna intervencija.
- Nestruénim i nesavesnim koris¢enjem robe.

- Ukoliko se Potro$aé ne pridrzava obaveza definisanih u poglavlju Obaveze potrosaca.

Napomene:

Kupac robe koji se ne smatra potrosacem u smislu Zakona o zastiti potrosaca ima pravo na saobraznost
robe i sva druga prava u skladu sa ugovorom zaklju¢enim sa prodavcem takve robe i odredbama ove
Reklamacione izjave, ukoliko ista nisu u suprotnosti sa pomenutim ugovorom o prodaji te robe. Ukoliko
drugadije nije definisano ugovorom, Kupac robe koji se ne smatra potroda¢em u smislu Zakona o zastiti
potrosaca, ima pravo na rok za saobraznost uredaja u trajanju od jedne godine od dana prelaska rizika na
kupca.

Usluge na terenu i odrzavanje koje nisu obuhvaceni Reklamacionom izjavom naplacéuju se prema vazeéem
cenovniku servisera.

- Dobijanjem ove Reklamacione izjave, smatra se da je potrosac upoznat i saglasan sa svime $to u njoj pise.

- Za sve sporove vezane za ovu Reklamacionu izjavu bi¢e nadlezan sud u Beogradu.
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PODACI O MONTAZI KLIMA UREDAJA

Montazer

Datum montaze

Pecat montazera

Potpis montazera

PODACI O SERVISIRANJU KLIMA UREDAJA

Servis

Datum servisiranja

Opis usluga

Potpis servisera

PODACI O SERVISIRANJU KLIMA UREDAJA

Servis

Datum servisiranja

Opis usluga

Potpis servisera

PODACI O SERVISIRANJU KLIMA UREDAJA

Servis

Datum servisiranja

Opis usluga

Potpis servisera

PODACI O SERVISIRANJU KLIMA UREDAJA

Servis

Datum servisiranja

Opis usluga

Potpis servisera
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AUTORIZOVANI SERVISI SRBIJA

Aleksinac, TR SKY, Knjaza Milosa 86/4, 018/805-577; 065/4029366; 065/5377766, sky_aleksinac@yahoo.com
Aleksinac, FRIGOTERMIKA, Maksima Gorkog bb, 018/803-579; 060/150-43-63, frigotermikaaleksinac@gmail.com
Arandelovac, MB ELEKTRONIC, Kralja Petra | bb, 034/701-235; 062 701 235, office@mbelectronic.rs

Bag, Backa Palanka, Backi Petrovac, KLIMA BUGI-SERVIS, Proleterska 26, 064/61-54-750, bsa@hallsys.net

Backa Palanka, BAP ELEKTRO, Branka Radicevica 27, 021/754-093;063/580-905, bapel@eunet.rs

Bela Crkva, MOBIL & PRO, | Oktobra 67,013/853-999 ; 066/013717; 062/283 393, office@mobilpro.rs

Bela Crkva, MIG COMPUTERS, | Oktobra 58, 013/852-501; 063/1094-944, igor@migcomputers.rs

Beograd, ACRO KLIMA, Lole Ribar br 2,011/257-8281; 064/157-9201, acroklimadoo@gmail.com

Beograd, ASN KLIMATERMIK, Ul Ruza 17 dz Kumodraz, 060 47 47 044, nebara2410@gmail.com

Beograd, SZTR FRIGO KLIMA, Petra Konjovica br 12V, lokal30, 011/351-1590; 064/642-4080; 011/751-0274;
064/642-4082, frigoklima@sbb.rs

Beograd, SANTERMO, Trise Kaclerovica 27z,011/388208; 064/17-07-398; 065/8214-016, janicijevichoban@gmail.com
Beograd-Boréa, ALSTEDO, Put za Ovéu 20G, 011/3329719; 063/7739041, dobrass@mts.rs
Beograd, ART ELECTRONIC, 7. jula, LeStane, 063 235-111; 063 356 715, darkotakov@gmail.com

Beograd-Zemun Polje, DELTA ELECTRONIC, Vojlovi¢ka br 2, 011/405-0575; 011/409-4481; 064/125-5442,
delta.electronic.service@gmail.com

Beograd, DELTA FRIGOMATIC, Prvi maj 77,011/8075-096; 064/115-3232, deltafrigomatic@gmail.com
Beograd, DAK Electronic, Zrenjaninski put 5a, 060/32-95-085, office@dak.rs
Beograd, EXTERMO COOL, Alekse Nenadoviéa 10, 011/244-2400; 063/258-740, extermocool@gmail.com

Beograd, FRIGO ADV D.O.0, Il Save Kovacevic¢a 29/1,011/3318-221; 060/500 60 76; 063/225 876; 060/500 60 74,
petar@frigoad.rs

Beograd, FRIGO ELEKTRO, Plitvicka 16/2,064/1342-134; 065/2087-010, milovanklima@gmail.com
Beograd, FRIGO GLOBAL, DZona Kenedija 17/6, 064/9645505; 060/3696940, frigoglobalbgd@gmail.com
Beograd, FRIGOMANEX, Stevana Opacica br 10-1b, 011 7511536, 066 5511536, frigomanex@gmail.com

Beograd-Cukarica, FRIGO MAKS, Bore Radojevi¢a br 24,011/2573175; 064/1101900; 062/1101900,
frigomaks@gmail.com

Beograd, FRIGO OPREMA, , 066 555 9 555, frigooprema1@gmail.com

Beograd, FRIZ SERVIS, Marka Oreskovica 21,011/242-2932; 065/9872891; 063/222-470, beli@sbb.rs

Beograd, HOME COOL SYSTEM, Ustanicka 204 A, 011/630-11-70; 061/685-4120, homecoolsystem@hotmail.com
Beograd, IMPERIUM KLIME, , 062/1066025 ; 061/6460663, imperiumklime@gmail.com

Beograd, IGLOOCOOL, Hopovska 40, Bor¢a, 064/0751600, igloocooling@yahoo.com

Beograd, INPULS TIM, Vinogradi 13, 011/258-9058; 064/11-02-730, bobiliev@yahoo.com

Beograd, BraMat BG, Jovana Avakumovica 4,011 770 44 96 ; 060 614 45 93, bracakale@gmail.com

Beograd, KLIMA MONT PROFESIONAL, Tina Ujevica 4, 064/ 5 700 200, dejanklima71@gmail.com

Beograd -Rakovica, MAX KLIMAO11 PR Branislav Nikolic, 2. septembra br. 34,063/819-26-65,
banecarp@yahoo.com, info@teletronic.rs

Beograd, MD TECHNICS doo, Kapetana Miloa Zunjica 34A, 063/173-2273, mdtechnics@beotel.net

Beograd, OZIRIS, Kraljice Natalije br 78,011/361-2377; 063 228044, oziris@beotel.rs

Beograd, OZIRIS ELEKTRONIK, Bul. oslobodenja 18b, 063 8035770, oziris@beotel.rs

Beograd, PLAY PLUS, Sarajevska 25, 011/3628270; 0637725105, playplus@sbb.rs

Beograd, VAT servis, Radnicka 52, 011/252-0090; 011/252-0093; 063/300-153; 063/300-154, info@vat.rs
Beograd-Zemun Polje, SBT SINKO, Pinkijeva 1a,011/2615-619; 063/8475-026, sinkod@ikomline.net
Beograd-Zemun, SERVIS AS, Tosin bunar 1, 061/2346000; 061/306000, servisastb1@gmail.com

Beograd, TFT TERMO-FRIGO-TEHNIKA, Prole¢na 16, 065/333-20-65 ; 011/3972-848, tfttermofrigotehnika@gmail.com
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Beograd, TiM TEHNO SERVIS, Mikenska 20 A, Zvezdara, 062/1901 007, 011/347 85 75, tim.tehnoservis@gmail.com
Beocin, SOFTEL, Dositej Obradoviéa 15, 021/872-858; 063/527-174, softelservis@gmail.com

Becej, AS IMPEX, Zmaj Jovina 77,063/110-4108, preradovics@stcable.net

Becej, G2 SERVIS, Zmaj Jovina 131,021/6910-505; 063/8363-776, g2servis@verat.net

Becej, EL-BO SERVIS, Milosa Crnjanskog 2A, 063/8625904 ¢ 063/8925295, elesinzoltan@gmail.com

Becej - Novi Becej - Ada - Temerin - Srbobran, POLARCOOL, Udarnicka 53, 063/8260854, ervinbocor@gmail.com
Bor, SERVIS TERZIC, Njegoseva 46, 030/423-360; 063/1179031, dejan.terzic@mts.rs

Crvenka, CRVENKA NET U.S.O., Petra Drapsina 7, 025/730-288; 731-167; 069/731-167, aleksandar@crvenka.net
Cacak, ELEKTROLINK D.O.O, Slavka Krupeza 6, 032/345-100; 064/8403-569, linknet032@beotel.net

Caéak, SZR ELEKTRO SAVIC, Rigadje BB, 032/5589-365; 064/840-3248, servis@elektrosavic.co.rs

Cacéak, USPON doo, Gradsko $etaliste 57, 032/340410;064/8601509, office@upon.rs

Caéak, CMC ELEKTRO, KONJEVICI 32103, 063 813 84 85, cmcelektro@yahoo.com

éuprija, EUROMONT, Jugoslovenska 16, 035/8477-909; 063/667-252, serviseuromont@gmail.com

Cuprija, Despotovac, Jagodina, Paracin, Rekovac, Aca servis, Mijatovac b.b. 35236 Mijatovac, 063/707 84 85,
servisacal@gmail.com

Deliblato, ELEKTRO FRIGO BANE, Deliblato, 064/4324974, andrejic.branislav@gmail.com

Jagodina, EKO-LED PLUS, Kneza Milosa 139, 035/250-156; 063/646-263, ekoled@yahoo.com

Jagodina, FM ELEKTRO SG doo, Kneza Lazara L1, lok. 7,064/361-28-16; 064/158-10-86, fmelektrojagodina@gmail.com
Kikinda, XEON, Svetosavska 68, 0230/25-766, karic@Xeon.rs

Kikinda, BUS COMPUTERS, Nemanjina 36, 0230/402740, info@bus.co.rs

Kikinda, Frigo-Termo Max, Rade Trnica 116, 0605507056, frigotermomax@yahoo.com

Kovin, FRIGO TERM S plus, JNA 116, 063/302-657, frigotermkovin@gmail.com

Kragujevac, FOKUS, Ljubise Bogdanovica 14, 034/314-400; 323-949, fokuskg@sbb.rs

Kragujevac, SZR SERVIS COOL, Kneza Mihaila 52/A, 034/362-942; 063/813-6351, serviscoolkg@gmail.com
Kragujevac, EXCCLUSIVE JELENA, Kneza Mihaila 89, 034/360630; 034/331639; 066/6-360630, v1111@mts.rs
Kraljevo, FRIGOKLIMA TOMICA, Majevicka br 7, 064/0079797, tomicaklima@gmail.com

Kraljevo, ZTUR BOCO, Nusi¢eva 2/s, 036/355-005; 064/18-13-999, boco@tron.rs

Kraljevo, FRIGOSISTEM SEKULIC, Bure Dukic¢a 50N, 064/5664356, frigosistemsekulic@gmail.com
Krusevac, ELGOR, Mise Mitrovi¢a 105, 037/456-149; 063/822 5 033, gorelektro@gmail.com

Krusevac, FRIGO OPREMA, Cara Lazara 382, 037/456 456; 064/111 3 111, frigooprema@gmail.com
Krusevac, ZIS INVEST, Mihajla Zivica 2,037/886-324; 063/188-63-24, zis.invest@gmail.com

Kula, ELTEK PLUS DOO, M. Tita 266C, 025/721-480; 062/799 -753, elteknet@gmail.com

Kula, PC+ Kula, Marsala Tita 266a, 025/721-135; 065/200-41-16, kulapcplus@sezampro.rs

Leskovac, Katalog d.o.o., Stepe Stepanovica 3,016 213 312, servis@ka.rs slavoljub@ka.rs

Leskovac, SERVIS EL, Bure Bakovica 59, 016281736; 016280851; 064/174-95-09, elservis016@gmail.com
Ljig, CENTAR, Kolubarska 1,014/3443953; 063/208278, centar@ljig.net

Mijatovac, Aca servis, Mijatovac BB, 063 707 84 85, servisacal@gmail.com

Mladenovac, ON-LINE, Milutina Milankovic¢a 14, 011/6234813; 065/8220411, servis@on-line.co.rs
Negotin, PREDIC PROMET, 12. septembra br 14, 019/544-969; 063/546-969, exshopng@sezampro.rs

Nis, FRIGO ANJA, Bubanjska 16, 018/280-169; 064/152-26-27, frigo.anja.shop@gmail.com

Nis, COMPUTER WEBSHOP, Obrenoviceva 84, 018/250021; 069/1350033, servis@computers.rs

Nis, TOTAL KLIMA, Francuska 6/5,018/531853;063/467128; 065/2467128, totalni@yahoo.co.in

Ni§, MD TRADE, Zarka Burica 12A, 018/224114; 063/7252085, mdtrade@eunet.rs
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Nis/Jelasnica, Frigo Pingvin, Cvijicevo soiklace 8, 064 22 55 710, goran.krle@gmail.com

Nova Pazova, ELEKTROSERVIS STANKOVIC, Vuka Karadzi¢a 98, 022/329286; 065/3319577,
elektroservisstankovic@gmail.com

Novi Sad, LEXXON, Zelezni¢ka br.28,021/472 10 60; 063/502 785, lexxon@gmail.com

Novi Sad, SILER, Stanoja Glavasa 114, 021/503-218; 065/2505-700, ivansiler8é6@gmail.com

Novi Sad, BLUE ROSE, Rumenicki put 87,021/827-106; 063/503-180, bluerosekisac@gmail.com

Obrenovac, , Pavlovica kraj 7,060/344 26 30; 064/1752556, servis@frigotehnika.rs

Obrenovac, MICROHARD, Milosa Obrenoviéa 140, 011/4124-123; 063/308-114, microhard@mts.rs
Odzaci-Ratkovo, FRIGO MIKOVIC, Ratka Pavlovica 37, 063/841-8229, frigomika@gmail.com

Panéevo, RATKOVIC, Semberijska 14, 013/370-101; 063/472-524, ratkovicmrm@gmail.com

Paracin, ZTR, SERVIS EUROKLIMA, Vojvode Misic¢a 30/5, 035/570-550; 062-570-550, euroklima@ptt.rs

Pirot, EKO-MRAZ, Dragoljuba Milenkovi¢a 28,010/311-141; 063/822-0748, ekomraz@medianis.net

Pirot, PARGA, Trg Republike 146, 010/3227725, pargatrgovina@gmail.com

Pozarevac, AGATEL, Nemanjina br 11,012/541-175; 060/641-0775, agatel@ptt.rs

Pozarevac, ZENER, Misarska 5,012/550-536; 065/2550536; 066/5550536, zenerservis@gmail.com

PoZarevac, ELEF, Vojvode Milenka 15, 012/550053; 063/241839; 061/1167783, elef.pozarevac@yahoo.com
Pozarevac, PD" GSM&PC SHOP", Trg oslobodenja 3, 064 825 0028, gsm.belatehnika@gmail.com

Prokuplje, SOLON, Ratka Pavlovic¢a 195, 027/325-466; 063/803-3547, solonpk@mts.rs

Razanj, FRIGOTERMIKA, Maksima Gorkog bb, 018/803-579; 060/150-43-63, frigotermikaaleksinac@gmail.com
Ruma, SBT RASA, Vladimira Nazora 4, 060/471-3120, sbt.rasa@gmail.com

Sefkerin, Frigomanex, JNA 7,0117511536; 0665511536, frigomanex@gmail.com

Smederevo, ALFA FRIGO, Kolarska 159, 026/660-493; 026/660-501, alfafrigosd@sezampro.rs

Smederevo, SATURNUS, Karadordeva 12/136, 026/4616-785; 063/231-631, saturnussd@yahoo.com
Smederevo, ELEKTRO DIPOL, Oslobodenja br 66, 064/ 367-6765; 066/231-035, elektro.dipols@gmail.com
Smederevska Palanka, ELTOSAN, Branka Radicevica bb, 026/4150000 063/271626, dejan@eltosan.rs
Sokobanja, FRIGOTERMIKA, Maksima Gorkog bb, 018/803-579; 060/150-43-63, frigotermikaaleksinac@gmail.com
Srbobran, ELEKTROSERVIS PEDA, Miladina Jocica 18,021/732-162; 063/544-822, predrag_jacic@mts.rs
Sremska Mitrovica, DELTA PLUS, Fruskogorska 25, 022-682 099; 022/617 890; 064-123 76 70, delltaplus@gmail.com
Sremska Mitrovica, DMG-TIM, Marka Pericina 3/7,060/070-9464; 065/870-9465; 064/870-9111, dmgtim@gmail.com
Stara Pazova, ETERM-MR, Janka Cajaka 20,022/312-293; 062/592-181, eterm.ratkovic@yahoo.com

Subotica, MEGA ELEKTRO, Stipe Grgica 75, 024/536-514; 063/504-537, megaelektroservis@gmail.com
Subotica, SZR ERA, Jovana Mikic¢a 150, 024/532-916; 063/863-1576, era@tippnet.rs

Subotica, SU EKONOMIK, Brace Radi¢ 89, 063/10-567-88, suekonomik.servis@gmail.com

Subotica, NM INZENJERING, Spanskih boraca 95, 069/2394718, nminzenjering.su@yahoo.com

Subotica, s.z.r. - Kajdocsi, Timocka 22, servis@kajdocsi.co.rs, 024/576-433

Svilajnac, ZTR DUTA, Dimitrija Katica bb, 035/312614; 035/311720; 035/312496; 063/607023, ddi@ptt.rs

Sabac, AKSEL, Vladike Joanikija Neskovica 1,015/30 44 45; 063/326-303, aksel015@gmail.com

Sabac, CENTRAL SERVIS, P. Smiljani¢a 52, 015/319530; 015/319533; 063/346222, servis@c-electronic.com
Sabac, Servis Mihajlovi¢ 015, Prote Smiljani¢a 2, 064 4088015, servismijailovic@gmail.com

Sabac, ZTR OBRADOVIC, Kralja Milana 47a, 015/344-997; 015/354-797; 063-238-785, overa@ptt.rs

Sid, FRIGOMONT, Vojvodanska 104 ¢, 022/731-634; 063/81-86-751, frigomonts@mits.rs

Temerin, RT-Sistemi, Rakoci Ferenca 203, 021 384 4796; 060 085 9500, milos.rajkov@rtsistemi.rs

Trstenik, SZR "FRIGO SERVIS!, Odzaci 37240, 037 713242; 069 610803; 064 1816341, szrfrigoservis@hotmail.com
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Valjevo, FRIGOTEHNIKA, Jakova Nenadoviéa 70, 014/237-264; 014/247-684; 063/80-92-899,
frigotehnika.va@beotel.net

Valjevo, Unikom-Unisat, Uzun Mirkova 55, 064/23 56 777, dusko.unikom.valjevo@gmail.com

Veliko Gradiste, SERVIS GIGA, Boska Vrebalova 5b, 063/311 402, servisgigavg@gmail.com

Velika Plana, TEHNOSERVIS, Nikole Pasica bb, 062/261622; 062/261628, dejan@tehnoservis.rs

Vranje, BETA COMPUTERS, Bure Jaksica 19,017/400106; 064/8238337, betanabavka@gmail.com

Vrsac, BEOSERVIS, Svetozara Mileti¢a 84, 013/2824-136; 064/540-3280, nedic.s@sbb.rs

Vrsac, ELEKTROSERVIS FLESH, Banatska 50, 063/302-741; 013/805-315, flesh@sbb.rs

Vugéje, FRIGO SISTEM, JNA 38, 016/3427-382; 063/7 603 509, draganfrigosistem@yahoo.com

Zajecar, SERVIS VITA OBOD, Kursulina 20, 019/463-047; 063/485875, vitaobod@gmail.com

Zitorada, TPZR Majstor u Kuci, Toplicki heroji 45, 027/8361068 065/8361068, prodaja.majstor@gmail.com
Zrenjanin, IMPERIUM KLIME, , 062/1066025; 061/6460663, imperiumklime@gmail.com

Zrenjanin, KLIMA CENTAR ZRENJANIN, Dr Kornela Radulovi¢a 22, 023/511494; 060/511-4949, m.zdravko@gmail.com
Zrenjanin, SERVIS MIJATOVIC, Zarka Zrenjanina 43, 023/536-331; 063/583-561, duskomijatoviczr@gmail.com
Zrenjanin, ART COOL, lvana Aéina 35, 023/530-877; 063 7763259, artcool@sbb.rs

131






